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PREFACE

The following Proceedings of the Symposium on "An Appraisal of
Halogenated Fire Extinguishing Agentn" consist essentially of two groups
of papers. One group involves very practical applications described
from engineering and fire protection points of view. The other group
comprises fundamental toxicity research studies designed to identify any
potential health problems. Since the intent of the Symposium was to
provide an up-to-date basis for intelligent selection of which, if any,
of the halogenated agents should be used in a given set of circumstances,
it seems appropriate to provide some perspectivL on these two groups of
papers.

The applications papers describe the effectiveness of the various
agents and "how to do it." Their findings are directly appli.cable to
actual fire control situations. The toxicity papers serve to identify
what might possibly happen under the worst conceivable circumstances.
They also provide insight on safe circumstences of human exposure and on
potential problems that might be associated with actual exposure during
fire control activities. By their very nature these papers cannot be
precisely related to actual fire-fighting activities and thur their in-
terpretation requires professional judgement.

The Symposium clearly shows that the possible health effects in
a fire-fighting situation arise from three sources: (a) the fire and
its combustion products, (b) the control agent, and (c) its combu-stion
products. The risk to human health and property from (a) and (c) can
be kept to a minimum by sensitive and rapid engineering methods for de-
tecting the fire and delivering the agent. The risk to human health
from (b), the agent, during fire-fighting requires a judgement of prob-
able effects from the calculated amounts of agent to be used and the es-
timated time of exposure. The overall assessment of risk to hPalth and
propeity is one of balancing these three considerations. The choice
among halogenated agents and between them and some other fire control
system is a similar balancing of risk. The Proceedings of the Symposium
provide a current state of knowledge upon which to base such judgement.
There are many circumstances in which these materiLls may be safely and
effectively used. The choice between agents depends upon the detliled
circumstances.

The Symposium also shows quite clearly that the effectiveaess of
these agents can be markedly affected by the design and operation of the
total fire Lontrol system. Fires present minimum threat to property or
health when they are detected early in their development and e~tinguished
rapidly (less than ten seconds) with sufficient agent. The opposite
situation exists with a longstanding fire involving heated me-al sur-
faces when it is attacked by a limited hand-held extinguisher.

v Preceding page blank,



Effectiveness and health hazards are also subject to variation depending
on the location of the fire, for example,whether it is in a confined
space subject to total flooding or in a windy opea area.

The reader is urged to seek knowledgeable advice concerning a
particular application when deciding to use any of the halogenated agents.

Herbert E. Stokinger, Chairman

Committee on Toxicology

Caxl W. Walter, Chairman

Committee on Fire Research
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WELCOME AND INTRODUCTION

Carl W. Walter

Harvard Medical School

Dr. Christian: I would like to welcome you all to this Symposium on
"An Appraisal of Halogenated Yire Extinguishing Agents" and to intro-
duce to you the Chairman of the Committee on Fire Research, Dr. Carl
Walter of Peter Bent Brigham Hospital and Harvard University.

Dr. Walter: A brief word concerning this symposium. As you know, the
halc-" are sort of a special-purpose fire extinguishing agent, and
while many still doubt their effectiveness, many realize they are po-
tent agents, particularly in special situations.

There has been much discussion, and many reports concerning tox-
icity of these agents as they are used. Part of this stems from the
fact that there is a wide spectrum of use from accidental dispersal to
using them in small quantities on very advanced fires. Hence the tox-
icology is a spectral sort of experience, and many techniques have been
developed to permit the safe use of these agents. it is this kind of
information that we hope to review during this symposium, so that
everybody understands what we are talking about, and that we can go
forward constructively in the application of these spectacular agents
in the control of special situations.

I would like to introduce members of the two Committees that
sponsored this symposium, so that you know who they are. If you have
any questions, feel free to buttonhole them during the course of the
symposium.

Preceding page blank
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REMARKS

Dr. Christian: This first session we have entitled an Orientation
Session. We hope here to develop a little background on these agents
for some of you who may not be as familiar with the history and devel-
opment and effectiveness of halogenated agents as many of us are.

The first speaker is my colleague from Underwriters'
Laboratories, Stanley Auck. His present position is Associate Manager
in the Fire Protection Engineering Department. He has responsibLlity
for fire protection equipment and systems. I think he is, so to speak,
in the thick of things with these particular kinds of materials. He
will speak on a "Short History of Halogenated Fire Extinguishing
Agents."

,I
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SHORT HISTORY OF HALOGENATED FIRE EXTINGUISHING AGENTS

S. E. Auck

Underwriters' Laboratories, Inc.:

Before entering a discussion of the history of halogen;ated fire
extinguishing agents, I feel that it is important that the stage be
properly set by providing definitions of some of the important terms
that will be used in the discussion.

The title of this paper contains two items that might be in
need of definition in order to carry out a proper discussion of this
topic. The first term I'll ponsider is that of "fire extinguishing
agent." Webster tells us that fire is "the phenomenon of combustion
manifested in light, flame, and heat." To extinguish is to "cause to
cease burning." Axd finally, an agent is "something that produces or
is capable of producing an effect" (1). So putting this all together,
we have "something that is capable of causing 'the cessation of combus-
tion as manifested in light, flame, 'and heat,'

Still wo-king with the title of the paper, we must next discuss
the term "halogenated." Here Webstet says that this means treated or
caused to combine with a halogen. Since that seems somewhat circular,
we must obtain a definition for "halogen." A halogen is onE of the
elements fluorine, chlorine, bromine, and iodine. There is another
element in the group -- astatine -- ' but this one has not been found in
nature. These elements 'rake up Group 7a of the periodic system, anc
they have been given the name "halogen" which is derived from Greek
words meaning "salt former" (2).

There are thousands upon thousands of halogenated compounds,
but since we are interested in those halogenated compounds that are or
have been used as fire extinguishing agents, the field is, drastically
narrowed. I would imagine that there ate no more than two dozen halo-
genated compounds in existence that could be effectively used for ex-
tinguishing fires, and of these there are only about six that have
ever been used in significant quantities. These are Halons 104
(carbon tetrachloride), 1011 (chloro bromomethane), 1001 (methyl
bromide), 1301 (bromo trifluoromethane), 1211 (bromochlorodifluoro-
methane), and 2402 (dibromotetrafluoroethane). Of these six, only the
first four have been commercially significant in this country.

Now tc the history of these agents. At the turn of this cen-
tury, firr- extiuguishers generally fell lato one of two groups, e.g.
soda-acid exting,:ishers or fire buckets filled with water. These

Preceding page blank
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devices were auitable for use on fires requiring cooling and quenching;
for extinguishment, but were of little value on fires involving flam-
mable liquids. This situation was a matter of concern to a great
many people because the industrial revolution, which was in full swing
at this time, was bringing with it the increased use of combustible
lubricants and flammable liquids. The rapidly increasing popularity of
the automobile and the advent of the airplane created widely dispersed
uses of highly flammable gasoline.

Sometime in the interval of 1902 to 1908, the first halogenated
agent extinguishers were developed. In 1911, the first tested halo-
genated agent extinguisher appeared on the fire protection scene (3).
This latter device was a small, pump-type portable fire extinguisher
which used as an extinguishing agent a fluid that was principally car-
bon tetrachloride (Halon 104).

Evaluations of this extinguisher by testing organizations noted
that "these devices were found efficient on incipient fires in mate-
rials where water or solutions containing large percentages of water
are not effective." They were also found "to be effective in extin-
guishing fires involving electrical arcs of considerable capacity,
fires in limited quantities of volatile liquids, fires in calciumi car-
bide, and incipient surface fires on materials which absorb and retain
the liquid and retard its volatilization." These characteristics en-
abled the public to avail themselves of an extinguisher for combatting
types of firEs which they had previously been unable to handle.

What was this new agent that had been discovered? The fact of
the matter is that carbon tetrachloride was not new, having been dis-
covered in 1839 (4). In 1847 it had been used as an anesthetic for
medical operations, but was discarded because "the boundary between in-
sensibility and death appears to be so narrow and ill-defined as in
practice not to be capable of regulation" (5). The material had also
been used in England about 1900 as a dry shampoo although this use
seems to have ceased sometime around 1913. With the advantages this
material had for extinguishing fires, it seemed like an excellent
agent.

By 1917, there was some discussion going on concerning what ef-
fects carbon tetrachloride might have on the human system. At that
time, a number of people active in the extinguisher field were saying
that this material had only an anesthetic effect and that no toxicolog-
ical harm would come to persons using such extinguishers. Then in
1918, the tune began to change slightly and it was recognized that
there was "some toxic effect" associated with this agent and that care
should be taken in using it in confined spaces k3). This warning
about confined spaces had been around for some years, but it was orig-
inally promulgated on the basis of the nature of the gases generated
by the decomposition of the agent as it was used on fires. The year
1919 brought with it the first recorded deaths directly attributed to
the use of this type of extinguisher when two men working on the con-
struction of a submarine were killed. One man's clothing had caught
on fire and the other man extinguished the fire with a carbon tetra-
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chloride agent fire extinguisher. Both were overcome by the fumes and
later died (4).

In the twenties, the problem of toxicity of this agent received
further consideration by a variety of people, but nothing was really
done about it because the advantages of this agent were so great. Dur-
ing this time, another problem with this agent began to appear, that
being its corrosiveLess. This problem received great attention, as it
was felt that additives used in the extinguishing agent compounds were
the cause of this problem, and it was possible that a suitable substi-
tute could be found. These additives were used for suppression of the
freezing point of the extinguishing agent. Also the impurities that
were a part of the basic carbon tetrachlcride agent were investigated
with a view towards their elimination (3).

In October 1932, Underwriters' Laboratories, Inc. published the
first Edition of the Standard for Hand Fire Extinguishers, Vaporizing
Liquid Type (Sizes Under One Gallon), UL42A. It was in this era that
another halogenated agent made its first appearance on the American
scene. This aEent was methyl bromide (Halon 1001) and it was intro-
duced as being "the standard of all Europe" as far as vaporizing liq-
uid agents were concerned. This agent was never accepted by any na-
tionally recognized fire extinguisher testing laboratory in this coun-
try, but it did find usage for many years in small unapproved extin-
guishers. This non-acceptance was largely based on a study conducted
by Underwriters' Laboratories, Inc. in 1932 which was reported on in
that year under the title of "The Comparative Life, Fire, and Explosion
Hazards of Common Refrigerants" (6). The materials tested in this
study included methyl bromide and carbon tetrachloride, and one of the
results of the study was the establishment of a toxicity grading scale.
The tests showed that methyl bromide was more toxic than carbon tetra-
chloride, and to use such an agent was considered to be a step in the
wrong direction (3).

Through the thirties, the toxicity of vaporizing liquid extin-
guishants continued to be a problem. But the use of these materials
continued to grow because there was no better substitute. During this
era, methyl bromide was often used as a fumigant for foodstuffs such as
cheese and nuts. The use of carbon tctrachloride in numerous unapproved
glass bulb extinguishers was noted. The corrosion problem didn't let
up either. Numerou:( reports of one- or two-year-old extinguishers
being inoperabL• because of corrosion continued to come to light.

With the coming forties, the world went to war, and the halo-
genated agents went along, too. The use of carbon tetrachl~ride
extinguishers expanded rapidly with the expansion of our war effort.
The "other side" did a similar expansion, an3', as a matter of fact,
it was the Germans who are generally given credit for the development
of the next major advance in halogenated agents. During the war, they
had found that chlorobromomethane (Halon 1011) was an effective fire
fighting agent. With the defeat of Germany in 1945, this information
became available to this country, and by 1946, a number of firms be-

* gan to test extinguishers using this material. In 1947, Underwriters'
Laboratories, Inc. issued a report on the material entitled "The ;Life



Hazards and Nature of the Products Formed When Chlorobromomethane
Extinguisher Liquid is Applied to Fires" (7). The report generally
showed that this material could be considered to be on a toxicity level

comparable with carbon tetrachloride, but it was a more efficient fire

extinguishing agent than carbon tetrachloride. It was found that the
same general kind of products of de;.omposition were formed by both
materials. In the late 1940's, approved extinguishers using this mate-
rial became available. It was in this era of the mid-1940's that sales
of approved types cf these vaporizing liquid type extinguishers reached
a peak with about one and a half million units being sold per year.
1950 brought with it a number of important events. Another Halon com-
pound was being introduced in fire extinguishing work with the testing
at the Fort Belvoir military test facility of units containing Halon
1301. The use of this particular Halon represented an important de-
parture from past practice in that this was the first fire extinguish-
ing Halon to have a boiling point below O°C (8). For this reason, ex-
tinguishers using this material were not classified as vaporizing liq-
uid types but were instead referred to as liquified gas types. By
1934, this material and another newcomer, Halon 1211, had been tested
for toxicity and it was found that in their natural state they were
appreciahly less zoxic than Halons 104, 1011, and 1001. Preliminary
indications also indicated that these materials would not be subject
to the corrosion problems that had plagued halogenated fire extinguish-
ing agents in the past.

The late 1950's could best be classified as the beginning of
the end for carbon tetrachloride as a fire extinguishing agent. The
rising popularity of dry chemical fire extinguishers, which had no
toxicity problem and greater efficiency besides, had brought sales
levels down to a fraction of what they had been in 1945. And the tox-
icity problem had reached the point where at least two states had
passed laws prohibiting the use of carbon tetrachloride in fire
extinguishers (4).

The 1960's brought about the official death of one halogenated
fire extinguishing agent, and an almost universal acceptance of an-
other. In 1962, the 1301 extinguisher became "approved" by nationally
recognized testing laboratories, with the result that sales of this
type of extinguisher began a long, slow rise. And the "band wagon" to
outlaw carbon tetrachloride really went into high gear. Throughout
this decade, individual states and municipalities were passing laws
and ordnances outlawing the use of thir material. In 1966,
Underwriters' Laboratories of Canada proposed the elimination of all
halogenated fire extinguishing agents on the basis or toxicity in the
natural state and toxicity of the products of decomposition. This
proposal was later modified to allow continued recognition of 1301,
but by March of 1967, ULC had withdrawn all recognition of all other
halogenated fire extinguishing agents. In 1966, Underwriters'
Laboratories, Inc. proposed to withdraw recognition of those agents
having a natural scate toxicity of Group 4 or lower. This grouping
refers to the toxicity scale developed as part uf the work done in the
1930's that was mentioned earlier. The net effect was to drop recog-
nition of Halons 104, 1011 and 1001. After much discussion and a care-
ful study of the problem, this action became final on June 1, 1968,
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In early 1968, the federal government entered the picture by proposing
to ban the interstate shipment of carbon tetzachloride under the pro-
visions of the Hazardous Substances Act. Again, there was a restudy of
the problem, complete with public hearings, and on March 3, 1970, this
proposal became thbe law of the land. These actions created an inten-
sified interest in Halon 1301, especially where a fixed "clean agent"
extinguishing system was needed.

The 1970's opened as a decade of promise for Halon 1301. Accept-
an:e of the material as used in portable fire extinguishers was contin-
uiztg to grow. In the area of fixed systems, the use of the material
had really begun to "take off," with a number of manufacturers entering
the field with systems for total flooding of hazard spaces. Recently,
we have seen the introduction into this country of the use of Halons
1211 and 2402. Both ot these materials have been successfully used in
many European countries for some years in both portable extinguishers
and fixed systems (9).

That brings us to the present, and one might ask, "Where do we
go from here?" I'm not one for doing much in the way of "crystal ball"
forecasting, but I think that certain things can be said about the im-
mediate future of halogenated fire extinguishing agents. First, Halon
1301 is clearly established as being a useable fire extinguishing agent
for a r !mber of reasons, and its use will grow rapidly. It is a
"clean" agent, leaving no residue behind after its use. It is rela-
tively nontoxic in its natural state, and it is fairly efficient in
extinguishing fires. For Halons 1211 and 2402, the "crystal ball" be-
comes somewhat cloudy. The former will find some application in port-
able fire extinguishers in this country, and its use in fixed systems
will probably also come about. With Halon 2402, I just don't know what
will happea. I do know that for both of these materials, there have
been and will continue to be considerable investigations into their re-
spective toxicities. This concern about toKicity is based on the fact
that we no longer need accept high toxicity in order to be able to ex-
tinguish fires, and we don't want to repeat the history of carbon
tetrachloride.
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Dr. Christian: I am going to assume that there will be no discussion
on that paper since we are just about on schedule.

As the Committees approached setting up this symposium, it be-
came clear to us rather quickly that to keep the thing within bounds of
time, we would not be able to say an awful lot about the comparison of
halogenated agents with other kinds of fire extinguishing agents. Yet
you can hardly go through this thing without some comparison, I think.
In order to get that established rather early in the program, I asked
the next speaker if he could give us a capsule sunmnary of effective-
ness of these agents as oppc sed to other extinguishants which have
been used, to give us an idea of why there is any interest at all in
halogenated agents, and why we should be considering them.

The next speaker is a member of the firm of Rolf Jensen and
Associates, consulting fire protection engineers. He has been in the
fire extinguishing business for more years than he would care for me
to mention, I think, previously having been associated with the Ansul
Company. I would like to present to you Mr. Merritt Bauman who will
speak on the "Comparative Effectiveness of Halogenated Agents and Other
Extinguishants,"
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CIMPARATIVE EFFECTIVENESS OF HALOGENATED AC•ENIS
AND OTHER EXTINGUISHANTS

Merritt R. Bauman

Rolf Jensen and Associates, Inc.

Webster defines effectiveness as "a measure of the ability to
accomplish a purpose." In the fire protection fraternity we tend to
measure the effectiveness of an agent or system on the basis of either
its ability to cope with a specific hazard or a relative difference be-
teen different agents or systems. In either case, it is akin to an-
swering that old vaudeville question, "How's your wife?" with "Compared
tto what?"

To identify the absolute and relative effectiveness of halons

and other extinguishants, let's start with a definition of terms.

Figure i illustrates the interplay by which products are devel-
oped and brought -o the marketplace under the codes and standards that
control or influence the'r design and use.

The scientist in the research area is doing either theoretical
work to identify the mechanism of extinguishment or applied research to
evaluate candidate agen:s in small bench top tests. Host of the effec-
tiveness measurements he makes are based on per cent volume, weight, or
molal concentrations. Research is the acquisition if knowledge.

NFPA

Amlroval Agmncm : Local Audtoy

STDS. c DES

Manufactu Ds- uldrOwe

[Agn Hardware .!1

I rmrance
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The second group are engineers whose function is to reduce the
research output to practice. The effort consists of two phases: the
development engineer who achieves a function and the design eagineer
who embodies that function in a product or component of a system that
is produczible and marketable.

The third group are the applications engineers who relate the
product to the demands of a hazardous situation and who design a sys-
tem using components from one or more manufacturers to make up a sys-
tem to control a potential fire situation. Their responsibility is
the effective utilization of those products or components. You might
say fire insurance rates, which are based on historical data, are a
measure ol his performance.

The feedback luop of this system is through NFPA, the largest
and probably the most effective of oir code writing consensus groups
and -hrough the approval agencies. The latter have developed a set of
standardized tests representative of Class A and Class B fire condi-
tions that are used to measure comparative values of extinguishing
agents or systems.

The evaluation of the efficacy of agents and systems by the par-
ticipants in this huge consensus system is done by one of two means:
how the new agent performs when measured by these standardized tests or
how it compares with agents that have been in use and whose character-
istics and experience record are already quantified or intuitively
understood.

Ity background and experience comes from this middle area where
the outputs of research are translated to the applications groups, and
this analysis of agent effectiveness wi-l be based on how a product
engineer looks at prior test data to measure effectiveness of an agent.

First let's look at the hazards. They can be either burning in
an oxygen-rich or oxygen-starved co,;týition and it has an extreme effect
on agent performance. In general, fire tests are conducted in oxygen-
rich environments except for the peak flammability suppression points
which are obtained at a stoichiometric condition. Peak flammability
data defines "worst case" conditions for total flooding application.

The combustibles used in tests are representative of commonly
encountered hazards -- wood for Class A; and flammable liquids, such
as gasoline, for Class B. The flammable vapors from Class A materials
are usually carbon-hydrogen-oxygen groups and from Class B are carbon-
hydrogen groups. Both degrade to C02 or H20 on complete combustiox.
There is a direct ratio that measures the ease of extinguishment of
each. Flames from Class A materials arc a little easier to extinguish
because of the oxygen link.

Some people tend to classify combustibles as A or B on the ba-
sis of the extinguishing agents that are effectis'e on them and others
do it on the basis of the burning characteristics. Class C is an an-
omoly in that it is primarily an ignition source usually involved with
Class A materils. Most Class A materials very early in their burning

14



history are in effect behaving as Class B materials in terms of the de-I mands on fire extinguishing agents. If the burning vapors are extin-
guished, the fire goes out and stays out. However, cellulosic mate-
rials, which have carbon in them, have the added problem that the car-
bon can combine directly with oxygen from the air, a trait also exbib-
ited by certain metals. The problem in extinguishing such materials is
that if tbc flame is extinguished, the glow.ng carbon can act as a heat
source to evolve additional flammable vapors and also be hot enough to
ignite these vapors, although an external source of ignition could be
party, as in electrical equipment, to reignition. Class B materLals in
general %ill stay out once the flame is knocked out. However, here
too, external sources of ignition could cause reignition. Plastics and
rubber goods, particularly the latter, tend to start burning as Class B
materials but after sufficient heat has been absorbed by the plastic or
rubber, they behave as Class A combustibles. They can continue to
evolve and ignite flanmable vapors even if their flame is e.tinguished,
assuming that the extinguishing agent is transitory in the fire area.

There are additional complications to defining representative
hazards that are related to configuration, such as if it is a flat or
surface fire, three dimensional, deep-seated, etc.

We thus have for the hazards:

Flammable gases

Flanmable liquids

Flammable solids.

To cope with fires there are two primary application means used.
One is to apply agent directly at the site of the fire and bild up a
concentration of agent to such an extent that the fire is e.• Inguished
in a local manner. This can be done either by local fixed systems
where the location of the potential combustible can be predetermined,
and the other is by manual application by portable or semi-por!able
ext•nguishers. Measurement of effectiveness on these methods of appli-
cation in general will relate to the size of the fire and the ir.dica-
tor of the effectiveness is usually some factor based on the quantity
of agent required to extinguish.

The seLond application means is by total flooding where an en-
tire volume or area must be covered without respect to the size of the
fire hazard. These are fixed systems. Fire extinguishing effective-

* ness is thus not related to the size of the hazard but only to its na-
ture and configuration. The quantity of agent is then prescribed
based on the area to be covered or the volume to be flooded.

At this time there are no good, representative, reproducible,
standard tests for Class "A" and plastics-rubber combustibles under
total flooding conditions. Therefore, this paper will deal only with
known, verified, representative performance data on Class "B" agents --

flanmmable gas and liquids.
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Now if we go back to defining effectiveness, the commonly used
methods are;

By weight of agent

By volume of agent

By gross weight of the extinguisher or system

"By space occupied by the extinguisher or system

By cost of agent

By cost of the extinguisher system

By cost-effectiveness of the system, including the installed,
maintained, and recharges cost over a period of time relative to
the probability of actuation

By probability of success

By potential gain over potential threat (such as fire extin-
guishing ability versus threats posed by the agents such as cor-
rosion, reactivity, toxicity, and contamination)

By risk management

The latter is the total hazard of an entity (structure, processes, con-
tents, and people) counterbalanced by protective systems plus probable
residual loss.

Hazard = Protection + Risk

The right hand side of the above equation includes the insurance and
insurability factors, and both tangible and intangible losses. A fire
protection engineer would normally plan the protective systems to en-
able risk management analysis. The active fire extinguishing systems
are only a part of this total package of devices that prevent, retard,
detect, and extinguish fire. A typical loss pattern would appear as
in Figure 2 where measured loss, usually in dollars, is related to
time of burning.

In general, if immediate action by people on-site can control or
extinguish the fire, such as with a portable extinguisher, losses would
be small. A second range of losses would result if the fire got beyond
that capability or such systems weren't employed and the fire were con-
tained or controlled by a primary fixed protective system, such as total
flooding with a Halon agent or local application by automatic sprinklers.
It is probable the Halon system would be closer to the left in terms of
loss and the automatic sprinkler system closer to the right primarily due
Lr -he likelihood of faster detection and extinguishment with the Halon
'"nm. The third general loss area is when the primary system fails r''

back.-up system, such as municipal fire fighting department, must be
.ought in to complete the fire fighcing. Risk management incorporates the
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capabilities of each of these fire extinguishing s•ystems and the prob-
ability of their effectiveness.

Now let's take a look at some actual ,erformance comparisons of
fire extinguishing agents.

There have been a great many suppoiedly definitive tests run on
halons and other agents over the years, Sone of the more notable Halon
reports were put out by PRDL; Ansul-du&ont; Furr ue, Bureau of Mines;
Dow Chemical Company, and the Naval RetsFarch Laboratory. The manner of
conducting the tests, such as prebutn cianos, fuels, configurations, and
so forth can produce widely varying results. As an instance, local ap-
plication tests of Halon 1211 and halon 1301 from five different inves-
tigators over a ten year period showed that if Halon 1301 were assigned
the value 100, Halon 1211 woulrd vary somewhere between 55 and 198 in
effectiveness relative to 1301.

When planning an extinguisher or extinguishing system for manu-
facturing and marketing, it is essential that it be measurable in the
same terms that the applications engineer will measure it if any level
of economics success is to ensue. A major stimulant to the develop-
ment of extinguishing agents in this country took place in 1954 when
Underwriters' Laboratories, Inc. adopted a system of measuring Class B
capabilities of extinguishers on a series of test pans using controlled
conditions for the fire environment and incorporating an operator of
tthe portable extinguisher as part of the fire test rating. It has been
in use for 18 years with little change and has provided application en-
gineers with an invaluable reference for both comparative and absolute
effectiveness.

* An eleganr tool that we use to identify the capability of extin-
guishing agents zrd to identify where certain extinguishers by size or
configuration were not performing to "the-state-of-the-art" was to pool
all published data on extinguisher ratings in the UL fire test s, ,tems,
Jot the data on log-log paper, and draw envelope curve!; at the peak
points, using straigl t lines. A family of parallel c,:rves develops for
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each agent and enables one point to predict performance of an entire
family of extinguishers. Fires up to 50 sq. ft. in area are conducted
indoors and the extinguisher is required to have a discharge time of
eight seconds or more. Larger fires are run outdoors and have a gradu-
ally increasing minimum discharge time requirement.

The time restriction imposed by UL and FM automatically narrows
the ability of a manuiacturer to exploit the rate of application char-
acteristic on portable Extinguishers. Figure 3 illustrates the general
effect of rate and quantity on excinguishment.

Portables of necessity have to be the right hand side of the
minimum quantity point. Fixed systems, particularly local application
systems, can optimize agent performance by high flow rates. The mini-
mum point is usually ir the range of two to four seconds for most
agents.

Figure 4, the envelope effectiveness curves of portable extin-
guishers, measures the relative Class B effectiveness on a unit weight
basis. The chart can either be read horizontally to identify the
amount of agent required to extinguish a specific fire size, or verti-
cally to determine differences in effectiveness with the same amount of
agent. Note that the quantity of agent is the amount in the extin-
guisher, not the amount actually used to extinguish the fire.

Marketing people would use the ordinate because the relative
difference by percentage would be greater. That's called gamesmanship
-- how to win without actually cheating. The more honest measure is to
read horizontally and presume that extinguishers have been tailored to
minimize the quantity of agent required to extinguish one particular
fire size; that is, by holding the hazard constant.

Using this latter method, let's follow the product engineer's
analysis of the data. In the halon family, I selected 1301 because a
great deal of test work has been done on it by a number of authorities,
there is a listed extinguisher of this type, and it is widely used in
the Army. However, it is a gaseous agent on discharge and, as re-
ported in many places in the literature,has certain limitations with
respect to range. Therefore, a halon normally liquid at room

/
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temperature was also used for compalison. The one selected was 2402
because it proved to be more effective on UL pan fire tests than either
carbon tetrachloride, the only previously listed liquid extinguisher,
or CB which is widely used in the Air Force. Carbon dioxide was used
for comparison because it has a long history Lnd it is a gaseous extin-
guishing agent that functions on a different and less effective mechan-
ism of extinguishment than the Halons. Two dry powdered materials were
used: monoammonium phosphate because it is repidly becoming a major

ire extinguishant and is about as effective as sodium bicarbonete, and
potassium bicarbonate because it is the most effective agent currently
listed.

A factor in optimizing performance of extinguishers with these
agents is that the gaseous and liquid agents can only utilize hardware
improvements uhereas the dry powdered materials are also capable of
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being altered in characteristic by control of particle size or surface
area. The range problem imposed by the UL test method is judged by
most using authorities to be a reasonably demanding characteristic of
an extinguisher.

e°igure 5 illustrates the relative effectiveness of these agents
on a unit weight of agent basis for a UL 10-B rating (25 sq. ft. of
heptane) with a one minute preburn cn a steel pan with a 6" freeboard
and tested indoors under controlled draft conditions.

Some of these agents require containers with higher working
pressures because of their physical characteristics, have differing
problems of expelling to achieve maximum effectiveness or cause con-
tainer materials selection and cost to vary by corrosion resistance re-
quirements. These factors affect both cost and weight of the total ex-
tinguisher. Figure 6 illustrates the gross weight of the extinguishers
for equal effectiveness.

Figure 7 shows a comparison b~sad on the cost of the agent for
the quantity required to extinguish the 25 sq. ft. fire -. the selected
level of effectiveness. Agent cost is often improperly evaluated on a
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per pound basis and aot on a per unit of effectiveness basis. This has
had an adverse effect on acceptance of halons.

Figure 8 illustrates the cost of the complete extinguisher for
equal Class "B" effectiveness.

Noc only Halons have an agent cost stigma. Based on the number
of extinguishers sold each year in this country, it must be ccncluded
that the monoammonium phosphate and sodium bicarbonate extinguishers
reach an acceptable performance level. Yet the superior Class B cost-

effectiveness of potassium bicarbonate illustrated in Figure 8 is not
prized except in extremely high hazard areas. The moderating influence
in the purchasing pattern is probably due tO comparing the cost of dry
chemical agents on a unit weight basis without respect to Class B ef-
fectiveness, as shown in Figure 9.

No comparisons of the effectiveness of these agents on standard
Class A fires are possible at this time since of this group of agents
only monoanmon.um phosphate has achieved a Class A capability recogni-I
tion on local application.

To structure comparatiye effectiveness of the Halons and other
extinguishing agents in total flooding applications, the agent selection

25

20-

15

CO2  1301 2402 MAP PK

Cost of Extingunher for Equal Effectr*ei

FIGURE 8

21



40

301- CIi

~20ý

CO2 MAP PK

Cost of Agent per Pound

FIGURE 9

or the criteria for comparison are much more difficult. Extinguishment
is achieved by indiscriminate distribution of the agent. This causes
the scientist's bench-top tests of peak flammability to be applied di-
rectly in the marketplace. The quantity of agent required to extinguish
on a unit volume basis has been reasonably defined over a period of
years. The NFPA Standards 12, 12-A, and 12-B for C02, Halon 1301 and
Halon 1211 respectively, furnish definitive data on a variety of coumon
Class B combustibles for effectiveness comparisons.

The treatment of the data consisted of eliminating the safety
factors on all combustibles common to these tables. The actual percent
by volume to extingiish was then analyzed. A scatter graph revealed
that there is a reasonable correlation between the quantity of the
Halons versus the quantity of C02 required. Each of the combustibles
was weighted on the basis of the quantity consumed in this country per
year, assuming fire incidence relates to consumption. The difference
between the flammable gases and flam•mable liquids was within ten per-
cent so the data on each have been lumped in order to make a single ef-
fectiveness comparison.

It was not reasonable to include such agents as water from auto-
matic sprinklers, high expansion foam or foam deluge systems in select-
ing the agents to use for the total flooding effectiveness comparisons.
Sprinklers and foam are related to area rather than volume for their
quantity demand for fire extinguishing and the others did not furnish a
good basis for comparison. The cost of an entire system for fire con-
trol of a prescribed occupancy could present a means of evaluating the
end-use effectiveness of all agents, but a risk management analysis
would have to be used.

For convenience, only Halon's 1211 and 1301 were used from the
Halon family. Halon effectiveness in total flooding is measured by
peak flammability data so any of the reliable published reports can give
comparable effectiveness indicators for other Halons. Specific combus-
tibles will alter the agent demand used in these "averaged" data. The
primary basis of c-m-narison of these Halons is with carbon dioxide.
There is a long history and familiarity with C02 by designers and owners

of fire protection systems.
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Figure 10 illustrates the relative effectiveness by volume.
However, again we have a bit of gamesmanship because the agents are
normally purchased by the pound and not by the cubic foot. The re-
search laboratory methods lend themselves more readily to measuring
volume, but the making and selling of systems using these agents is usu-
ally based on unit weight.

Figure 11 illustrates the relative effectiveness on a weight
basis.

Figure 12 illustrates the cost of the agent for an equal unit of
extinguishing effectiveness by total flooding. Figure 12 gives a false
impression of excessive Halon cost if a systems engineering approach is
not taken in the fire protection Planning. When the cost of design, in-
stallation (including the container, piping and nozzles), agent, detec-
tion and actuators are lumped together, a totally different picture
comes into focus as Figure 13 illustrates. Dampers and other means of
agent confinement were not included in the systems cost comparison
shown on Figure 13.

In conclusion, the Halons in portable extinguishers are about
twice as effective as carbon dioxide on a unit weight basis and, in
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turn, are about two-thirds as effective as the dry chemicals. kithin
the Halon family, the liquid Halons are, in general, somewhat more ef-
fective than the gaseous extinguishing agents probably because of range.
The prognosis for future utilization of Halons in portables would be in
competition with carbon dioxide extinguishers where equal effectiveness
can be achieved at the same or lower cost with much lighter weight,
easier to handle extinguishers.

In total flooding, Halon 1211 is two times and Halon 1301 is
three times as effective as C02 on a unit weight basis, and on a sys-
tems cost basis both are slightly less expensive than C02.

Recharge cost, when lumped with the total cost of a fire loss,
is not significant. Local flooding, that is, building up an extinguish-
ing concentration only where the combustible hazard is, could greatly
enhance the cost-effectiveness of Halons.

Other attributes or requirements in any fire situation will in-
fluence the application engineer's selection of the agent or system.
Later today and tomorrow you will hear discussion on specific hazards
and the potential application opportunities for Halons. But, in the
general institutional, commercial, industrial and transportation mar-
kets, these data are reasonably representative.

10-

CO, 1211 1301

Relative Cost of System for Equal Effectiveness
TOTAL FLOODiNG

FIGURE 13

24



II TOXICOLOGY SESSION

Chairman, Herbert E. Stokinger



FEMARKS

Dr. d-r--...ian: The second session this raorning is entitled Toxicology,
and will carry on through the afternoon. 1 would like to introduce to
you the Session Chairman, Dr. Herbert E. Stokinger of the National
Institute of Occupational Safety and Health.

Dr. Stokinger: I guess you have heard already the restrictions on time,
and I will try to keep within the boundaries by making a very short in-
troduction to the subject of principles and procedures for evaluating
the safety of fire extinguishing agents.

Before beginning my profound presentation, I want to thank those
presenters who were so considerate and kind to respond to the request
to send in their manuscripts. In my harried world of the National
Institute of Occupational Health and Safety under OSHA, which many cor-
porate industrial hygienists, frustrated by the Act, have dubbed the
Occupational Skepticism and Frustration Act, and in my job of trying to
get this Act under way, where every other day is either a crisis dead-
line, or a deadline crisis, having those manuscripts ahead of time to
pore over at night and on weekends went a long way to ease my task in
handling this Toxicology Session, and particularly in coping with the
general discussion that follows the end of the presentations this
afternoon.

Preceding page blank
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PRINCIPLES AND PROCEWDRES FOR TOXICOLOGIC AND PHYSIOLOGIC
EVALUATI(E OF TKE SAFETY OF MATERIALS

Herbert E. Stokinger

National Institute of Occupational Safety and Health

INTRODUCTION

The responsibility of manufacturers has historically been to
evaluate the safety of their products under "ordinary c,,"itions of
use." For fire-extinguishing agents, ordinary conditionb of use in-
clude not only the toxicology of the agent itself but that of all its
pyrolysis products. So we have at the outset a dual problem: safety
evaluation of the fire-extinguishing agent and its pyrolysis products.

In Table 1 are outlined the various procedures currently used
for the evaluation for the safety of materials generally. Particularly
noteworthy is the increasing emphasis given to using human voluxteers
as subjects.

THE FIRST PRINCIPLE

The principie on which the use of human volunteers is based is:
the best study of man is man himself. The translation of results ob-
tained on animals to man is always fraught with uncertainty, conjecture
and doubt. As fire fighters are men and not laboratory animals, the
use of human volunteers for developing toxicologic information is
doubly warranted.

FURTHER REASONS FOR THE USE OF HUMAN VOLUNTEERS

There are two broad areas in toxicology where man is an essen-
tial test specie:

1. Those substances for which animals either respond differently
than man, or not at all, and for which nc industrial experience is
available;

2. Those substances which produce:

a. Predominantly sensory effects--

(1) Irritants to the eye, skin, mucous membranes; e.g.,
SO2, HCHO;

(2) ileadache, nausea, dizziness; e.g., CO;
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b. Cutaneous sensitizarion; e.g., Dichloronitrobenzene;

c. Metal fume fever; e.g., Metal oxides.

ANIMAL STUDIES ESSENTIAL PRELIMINARIES

Before human volunteers are exposed, however, ali new materials
must have been thoroughly tested in animals. As Table 1 shows, this is
accomplished first by so-called Range-Finding Tests. These are performed

as single-dose experiments, usually on rats, to determine the LD5 0 by
oral administration or the 4-hour LC5 0 by inhalatiou. Skin absorption

and irritation and sensitization as well as eye irritation studies are
performed in rabbits and guinea pigs to determine the toxicologic ef-
fects by ali no:,mal routes of entry.

PRIMARY OBJECTIVES

The primary objectives of the Range-Finding Tests are (1) to
get a toxic-Lazard evaluation by all normal routes of entry so that a
precautionary label may be written; (2) to afford comparison with acute
toxicities of other substances, such as are found in the Toxic Substances

List of the National Institute for Occupational Safety and Health; (3) to

form an idea of the nature of the toxicity and its limits, so that well
chosen levels of exposure may be used in the subchronic and chronic long-
term studies, because the next toxicologic procedure after the acute
Range-Finding Tests have been made is, as is shown in Table 1, to deter-
mine the effects in 3utchronic and chronic studies.

The main objectives of these long-term studies as shown in
Table 1 are: (1) to determine the character of the toxic effects; (2)
the levels of exposure at which borderline effects occur and (3) the so-
called "No Effect" level. From the latter two studies, an idea of the
magnitude of the safety factor is obtained.

Omitted from Table 1 are tests for teratogenicity, a subchronic
test procedure. Similarly, tests for carcinogenic~ty and mutagenicity

are omitted from the chronic procedures because there is no reason to be-
lieve that such tests are necessary by virtue of the structure of the
halocarbons and the principal modes of exposure. (We could be wrong!)

After these studies have been made, but not until exact know-
ledge of the type of toxicity has been determined, as well as what levels
are safe, should human exposures be made.

THE SECOND PRINCIPLF -- TAILORING THE SAFET,' EVALUATION TO STRUCTURE AND
USE OF SUBSTANCES

What specific character the human studies will take depends
upon a second principle, tailoring the safety evaluation to the nature
and use of the test substance. In the case of the HALOCARBONS, used as
fire-extinguishing agents, human exposures should mimic the exposure pe-
riod of use. Exposure periods may be of three types:
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1. Six- c,, seven-h-.tr daily rep.ated industrial exposures.

2. Brief exposures occasionally reptated, as in fire-fighting.

3. Homentay, exposure of rare occurrence, as derived from sprin-
kler systems.

4. For expor ;res to the pyrolysis products, above procedures 2
and 3 should be rept •i'ed for these substances.

An example of how experimental tailoring is applied under special en-
vironmental conditiou.. to the toxicologic 3valuation of halocarbons will
be described by Dougls* Call later in the Symposium when he will discuss
the Hypobaric Toxicol( ýy of Halogenated Hydrocarbons. Another example
where tailoring investigations have been made that are related to the
particular structure of the halocarbons will be discussed by Back and
Harris, who will descLi':e the special cardiac effects of the halocarbons.

REMARKS

Dr. Stokinger: And now I v-111 call upon Dr. Richard Stewart who will
describe the procedures for evaluating the safety of materials in human
subjects in what i- unquestionably the most advanced laboratory of its
kind. Dr. Stewart is a pioneer in this type of work and will show the
shape of things to come in safety evaluations using human volunteers.
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USE OF HUMAN VOLUNTEERS FOR THE TOXICOLOGICAL
EVALUATION OF MATERIALS

Richard D. Stewart

Medical College of Wisconsin

Man is the ultimate toxicological test animal. While much can
be learned from the laboratory animal regarding mammalian toxicology,
only investigations with man caU result in the acquisition of a reliable,
comprehensive data base.

To date, only limited human exposures to known concentrations of
Halon 1211, 1301, or 2402 have been conducted. Most of our information
regarding the human toxicology of these three agents has been extrapo-
lated from laboratory animal investigations. These data indicate that
the limiting exposure safe for humans will be determined by the effect
of these ialons on man's card4ovascular and central nervous systems.
The determination of this no-effect exposure can be made only by study-
ing a representative human population, because exposure to a Halon cap-
able of producing an ataxic gait in a chimpanzee might be sufficient to
produce profound central nervous system depression in man while an ex-
posure judged to produce no effect in the mouse might possess the pocen-
tial for inducing a cardiac arrhythmia in man.

There are three good sources for this "essential" human loxico-
logical data. The first becomes available when a new comcpound is syn-
thesized and laboratory personnel come into contact with it. If these
personnel are, as they should always be, under careful medical surveil-
lance, invaluable human data often can be acquired. The second source
of human data is that obtained under carefully controlled conditions
using human volunteers. It is the elaboration of this subject with
which this communication is concerned. The third, and perhaps the best
source of human toxicological data, is gleaned from properly designed
prospective studies involving populations exposed to a chemical agent
under a variety of normal use and abuse conditions.

Let us now focus our attention on the controlled-environment

chamber and the use of human volunteers with which to acquire vital hu-
man toxicological data. Before any human experimentation can be com-
menced, there are both ethical and technical reqvirements which must be
mec. First, the governing philosophy for all human expirimentation
should be that set forth in the Declaration of Helsinkl by the World
Medical Association. Second, the research protocol should have had
peer review by a human research committee whose members have been drawn
from multiple scientific disciplines. Third, the human subjects must
be true volunteers who are intellectually capable of comprehending and
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FIGURE 1. 3200 cubic feet, Controlled-Environment Chamber, Medical
College of Wisconsin, viewed through its observation window.
All activities are filmed and stored on video tape.

evaluating the potential risks involved. The subjects should be re-
quired to sign an informed consent document which summarizes the pur-
poses, the design, and the potential risks of the experiment. Fourth,
prior to and following any experimentation, each subject's health status
must be competently defined by a comprehensive medical examination with
appropriate clinical laboratory studies. Fifth, all experiments should
be performed under the direct medical surveillance of a competent physi-
cian, skillful in the handling of acute medical emergencies. Emergency
medical equipment and supporting personnel must be immediately available.

Scenes detailing the acquisition of human data in the controlled-
environment chamber of the Medical College of Wisconsin are shown in the
sequence of photographs.

The controlled-environment chamber, viewed through the large ob-
servation window of the command laboratory in Figure 1, is a 20' x 20'
x 8' room equipped with an independent ventilation system for the con-
trol of the contaminant, temperature, and relative humidity. The ven-
tilation has been so designed that there is no concentration gSadient of
an airborne contaminant from wall to wall or from ceiling to floor. The
chamber is equipped so that behavioral, intellectual, and physiological
studies can be performed with sedentary or exercising subjects.

The Department of Environmental Medicine uses the team approach

to conduct a human toxicology experiment. The current research team is
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FIGURE 2. A team of experts representing several scientific disciplines
is required to conduct controlled-environment chamber experi-
ments with humans.

shown in the command laboratory immediately adjacent to the controlled-
environment chamber (Figure 2). The team consists of two physicians,
two environmental chamber engineers, a cnmputer technician, a bioengi-
neer, two staff members who administer the various tests within the cham-
b•r, and two analytical chemists. Not pictured are the consulting neuro-
pharmacologist and the experimental psychologist.

The pure contaminant is contained in the walk-in hood to the left
of the chamber beneath the two clocks in Figure 2. From there it is
metered into the incoming air supply which enters the chamber through
four diffusers in its ceiling. The concentration of the contaminant is
continuously monitored by at least two independent analytical systems.
For the majority of compounds under investigation, the chamber air is
continuously monitored by an infrared spectrometer equipped with a long
path length gas cell.

The second independent analytical system generally employed is a
gas chromatograph equipped with an automatic sequential sampling valve
connected by a sampling probe to the interior of the chamber (Figure 3).
Usually, the same instrumentation that is used for monitoring the con-
centration of the chamber's contaminant is utilized for the detection of
the contaminant in human breath, blood, and urine.

Signals from the chamber air monitoring equipment go directly to
the PDP-12 computer (Figure 4) in addition to being recorded on a strip-
chart. Each minute the chamber contaminant concentration is displayed
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along with the cumulative chamber contaminant concentration. This pro-
vides a ready means for achieving fingertip control of the concentra-
tion of the contaminant under investigation. In addition, the computer
is programmed to collect and promptly analyze the majority of the physio-
logical data at the time of its acquisition.

On an hourly basis, during each exposure, a series of calibration
standards are prepared in 15-liter saran bags and drawn through the air
sampling system tc the analytical equipment outside of the controlled-
environment chamber (Figure 5). The computer is programmed to recog-
nize these samples as calibration standards and automatically modifies
the original calibration curves. At the conclusion of the experiment,
all exposure data are recalculated based upon the final and most refined
calibration curve.

Since the majority of the experiments are conducted in the double-
blind mode, critical portions of each are filmed with closed-circuit TV
for future review and appraisal.

repeat medical examination and biological samples are obtained for the
Prior to each chamber exposure, a Alunteer subject is givena

appropriate pre-exposure baseline determination. In Figure 6 the suoject

FIGURE 3. The analytical support laboratory for the controlled-
environment chamber features a battery of gas chromatographs.
Note the two chamber sampling probes extending down from the
ceiling to the automatic sequential sampling valve. A video
monitor of chamber activities rests on top of the refrig-
erator on the right.
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FIG 4. he "Nerve Center" for the controlled-environment chamber is
the PDP-12 computer which provides data for the control of

the concentration of the contaminant in the chamber as well
as providing rapid analysis of physiological data.

is "wired" foz EEG, EKG, visual eveked response recordings, and imped-
ance cardiography with which to mpnicor the mechanical activity of the
heart.

Durirg the exposures, the subjective and physiological responses
co the '`environmental stress" are periodically monitored. In-addition,
tests are ,given to detect behavioral changes, alterations in physical
performance, and to monitor organ'function. One of the tests usually
included in th& test battery, the Flanagan Coordination Test, is being
performed In Figurt 7. It is sensitive enough to detect the alteration
in manual dexterity induced by bldod alcohol concentration of 50 mg %.

A recent addition to the cardiovascular monitoring equipment is
the impedance cardiogram shown il Figure 6. By a rapid, non-invasive
technique, the mechanical function of the heart may be monitored for 24
hours. Simultaneously, the electrical activity uf the heart of each
subject is telemetered to the monitorsshown in Figure 8. In addition
to providing visual monitoring and direct write-out rhythm strips, the
electrical 'signals can be collected and analyzed by the computer.

The pressure within the controlled environment chamber is slightiy
lower than that in the adjacent command laboratory. Hence, it is pos-
sible to periodically obtain a blood sample from a subject by having
him expose his arm through the blood-drawing port as shown in Figure 9.
The pressure differential precludes contamination of the command
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laboratory and permits the obtaining of a blood sample so that the blood

concentration of the ompound under investigation can be correlated with
the results of the various test procedures utilized.

The exposure of human subjects in a controlled-environment cham-
ber to precise concentrations of a compound for exact periods of time
can yield valuable data regarding the absorption and excretion character-
istics of the compound. An exale of the precision with which absorp-
tion and excretion curves can be constructed is shown in Figure 10. Such
data are extremely valuable for predictive and diagnostic purposes. With
it, one can predict the approximate blood stream concentration of a com-
pound and the resultant physiological effect for a projected exposure to
a known concentration of the compound. Conversely, given the blood
stream concentration of the compound in the post-exposure period, one
can estimate the probable magnitude of the exposure and advance a reason-
able prognosis.

In suimary, the technology exists with which to safely acquire
human toxicological data by exposing human volunteers to gases or vola-
tile compounds in a controlled-environment chamber. In the chamber set-
ting, most variables can be controlled, permitting accurate measurements
of the physiological effects of the compound on man.

FIGURE 5. The important portions of each experiment recorded on video
tape for future review. Here a subject is performing a
modified Romberg test. To the lei., one of the hourly cali-
bration standards is being monitored.
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FIGURE 6. Experimental subject fitted with electrodes to uKrnitor heart
and brain function.

I

FIGURE 7. Subjects performing the Flanagan Coordination Test while
being e�.posed.

38



FIGURE 8. The electrocardiogram is continuously telemetered from the
exposed subject to the command laboratory.

FIGURE 9. The controlled-environment chamber is kept under slight nega-
tive pressure relative to the Command Laboratory which allows
blood samples to be obtained in a non-contaminated area with-
out interrupting the subject's exposure.
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FIGURE 10. Carbon monoxide absorption and excretion in healthy, seden-
tary, non-smoking, white males. Reprinted with permission
from the Archives of Environmental Health, Vol. 21, pp. 154-
164, August, 1970.

DISCUSSION

Dr. Stokinger: I think you will all agree that there is a bit of so-
phisticated equipment there that registers a great deal of sensitive
response and, as a result of work on this dichloromethane giving such
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large mounts of carboxy hemoglobin, the Threshold Limit Comittee is
giving serious consideration to lowering the industrial air standard for
this substance.

We are rather short of time, but may we take a minute for a ques-
tion or two. Is there any question, comment or discussion of this pre-
sentation of Dr. Stewart?

Dr. Einhorn: In your studies I saw you had som* results with carboxy
hemoglobin. Have you monitored enzymes, cytochrome oxidase, acetyl-
choline and others?

Dr. Stewart: Yes, depending on the nature of the investigation. Since
we have about five investigations, we have been looking at additive and
synergistic effects when one gets a mixture of compounds, and usually in
our laboratory setting it is a simple mixture, like a solvent plus a
drug like phenobarbital, to see whether or not the presence of one or the
other alters the metabolism of one or the other. So we have gotten into
this in a rather simplified sort of fashion. But your implication is a
very good one, that with man one needs to look at the very complex situ-
ation in which man normally moves, because exposure to a freon hair
spray, for example, might dramatically, over a period of weeks, alter
one's response to a commonly-used therapeutic agent.

Dr. Einhorn: May I just ask one more question? Are you looking at such
factors as nerve impulse changes or muscle activation and contraction,
in addition to response?

Dr. Stewart: Specifically no. We have looked at nerve conduction times
and various evoked responses.

REMARKS

Dr. Stokinger: I think we will have to close t~he discussion because we
are getting along here in time and running behind. The next speaker on
the program is Dr. Zikria. Would you come to the podium and present
your material on the effects of smoke inhalation from combustion
materials.
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INHAIATI(N INJURIES IN FIRES

Bashir A. Zikria

Columbia University College of Physicians and Surgeons

Respiratory burns and smoke poisoning must have been known since

the day Prometheus stole the fire from Vulcan and brought it to man.
However, the scientific and medical meanings of inhalation burns and
smoke poisoning are still not well understood.

In 1962, Phillips and Ccpe (1) labeled respiratory tract a'-Rage
as *'a principal killer" in burn victims. In 1967, Stone reported res-
piratory involvement in 15% of 197 burn patients studied (2).

In I971, we analyzed the causes of death among fire fatalities
which haA occurred in New York City during the years 1966 and 1967
(Table 1). Three hundred and eleven of the 534 fire victims were autop-
sled, 60% of whom had died at the 31te of the fire or on the way to a
hospital. Seventy percent of these early fatalities had respiratory
involvement.

TABLE 1

Burn Mortality - New York City_ 1966 and 1967

Total Cases 534 Autopsied Cases 311
(Survival Time)

PPST Cases % No. Cases %

< 12 hrs 283 53 185 60

> 12 hrs 158 30 72 23

Not Known 93 17 54 17

Total 534 100 311 100

One hundred and five of the fire fatalities had less than 40% body
surface burns; 77% of these could have been expected to survive, if sta-
tisticql prediction were based solely on the extent of the body suriace
burns,. Re.ipiratory involvement was found as a primary diegnosis among
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the majority of these fatalities. Specifically, 43" had smoke poisoning
and/or asphyxiation; 50% had carbon monoxide poisoning; and 27f had
pathologically evident damage to the tracheobronchial tree and lungs
(Table Z). These tigures clearly indicate the magnitude and seriousness
of the problem of inhalation injuries In fire victims.

TABLE 2

Respiratory Complications with Body Surface Area Burn Les3 Than 40Z

Cases Aver. POS Respiratory Comp.

105 77% 80 (75Z)

a.) Smoke Poisoning/Asphyxia 45 (43Z)
b.) Carbon Monoxide Poisoning 53 (50%)
c.) Respiratory Pathology 28 (27',

At present, it is generally acceptpl that the tracheobronchial
tree and pulmonary tissues can sustain !&eat damage, chemical damage,
anoxic damage, or any combination -f these injuries in exposure to fire.
Pressure damage may also oc~ur when the fire is accompanied by an
explosion.

HEAT DAMAGE

Until recently, many investigators doubted that caloric inhala-
tion damage could occur in the tracheobronchial tree, because of the low
specific heat of gases. Pearitz's experiments on dogs in 1945, using
high temperature torches as the source of combustion, seemed to indicate
the physical impossibility of caloric damage (3). However, in 1968,
both nur group and other investigators (4,5,) demonstrated not
only heat fixation of the tracheal ticosa in fire victims, but the pres-
ence of varying degrees of injury to the tracheobronchial tree. In our
study, all the victims who had severe trache:bronchial damage were dead
at the scene of the fire or soon a;:ter. Determinations of heat damage
were subsequently made by early bronchoscopic examination in living pa-
tients and by groes and microscopic observations in those who were dead
on arrival at hospitals (1). It is possible that the caloric burns of
the tracheobronchial tree may occur by the inhalation of incompletely
combusted product3, whi'h continue to burn on the way down the tracheo-
bronchial tree. It is probable that Moritz did not find caloric damage
because the torches used in his study accomplished complete combustion
and thus did not simulate the conditions of btructural fires. There is
further evidence supporting the possibility of caloric damage to the
tracheobronchial tree in that similar pathologic and physiologic changes
can be produced in the tracheobronchial tree of dogs by standardized
steam burns.
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However, these findings do not explain the respiratory insuffi-
ciency, pulmonary edema and trrcheobronchial uicosal dmage seen in
smoke inhalation patients who do not have extensive body surface burns
(Table 3).

TABLE 3

oyj Surface Area Burn and Probability of Survival
(BSAB AND POS) in 257 Autopsied Cases

PBST under 12 hrs. PBST over 12 hrs.

Cases BSAB POS Cases BSAB FOS

With BSAB 111 60% 32% 61 44% 41%

Without BSAB 23 0% 100% 4 0% 100%

BSAB not known 51 - - 7 - -

PBST = Post-burn survival tile

BSAB = Body surface area burn

POS = Probability of survival

SMOKE POISONING

Our cause-of-death analysis of 185 early burn fatalities (i.e.,
those surviving less than 12 hours) revealed that smoke poisoning was
the primary diagnosis in 119 victims kTable 4). Also, the incidence of
CO poisoning in those who had smoke poisoiing was very high, 98 out of
124 fatalities (Table 5). Lethal levels of CO poisoning were discovered
in 45 of the 185 early deaths (Table 6).

These findings are consistent with the data from our smoke experi-
iments on dogs, in which the most common and immediate poi3oning was car-
bon monoxide poisoning (6), In 1971, gishitami of Japan (7) exposed
mice to the smokes of cedar, wood-wool cement board, fire retardant ply-
wood, melamine finishing board, polyvinyl chloride, polyurethane, poly-
styrene, phenol resin, and acrylic resin. From these studies he con-
cluded that carbon mono.ide must always be considered ai the greatest
potential danger to fire victims. However, our studies indicate t!xat
carbon monoxide alone cannot accounL for the pulmonacy edema, tracheo-
bronchial and pulmonary pazenchymal damage resulting from smoke poisoning.
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In one set of experiments, we eWposed dogs to standardized smckes
of wood and kerosene without heat in a smoke chamber (Figure 1). 1The
animals exposed to keresene smoke did not have any pulmonary edema,
tracheobronchial or parenchymal damage, and all survived. On the other
hand, the animals exposed to wood smoke did develop pulmonary edema and
tracheobronchial and parenchymal damage, causing 50% of them to die
within one to three days after exposure.

As a further test, soot particles from both wood and kerosene
smoke were placed in the tracheobronchial tree of other animals (6). No
damage and no mortality ensued. The soot from both sources was shown to
be inert and therefore incapable of causing acute pulmonary damage. Car-
bon particles with water vapor which give visibility to ordinary smokes
are basically harmless.

The carbon monoxide poisoning in dogs was overcome without se-
quelae, by artificial ventilation. When dogs were exposed to pure CO
at the same levels present in the wood smoke, they did not develop pul-
monary edema. Therefore, the pulmonary edema produced by wood smoke
could not have been caused by CO, but must have been caused by other in-
visible constituents of the wood smoke.

Wood smoke and kerosene smoke were analyzed by mass spectrometry,
gas chromatography and chemical analyses (Table 7). These studies
shewed that the concentration of aldehydes in wood smoke is 20 times
that found in kerosene smoke. We know from previous work that the alde-
hydes are well-known irritants of mucus membranes (8,9). The most toxic
of these aldehydes is acrolein, a three-carbon compound, for which the

TABLE 4

Respiratory Tract Complications in 257 Autopsled Cases

PBST < 12 hrs PBST > 12 hrs

(Survival Time) (Survival Time)

Cases 7% Cases %

Smoke Poisoning &/or 99 53.5 4 5.6
Asphyxia only

Resp. Tract Damage &!or 11 .9 28 38.9
Pulmonary Damage Only

Both 20 10.8 1 1.4

Neither 55 29.9 39 54.1

Total 185 100.0 72 100.0
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Smoke Chamber

Sf ~Crucible

Compressed

FIGURE 1. Smoke-producing crucible and the chamber with trap door were
kept under a large exhaust hood.

maximum allowable concentration2 in industry is 0.1 ppm (Table 8). This
particular aldehyde was present in the wood smoke analyzed in this study
in a concentration 50 times that found in the kerosene smoke and 500
times the industrial mximum allowable concentration. In experimental
animals, these aldehydes have caused pulmonary edema and death. Specifi-
cally, acrolein in a ccncentration of 5.5 ppm has been shown to cause ir-
ritation of the upper respiratory tract; at higher concentrations, pul-
monary edema occurs; and at a concentration of 10 ppm, death occurs
within a few minutes (9). In human male volunteers, inhalation of acro-
lein catuses lacrimation and irritation of all exposed mucus membranes at
concentrations of as little as 0.805 ppm (10). Short chain aldehydes
which are major irritants were found in high concentrations in smoke
from the combustion of household materials, such as furniture and cottr'n
clothing (Tables 8,9).
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Although these experiments identified carbon monoxide and alde-
hydes as the poisonous gases from wood and kerosene smoke, there is no
doubt that other poisonous gases such as S02 , SO 3 , NO, NO2 , HC1, HCN,
chlorine, fluorine, and possibly some others, can also cause respiratory
damage when produced in significant concentrations from the combustion
of other materials or vaporizing fumes.

SUMMARY

Inhalation injury probably is the most common cause of early
death among fire victims. This injury, which involves the tracheobron-
chial tree and pulmonary parenchyma, is a direct contact injury. At
present, it is believed that this injury is caused by two main compon-
ents of the fire, i.e., (1) the actual flames or (2) the smoke and fumes,
or their combination. The flames contain the products of incomplete
combustion which may continue to release heat following inhalation, burn-
ing the mucosa of the tracheobronchial tree. In this case the injury is
inflicted by heat denaturation of tissue proteins, causing cellular dam-
age and death. When smoke and fumes from fires are inhaled, carbon mon-
oxide poisoning commonly occurs along with the smoke poisoning. The
toxicity of CO results from its binding with hemoglobin and replacing
the oxygen, producing carboxyhemoglobin. CO poisoning, however, is re-
versible without sequelae, if resuscitative treatment includes good ven-
tilation and high oxygen concentrations.

Another group of poisonous gases isolated from ordinary smokes,
the aldehydes, also denature proteins, causing cellular damage and death,
Poisoning by aldehydes may not be reversible. Experiments indicate that
aldehydes bind irreversibly with the H bonds of amino acids and with RNA
of respiratory tissue proteins.

Nitrous oxides, halogens, ammonia, hydrocyanic acid fumes and
other poisonous gases which damage the respiratory tissues may also be
present in smokes arnd fumes of fires, depending on the sources of
combustion.

TABLE 5

Coincidence of Smoke Poisoning and/or Asphyxia with Carbon Monoxide
Poisoning and with Respirator- Pathology

Significant
Cases CO POISONING Resp. Path.

Smoke Poisoning &/or 124 98 (77%) 21 (17%)
Asphyxia
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TABLE 6

Carbon Monoxide Poisoning in 185 Autopsied Cases, With Death
Occurring Under 12 Hours

Carboxyhemoglobin
Saturation Cases %

Laboratory Determination (130) (70.3)

Usually Lethal 50% 45 24.3

Significant 11% - 49% 64 34.6

No Contribution 0% - 10% 21 11.4

Clinical Diagnosis Only 14 7.6

No Indication 41 22.1

Total 185 100.0

48



TABLE 7

Smoke Analyses

CONSTITUENTS KEROSENE VOL. . WOOD VO. 7

Mass Spectrometry

Nitrogen 79. 76.

Oxygen 18. 16.7

* Argon 0.94 0.95

Carbon Dioxide 1.03 2.85

Hydrogen 0.08 0.54

Benzene 0.18 0.17

Toluene 0.004 0.006

Methane 0.084 0.36

Gas Chromatography

C2 - C6 Hydrocarbons 0.18 0.25

Carbon Monoxide 0.20 2.5

Chemical

Total Aldehydes (Semiquant.) 0.007 0.11

Nitric Oxide *ND < 0.0001 ND < 0.0001

Nitrogen Dioxide ND < 0.001 ND < 0.0001

* ND = not detected below this level

Comparison of constituents of kerosene and wood smokes reveals
significant quantitative difference in two poisonous gases, carbon
monoxide and aldehydes.
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TABLE 8

Smoke Analyses

Concentration- 2. vm. Vol./Vol.

Industrial*
WOOD KEROSENE COTTON M.A.C.

Acrolein 50 < 1 60 0.1
Formaldehyde 80 < 10 70 5
Acetaldehyde. 200 60 120 200
Butyraldehyde 100 < 1 7 nbt tested

*Industrial maximum allowable concentration

The concentrations of four simple aldehydes in the smokes of
wood, kerosene and cotton are shown dgainst the maximum allowable con-
centrations in industry.

TABLE 9

Upholstery and 14attreds Smoke

Concentration

Constituents % Vol./Vol.

Mass Spectrometer

Nitrogen 76
Oxygen 17.0
Argon 0'.90
Carbon Dioxide 1.55
Ethanol 3.7

Gas Chromatography

Carbon Monoxide 0.16
Nitric Oxide and Nitrogen 0.00011

Dioxide
Aldehydes 0.02(200 ppm)
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DISCUSSION

Dr. Stokinger: I noticed that one of your concepts of the structural re-
arrangement of sulfur dioxide with protein constituent of the lung leads
to a CNS ring, thiazalidone, a component of saccharine, and which is
under investigation as a carcinogen. We must be careful, mustn't we?

I think we have a minute or two for any comment or questions.
This is a very interesting paper. I will discuss it a little later on.

Mr. Wands: have you conducted any experiments where the animals were ex-
posed to wood smoke after the wood smoke had been passed through a par-
ticulate filter?
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Dr. Mica: No, we did not. The only experiment where we used soot
materidal, particulate material, we got it from the wood, collected it and
sitandarJized it at so many milligrams. Then we put it into the lungs
thrr'ugh a bronchoscope in these animals. The animals coughed up the soot
in a matter of 48 hours through 72 hours without any pathological find-
ings following 21 days of observation.

Dr. Harris (University of Illinois Hospital): Perhaps the commonest
"cause of pulmonary edema is actually heart failure. I wonder if you
have any evidence as to whether or not these aldehydes and other consti-
tuents might be causing rather rapid onset of left ventricular failure,
which would contribute to pulmonary edema?

Dr. Zikria: I am sorry I did not bring another slide on the clinical
state of carbon monoxide poisoning, or smoke poisoning. I do believe
that whenever we do have those at levels of 5, 30 and 50 in patients,
presumably there are these other toxins together with carbon monoxide.
Although we were able to clear the carbon monoxide from their blood by
good ventilation and high oxygen tension, they did continue to develop
pulmonary edema, not truly on the basis of cardiac failure, although in
some five patients that I have carefully studied, one of them was an
elderly woman in whom that question could have arisen, but the others
were firemen, very healthy young people, who did not seem to have any
cardiac source of the edema. It appeared to be mostly an excitative re-
active edema of the lung.

Dr. Harris: T 7an well believe that the latter certainly is true, but
what I intet,ued to suggest was the possibility that some of these or-
ganic compounds might be absorbed into the bloodstream, and depress myo-
cardial contractility in a manner perhaps not shown, and that would lead
to acute heart failure that might itself, or together with direct action
of the smoke ingredients upon the lungs, lead to the pulmonary edema.

REMARKS

Dr. Stokinger: That is a good point. I think now I will have to call
on Doug MacEwen to keep us on time here. He is going to talk on paper
No. 4, "Toxicology of Pyrolysis Products of Halogenated Agents."
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TOXICOLOGY OF PYROLYSIS PRODUCTS OF

HALOGENATED AMENTS

James D. MacEwen

SysteMed Corporation

The toxicity of a candidate fire extinguishant and its pyrolysis
products are matters of considerable importance in the selection of
suitable fire-fighting agents. This is particularly true of the halo-
genated agents which are chemically changed in the process of putting
out a fire. Although adequate information is available for comparison
of the acute inhalation toxicity of most halogenated fire extinguishants
to rodents, the available data on the toxicity of pyrolysis products are
meager and difficult to compare. They are difficult to compare because
uniform methods have not been used in obtaining the data and also be-
cause variations in temperature, fuel burned and available oxygen result
in large differences in the amount of halogenated agent pyrolyzed and
the chemical species formed.

Since the amount of thermal decomposition of the halogenated
agents varies with temperature the more useful toxicity comparison stud-
ies have been conducted at 8000c at which point a contact time of two
seconds should result in 100% pyrolysis. Comstock et al. (1953) re-
ported the approximate lethal concentration for 15-minute exposures to
rats on five Freons(R) as shown by decreasing order of toxicity in
Table 1. The tests were conducted on single rats at each exposure level
without measurement of completeness of thermal degradation and must
therefore be considered as rough approximations. They do, however, show
that Ireon 1301 was much less toxic than the other materials tested.

TABLE 1

Approximate Lethal Concentration

15-Minute Exposures

Comstock et al. (1957)

Agent Formula ALC (ppm)

Freon 2402 C2 Br 2 F4  1,600
Freon 1202 CBr2F 2  1,850
Freon 1011 CH2BrC1 4,000
Freon 1211 CBrC1F2 7,650
Freon 1301 CBrF3 14,000
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Treon (1957) exposed cats, rabbits, mice and rats to nominal
20,000 ppm concentrations of Freon 1301 for ;vrving times and four dif-
ferent temperatures. He found 100% survived after 1Q minutes exposure
at 7000 C and 80-100% deaths for the same time period a= 1G90 0C. These
experiments resulted in 5% pyrolysis at the lower temperature ond approx-
imately 60% pyrolysis at 10900 C.

Studies conducted by the Toxic Hazards Research Unit of SysteMed
Corporation in which rats were exposed to the pyrolysis products of
CBrF 3 and CH2 BrCl yielded more precise LC5 0 data. In these studies thp
fire extinguishants were pyrolyzed in a hydrogen oxygen flan•.. Using
the atomizer burner as3embly of a hydrocarbon analyzer the materials
were pyrolyzed at 8000C measured by a Chromel-Alumel thermocouple. The
temperature was controlled by adjusting the fuel ratio. This technique
of burning the Freon compounds in air differed from previous studies
that passed the test materials through heated metal columns which may
have resulted in some loss of the halogen acid gases formed.

The pyrolysis products formed during combustion of CH2 BrCl are
shown in Table 2.

TABLE 2

Pyrolysis Products Formed During Combustion
of CH2 BrCl at 800'C (ppm)

Measured Equivalent
Preignition Pyrolyzed Strong
Concentration Concentration Acid HCI lHir Br 2

550 190 11
750 260 18

1000 350 270
1000 350 230
1575 675 350 36
2000 725 470 380 23
3000 1025 45

Average mole % of compounds
formed 69:-2 52+4 4.3+1.0 5.6+1.3

COC1 2 and Cl2 not detected

The complete pyrolysis of this compound to HBr and HCI would have
yielded 200 moles % of strong acid and 100 mole % of each individual
acid. The actual combustion process resulted in approximately 30.-50%
pyrolysis and yielded 52 moles % of HCI with some HBr and Br 2 as seen.
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A number of new organic compounds were found in the pyrolyzate (Table 3)
which included two materials with enriched bromine content.

TABLE 3

Relacive Concentrations (7.) of Carbon-Halogen Compounds in
Untreated Bromochloromethane and in Pyrolyzate

Commercial Pyrolyzed
Compound Material Material

CH2 BrC1 98.60 96.20

CH2 C12  1.00 0.74

CH3NO2  0.21 0.15

CH2Br2 0.19 1.44

CH3 Cl 0.02

CCI 4  0.01

CHBr 2 Cl 1.27

CCI 3 Br 0.18

The ignition of bromotrifluoromethane at 800 0C produced three

major inorganic products - HF, HBr and Br2 as shown in Table 4.

TABLE 4

Concentration of Pyrolysis Products Produced by Ignition of
Bromotrifluoromethane at 800'C

Measured Equivalent
Preignition Pyrolyzed
Concentration Concentration HF HBr Br2

3920 2340 2280 283
227b

3600 2070 2370 160 236b

Average mole % of compounds
formed 106 7.7 11.3

a Spectrophotometric method.
Volumetric method.
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[he pyrolysis of CBrF3 at this temperature was approximately 48-
58% complete as measured by difference between preignition concentration
and unchanged CBrF3 in the animal chambers.

The inhalation of the pyrolysis products of CBrF3 generally pro-
duced delayed deaths in affected animals (Table 5).

TABLE 5

Results of Exposure to the Pyrolysis Products of CBrF3
Military Specification NIL-B-12218-A

0 0

W•v'1 N 4J W H Day of Death Postexposure

0J -. a,. 0 .. 0,

P4 C.J'--" -•.'- 1 2 3 4 5 6 7 8 9 90 11 12 13 14

3400 1700 50.0 0/10
4000 1950 48.7 5/10 3 2
4000 2100 52.5 5/10 4 1
4000 2300 57.5 5/10 1 1 3
5300 2750 52.0 6/10 1 2 3
5950 3075 51.8 6/10 1 1 1 1 1 1
6050 3250 53.8 8/10 2 1 2 1 2
7150 3780 52.9 9/10 5 3 1
7900 4475 56.5 9/10 1 1 5 2

These deaths characteristically resulted from pulmonary hemorrhage
and edema which was more profound in animals that died during exposure
or within 24 hours. Slight residual changes such as mild pulmonary con-
gestion and emphysema were seen two weeks postexposure in animals sur-
viving acute CBrF 3 pyrolyzate exposures at or near the LC 5 0 level. The
15-minute LC 5 0 value for pyrolyzed CBrF 3 calculated from these experi-
ments was 2300 ppm for rats. This concentration of pyrolyzed CBrF 3 pro-
duced an HF concentration of 2480 ppm which is comparable to the 15-
minute LC50 for HF of 2689 ppm reported for rats by Carson et al. (1961).
Not only is the HF concentration produced at the CBrF 3 LC50 value com-
parable to the LC5 0 value for HF but the pathologic response and delayed
death patterns are also similar, which leads to the conclusion that this
compound is responsible for the observed toxicity.

Bromochloromethane pyrolysis products were found to be consider-
ably more toxic with a 15-minute LC5 6 value of 465 ppm (CH2BrCl equival-
ent). The pathologic response was rapid as shown In Table 6 with

56



massive pulvouary edema and congestion being observed in all lobes of
the lung. Deaths usually occurred within eight hours postexposure and
more were seen after the second day. The edema process was resolved in
surviving animals and na significant pulmonary tissue changes could be
found 14 days later. Although HClI was a major ccmponent of the pyroly-

zate of CH2 BrCI the observed mortality could not be attributed to this
compound and may be due to synergistic effects of the mixture of com-
pound formed during pyrolysis.

TABLE 6

Results of Exposure to the Pyrolysis Products of CH2 BrCI

Measured Equivalent
Preignition Pyrolyzed Day of Death

Concentration Concentration Pyrolysis Mortality Postexposure

(pL.) (pp.) % Ratio 0 1 2

550 190 34.5 0/20

1075 355 33.0 4/20 3 1

1050 360 34.3 10/20 10

1050 450 42.9 9/20 9

1050 460 43.8 15/20 13 2

1000 500 50.0 7/20 6 1

1575 675 42.8 17/20 17

1650 800 48.5 16/20 16

2100 900 43.0 19/20 19

3050 1025 33.5 19/20 18 1

3212 1413 44.0 20/20 20

Another significant product formed during any fire, particularly
in confined areas, is carbon monoxide (CO). Carbon monoxide combines
with the hemoglobin of blood to form carboxyhemoglobin which interferes

with the transport of oxygen to body tissues. Investigations were con-
ducted to determine if the toxicity of the HF formed by prolysis of CBrF 3

was enhanced by the presence of carbon monoxide. These studies were con-
ducted on rats and mice exposed to HF singly and in combination with CO
for 5-minute periods. The atmospheric concentrations of HF were varied
while a concentration of CO which produced 25% carboxyhemoglobin was
held constant. There was a change in the slope of the mortality curve
but carbon monoxide had no significant effect on hydrogen fluoride
toxicity.

Freon 1301 (CBrF 3 ) appears to have the least toxic pyrolysis pro-
ducts of the halogenated fire-fighting agents tested thus far. The
amount of this agent required to quench a fire may, however, result in
sufficient production of pyrolysis products to produce toxic responses
ranging from skin irritation to pulmonary edenia. Consequently,
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respiratory protection should be used for fire fhghting vith any of the
halogenated agents.
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DISCUSSION

Dr. Walter: I wondered what the relations'iip of your pyrolysis products
to the pyrolysis products of this product actually u3ed to extinguish a
fire in a confined space is. It seems to me, as I recall these, these
are manyfold higher than you find in a fire.

Dz. MacEwen: 'ould I have that question again, please?

Dr. Walter: The pertinent question I wanted to ask was the relation-
ship between the pyrolysis products and their toxicity shown by this
speaker, and their relevancy to the pyrolysis products actually dis-
covered in a wild or native fire situation where as I have seen the data,
"the pyrolysis products are very small as compared to these exaggerated
ones shown on the screen. I wondered if there was any data to show the
relationship between them.

Dr. MacEwen: The purpose of these was not to prove thac they would kill
you in a fire, but to develop comparative data to show which would pro-
duce the more violent effect. It is quite possible that many fires, in
a test cell can be extinguished with the production of less of these ir-
ritating agents, hydrogen fluoride, hydrogen chloride, and so forth.
However, the amount of these produced is dependent upon the total extent
of a fire, and not necessarily that which you would find in a little test
cell. In an aircraft fire, for example, you have quite a profound fire
before you put it out.
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Mr. Wilson: I think maybe a little light could be shed on this if I
could take a liberty with your experiment and characterize it as taking
a kettle full of water, putting it on the stove, getting steam, and say-
ing I have got this much steam, and steam can be very dangerous if han-
dled improperly. Applying water to a fire, =any people for many years
have said sprinkltrs, for instance, will create steam, and this steam
will burn you, scald you. This is not true in practice, and I wonder if
perhaps the value of your paper is not to say should we cook all of the
agents, this is what we will get. When wz actually attack a fire in a
space with these agents, we do not produce anything like the amounts
that you have been talking about.

Dr. MacEwen: I did not mean to imply that we were going to kill every-
body with the use of these things. I did indicate, however, that much
lower concentrations of these are extremely irritating to the mucus mem-
brane, and, as I said, imay go anywhere, depending on the amount, the
amount of the fire, the amount used and the amount pyrolyzed may result
in anything from mild irritation, some damage to the eyes and mucus mem-
branes, to pulmonary congestion and pulmonary edema.

REMARKS

Dr. Christian: The session this afternoon will be a continuation of the
Toxicology Session which was begun this morning. The session will be
chaired by Mr. Ralph Wands who has graciously consented to take over for
Dr. Stokinger so that he might sit in the audience and better take in
the papers which are being given this afternoon. I am sure Mr. Wands is
known to most of you. He is the Executive Secretary of the Committee on
Toxicology.

Mr. Wands: Our first speaker comee to us from some distance and from a
great deal of background and experience in the field of toxicology of
the halogenated hydrocarbons, and particularly Halon 1211. Dr. David
Clark from the Imperial Chemical Industries, England.
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TOXICITY OF HALON 1211

David G. Clark

Imperial Chemical Industries Ltd, England

Since the original toxicological studies on halogenated fire ex-

tinguishants in 1950 (1), several papers have been published on the tox-

icity cf Halon 1211 (bromochlorodifluoromethane) in experimental an-
imals (2, 3, 4, 5). This present report describes briefly the toxicolog-
ical and pharmacological actions of Halon 1211 in animals and man.

As normal exposure to this fire-fighting chemical is likely to beshort, infrequent inhalation, the report is principally concerned with

the acute effects of the inhalation of Halon 1211 itself. The effects
of any possible thermal decomposition products are not discussed.

ANIMAL STUDIES

Rats and guinea pigs have been exposed to various concentrations
of Halon 1211 in small atmosphere chambers and the concentrations caus-
ing death of some of the animals noted. Table 1 summarizes the results
obtained by various authors. Animals exposed to these concentrations
showed signs of a profound depression of the central nervous system be-
fore death, but those that did not die iecovered promptly when exposed
to fresh air.

TABLE I

Concentrations of Halon 1211 Causing Deaths

Lethal Time of
Species Concentration Exposure Reference

(vols %) (mins)

Rat 23 30 2
32 15 1
30 15 5
22* 140 4

Guinea Pig 23 15 - 30 2

* Concentration increased with time.
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The Underwriters' Laboratories conducted experiments in 1955 in
order to classify the life hazards of various fire extinguishants (3).
Guinea pigs were exposed to concentrations of the extinguishants from
0.5% to 20% for periods of time ranging from five minutes to two hours.
Their classification is presented in Table 2.

TABLE 2

Underwriters' Laboratories Classification of Comparative
Life Hazards of Various Fire Extinguishing Agents

Group Definition Example

3 Gases or vapors which in con- Chlorobromomethane
centrations of the order of 2 Carbon Tetrachloride
to 2.5% for durations of ex-
posure of the order of 1 hour
are lethal or produce serious
injury

4 Gases or vapors Ahich in con- Dibromodifluoro-
centrations of the order of 2 methane
to 2.5% for durations of ex-
posure of the order of 2 hours
are lethal or produce serious
injury

5a Gases or vapors much less Halon 1211
toxic than Group 4, but more Carbon Dioxide
toxic than Group 6

6 Gases or vapors which in con- Halon 1301
centrations up to at least 20%
by volume for durations of ex-
posure of the order of 2 hours
do not appear to produce injury

More detailed studies have been conducted since these experiments
were reported. Several species of animals have been exposed to Halon 1211
and the appearance and disappearance of tht various toxic signs noted in
an attempt to gain some insight into the mode of action of the agent,
and to assess its possible hazards in a fire-fighting situation (4, 5).

Exposure of rats, mice, guinea pigs, rabbits, cats, dogs and a
monkey to concentrations of Halon 1211 greater than about 10%, usually
gave .ise to slight tremors within 10 minutes. If these exposures were
continued, or if higher concentrations were used, tremors, bead shaking,
ataxia and convulsions eventually occurred. On cessation of exposure
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the animals recovered promptly without ill effects, but if exposures
were continued, the animals eventually became comatose, failed to re-
spond to stimuli, and their breathing became slower and more shallow
until they died.

Although it is unlikely that prolonged daily exposures to Halon 1211
could occur in normal use, rats have been exposed to 1% Halon 1211 for
six hours per day for three weeks. Slight lethargy only was noted; there
were no biochemical or hematological changes noted and all the tissues
were normal when examined histopathologically at the end of the experi-
mental period (5).

Halon 1211, and the other halogenated fire extinguishants, are re-
lated to various chemicals that are known to make the heart hypersensi-
tive to the arrhythmogenic effects of adrenaline (6). These arrhythmias
can be minor changes such as ventricular ectopic. beats, or major changes
such as ventricular tachycardia or ventricular fibrillation, which can
be fatal. Since high blood levels of adrenaline could be expected from
the stress and fear of a fire-fighting situation, the cardiac sensitiz-
ing potential of Halon 1211 has been assessed (5).

Rats, rabbits and dogs were exposed to various concentrations of
Halon 1211, usually for five minutes, and the cardiac effects of a large
intravenous injection of adrenaline recorded. Only one rabbit showed
evidence of cardiac sensitization when challenged with adrenaline during
exposure to the maximvm concentration of Halon 1211 that could be toler,-
ated (4%). The hearts of anesthetized rats were more resistant than rab-
bits, since no cardiac arrhythmias could be produced even at a 10% level
of exposure. Dogs, however, were particularly susceptible, and cardiac
arrhythmias could be produced by the injection of adrenaline during in-
halation of 1 to 2% Halon 1211.

An injection of adrenaline 10 minutes after exposure to a sensi-
tizing concentration of Halon 1211, however, never resulted in arrhyth-
mias (5), This observation, together with previous observations that
Halon 1211 and related fluorocarbons are rapidly eliminated from the
blood stream after exposure (5, 7) would indicate that cardiac sensiti-
zation is not due to permanent structural damage of the heart, but is a
transient phenomenon, due to some temporary interaction of the Halon
with adrenaline.

It is not possible to apply the results of the cardiac sensiti-
zation experiments directly to man because the dose of adrcnaline in-
jected may have been excessive and unphysiological (5, 8). Experiments
such as these show merely that Halon 1211, like many other related chem-
icals (6, 7, 8, 9) has the potential to cause cardiac sensitization.
Further experiments have therefore been undertaken in which dogs were
exposed to Halon 1211 under stress conditions to see if the adrenaline
released into the blood stream under these more physiological conditions
was sufficient to cause cardiac irregularities (5). No abnormal heart
beats were produced during a 15-20 minute exposure to 7% Haion 1211 de-
spite the presence of severe convulsions, but one dog suodenly developed
ventricular fibrillation during the convulsions induced by a 27-minute
ex'osure to a 5% concentration.
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HUMAN STUDIES

The animal experiments show that the principle toxicological ef-
fects of Halon 1211 are on the central nervous system and the heart.
Halon 1211 can first stiiulate, then depress the central nervous system
to give muscular tremors and then anesthesia. It can also sansitize the
heart to the arrhythmogenic effects of adrenaline. Since there is some
variation in the responses of the various species to the central nervous
system stimulating and cardiac sensitizing effects of Halon 1211, studies
with human volunteers have been undertaken. These studies were under-
taken to find the maximum concentration of Halon 1211 that could be tol-
erated by man for a short period of time.

Subjects exposed to 4-5% Halon 1211 did not notice any effects
during the first 30 or 40 seconds of exposure, but then became dizzy and
light-headed -- effects which may be likened to those of alchohol intox-
ication. These symptoms then increased in intensity. After one min-
ute's exposure the dizziness was quite marked and paresthesia of the
fingers and toes was also present. When exposure was continued past the
point at which the symptoms became severe, one subject showed signs of
stimulation of the central nervous system and a spontaneous transient
disorder of the heart beat after two minutes.

Recovery on cessation of exposure was rapid when the subjects
were exposed to fresh air again, and there were no after-effects, either
from the first exposure or subsequent exposures.

DISCUSSION

Although Halon 1211, in common with other fire extinguishantq,
has some toxic properties which could be dangerous under certain cir-
cumstances, any possible risks must be balanced against the benefits of
prevention of loss of life and property from the fire itself. Recom-
mendations for the safe use of the extinguishant must therefore reflect
this balance. on the basis of the various experiments described in this

report, it was concluded that 4-5% Halon 1211 for one minute was the
maximum that could be tolerated by man, and that amounts greater than
these should be avoided. Accordingly, for total flooding systems util-
izing Halon 1211 where concentrations of this order are likely, the ap-
propriateý NFPA Standard proposes that the systems should only be used
in normally non-occupied areap where any personnel can leave within 30
seconds. Where concentrations of Lis order are not likely -- with auto-
matic systems protecting equipment in the open, with local application
systemr located !hdoors ,ben the volume of the fire hazard is small rela-
tive to the volume of the rcom, and with hand extinguishers -- these re-
"strictions may not apply.

Erperic.ce ir use has confirmed the low toxicity of Halon 1211.
SDuring the last 10 yenr'. several hundred thousand portable Halon 1211

fire extinguishers and, in more rzcent years, Halon 1211 total flooding
systerns have Deen used effectivel !ithout producing any adverse health
eftects. Thus, the advantage of HL.on 1211 -- the speed with which it

!r can attack and extingtlJ' fires -- can be utilized with safety, and
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personnel cud property can be saved from the major hazards of the heat,
smoke, iparbon monoxide and oxygen depletion resulting from a fire
situation.
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DISCUSSION

Dr. Stewart: I would like to ask three quick questions. One, how many
human subjects were exposed at the 4-5% air concentration of Halon 1211?
Secondly, what was the disorder noted on one subject at two minutes?
Thirdly, have you exposed human subjects to lower concentrations which
produced no effect?
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Dr. flark: Regarding the first question Dr. Stewart asked -- the number
of subjects we used -- we used the same three subjects, and we used them
twice.

The second question -- what was the disorder of the heart beat
that. we saw in the subject exposed to 5%? This was one or two ventri-
cular ectopic beats, followed by a few seconds run of ventricular
tachycardia.

The third question -- have we done exposures at lower concentra-
tions to find the no-effect level? We have not done specific experiments
for this at the moment because these experiments were designed originally
for assessing the safety of total flooding situations where 4 or 5% was
the concentration that we were going to use.

I hope that answers the three questions.

Mr. Roberts: Could you estimate, sir, the effect of the presence of
3200 parts per million of 12B2 in one of these? To the audience, the
12B2 is a stronger agent in this area than the 1211.

Dr. Clark: The very first experiments we did were on the ordinary com-
mercial sample of 1211, which is 99.5% pure. Our immediate sales ques-
tion was it must be a toxic impurity. If you find any action in the
product, it is a toxic impurity, they say. So we did other experiments
to check this one out, and we got some extremely pure 1211 -- 99.9-
something per cent pure -- and there were no 4iffercnces in the toxic re-
sults. 12B2 or 1202 in the Halon system is certainly more toxic, but I
think there is only a factor of three or four. So I don't think the
presence of even a small quantity of 1202 would have influenced the results.

Mr. Spiegelman (American Insurance Association): I would like to just put
this thing into a certain amount of perspective. The Underwriters' Labora-
tories who spoke this morning have listed two Halons, 1301, for Class A
fires at concentrations of 19 and 20%. If you are to use the UL listing
system on the 1301, you would be far in excess of 4, 5, 6, or 7%.

The other thing I would like to ask you about, in view of the
fact that your company produces Halothane, is what other effects on the
human does Halothane show, aside from the effect on the blood? Does it
affect other organs? From what I have been led to understand, it does
affect other organs in patients who are exposed to it, and are not en-
couraged to take too many exposures to Halothane or repetitive exposures.

Dr. Clark: Halorhanc iu probably the most popular anesthetic used
throughout the world today and is made by the ICI, Ltd. It is a fluor-
inated hydrocarbon which is related chemically to these halons that we
are talking about at the moment. I think the only controversy I know
about Halothane is some people say there is a possibility of slight liver
damage. I think the figures they quote are possibly one in 10,000 oper-
ations where you are talking about several hours exposures. You may get
some evidence of liver damage. I certainly don't know any other evidence
where there is any controversy or any problem about organs being affected.
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REMARKS

Mr. Wands: In keeping with the Planning Committee's concept of bringing
out all of the information available on the popular halogenated fire ex-
tinguishing agents, we have made it a point to invite speakers from each
of the major manufacturers to present papers at this meeting, not only to
present their side of the picture, but more importantly, to present the
scientific information behind the development of these products.

Our next speaker in this light is Dr. Charles F. Reinhardt from
the du Pont Haskell Laboratories, who will talk to us now about the
toxicology of Halon 1301.

6
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TOXICOLOGY OF HA JGENATED FIRE EXTINGUISHING AGENTS
HALON 1301 (BROMOTRIFLUOROMETHANE)

Charles F. Reinhardt and Ruth E. Reinke

E. I. du Pont de Nemours & Company

Halon 1301, bromotrifluoromethane, has been established as an
excellent fire extinguishing agent. It has been used in portable ex-
tinguishers by the U.S. Army since 1959 and a portable extinguisher con-
taining Halon 1301 has been listed by Underwriters' Laboratories, Inc.
(1) since 1961. Currently, Halon 1301 is finding its widest use in total
flooding systems.

Toxicity studies with Halon 1301 show that it is one of the safest
of the halogenated fire extinguishing agents. In evaluating the toxicology
of fire extinguishing agents, three factors must be considered:

1. toxicity of the undecomposed agent,

2. Toxicity of the thermal decomposition
products of the agent, and

3. toxicity of the cormnon products of com-
bustion from the fire.

As the title suggests, this discussion will be limited to the
first factor, namely, the toxicity of undecomposed or natural Halon 1301.
The toxicology of Halon 1301 has been studied extensively by numerous
laboratories and includes both animal and human inhalation studies.

ANIMAL STUDIES

The original toxicological studies on Halon 1301 were carried out
in 1950 by Chambers and Krackow (2), Comstock et al. (3), and MacNamee
(4) at the U.S. Army Chemical Center. They determined the approximate
lethal concentration (ALC) of various fire extinguishing agents and
found the ALC for Halon 1301 in rats to be 83.2 percent in air for a
15-minute exposure. Although there was evidence of edema and hemor-
rhage of the lungs, death probably resulted from oxygen deficiency.
This low order of acute toxicity was confirmed by Dufour (5) at
Underwriters' Laboratories in tests which involved four halogenated
fire extinguishing agents. Guinea pigs exposed to concentrations of up
to 20 percent Halon 1301 for two hours showed no significant toxic ef-
fect. On the basis of these data, Underwriters' classified Halon 1301
in Group 6 (least toxic) in their classification of life hazards.
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Paulet (6) conducted toxicity studies in which rabbits, mice,
guinea pigs, and rats were exposed for two hours to concentrations of
Halon 1301 up to 80 percent, with the oxygen concentration maintained
at 20 percent, without any mortalities. Mice exposed to concentrations
of 50 to 61 percent showed central nervous system effecta associated
with hypoaccivity. At the 80 percent level a depressant effect was
noted in rats and guinea pigs while mice and rabbits showed effects as-
sociated with hyperactivity, including brief convulsions and tremors in
rabbits. Subacute toxicity studies on mice, rats, and guinea pigs in
which the animals were exposed to 50 percent Halon 1301, two hours a day
for 15 consecutive days, resulted in no signs of toxicity.

MacFarland (7) at Hazleton Laboratories reported a study in which
monkeys, rabbits, guinea pigs, and rats were exposed for two hours to
Halon 1301 at concentrations of 10, 15, and 20 percent, respectively.
Blood chemistry determinations performed on the monkeys revealed no ab-
normalities resulting from the exposure. All animals appeared normal
following exposure. Pathological examination showed no evidence of
gross or histopathological effect.

Comstock et al. (8) conducted a chronic study in whicb rats and
dogs were exposed six hours daily, five days per week for 18 weeks to
2.3 percent Halon 1301. No clinical signs of toxicity were observed.
On autopsy there was evidence of some diffuse congestion throughout the
respiratory tract but no other noteworthy tissue changes.

Up to this point, the primary toxicological action ascribed to
Halon 1301 has been its effect upon the central nervous system. However,
as is characteristic of many halogenated and unsubstituted hydrocarbons,
Halon 1301 would be expected to sensitize the heart to the effects of
epinephrine with the production of cardiac arrhythmias. These arrhyth-
mias are frequently ventricular in origin and may result in sudden
death. This phenomenon is commonly referred to as cardiac sensitiza-
tion. Several investigators have studied this aspect of Halon 1301
toxicity.

At the Hine Laboratories (9), mongrel dogs were exposed to
Halon 1301 concentrations ranging from 10 to 40 percent for intervals
of less than one hour after a fright-producing situation. The purpose
of this experiment was to ascertain whether endogenously released epin-
ephrine would cause ventricular fibrillation. No fatal arrhythmias oc-
curred although central nervous system effects and shortness of breath
were observed at the higher concentrations. Since the electrocardio-
graphic activities of the dogs were not measured, it is not known whether
any arrhythmias were produced. In some of the experiments, the dogs
were exposed to a combination of Halon 1301 and 10 percent carbon diox-
ide,but, as above, no fatal arrhythmias occurred.

Van Stee and Back (10) exposed both unanesthetized and anesthe-
tized dogs and monkeys to 10 to 80 percent Halon 1301. Most of the an-
imals developed spontaneous cardiac arrhythmias within one to three min-
utes of exposure to 40 percent or more Halon 1301 but no particular con-
sistency of response could be ascertained. The typical arrhythmic
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response could, however, be elicited with the intravenous injection of
2 to 3 Ug/kg epinephrine. Larger doses, 5 to 10 ug/kg, caused ventri-
cular fibrillation with cardiac arrest in dogs. Monkeys receiving the
higher doses of epinephrine were observed to have brief episodes of ven-
tricular fibrillation but no deaths occurred. Epileptiform convulsions
were seen in about 50 percent of the unanesthetized dogs exposed to 50
to 80 percent Halon 1301. Unanesthetized monkeys, on the other hand, be-
came lethargic and no convulsions were seen. Most animals exposed to
Halon 1301 while anesthetized with sodium pentobarbital exhibited an in-
itial decrease in mean arterial blood pressure of 10 to 60 mm Hg depend-
ing on the concentration of Halon 1301.

These same investigators (11) also reported that anesthetized
dogs showed a steady drop in mean arterial blood pressure and a signi-
ficant fall in heart rate during exposure to 70 percent Halon 1301.
Open-chested monkeys and dogs exposed to 80 percent of the agent showed
a fall in systolic pressure accompanied by a slight rise in left ven-
tricular and diastolic pressure. The authors reason that the hypoten-
gion observed with exposure to Halon 1301 results from a decrease in
Lotal peripheral vascular resistance and decreased myocardial
contractility.

In experiments conducted to examine the characteristics of the
cardiac arrhythmias which, as previously reported, often appeared spon-
taneously during exposure of monkeys to Halon 1301, Van Stee and Back
(12) found that a minimal blood pressure threshold is required for their
production and that the individual susceptibility to the spontaneous oc-
currence of arrhythmias is the result of differences in individual abil-
ity to maintain blood pressure during exposure to Halon 1301. These
findings suggest that a hypertensive individual might be expected to de-
velop arrhythmias more readily than a normo- or hypotensive one. Acido-
sis and epinephrine were found to decrease the blood pressure threshold
required to trigger arrhythmias.

Reinhardt (13) has conducted studies in which unanesthetized dogs
were exposed to either 5, 7.5, 10, 15, or 20 percent Halon 1301 for five
minutes and then given an intravenous injection of 8 to 10 Ag/kg epi-
nephrine. No significant cardiac arrhythmias developed at the 5 percent
level. However, at the four highest concentrations, serious arrhyth-
mias, either multiple consecutive ventricular beats or ventricular fi-
brillation, were observed. The percentage of responses increased with
increasing concentration of Halon 1301. One death occurred at the 10
percent level while two animals died at the 20 percent concentration.
In no instance were any cardiac abnormalities noted when the animals
were exposed to Halon 1301 without the injection of epinephrine. The
results are summarized in Table 1.

In another series of experiments, Van Stee and Back (14) exposed
rats up to five minutes to 70 to 75 percent Halon 1301 to determine the
accumulation and diminution of this material in the brain, heart, and
blood. Tissue samples were collected within 30 seconds after termina-
tion of each of the 1-, 2-, 3-, 4-, and 5-minute exposures or serially
during the 55-minute period following the five-minute exposures. The
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mean heart concentration reached 500 ug/gm of tissue. The brain concen-
trations of Halon 1301 were significantly higher than those of the heart
at all times during exposure and reached a mean concentration of 760
jg /gm of tissue. Intracardiac blood samples showed that the concentra-
tions of Halon 1301 in cardiac blood closely paralleled those of the
heart. Only trace amounts of Halon 1301 were found in the same tissues
10 minutes post-exposure.

TABLE 1

Concentration Number Dog Number Percent
Percent (v/v) Exposures Marked Responses* Marked Responses

5.0 62 0 0.0
7.5 18 1 5.6

10.0 69 8 11.6
15.0 7 2 28.6
20.0 13 8 61.5

* Either multiple consecutive ventricular beats or ventricular
fibrillation.

The favorable toxicity data obtained on animals suggested that
Halon 1301 might have a sufficiently low order of toxicity to permit its
use in environments normally occupied by man. However, since the con-
centration of Halon 1301 required to extinguish most fires is of the
order of 5 to 6 percent, it was considered necessary to determine pre-
cisely the effects of these and somewhat higher concentrations of
Halon 1301 in man.

HUMAN STUDIES

Clark (15) exposed subjects to various concentrations of Halon 1301
by means of a face mask. Exposure to 6 percent of the agent for three
minutes produced slight paresthesia and very slight dizziness. There was
an increase in the heart rate but otherwise there were no electrocardio-
graphic (ECG) changes. At the 9 percent level, increasingly unpleasant
dizziness caused one subject to terminate the exposure after two minutes.
Again, there was an increase in heart rate but no arrhythmia. Exposures
at the three highest concentrations (10, 12, and 15 percent) lasted only
one minute. At the 10 percent level, slight dizziness and slight pares-
thesia were noted. A general rise in heart rate and blood pressure was
accompanied in two subjects by depression of the T wave as noted en the
ECG, but all subjects felt that continued exposure could have been toler-
ated. At the 12 and 15 percent concentrations, there were paresthesias
and severe dizziness. All subjects showed an increased heart rate and
depression of the T wave. The subjects felt that exposure continued be-
yond one minute would be intolerable due to dizziness and fear of losing
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consciousness. Recovery occurred within one to five minutes after term-
ination of exposure.

Reinhardt and Stopps (16) also conducted a series of human expo-
sures. Three men were exposed twice each, in sequence to concentrations
of 1, 3, 5, 7, and 10 percent Halon 1301. Each exposure lasted approxi-
mately 3 to 3-1/2 minutes. A small exposure booth measuring 2-1/2 x 3 x 5
feet was used. The desired exposure concentrations inside the chamber
were achieved within t 1/2 percent 30 seconds after the release of
Halon 1301 directly into the top of the chamber.

Electrocardiograms made periodically before and continuously dur-
ing each exposure showed no abnormality in any of the subjects. A force
platform test for evaluation of equilibrium and a simple reaction time
test in response to a visual signal were used to assess effects of the
exposures on the subjects. The results of these two tests were not con-
clusive but suggested a slight disturbance in balance and reaction time,
especially at the 7 and 10 percent levels of exposure.

All three subjects noted a characteristic subjective impression,
independently described by each as a feeling of light-headedness, a feel-
ing similar to having a couple of "stiff drinks," or as the sensation ex-
perienced just prior to unconsciousness when being given a general an-
esthetic. At the 7 percent level this sensation came on rapidly and then
remained at a constant intensity until the exposure ended when it quickly
subsided. At the 10 percent level, however, the sensation increased
throughout the exposure and all three subjects felt that continued ex-
posure might have induced unconsciousness. At the 10 percent concentra-
tion, each subject noticed a slight distairbance in his ability to re-
spond to the visual stimulus of the reaction time device as shown by the
fact that greater effort and concentration were required to make the
response.

The Hine Laboratories (9) exposed 10 men, under static conditions,
to 5 and 10 percent Halon 1301. In addition, the same subjects were ex-
posed, under dynamic conditions using a Heidbrink anesthetic inhalator,
to concentrations ranging from 5 to 17 percent.

The static exposures lasted 20 to 25 minutes and were conducted
in a cubicle exposure chamber with an 8064-liter capacity. A battery of
tests for mental alertness and muscular coordination were given during
the exposures: an adjective check list for description of the subject's
mental and emotional state, a modified Romberg test for evaluation of
balance, a finger-to-finger test, a pursuit rotor test, and a reaction
time test using three different colored lights and levers. The results
of these testo at the 5 percent level were judged to indicate overall
improvement in one subject, no significant changes in two, and a de-
crease in performance in the fourth subject; the general evaluation was
that some subjects showed a minimal decrease in judgment and skill. At
the 10 percent level, there was a general decrease in judgment, alert-
ness, and neuromuscular skill. While hand steadiness was not scored,
the Maze tests were revealing in that the drawn lines were wavy and ir-
regular in all subjects at the 10 percent level in contrast ý o the smooth
lines drawn in the control runs. The self-appraisal from the desctiptive
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word list showed a decrease in words describing mental acuity and alert-
ness with an increase in words describing mild depression. Most sub-
jects felt drowsy or light-headed and there was an increase in sense of
well-being.

In the Heidbrink anesthetic inhalator tests, Halon 1301 was ad-
ministered either alone or in the presence of increased carbon dioxide.
Total exposure time ranged from 15 to 25 minutes. Nine subjects re-
ported central nervous system effects; reactions were variously de-
scribed as tingling, light-headedness, buzzing in the ears, and numbness
or the feeling of impending unconsciousness at concentrations above 14
percent. One subject exposed up to 15.7 percent Halon 1301 reported no
central nervous system effect.

Recordings of ECG, pulse, and blood pressure were made in connec-
tion with these inhalator exposures. No ECG changes were observed in
seven subjects. One subject exposed to 16.9 percent Halon 1301 showed
Zlat T waves; exposure to 14 percent Halon 1301 36 hours later resulted
in cardiac arrhythmia characterized by flattening of T waves, premature
ventricular contractions forming bigeminy, A-V dissociation with no pace-
maker, and premature beats from various foci. Two other subjects showed
ECG changes at five of the ten readings taken after exposure to 8.2 per-
cent to 15.7 percent Halon 1301. In one case, changes were described as
a lowering of the T wave on two occasions. In the other case, flatten-
ing of the T wave occurred on one occasion and increased sinus arrhyth-
mia occurred on two other occasions. (This last subject was noted to
have an initial pattern of varying T waves.) The overall tendency was
towards an increased pulse and lowered blood pressure but considerable
variability existed, Little, if any, cardiovascular effect was noted in
those instances where the amount of inspired carbon dioxide was increased.

During and following exposure, two of the subjects reported heed-
aches which in one case persisted for 12 hours, but otherwise recovery
was prompt. The investigators concluded that Stage I anesthesia occurs
at 12 to 15 percent concentrations of Halon 1301 and Stage II anesthesia
would be reached at approximately 20 percent Halon 1301.

SUMMARY AND CONCLUSION

Animal experiments showed two principal toxic actions of Halon 1301:
1) stimulation or depression of the central nervous system with effects
ranging from tremors and convulsions to lethargy and unconsciousness, and
2) cardiovascular effects including hypotension, decreased heart rate,
a.id cardiac arrhythmias. Variations in both the nature and itensity of
these actions existed both between species and at different concentra-
tions of Halon 1301.

Experiments involving man clarified the nature of these target
actions. The central nervous system effects are characteristic of those
produced by a weak general anesthetic. To date, a state of unconscious-
ness has not been induced in man, either experimentally or during the use
of Halon 1301. In exposures to concentrations up to 17 percent, the sub-
jects were always sufficiently aware of their reactions to request
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termination of exposure when necessary. The rapid recovery of humanI' subjects after cessation of exposure is consistent with studies in rats
indicating rapid post-exposure clearance of Halon 1301 from the brain
and heart.

Human subjects exposed to Halon 1301 have shown both an increase
and decrease in blood pressure and heart rate as well. The apparent in-
trinsic pharmacological tendency of this agent to induce hypotension is
undoubtedly modified in many instances by endogenous epinephrine re-
leased in response to stimulation of the central nervous system. In ad-
dition, human subjects have developed spontaneous electrocardiographic
changes including one instance of a definite cardiac arrhythmia when ex-
posed to relatively high concentrations of Halon 1301.

The data supplied by three separate human studies indicate that
concentrations of Halon 1301 exceeding 10 percent may prodice definite
cardiac and central nervous system effects and that concentrations of
the order of 15 to 20 percent may lead to unconsciousness and conceivably
death. On the other hand, no cardiac effects and only negligible central
nervous system effects would be expected to occur at concentrations not
exceeding 7 percent Halon 1301 for exposures five minutes or less in
duration. No significant adverse health effects have been reported from
Halon 1301 in more than 10 years of practical use as a fire extinguishant.

On the basis of the toxicity data presently available, it is con-
cluded that Halon 1301 is safe for use in total flooding systems where
personnel are normally present provided the concentrations and condi-
tions of egress conform to those prescribed in the National Fire
Protection Association 12A standard on Halogenated Fire Extinguishing
Agent Systems - Halon 1301 (17). Currently, Halon 1301 is not recom-
mended for use as an inerting agent in normally occupied areas.

In conclusion, it must be emphasized that some degree of risk is
generally attendant upon the use of chemical extinguishing agents, and
Halon 1301 is no exception. It does have toxic properties which could
be dangerous under certain circumotances. However, the toxicity of the
agent must be put in perspective, and any risk must be balanced against
the benefits. The prompt extinguishing action of Halon 1301 minimizes
the formation of pyrolysis products from the agent itself as well as the
major hazards of a conflagration; namely, smoke, heat, carbon monoxide
formation and oxygen depletion. These latter hazards far outweigh any
due to the extinguishant itself. It is therefore of paramount impor-
tance that the fire be detected and extinguished quickly after inception.
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DISCUSSION

Mr. Wood: My question perhaps relates to all three of these papers.
noted 1n the case of 70 to 8'j percent concentrations that the mixture
must have been with oxygen. Gcherwise the oxygon deficiency would have
been bresent. In the case of .,e lower concentrations, such as 5 to 20
percEnt, %as there oxygen enrichment rn coempensate or were these with as
little as l pprcent oxygen, which would corresp.rnd to about a 20 per-
cent mixture? In other w-,rds, in the lower concentrations, 20 percent
and "elow, was the oxygen enriched to cyrpensate and make it a normal
ox-%gen corcentration? If not, cculd so: of "-se effects be partly at-
tributablE to oxygen deficiency?

D.. Rein.h;rdt, In the stud.es uihich we carried out, ue did not add Ov-
ygen at those lower lvels. Howe-;cr, I think the control studifs .c,!..
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serve to take care of that if the oxygen was a factor. It woild show up.
I thiuk yout point Ia well taken, but at that level I am not sure that
even that decrease would nave a sianificant effect. Maybe someone else
in the room could comment on it.

Dr. Clark: ' could make a quick commen ren that last one as regards
oxygen tension falling. If you think of normal aircraft cabins, they
are pressurized at about 8,000 feet, which is equivalent to 16 percent
oxygen at seG level. I have never really noticed any problem of uncon-
sciousness when I have been flying.

Mr. Roberte, I would like to focus on the experimental method. It
seemed that I noticed that at the 7 percent level producing light dizzi-
ness from your chamber, and comparing that to the fact that a mask which
tyas used in the work by Dr. Clark produced that same light dizziness at
6 percent. That is a considerable difference when we are talking about
5 percent being the lev4l of the margin of safety for use.

Dr. Reirnhardt: Assuming tmat the subject is getting the proper aeration,
! don't thirk that the way it is administered in that regard would be a
factor. I would also comment that even chough this may be important to
those who design systems, when you are doing human exposures and testing
humans, the resporse is variable enough that if you see a little lit of
difference betueen 5, 6 or 7 percent, that is really not that signifi-
cant in terms of human response. I thirk this is what you misihu expect
as a biolosi.,al variation. These effects which were described by the
various authors really are not that different. They ate all similar
"4n'litatively. There is a very minor quantitative difference.

Mr.t.Ianbt,,: I have a problem with some of thfse agents that we are dis-
cussing as to general nature. We are discussing experiments with people

Swho are in real good physical shape and so fcrth. I am hoping from tliis
conferenc. to get somc information which I can extrapclate to people
generally who ray have problems of heart conditions, they may be drinL:ers,
they mey take -Arugs of Eame type, and the effect of the3e agents against
"h.ese types oi conditions. T would appreciate any explanation that you
could give me. I &n laboring under the impression that if people are

* drinkers and So forth, :hey can be affected more by these halons than
not. I would like some guidance in this area.

Dr. Eeinhpr.t: As !ar as drinkcrs are concerned, someone who has an ef-
fect fTrom alcohol. this would certainly be additive, and you would ex-
pect a mo:c serious eff-.ct. However, you get into an area where, say,
people with cardiac *4iscase and w:.o are taking other drugE, this is kind
of an ur,knorrwn arEA. it certainly is cne that probably needs further

* ' sttcy. Hiowever, on Lhe basis of the fact that thece materials do pro-
duce arr2-Ltnmias nr may produce ..-rhythrr-ias, certainly anyone who would
have a histor': ol cardiac drrnyLhmia might be more sasceptible to the
e.fectr. of 6hr-e rsr:erials. To go begond that, I don't think we have
the informat.on at thic tire.

m,--. :' Can you rela:e the concentrations of 1301 and the injeclion
levvls of epi.-?phrine to norrm.-l aire-fighting conditions for 1.01, t.-c



concentrations deeded for fire control, and also the endogenous levels
of epinephrine which might be present in a human being during a period
of excitement?

Dr. Reinhardt: As you saw in the studies which we conducted with our
dogs, we did have cardiac effects at the 7.5 percent level and above.
However, these animals received large intravenous injections of epineph-
rine, and these levels are probably of the order of 10 times greater
than the maximum amount that man may secrete under stress. We feel that
there is probably a very wide margin of.safety here, although we can't
put an actual number on it.

Mr. Wands: And the level of 1301 for normal fire control purposes?

Dr. Reinhardt: Excuse me, .it is 5 to 6 percent.

Dr. Rozr.iecki: On the effects at low levels on humans, in the three
studieb that you mentioned, were they all double blind, single blind, or
mixed exposures?

Dr. Reinhardt: in these particular studies, I don't know that any of
them were double blind studies. I can only answer for sure for ours,
&n it was not. At that time this was kind of an unknown area to us,
and we were proceeding rather cautiously. So we started with the lower
levels and worked up. We had highly trained subjects, though, so we
figured that this would not be so much a factor with them.

From the Floor: Would someone explain "doub!.e blind?"

Dr. Keinhardt: I am not sure I am the best one, but I think it means
when neither the subject nor the investigator knows what is being
administered.

Mr. Wands: Dr. Back, do you want to conmnent on that?

Dr. Back: Yes. It is impossible to make this double blind, because the
agents have an ocor. So the guy knows he is getting it, but not how
much.

REMARKS

Mr. Wands: We are very fortunate this afternoon to have Dr. Nicola
Rait.aldi from %kntecantini-Edison in Italy to talk to us now about

Halon 2402.



APPRAISAL -F HALOGENATED FIRE EXTINGUISHING AGENTS

Nicola Rainaldi

Montecatini-Edison, Italy

This report refers to experimental searches already done or under
way in the laboratories of Montecatini-Edison concerning Halon 2402 ap-
plications in the fire-fighting field.

Beginning ia 1966, our main goal was to find a fire-fighting agent
which could exhibit the following performance (Table 1):

TABLE 1

Requirements for an "Ideal" Fire Extinguishing Agent

1. High effectiveness on Class . B, and C fires,

2. Liquid at ambient temperta,.. but readily vaporized
on the flames,

3. HIigh density,

4. Low toxicity rating.

V.ese properties would allow the agent to be used with favorable
results either .n enclosur, :.4 total flooding systems or outdoors
against large fires. Being a liquid, at rc-.m temperature, handling and
storage problems would be more easily solved.

A first screening on several halons pointed to Halon 2402 (1, 2
"dibromo-tetrafluoro ethane). Its physical properties, which are shcwn
in Table 2, meet the requirements of Nos. 2 and 3 above. The results of
its extinguishing effectiveness, measured by laboratory tests (Creitz's
method and Explosion Burette), are shown in Table 3. Later, controlled
practical tests on different sized fires, both indoor and outdcor,
proved the validity of this choice (Table 4). Note that the discharge
times are significantly low and, in the case of the extinguishment by
total flooding technique, the required agent concentrdtion ranges be-
tween one and two percent by volumc (100 - 200 n/cur.u.-.
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TABLE 2

Properties of Helon 2402

Boiling Point 1170F

Freezing Point - 168°F

Vapor Pressure

at 77 0 F 6.6 psia

at 122 0 F 16.0 psia

Density of Liquid 135 lb./cu. ft.

Dielectric Strength (Vapor) 4.2 (Nitrogen = 1.0)

Resistivity of Liquid 10II Ohm - cm

Evaporation RaLe 116 (Ether = 100)

Surface Tension 18 dynes/ cm

Corrosion of Metals:

Iron 0.0086 mils/year

Stainless Steel nill

Brass nill

Aluminum nill

Copper 0.0018 mils/year

However, the toxicity rate of the agent itself had to be more
deeply investigated and also the toxicity caused by its thermal decom-
position products during fire extinguishment. The literature data were
neither sufficient nor exhaustive. Furthermore, the purity level of the
agent was never mentioned or taken into consideration for toxicity
ratipgs.

The experimental investigations were planned bearing in mind the
practical application conditions. The tests were run in consecutive
steps ranging from laboratory tests on animals to tests, again on ni-
inals, hut performed in practical fire-fighting conditions. The study to
evaluate the physiological effects of Halon 2402 on hunens was ob',iouslv
subordinated to favorable results in the abo-:e tests.
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TABLE 3

Effectiveness of Halon 2402

(Laboratory Results)

Flame Suppression Data by Creitz

Fuel Quantity to Extinguish

Ace tone 1.22%

Benzene 1.29%

Methane 0.80%

Exane 1.467%

SVirgin Naphta 1.53%

Flammability Peak Data by "Explosion Burette"

Fuel Requirement for Explosion Suppres.

Acetone 2.4%

Benzene 2.5%

Methane 0.8%

n-Exane 3.5%

ANIMAL STUDIES

Table 5 shows the results of a study on the acute toxicity in
Sprague Dawley male rats having an average weight of 250 gins., which
were carried out according to the plan proposed by the Committee on
Toxicology of the National Academy of Sciences, National Research Council
of the U.S.A. (1). These data allow classification of Halon 2402 as a
relatively harmless substance in accordance with the classification of
Hodge and Sterner (2).

It can be observed that the ALDO value of 13.1% is eight to ten
times higher than the concentrations normally used to extinguish indoor
fires by the total ficoding rechniqte.

81



TABLE 4

A) Grcund fires

Fuel Fire Surface Extinguishing Time Agent Used

60 sec. after prebur.

Gasoline 4 sqmt 2 sec. 2.0 Kg.

Gasoline 6 sqmt 3 sec. 6.0 Kg.

J f 4 64 sqmt 30 sec. 74.0 Kg.

B) Fires in Enclosed Volumes

Fuel Extinguishant

Discharge Time Kg. Used 7 by Volume

Acetone 6.5 sec. 6.5 1.25

Benzene 4.5 sec. 4.5 .86

Gasoline 5.5 sec. 5.5 1.05

Iransformer Oil 5.5 sec. 5.5 1.05

Foamed Polystirene 7.0 sec. 7.0 1.33

Rubber Fires 7.0 sec. 7.0 1.33

Note: Preburning time 30 sec.

TUBE TESTING

The toxicity studies on thermal decomposition of Halon 2402 were
preceded by a kinetic investigation of the thermal stability of the
agent. This test series, performed in a heated tube, aimed to evaluate
the influence of some chemical and physical parameters, such as agent
contact time, tube material, and temperature on the rate of decomposi-
tion itself.

The pyrolysis data obtained in these experiments are shown in
Table 6 and bave led to the following considerations:

1. The rate of decomposition is strongly affected by the temper-
ature and the wall material which comes in contact with the agent.
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2. The thermal decomposition rate is greater with metal walls
than with inert walls such as the test run on the quartz tube, especi-
ally, at lower temperatures.

3. The decomposition products are mainly CO, C2F6 and oxidizing
products such as bromine and, not to be excluded, carbonyl halides. Ac-
cording to our opinion this method of measuring thermal stability of
halons is not realistic because it does not take into consideration two
basic parameters being present in fire-fighting conditions.

a. The fuel which can change the whole dynamics of hal,.
decomposition.

b. The humidity deriving from the combustion which favors the

formation of hydrogen halides in respect to the free halogens -- the
former are much less toxic than the latter.

4. Therefore, it was necessary to find the real trend of agent
behavior in flame extinguishment with reference to the agent contact
time at actual temperatures present in a fire.

TABLE 5

Acute Toxicity of Halon 2402 (Montedison)

By Inhalation By Endoperitone
4 Hr. Exposure UM

A.L.D. 0 131.000 ppm 0.50 gm/ Kg.
(1.4 gm/ lt)

A.L.D. 50 173.000 ppm 6.48 gm/ Kg.
11.8 gin/ It)

A.L.D. 100 216.0000 12.0 gin/ Kg.
(2.3 gm/lt )

Sprague Dawley male rats have bec1 used.

Narcosis Data

(4 Hr. Exposure)

Narcosis: 500 - 1000 gm/ cumt



TABLE 6

Thermal Stability of Halon 2402

100
S.S. tube 6 mm I.D.,

w 80 3.2 sec. contact time
2
2 60 S.S. tube 6 mm I.D.,
w 1 sec. contact time

40
Quartz tube 6 mm I.D.

20 1 sec. contact time

400 500 600 700 800 C
(752) (932) (1112) (1292) (1472) (OF)

S.S. Tube Quartz Tube
% Decomposed % Decomposed

T (°C) 1 sec. 3.2 sec 1 sec.

400 7 10 0
500 10 20 2
550 28 54 11
600 45 69 28
650 74 88 76
700 84 99 90
750 97 100 98
800 100 0oo 100



METAL PLATE TESTS

In order to obtain information on Ohe amount of decomposition of
Halon 2402 in practical use conditions, extinguishing tests were run in
the presence of metal plate. The experiments were run In a box of
45 cu. m. volume with concrete walls on the floor of which a 0.4 sq. m.

iron pan was situated, shielded by three metal plates (Table 7) fitted
with thermocouples. The extinguishing agent was sprayed from a nozzle
mounted on the ceiling having a flow rate of 1000 gr/sec. Analysis of
samples taken from the internal atmosphere, after the extinguishment,

have shown that the amount of agent decomposed was much less than the
amount observed running the pyrolysis in a tube. The decomposition rate,
as measured by HF produced, ranged approximately from 0.3 to 2.5% of the
agent used, and depended upon the preburn time and the nature of metal
plates (aluminum or iron) for an extinguishing time of six to seven
seconds. In addition, it should be observed that several minutes are
required before the temperature of the plates is high enough to cause
any appreciable decomposition.

ANIMAL FIRE-EXTINGUISHING TESTS

Being aware of the substantial difference of the trend between
the decomposition rates obtained from a heated tube and from realistic
fire extinguishing conditions, practical experimentations were planned
at Milano University as well as on a larger scale at our laboratories in
cooperation with Milano University. The former test (Table 8) was per-
formed by extinguishing a small hexane fire by direct spray of the agent
inside a metal box where some animals were placed. These experiments
were repeated in a chamber of 20 cu. m. volume, on the floor of which a
0.1 sq. m. pan containing 250 cu. cm. of fuel was placed. Extinguish-
ment was either by the total flooding technique or by directing the
agent streams of a portable extinguisher onto the flames which yielded
the following observations (Table 9):

1. The amount of decomposition products depends upon the dis-
charge time -- the higher the rate of discharge, the lower the deconpo-
sition level.

2. Free bromine and carbonyl halides have been detected,but at
levels greatly lower than those from the pyrolysis tube.

3. Among the products in the chamber, the CO level was found to
be very high when extinguishment was performed at low discharge rates.
For example, during experiment No. 5, with a very slow discharge, the
mortality was one rat and five guinea pigs. Histological examination
showed that their deaths were caused by CO.

4. During experiments Nos. 1, 2, 6 and 7, where the flames were
put out b; fast extinguishment, none of the animals exposed to the de-
composition products died. Note that experiment No. 6 was identical. to
experiment No. 5 except for discharge time.
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TABLE 7

TC #1#

Aluminum Plates

go #1
w •Iron Plates
I-/

wic 400-

S1 2 3 4 5 6 7 8 9

TIME: MINUTES

Preburn. Temperature (0C) Agent Br- HF
Plates Time sec Initial Final Discharged ppm ppm

1-330 330
Iron 120 2-150 270 1.24% 5 55

3-350 380 1,

Aluminum 1-500 380 1.44% 10 120Alumnum 1202-420 330
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From the above experiments, it might be reasonable to conclude
that the toxicity of the undecomposed halon had to be taken into con-
sideration because:

1. The low amounts of decomposition products produced during
fire extinguishment with fast discharge.

2. The combustion products themselves may reach dangerous
concentrations.

HUMAg STUDIES

With this assumption, and because of the low concentration re-
quired to extinguish the flames, we pl,ýn to carry out the experimental

study on the physiological effects of Halon 2402 on humans. Being
aware of the nature of such experiments, the study is being prepared in
two stage~s.

Stage No. 1 -- The tests will examine the human behavior at low
concentrations for a long exposure time in order
to ascertain whether measurable physiological ef-
fects Clccur and whether any of them are serious.

Stage No. 2 -- The tests will examine human behavior at concen-
trations in the range of those designed for total
flooding systems, but at low exposure times in the
range of 30 - 90 seconds to allow people to leave
thc ised area where discharge (purposely or
acc fly) occ,'rs.

As results from this program are available, they will bp published.

REFERENCES:

1. Committee on Toxicology, National Research Council, "Principles and
Procedures for Evaluating the Toxicity of Household Substances,"
Publ. No. 1138, National Academy of Sciences, Washington, D.C.,
1964.

2. H. C. Hodge and J. H. Sterner, "Tabulation of Toxicity Classes,"
Am. Ind. Hyg. Assoc. Quart., 10:93-96, 1949.

DISCUSSION

Mr. Wands: In the last slide where you chowed the animals en'posad to
the fire and the cotnt*iscion products during the extinguisbment, bow
quickly were the animals removed from the feat cbamb>er?
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Dr. Rainaldi: The exposure timeý for these animals was 15 minutes, and
they were then removed from the experimental chamber, and submitted to
ctervation for the following 14 days.

REMARKS

Mr. Wands: This afternoon we are going 'to continue with our toxicology
discussion, except that this time instead of talking about specific com-
pounds, we are~going to talk about some of the principles, mechanisms,
some of these problems that the hydrogenated hydrocarbons present. I
think I should caution you, if you have not already become aware of it,
that the life style of a toxicologist, I guess yoU would say, is to
push his experimental animals to the limit in order that he may identify
the potential problems for human beings. That means that you will fre-
quently see things like mortality data:, you will see pulmonary edema,
and fancy words like these that may or may, not mean something to some of
you, but they carry, a certain degree of emotional response, a certain'
amount of fright and impact to them, and these are not, necessarily re-
lated to the real world of fire fighting. I think if you will be patient
with us throughout the rest of this afternoon and through tomorrow that
the total overall impression you will carry away from the symposium will
be one of perspective. That is our intent and odr hope in planningithis
program as an appraisal of these materials. We hope to look at their
pros and their cons, potential ptoblems, and put these into perspective
of the choice to fry or not to fry. We do hope that the two days will
be fruitful in that direction.

Our next speaker this afternoon is Dr. Kenneth Back from the
Aeromedical Research Laboratories at Wright-Patterson Air Force-Base.

9
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CARDIOVASCULAR AND NERVOUS SYSTEM EFFECTS OF

BROMOTRIFLUOROMETHANE: A SHORT REVIEW

Kenneth C. Back and Ethard W. Van Stee

Aerospace Medical Research Laboratory

The United States Air Force has acquired an intense interest in
the development and up-dating of chemical fire extinguishing agents and
systems. Designs range from fully automated fire protection systems to
hand-held portable fire extinguishers. This paper will review pertinent
experiments performed to assess the toxic hazards associated with the
use of CBrF 3 and to come tc, some understanding of the mechanisms of it,
pharmacodynamic activities.

In the first experiments, we studied the effects of breathing
mixtures of 10 to 80 percent CBrF3 mixed with oxygen on dogs, monkeys
and baboons (1).

Twelve beagle dogs (five trales, seven females) 18-30 months of
age which weighed 7.8-12.4 kg, four young adult female monkeys (Macaca
mulatta) which weighed 4.6-6.1 kg, and two female baboons (Papio sp.)
which weighed 10.0 and 12.5 kg were exposed to 10, 20, 30, 40, 50, 60,
70 or 80 percent bromotrifluoromethane (CBrF 3 ) in oxygen.

Conscious monkeys were restrained in a chair device. Dogs were
restrained in a ventilated box of our own design in the normal ventrum-
down posture of a reclining dog.

Five of the 12 dogs and all four monkeys were exposed to CBrF 3
while conscious. All the animals used were exposed to CBrF 3 while an-
esthetized. A majority of the exposures were to concentrations greater
than 40 percent CBrF 3 . At least two exposureE at each concentration
from 10 to 80 percent were performed on at least five dogs and three
monkeys in both the conscious and anesthetized states. The baboons were
exposed only to 50-80 percent CBrF 3 .

Two dogs under pentobarbital anesthesia were exposed to an 80 per-
cent mixture of CBrF 3 on 02 for 35 and 40 minutes, resppctively. The
intravenous injection of 10 ug/kg of epinephrine resulted in ventricular
fibrillation and cardiac arrest in both animals (Figure 1).

The general respconse of the dog to nonlethal exposures of CBrF3
consisted of a cardiovascular effect and a central nervous system ef-
fect. All the central nervous manifestations of CBrF 3 toxicity which
were observed in the conscious dog were eliminated by the inducciorn of
Stage III Plane I pentobarbital anesthesia. At least some alteration
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of cardiovascular function was seen in all dogs in all experiments
whether conscious or anesthetized when the dogs were exposed to 20-30
percent or greater CBrF3 levels.

The heart rate was irregularly increased by 10-15 percent from
resting rates of 67-100 beats/min during the first several seconds of
breathing 20-30 percent CBrF3 . The increase in heart rate was definite
and regularly reproducible when the dogs were exposed to 40 percent or
higher CBrF 3 concentrations. When arrhythmias appeared, which usually
began at 15-120 seconds after starting the exposure to CBrF3 , a simple
tachycardia became impossible to distinguish.

An increase in heart rate accowpanied by some degree of hypoten-
sion was studied most extensively while the dogs were breathing the 50
percent or 80 percent mixture, The blood pressure fall varied from 20
to 60 =rHg. The pulse preEsure was decreased by 0-30 mnHg from an aver-
age normal of 40-55 wiHg.

The changes in heart rate, blood pressure, and pulse pressure re-
versed when an an'azal exposed to CBrF 3 was switched to room air. Re-
covery required approximately twice as long as development.

Figure 2 illustrates the results of a typical experiment in which
an anesthetized dog was allowed to respire spontaneously a 50 percent
mixture of CBrF 3 . The most striking response to the CBrF3 was the ra-
pidly changing blood pressure. The heart rate changed irregularly with
cardiac output generally varying directly with heart rate. Peripheral
vascular resistance was lowered during exposure to CBrF 3 . Determina-
tions of cardiac output and calculation of total peripheral vascular re-
sistance during the CBrF 3 exposures were performed after two to three
minutes of exposure and at the end of six-minute exposures. Exposure to
50 percent CBrF 3 did not affect palse pressure during the relatively
short periods of these e:p.eriments. Longer exposures produced a grad-
ual decrease in pulse pressure over a period if 25-30 minutes. Pulse
pressure decreased more rapidly when the gas mixture contained 80 per-
cent CBrF 3 .

Four of the nine conscious dogs exposed to CBrF 3 had epilepti-
form convulsions of 10-30 second duration. The convulsions were char-
acterized by generalized rigidity, apnea, and cyanosis of the tongue.
The only apparent residual effects were an elevation in body tempera-
ture and fatigue which was associated with the muscular effort of the
convulsion. Convulsions were precipitated with two to five successive
exposures within a period of an hour. When exposed to 80 percent CBrF 3 ,
the onset of the convulsions took place within three to four ninutes.
The length of exposure which was required to precipitate the convulsions
was greater at lower concentrations of CBrF 3. Convulsions appeared
after 12-minute exposure to 50 percent CBrF 3 , the lowest concentration
whicib caused convulsions after any length of exprb;,re under 40 minutes.
The Jogs that did not develop convulsions showed the same general signs
as those that convulsed. Dogs exposed to 20 percent or greater concen-
trations of CBrF 3 became visibly agitated within one to two minutes.
The severity of the agitation increased with the concentrations of
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FIGURE 2. Results of an experiment in which a dog under pentobarbital
anesthesia was exposed to 50% bromotrifluoromethane inter-
mittently. During these periods a significant hypotension
was seen which was reversed inmmediately upon removal of the
CBrF3.

CBrF3. The dogs looked about the room apprehensively. Within one to
three minutes generalized muscular tremors (shivering) could be dis-
tinguished. Episodes of shivering lasted a few seconds and recurred
every five to twenty seconds. General anesthesia induced by pentobar-
bital or thiamylal blocked all central nervous system signs.

The responses of the monkeys and baboons to CBrF3 were very
similar.

Two monkeys and both baboons were exposed to 80 percent CBrF3
under pentobarbital anestlesia for ten minutes or more. The intraven-
ous injection of ten ug/kg of epinephrine produced little significant
alteration of the ECG. Although brief episodes of venzricular fibril-
lation were observed, no deaths occurred.

The general respunses of the primates to CBrF bore many similar-

C~rF3.

ities to those of the dog. The cardiovascular response was similar to
that of the dog except that cardiac arrest could not be induced with
large doses of epinephrine during exposure to the compound. The central
nervous responbe was markedly different from that of the dog.

All four monkeys which were exposed to CBrF 3 while conscious ex-
hibited signs of cortical depression in contradistinction to the
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sgitakion exhibiteca by d2gs. Shivering was observed in monkeys exposed
to CBrF3 . This was accompanied by tranquilization of the normally ag-
gressive behavior of macaques. Their eyelids remained half-closed and
they refused to bare the teeth or bite. They remained conscious, how-
ever, and showed enough interest in orange juice to -wallow a few drops
when offered.

,141-4- *27,uj" "
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FIGURE 3. The occurrence of cardiac arrhythmias depended on the main-
tenance of a minimal blood pressure. Arrhythmias were trig-
gered by raising the blood pressure by the intravenous in-
fusion of epinephrine (upper tracing). Arrhythmias also were
abolished and restored by the alteration of blood pressure by
exsanguination and reinfusion (lower tracingS.
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The next group of experiments was designed to examine the char-
acteristics of the cardiac arrhythmias which often appeared spontane-
ously during exposure of animals to CErF 3 (2).

Eight monkeys (Macaca mulatta) from two to four years old and
weighing 2.5 to 5.0 kg were used. A single group of five of the monkeys
was used for three different experiments, Animals were anesthetized
with intravenous four percent pentobarbital sodium. An initial dose of
30 mg/kg was given and subsequent small injections were given to main-
tain Stage III, Plane 1 anesthesiE, Femoral arterial end venous cath-
eters wete inserted. Endotracheal catheters were inserted and con-
nected to a Harvard respiratioa pump and the monkeys were ventilated at
9 to 16 cpm. Arterial blood samples were obtained throughout the ex-
periments at approximately 30-mlnutc intervals and pH, PC02 determined.

During the first experiment (control) arterial blood pH was regu-
lated between 7.35 and 7.45 with 100 percent 02 at ten respiratory cy-
cles per minute by adjusting tidal volume. During the second experi-
ment (acidosis) the arterial blood pH was regulated between 7.10 and
7.30 with oxygen to which was added zero to five percent C02. The ani-
mals were ventilated at nine respiratory cycles per minute and a tidal
volume of not less than 25 ml/kg. During the third experiment (alkalo-
sis) the arterial blood pH was regulated between 7.50 and 7.80 with 100
percent 02. The animals were ventilated at 12 to !6 respiratory cycles
per minute and a tidal volume of about 35 ml/kg.

The animals were observed for 30 to 60 minutes in the control,
acidctic, or alkalotic state and then exposed to 10, 20, 30, 40, 50, 60,
70 and 80 percent CBrF3 in 02 (or 02 and C02 ) for ten-minute periods in
succession. Electrocardiogram Lead Ii was imonLored on a Grass direct-
writing electrocardiograph. Arrhythmias resulting from ventricular
ectopic pacemaker formation appeared spontaneously during the first five
minutes of exposure to 30 percent or greater concentrations of CBrF 3 ,
When the arrhythmias appeared the arterial blood pressure, monitored Ls-
inS a Statham pressure transducer, was lowered by bleeding from a vein.
The blood pressure was lowered until the arrhythmias were abolished;
then the blood was reinfused which returned the blood pressure to normal
and caused the reappearance of the arrhythmias (Figure 3. lower tracing).
Exsanguination and reinfusion were performed at eacn concentration of
CBrF 3 from 30 to 80 percent. The successive exposures were performed
twice on each animal during each experiment, providing four arterial
blood pressure values at which arrhythmias were abolished or reappeared
for each animal, at each concentration, and in each acid-brse state.
Arterial blood pressure in most cases was not high enough to trigger ar-
rhythmias spontaneously at CBrF concentrations of 10 and 20 percent.
During these exposures epinephrine was infused to raise the blood pres-
sure to levels high enough to trigger arrhythmias .Figure 4, upper
tracing).

The data, in brief, on the acid-base balance experiments show
that acidosis decreased the threshold for arrhythwias and alkalosis in-
creased the threshold at concentrations of 10 to 20 percent CBrF 3 but
were without effect at concentracions greater than 30 percent.
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FIGURE 4. The upper tracing illustrates the triggering of arrhythmias
in a monkey exposed to 70 percent CBrF 3 b,' the expansion of
plasma volume with six percent dextran. The lower tracing
illustrates the triggering and abolition of arrhythmias dur-
ing exposure to 70 percent CBrF3 by constriction and release,
respectively, of the thoracic aorta.

The upper tracing of Figure 4 illustrates how the arrhythmias
were induced by the expansion of the plasma volume with six percent dex-
tran to raise blood pressure. The lower tracing of Figure 4 shows the
development of arrbythmias by aortic constriction to raise blood pres-
sure. The arrhythmias were abolished following release of the aortic
ý,onstriction.

In another group of experiments using anesthetized dogs, it was
founa that exposure to 70 percent CBrF 3 produced a fall in total arter-
ial blood pressure without a significant decrease in cardiac output
whl indicated a fall in peripheral resistance (3). Experiments with
open-chested animals indicated that CBrF reduced myocardial contractil-
ity as evidenced by a rise in left ventricular end diastolic pressure
(Figvire 5).
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I

The next set of experiments were designed to determine the cause
or causes of blood pressure changes during exposure to CBrF3 .

The purpose of the first group of experiments described hereafter
was to determine if 1) the blood pressure decrease was the result of a
peripheral vascular resistance change. If so, 2) was the peripheral
vascular resistance change the result of a direct vascular smooth muscle
effect, a neurogenic vasomotor effect, or a combination of the two? The
purpose of the second set of experiments 3) was to determine if exposure
to CBrF3 significantly impaired ganglionic transmission (4).

Thi.rty-seven male beagles w:eighing from 7.7 to .i,6 kg were se-
lected. They were free from obvious diseases, defects, and parasites.
They were housed in individual cages and maintained on a standard labor-
atory diet and water ad libitum. Food was withheld for 24 hours prior
to the experiment.

Blood was cross-matched for each pair of the 32 dogs selected for
the 16 cross-circulation experiments.

The dogs used in the cross-circulation experiments were anesthe-
tized with a single intravenous dose of thiamylal sodium (18 mg/kg in
four percent solution). Endotracheal and venous catheters were inse'rted.
Immobilization was maintained by the continuous intravenous infusion of
ten percent alpha-chloralose in polyethylene glycol (PEG-200) at a nom-
inal. rate of 20 mg/kg/hr. Cutdown sites were infiltrated subcutaneously
with 0.5 percent lidocaine hydrochloride prior to surgery.

The dogs were ventilated mechnnically at a tidal volume of 125 ml
and rate of 14-18 cycles per minute. Respiratory rate was regulated
maiually throughout the experiments in order to maintain arterial blood
pH between 7.35 and 7.45 and PCO2 between 35 and 42 torr. Blood gas and
pH determinations were made with a blood gas analyzer.

Polyethylene catheters were inserted into a brachial arteiy of
each dog. The catheters were attached to pressure transducers and re.-
cordings made on a direct-writing recorder.

A polyethylene catheter was advanced to the level of the abdom-
inal aorta through a femorai artery of one of the dogs (donor). The
catheter was attached to a length of vinyl tubing that passed through
the finger mechanism of a constant-flow perfusion pump. The outflow end
of the pump tubing contained a bubble trap and a "T" for attachment to a
pressure transducer. The end of the tubing was connected to a polye-
thylene catheter that was inserted in a peripheral direction two co into
a femoral artery of the other dog (recipient). The venous effluent was
returned to the donor by gravitation through polyethylene catheters
leading from the femoral vein of the perfused hind limb (HL) of the re-
cipient to the post cava of the donor via a femoral vein of the donor.
The extracorporeal cjicuit was filled with cross-matched blood from a
third donor. A tight nylon ligature was placed around the perfused hind
limb as high on the leg as possible to minimize the mixing of the cir-
culations. The perfusion rate waq regulated between 8.0 and 15.5 ml/min
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to establish a control pressure that approximated the arterial blood
pressure of the recipient.

Twenty to 30 mg of sodium heparin was given to the donor
intravenously.

The perfused leg temperature was maintained with hot water bot-
tles and thermal insulation.

The donor was ventilated with 100 percent 02 at all times except
when it was being exposed to a fluorocarbon mixture. The recipient was
ventilated with air between exposures.

Mixtures of about 70 percent (67-70 percent) bromotrifluorome-
thane (99.7 percent purity) in 02 were made by flowing the respective
gases into a mixing bag volumetrically. Exposure of the dogs was per-
formed by attaching a hose from the mixing bag to the appropriate res-
piration pump inlet.

Electrocardiograms (Lead II) were rtcorded from each dog through-
out the experiments (Figure 6).

The dogs used in the ganglionic transmission experiments were
given subcutaneous injections of 1.5 ml of a mixture of 0.4 mg/ml fen-
tanyl and 20 mg/ml droperiodol. Thirty minutes later an intrarenous in-
jection of ten mg/kg of pentobarbital sodium was given followed by frac-
tional doses of pentobarbital sufficient to maintain light surgical an-
esthesia (Plane 1, Stage III). Arterial blood pressure was monitored
as described for the previous set of experiments. Nictitating membrane
tension was determined using a force displacement transducer attached
to the membrane with a silk thread.

Following anesthetization the right vagosympathetic trunk was
transected and silver wire electrodes from a constant voltap" stimu-
lator were attached to the central and peripheral cut ends or the trunk.
Ten-second trains of 5 v, 100 Hz, 1 msec, biphasic pulses were delivered
to the central cut end and five-second, 5-10 v, 100 Hz, I msec, biphasic
pulses were delivered to the peripheral cut end at the appropriate times
during the experiment.

The experiment was designed with a pre-exposure control period,
an exposure period, and a postexposure period. The animals were ex-
posed to 80 percent CBrF3 in 02 for 40-78 minutes during the exposure
period and to air at other times. During the consecutive periods the
following determin, ions were performed.

At intervali of three to five minutl's, three trains of electrical
stimuli were applied first to the centrJ and then to the peripheral cut
ends of the vagosympathetic trunk. hf'ýtitating membrane tension was re-
corded during electrical stimulati)r of the central cut end of the vago-
sympathetic trunk and blood pressur. ,,as recorded during the other pro-
cedure. Recordings were obtained prior to exposure, during exposure
(beginning not before ten minutes of exposure to the CBrF 3 ) and postex-
posure (beginning not before 30 minutes postexposure).
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FIGURE 6. Schematic diagram of cross-circulation experiments. ArLerial
blood from the donor was pumped at constant flow through the
hind limb of the recipient. The normal innervation of the HL
revained intact. CBrF3 and 02 were mixed (7:3 v/v) and ad-
ministered to the respective dogs by way of the respiration
pump inlets.

The results of the cross-circulation experiments are as follows.
Exposure of ti6 donor (Figure 7) to CBrF 3 was accompanied by an average
decrease in mean arterial blood pressure of 31 tort. Four (I• the 16

donor dogs were pretreated with reserpine which greatly attenuated their
hypotensive response to CBrF 3 and observations made on these axnimals
were not included in these calculations. The mean perfusion pressure of
the recipient HL was unchanged by the exposure of the donor to CBrF3.

Exposure of the -:ecipia.it (Figure 8), on Lhe other hand, resulted
in not oniy an average decrease of 25 torr in the reciptent mean arterial
blood pressure, but also an avera-e decrease of 22 torr in the HL mean
perfusion pressure.

The decrease in the HL perfusion pressure during CBrF3 exposure
of the recipient was largely abolished by the pretreatment of the HL
with phenoxybenzaiizine (Figures 10 and 11), a treatmen- that was without
a significant effect on the recipient systemic arterial blood pressure
decrease during the exposure. Pretreatment of the recipient with hex-
amethonium complately abolished the pressure change responses in both
the recipient mean arterial and HL mean perfusion pressures (Figure 9).
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FIGUR 7. Donor arterial, hind limb perfusion, and recipient arterial
blood pressures were recorded during the exposure of the
donor to 67 percent C•rF3 (BTFM). The beginning and end of
the eosure are representL by the first tio vertical marks

on the bottom line. Donor arterial blood pressure decreased
duri.ng exposure to CBrF3 . Hind limb perfusion pressure re-
nmained unchanged. These results suggest that CBrF 3 had po
direct effect on vascular smooth muscle and no other effect
that would result in the liberation of significant amunts
vasodilatory humoral agents locally in the peripheral vas-
cular bed or remotely into the general circulation. Evidence
for PVCs that occurred during the exposure may be seen in
donor lead II EGG (Van Stee and Back, 1969).

Results of the gangliornic transmission experiments are as
follows. Figure 12 illustrates the effect of exposure to 80 percent
CBrF3 on membrane nictitans tension (M.N. Tension) during constant elec-
tric~l stimulation of the central cut end of the vagosympathetic trunk
(sympathetic iainervation of the M.N. via the superior cervical ganglion).
Tensionl 13 given in arbitrary units. Tension was reduced by 40 percent
or more during tre exposure. The tension returned to pre-exposure val-
ues after 30 winxtec postexosure.

Figure 13 illustrates the effect of exposure to CBrF 3 on
vagal inhibition of the heart. Terior to exposure the stimulus was ad-
justed to just prodace a brief cardiac arrest followed by escape from
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the vagal inhibition. The identical stimulus was subsequently applied
during exposure and postexposure. Vagal inhibition was shown to be
significantly reduced during the period of CBrF 3 exposure and to return
to control values postexposure.

A few words concerning the effects of CBrF3 on the central ner-
vous systems other than outward signs of intoxication, as shown by con-
vulsions in dogs or loss of aggressiveness in conscious monkeys, are in
order. In dogs and monkeys inmobilized with tubocurarlne and exposed
to 70-80 percent CBrF3, the most significant findings were dominance of
the EEG's by 6-9 HZ waves beginning two to three minutes after exposure,
and a nearly normal susceptibility of the EEG to activation by auditory

I bood~ prssre wer reodddrngteepsreo-h e

-V

DON Oi 60DII1€

ItCPE I tA Is S|C 14

cipient to 67 percent CBrF3 (BTFM). The beginning and end of
the exposure are represented by the first two vertical marks
on the bottom line. Donor arterial blood pressure remained
unchanged during the exposure. HlL perfusion and recipient

i arterial pres~dres decreased simultaneously during the ex-

posure. These results suggest that CBrF3 caused a decrease

IIL

in vasoconstrictor torie.
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FIGURE 9. Donor arterial, hind limb perfusion, and recipient arterial
* blood pressures were recorded during exposure of the recipi-

ent to 67 percent CBrF3 (BTFM) following treatment of the
recipient with ten •ug/kg of hexamethonium. The beginning
and er, d of the exposure are represented by the first two ver-
ticsl mairks on the bottom line. All three pressures re-
mained unchanged during the exposure. These results Suggest
that in the absence of vasoconstrictor tone no further de-
crease in peripheral vascular resistance occurs during ex-
posure to CBrF 3 .'

and photic stimuli. This ts different than during anesthetic exposure
to halothane (5).

In another group of experiments, Chikos et al. presented data to
support the hypothesis that CBrF3 produces cortical depression with rel-
ative sparing of the reticular activating system, permitting altera-
tions in performance without loss of consciousness in the monkey (6).

Carter et al.reported on the effects of CBrF3 on performance in
trained monkeys. Seven monkeys trained on continuous and discrete
avoidance performance tasks were exposed to concentrations of CBrF3

ranging from 10.5 to 42,0 percent. Significant performnance decrements
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FIGURE 11. This is a continuation of Figure 10. The hind limb meac.pressure responses to the hind limb intraarterial injection

of ten ug of norepinephrine shown in the first two panels be-fore and after treatment of the hind limb with phenoxyben-
zamine. The third panel shows that the hind limb perfusion
pressure decrease was markedly attentuated during exposure
of the recipient to 67 percent CBrF3 (BTFM) P compared to a
similar exposure represented in Figure 10•.

were observed in all subjects during exposureR of 20-25 percent CBrF 3.
Higher concentrations resulted in impaired performance to the point ofcomplete disruption of operant behavior in some subjects. No visiblesigns of central nervous system depression or analgesia accompanied thisloss of ability to perform on conditioned performance tasks. These re-sults sbggest that the mechanism by which CBrF 3 causes impaired perform-ance differs from the central nervous system depression and analgesia
produced by halogenated anesthetics (7).

We have performed some experiments on two other compounds; namely,F2402 and F1211 for comparative purposes. Preliminary screening ofF1211 (CBrClF 2 ) for cardiovascular effects has been completed in two setsof experiments with repeated observations within each expetimental setup.
Although this sample size is not large enough for a definitive state-ment of the cardiovascular consequences of F1211 exposure, the technics
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involved have been in use in our laboratory for a considerable length of
time and are known to be highly reliable. The additional experiments
that will complete this study are not expected to alter the conclusions
significantly from those expressed here.

Donor and recipient dogs, respectively, were exposed to 15 percent
F1211 for five minutes in cross-circulation experiments as described ear-
lier for experiments with F1301. Exposure of the donor resulted in a
decrease in the donor mesa arterial blood pressure with no change in the
cross circulated hind liwb perfusion pressure (constant perfusion flow
rate). Exposure of the recipient, on the other hand, resulted in a de-
crease of both the recipient mean arterial blood pressure and hind limb
perfusion pressure. These responses to F1211 exposure were unaltered by
the pretreatment of both dogs with 0.3 mg/kg atropine sulfate and pre-
treatment of the donor (and, hence, the recipient perfused hind limb)
with two mg/kg of propranolol intravenously. Ten mg/kg of hexamethonium
given intravencuily to the recipient dog prevented the change in hind
limb perfusion pressure during exposure of the recipient to F1211.

These experiments suggest that exposure to F1211 resulted in a
decrease in peripheral vascular resistance by causing a decrease in vaso-
constrictor tone. P1211 was shown not to have a direct peripheral vas-
cular smooth muscle effect or cause the indirect release of vasoactive
humoral agents or local accumulation of vasoactive metabolites. The de-
creased peripheral vascular resistance was showa not to be the result of
the activation of vasodilatory bieta-adrenergic or cholinergic receptors
peripherally or of active vasodilatation mediated centrally.

A complementary set of experiments has been performed using single,
open-chested ten kg dogs. Dogs were exposed to 15 percent F1211 for five
minutes, and responses monitored continuously fton a period preexposure
to 20-25 minutes postexposure. The exposure to F1211 resulted in a re-
versible decrease in mean arterial pressure. The fall in blood pres-
sure was attributed to a decrease in vasoconstrictor tone and a negative
inotropic effect on the heart. The decrease in peripheral vascular re-
sistance was of sufficient magnitude that cardiac output rose during the
exposure (8).

In sumiary, F1301, F2402 and F1211 appear to possess pharmacod)-
namic actions of the samie general kind. The differences appear to be
mostly related to the dose necessary to produce the effects on blood
pressure, cardiac rhythmicity and the nervous system. Work remains,
though, to quantitate the effects of each compound in order to place
them in a relative order of potency.
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DISCUSSION

Dr. Hays: I was not clear, Dr. Back, as to what you are proposing for
the cardiac arrhythmia.

Dr. Back: Wth.- . do you mean, wl-at am I propoEing for it?

Dr. Hays: The induction ef cardiac arrhythmias following the administra-
tion of epinephrine, what does that mean?

Dr. Back: I don't think that epinephrine is necessary to produce it,
No. 1, because you can get it without epinephrine. No. 2, although epin-
ephrine certainly causes it. it may not have anything to do with this di-
rect effect on the heart, but rather with a change in pressure, because
if I block the heart to the effects of epinephrine with a compound like
dibenzoline, and then give epinephrtne, Vaich gives you epinephrine re-
versal In terms of blood pressure effects, you don't precipitate an ar-
rhythmia. So that certainly in order to have an arrhythmia, you must
have a blood pressure which is adequate to support it.

Dr. Hays: There have Leen studies to indicate that pressure is not a
factor in cardiac arrhythmia. I wonder if you have looked into the
permeability of the muscle, because in the stage of contractility, the
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potassiu during the depolarization and repolarization is a very impor-
tant factor in the matter of cardiac arrhythmias. Have you measured
potassium exchange?

Dr. Back: go. These experiments are extremely difficult to do, as you
-ell know. No, we have not, and of course I have talked to Peter Dressel
about this over the years, who has been working in this area for many,
many years. There is a dichotomy here, and I don't know what the answers
are. All I can say is that epinephrine is not necessarily needed to
cause an arrhythmia, and I d&a't think you have to administer erogenous
epinephrine to cause an arrhytLhmia. That is proven.

The blockage of certain of the epinephrine effects blocks the ar-
rhythmia, but in the same sense if I then give a blocked animal epine-
phrine when I increase the blood pressure mechanically, I can cause it.
So that blood pressure certainly does have in this instance something to
do with arrhythmias.

Dr. Hays: We did some studies some 20 years ago in which L-e were able
to demonstrate that a hypotensive effect of isoprel will produce the
same type of cardiac arrhythmia. Therefore we thoughc that it must have
been the positive isotropism that was responsible for the cardiac ar-
rhythmia. Anyone who has worked with cyclopropane has said you do not
have to give exogenous epinephrine. If you put any dog on cyclopropane
to 20 or 30 percent, you will get cardiac arrhythmia. If you take it
back to 16 percent, they are back to normal. You can do this repeatedly.
It was our belief that there must be some change in the permeability of
the cells during the stage of contractility, and a loss of potassium and
a regaining of potassium that is the real basic mechanism, not just one
of sensitization. This doesn't really mean anything to me.

Dr. Back: It doesn't to me either. I don't even like the word

"sensitization."

Dr. Hays: I don't, either.

Dr. Back: But I do agree with you. We don't know exactly what the ab-
solute mechanism is. We do say that therc is a decrease in intrinsic
anisotropism of the heart. There is no doubt about it. It is decreased.
It is depressed. The contractility is depressed. There is no doubt
about it. But we don't know what is going on with potassium flu% or cal-
cium flux. We have not tried to block it with EDTA or any of those com-
pounds. There are tons of things to do in this area, and i think people
have been working on it for 20 or 30 years now. Dr. Chenoweth worked on
it for lo these many years. No one has the absolute answer to th:', and
of course it is important to Freon 12 and Freon 11. These are the com-
pounds that are very, very potent.

In terms of potency, what are you going to talk about in terms of
toxicity? Are you going to talk about the potency of the compound tv
produce a decrease in blood pressure, or the potency of the compound .o

cause arthythmogenic effects? I would caution anybody about the use ofthe ton icity standards that have ben.• proposed in the past for these
compcunds. I don't think that the Underwriters' Laboratories dose-effect
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chart is of any use uhatsoev2r when you want to assess the use of these
compounds, because they near different things. The LD5 0 is of no conse-
quence whatsoever in this instance. We m=st reassess the way in which
we want to categorize these compounds. Putting 1301 as least toxic is
ridiculous; putting 2402 as most toxic is ridiculous, because we are
talking abcut too umay different things here. We have got to get away
from this old classical idea of how much kills on a volume basis. It is
obvious that rats exposed to 30, 40 or 50 percent don't die from any of
these compounds. But if you expose a man to any of these compounds at
this kind of level, you are going to certain'y get death, not because it
hurts the liver, but because it may well do something to the heart or the
central nervous system or both.

Mr. Wands: I think one of the points that has come out of this discus-
sion is, first of all, that the toxicologists don't have all of the an-
swers clearly agreed upon yet in terms of mechanism. I think the other
thing trec is important is the new definition of toxicology that Dr. Back
has just brought out. The classical toxicology of number of living and
number of dead animals is really meaningless when you are talking about
a much different phenomenon, such as the "cardiac sensitization," or
cardiac failure perhaps might be a nore appropriate term, rather than
sensitization, and that we to need new test procedures, and we need des-
perately to have comparative values by a standard test procedure for a
variety of the halogenated fire extinguishing agents, as well as of other
materials. We heard mention here of cyclopropane and some o" the other
anesthetics. It might be pertinent for perspective purposes here to com-
ment that many of the straight hydrocarbon solvents, such as benzine,
will also do exactl:' the same kind of phenomenon. They will create car-
diac arrhythmias of one kind r,- another. So this whole thing need a to
be put into a great deal of perspective. Again I do hope that we can
approach that perspective during the rest of today and tomorrow in terms
of the halogenated fire extinguishiny agents.

Mr. Wilson: Dr Back, could you answer whether halogenated agents should
be used for e'ctinguishing fires? You said you had some practical ideas
and if asked, 1ou might share the-. You are asked.

Dr. Back: Veq, they should be used under any and all circumstances as
long as onfe understands what can happen if one is improperly protected.
So, yes. Pone of the.m should be outlawed because of toxicity, I feel.
I feel if tney are useful, and they are the best for whatever applica-
tion you are going to use it for, they should be used fully, -ealizing
that one may have to use a face mask or get out of the room in a big
hurry, or he has a certain amount of time in which to use it and he
must maybe hold his breath for that length of time, I don't know. But
no compound should be outlawed from use because of its toxicity as long
as you understand what that toxicity may well entall.

Mr. Wands: I think what Dr. Back has just said is the fundamental prin-
ciple of industrial hygiene, that there is no material so dangerous but

what we cannot find ways and means of working with it properly and
safely.
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Dr. Fielding: I wanted to ask Dr. Back a question regarding the basic
mechanisms at the molecular level of the cardiac and CNS effects. Do
you feel these are probably fundamentally the same at the molecular
level?

Dr. Back: They may well be. I am really not prepared to say, because
we have not done any basic research at the cellular level with three of
these compounds. We have done some with dichloromethane, which you
heazd about before. We have done some with Freon 113, but not enough so
that I could say th-.t they are fundamentally the same. I don't think
central nervous system tissue reacts the same as heart tissue for the
most part. I think the mechanisms are slightly different. I don't know
what Dr. Hays would say about this, as a pharmacologist, but I don't
think that they are the same exactly. Of course, the ganglionic block-
ing effect of the compound is slightly different,certainly, than the ef-
fect on the contractility of the heart. There is no doubt about that in
my mind.

REMARKS

Mr. Wands: Our next speaker this afternoon is Dr. Willard Harris from
the University of Illinois Hospital School of Medicine.
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CARDIAC EFFECTS OF 96ALOGENATED HYDROCARBONS

Willard S. Harris

University of Illinois College of Medicine

ABSTRACT

This brief review demonstrates that, contrary to their widespread
reputation as inert, the fluoroalkaie gases, or Freons, that are nised as
aerosol propellants are rapidly-act:i. and potent cardiac toxins. This
discovery, first reported in mice, hcs been confirmed during adequate
oxygenaticn, either in vitro or in vivv, In rats, cats, dogs, monkeys
and man. The fluorocarbons, or Freonb, .izat propel aerosols are toxic
to the mouse heart, sensitizing it to tIhe eArly appearance of sinus
bradycardia and atrioventricular block during a subsequent partial as-
phyxic challenge. Our studies have also shown that these gases enter
the arterial blood in monkeys, cats and dogs after inhalation and des-
pite adequate oxygenation, rapidly -- by an average of 39 (SE. + 4.2)
seconds -- cause ventricular premature beats, ventricular bigeminy, and
ventricular tachycardia when breathed by awake or anesthetized monkeys,
lower arterial pressure and peripberal resistance in several species,
and, a point for emphasis, are directly toxic to ventrtctlar fyocardium,
quickly and profoundly depressing myocardial contractility in _ýl species
(rat, cat, dog, and man) studied. Ventricular tachyarrhythmias, brady-
arrhythmias, acute L.eart failure, arterial hypotension and asphyxia may
contribute, singly or in combination, to the sudden death of youths who
deliberately inhale aerosol propellants. Our preliminary studies with
rat and human papillary muscles -uggest that the halogenated fire ex-
t.nguishing agent, bromotrifluoromethane, or Halon 1301, also directly
depresses myocardial contractility.

This presentation, unlike the others, wV11 not be about the halo-
genated fire extinguishing agents. instead, 1 shall discuss a diffe:-
ent class of fluorinated hydrocarbons, or Freons, which are not bromin-
ated. They arc tlidt1y used as refrigerants, solvents, and aerosol pro-
pellants, but not as fire exdinguishing agents. Unlike the fire ex-
tinguishancs, the aerosol propellants a w,'i-known to cause death in
man.

Figure 1 shows the chemical _ e of the four most widely used
fluorocarbons. The generic name for these materials is "Halon" and chere
are several relating to specific manufacturers. For convenience, the
registered trademark "Freon" of E. I. du Pont de Nemours & Company will
be used. Freons 11, 12 and 114 are aerosol propellauts, while Freon 113
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FIGURE L1 Chemical formulae and names of the three most commonly-used
aerosol propellants, Freons 12, 11 and 114, and the solvent,
Freon 113.

is a solvent. Freon 12 (CC1 2 F2 ) is the most commonly-used aerosol pro-
propellant. Its boiling point is -21.6 0 F, and it is a gas at room tem-
perature. Because of its high vapor pressure, it is usually combined,
when used to propel aerosols, with Freons 11 or 114 or other propellants,
or with solvents. The boiling point of Freon 11 (CCl 3 F) is 74.8 0 F, of
Freon 114 (CClF 2 CClF 2 ) is 38.4 0 F, and of Freon 113 (CCl 2 FCClF 2 ) is
117.6 0 F. Because of its high boiling point, Freon 113 is not an aerosol
propellant, but its excellent solvent properties cause it to be widely
employed in aerosols.

During the past five years, more than 140 healthy youngsters, usu-
ally teen-aged or slightly younger, have died wi :hin minutes after breath-
ing for intoxicant purposes, the propellant gases discharged from aero-
sols. Sudden death and negative postmortem findings suggest that a car-
diac mechanism might be responsible for these unexpected deaths.

Possibly of related interest are reports from the United Kingdom
(1-3) oi an increase, occurring during the middle 1960's in England and
Wales, in the incidence of sudden unexpected death among people with
asthma. In presenting their epidemiological and clinical evidence, the
British investigators have concluded that this excessive mortality was,
in the words of Inman and Adelstein (3), "likely to have been the result
of over use" of pressurized aerosol bronchodilators, which first became
available in the United KMgdom in 1960.

Our experimental resuilts have shown, beyond doubt, that the fluoro-
alkane propellant gases are directly toxic to the heart and blood ves-
sels. Their cardiovascular toxicity takes several different forms. Cer-
tain highlights of our research will be presented briefly in chronolog-
ical order.

First, a description of the simple and inexpensive way, using
mice (4, 5), by which the cardiac toxicity of aerosol propellants was
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revealed. In these early studies, done with Mr. George Taylor, who was
a fourth-year medical student, mice took three breaths of the fluoro-
alkane gas (Freons 12, 11 and 114) released by a single discharge of a
pressurized bronchodilator nebulizer. Subsequent challenge with partial
asphyxia, either immediately or 15 minutes later, was accompanied by the
unusually early (i.e., accelerated) appearance of asphyxia-induced sinus
bradycardia, atrioventricular block, and ventricular T-wave depression
(4).

As defined by previously published results (4), the essence of
the technique is to apply a degree of asphyxia that otherwise untreated
mice will tolerate for four minutes without developing bradyarrhythmias.
Indeed, in mice unexposed to Freon, the degree of partial, or mild, as-
phyxia applied causes tichycardia, not bradycardia. In striking con-
trast, after mice inhale three breaths of Freon, which takes about two
seconds, applicatiori of exactly the same partial asphyxic challenge now'
causes the early Pppearance of ,thal, asphyxia-induced atrioventricular
block and proiound sinus braciycardia (defined as a slowing of 200 or
more beats/mmn). It must be empbasized that the asphyxic challenge need
not be applied immediately tat may be started, for the fir&L time, as
late as 15 minutes after che brief exposure to Freon.

Figure 2 oummarizes the mean changes of heart rate occurring in
three different groups (12, 12 and 18 mice, respectively) of anesthe-
tized (0.5 ml of 0.3% sodium pentobarbital i.p.) mice in a representa-
tive study. Partial asphyxia was applied as described previously (4,5).
The Freon propellants were administered either with a pressurized bron-
chodilator nebulizer or as a mixture of 60 percent Freon 12 -- 40 per-
cent Freon 114 supplied by the manufacturer. The sinoatrial heart rate
rose throughout four minutes of partial asphyxia in 12 mice previo"31y
unexposed to propellant, was unaffected when 12 other mice inhaled pro-
pellant in room air for 25 seconds, but slowed an average of 79 beat5/
min in 18 other mice at 25 seconds of partial asphyxia after only three
breaths of propellant. By themselves neither the propellant for 25
seconds nor partial asphyxia for four minutes caused bradyarrhythmias.
In contrast, after three breaths of fluoroalkane propellant, the same
degree of partial asphyxia caused 2:1 atr!3ventricular block in 13 of
tha 18 mice and profound sinus bradycard'.a in the remaining five. These
bradycrrhythmias occurred, on the averagi, by 35 seconds of asphyxia.

For the technique developed in these early studies to be applied
validly, its basic rules must be followed. when the correct degree of
partial asphyxia is administered to otherwise untreated mice, no brady-

rrhythmias appear for four minutes. If asphyxia of the same intensity
is maintained longer, sinoatriel bradycardia and 2:1 atrioventricular
block appear by five or more minutes and, eventually, complete heart
block and death occur. A brief exposure to the Freon propellants markedly
changes the situation, as demonst-ated by an earlier, i.e., accelerated,
onset of these various bradyarrhythmias when partial asphyxia of the
same intensity is subsequently applied. Whereas the application of four
minutes of our partial asphyxic challenge evokes no bradye. chythmias in
othe•rwise untreated mice, pretreatment by three breaths of Freon sen-
sitxzes the mice for at leasL 15 minutes. During this time, application
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FIGURE 2. Representative study of 42 rire. Application of partial as-
phyxia caused sinoatrial heart rate to increase at 25 seconds
and four minutes of asphyxia in 12 mice. Breathing Freon
aerosol propellants in room air for 25 seconds had no effect
on heart rate in another 12 mice. In contrast, after a third
group of 18 mice had been exposed to only three breaths of
L e Freon aerosol propellants, application of exactly the
same intensity of partial asphyxia now caused marked slowing
of sinoatrial h.art rate at 25 seconds of asphyxia.

of the same degree of asphyxia now causes 2:1 atrioventricular block or
profound 3inoatriaI bradycardia within a minute or less.

If one decides to study mice with a degree of asphyxic challenge
different from that we have described, care must be taKen Lhat its in-
tensity is neither too great nor too mild. If the asphyxic challenge is
excessive, e.g., if complete asphyxia is applied, otherwise untreated
mice will not h3ve tachycardia but, instead, may develop sinoatrial
bradycardia and atrioventricular block within a minute or less. As a
result, too little time would be left to permit a demonstration that the
onset of these asphyxia-induced bradyarrhythmias has been markedly ac-
celerated by previous exposure to Freon. The chance of showing that the
Freons are toxic would automatically be abolished by the design of such
a "test," which is, therefore, a pseudotest. The results of such a
pseudotest would be meaningless, or worse. If the basic fallacy inher-
ent in such a pseudotest were r ot recognized, false and misleading con-
clusions might erroneously be drawn, For this reason, the mechanism of
this fallacy will be restated briefly in slightly different terms. If
asphyxia is made complete, or nearly so, its depret1sant effect on sino-
atrial pacemaking and atrioventricular conducting functions may be too
great for an additional depressant effect (additive, synergistic, or
sensitizing) of Freon upon these functions to be demonstrated. To mod-
ify this test, which clearly and reproducibly shows Freon toxicity to
the mouse heart, by using, instead, complete asphyxia, which could not
possibly show Freon toxicity, would be wrong. Not only would such a
procedure differ irrevocably, but it would not be a "t.,st" for Freon
toxicity.
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To test the reproducibility of this technique of partial asphyxia,
a technician, unseen by the investigators, exposed ten mice :at random
either to the three consecutive breaths of freon or to a: placebo. As in
the original study (4), a mixture of'Freons 12, 11 and 114 was released
by the single discharge of a pressurized bronchodilator nebulizer. Be-
fore inhalation, the mixture was filtered through a cotton gauze placed
inside the mouthpiece of the nebulizer. Five miqe happened to receive
Freon and Live received none. One of The investigators (Taylor) then
entered the room and applied his usual asphyxic challenge. The 2:1
atrioventricular block or profound sinoatrial bradycardia appeared in
less than a minute in each of the five Freon-sensitized mice but did
not appear by four minutes of asphyxia in any of. the five mice who had
not received Freon, each of $hom had, in contrast, sinoatrial tachy-
cardia. Thus, the degree of partial asphyxic challenge produced by this
technique, which was used in our originall study (4), is reproducible
enough to differentiate easily the Freon-treated mouse from one not ex-
posed to Freon.

In addition to the studies described in our original report (4),
extensive studies have also been done with this, technique in more than
200 mice, using in place of the bronchodilator nebulizer, eight differ4
ent commonly-used household and cosmetic aerosols, an aerosol toy, and
pure, commercially-available Freons 12, 11 and 114, ýingly~and in combin-
ation. The results have been exactly the same in each inscance. It has
made no difference whetk:r the asphyxic challenge v_3 applied for the
first time immediately after Freon or 15 mindtes later. Atropine has
failed to block these results, suggesting they are not reflex.

Since sensitization by Freon to the early appearance of -sphyxia-
induced bradyarrhythmias lasts at least 15 minutes, it cannot be attri-
buted to displacement of pvlmonary alveolar oxygen by Freon. The mice
take only three breaths of Freon, which would rapidly leave the alveoli
both by entering the blood and by exhalation. By 15 minutes, the arter-
ial blood levels of Freons 12, 11 and 114, whicf are gases at body temr
perature, would have mackedly declined from their peak levels, largely
by exhalation but, to a lesser extent, also by entering the tissues.
It might be speculated that the fluoroalkane propellant gases may, in
"hit and run" fashion, cause residual, but temporary, damage to func-
tional sites somewhere in the murine cardiovascular system, e.g., in
the sinoatrial and atrioventricular nodes or elsewhere, or arc entrapped
or bound there, either unchanged or, perhaps, biotransformed to an ac-
tive and toxic metabolite. Disappearance of thensensitizing effect of
Freon in the mouse, which occurs between 15 and 30 minutes in some of
our recent studies, might reflect either repair of its damage or exit of
the Freon molecules or their metabolites from the sites oý their activ-
ity, It must be emphasized that in intact dogs and monkeys, which we
have studied, some of the toxic effects of the Freons on the heart dis-
appear much more quickly (e.g., 1-1/2 to 3 minutes) than in mice.

The halogenated fire extinguishing agents have not been tested
with the mouse model. It is important to note, however, that the abil-
ity of the fluorinated propellants to induce lethal bradyarrhythmias in
mice was markedly increased by the subsequent addition of partialas-
phyxia. These results in mice indicate that exposure to fluorocarbons
may be especially hazardous during partial asphyxia. Until the
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halogenated fire extinguishants have been fully studied during hypoxemia
and pertial asphyxia, such as fire produces, the true extent of the toxic
danger of the extinguishants will not be known.

The toxic effects of the Freon propellants on the cardiovascular
system of the mouse are interesting in their own right and deserve fur-
ther study. They also have a unique importance in having provided the
first demonstration that aerosol propellant gases, previously described
as inert, are toxic to the heart. When these first mouse data were pub-
lished, it was predicted that the fluoroalkane propellant gases would be
found toxic to the cardiovascular system in several different ways, de-
pendent, in part, on the species studied (4). Since then, experiments
have shc.n exactly this. These subsequent studies have revealed that
the Freons are toxic, in vitro or in vivo, co the cardiovascular system
of all five other species that we have studied (rat, cat, dog, monkey
and mdn), despite adequate oxygenation. Moreover, the toxic effects of
Freon differ, in many ways, from those of anoxia produced by 100 percent
nitrogen.

Fourteen awake or anesthetized monkeys inhaled a mixture of 30
percent Freon 12- 9 percent Freon 114 - 61 percent 02 (6). All 14 de-
veloped ventricular premature beats, bigeminy, or tachycardia, which
began at an average of 39 (S.E. ± 4.2) seconds. At this time, the con-
centration of Freons in arterial blood, measured in three monkeys by
gas chromatography, averaged 8.2 mg/100 ml. Freon caused the ventri-
cular arrhythmias withouf lowering arterial oxygen tension or pH or
raising arterial carbon dioxide tension and while reducing arterial
blood pressure only slightly. For comparison, seven of the monkeys in-
haled 100 percent nitrogen without Freon for three minutes, which lowered
arterial oxygen tension, on the average, to 30 (S.E. + 3.2) mm Hg. Ex-
cept 'for one monkey, whose arterial oxygen tension fell to 16 nmn Hg, the
three minutes of anoxia failed to cause arrhythmias. The ventricular
arrhythmias caused by fluoroalkane gases may have been mediated through
beta adrenergic receptors, since these arrhythmias were abolished by
pretreatment with propranolol, or may have resulted from a nonadrenergic,
direct, toxic effect of the gases on the heart. The results, obtained
in monkeys breathing thý aerosol propellants, Freons 12 and 114, are
concordant with the earlier work on the fire extinguishant, bromotri-
fluoromethane, or Halon 1301, published in 1969 by Van Stee and Back (7),
and would suggest that some hunan deaths after propellant inhalation
may be caused by ventricular tachycardia or fibrillation.

The next studies, done with Dr. Signe Kilen (8, 9), have shown
that dichlorodifluoromethane, or Freon 12, which is the most conmnonly-
used-aerosol propellant gas, directly, rapidly, and profoundly depresses
myocardial contractility. Papillary muscles excised from the left ven-
tricles of 29 decapitated rats were studied in a well-oxygenated, con-
stant temperature, muscle bath. The concentration of Freon 12 in the
bath fluid immediately next to the muscle was measured by gas chroma-
tography. While aeration of the bath with 99 percent 02 - 1 percent
CO2 was maintained, Freon 12 gas was bubbled at 43 ml/min into the bath.
Developed force was depressed by the third beat after Freon was intro-
duced and rapidly fell further to less tha- 35 percent of its control
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level. When Freon administration was stopped, contract.4lity gradually
returned to normal.

Thus, in e group of 14 rat papil!ary muscles contracting iso-
metrically, developed force and the rate of force development (dF/dt)
fell rapidly to 35 percent of control when Freon was given together
with 02 and CO2 , In contrast, substituting nitrogen in place of Freon,
while 02 - CO2 aeration was continued, had virtually no effect. Without
Freon, hypoxia induced by giving 100 percent nitrogen caused less de-
pressien than did Freon given toge.her with adequate 02 and CO2 . More-
"over, after 15 minutes hypoxia, the rL 4 .ntroduction of Freon depressed
fnzce development much further, almost aý.ilishing it. Since Freon 12
Oirectly depresses myocardial contractility whether the muscle bath is
w,`i' 1-zx ated or deoxygeneted, this depressant action cannot be as-
Sc.'Le: ",, o,--oxia ic the bdth medium. On the other hand, when the pa-
pili.7y zt.sci- is expooed to both Freon 12 and hypoxia simultaneously,
the myoandlal depressant effects of both interventions appear to be
additive.

Freon 12 with adequate oxygenation shifted the force-velocity
-urves downward and to the left more than did hypoxia induced by 100
peicent nitrogen, again showing that Freon markedly depresses contrac-
tility. Dose-response studies revealed that, in a well-oxygenated bath,
Freon 12 clearly depresses myocardial contractility in a linearly dose-
related manner. At the highest flow rate, the bath concentration of
Freon 12 was the same as found in the arterial blood of anesthetized
cats and dogs breathing 25 percent Freon 12 for cne to two minutes,
while, at ti.: lowest flow rate studied, which depressed developed force
20 percent, the bath concentration of Freon approximated that found in
"the arterial blood of cats breathing one percent inspired Freon 12 for
one minute.

Freon 12 caused a similar depression of contractility in five
human left vwntricular papillary muscles, which were studied after they
had been surgically excised from patients at the time of mitral valve
replacement. Freon depressed contractility of the human myocardium in
the same linearly dose-related manner as it did in the rat. In the hu-
man papillary muscles, 43 ml/min Freon 12 reduced developed force and
the rate of force development 50 percent and shifted the force-velocity
curves markedly downward and to the left (9).

These results with isolated rat and human papillary muscles are
the first demonstration that Freon 12, the most commonly-used aerosol
propellant gas, is directly toxic to ventricular myocardium. In a well-
oxygenated muscle bath, it directly, quickly, profoundly and reversibly
depresses myocardial contractility.

The in vivo effects of Freon 12 inhalation on the left ventri-
cular contractility of anesthetized, closed-chested animals have been
determined by Taylor and Harris (9, 10) in cats and by Bielinski, jain
and Harris (11) in dogs. Rapid-speed, high-fidelity recordings of the
left ventricular pressure in these animals were obtained through an 18-
or 19-gauge needle inserted directly into the left ventricle through
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the chest wall. Contractility was assessed by the instantaneous rela-
tion of left ventricular dp/dt to developed pressure during the iso-
volimic phase of contraction. It must be emphasized that Freon 12 had
no effect on heart rate in either the pentobarbital-anesthetized cats
or dogs.

Without affecting heart rate or rhythm or lowering arterial cxy-
gen tension, the inhalation by 11 cats of a mixture of 25 percent
Freon 12 - 75 percent oxygen rapidly raised arterial blood Freon levels
and quickly, markedly, and directly reduced the instantaneous relation
of left ventricular dp/dt to total and developed pressure throughout the
isovolumic phase cf contraction and, as a result, depressed the various
indices of contractility derived from this relation. In studies of 31
anesthetized, closed-chested dogs, the inhalation of Freon 12 - 21 per-
cent oxygen caused a similar, but somewhat less, depression of myocar-
dial contractility.

Dose-response studies were performed with the cats and dogs in-
haling graded inspired concentrations of Freon 12 mixed with adequate
oxygen (to yield an inspired concentration of 21 percent oxygen or
greater in the cats and 21 percent oxygen in the dogs). Placebo had no
effect. In striking contrast, in both the cats and dogs, the arterial
blood levels of Freon 12 rose linearly with its inspired concentration,
while myocardial contractile state and systolic, diastolic, and mean
arterial blood pressures fell rapidly and profoundly in a dose-related
manner and total peripheral resistance declined. For example, the high-
est inspired concentration, 60 percent Freon 12, lowered diastolic ar-
terial pressure of the dogs 40 mm Hg. Autonomic receptor blockade with
the combination of atropine, propranolol, and phenoxybenzamine failed to
diminish the fall in either aortic pressure or peripheral resistance
produced by Freon. The results of these in vivo studies have demon-
strated that Freon 12 rapidly enters and leaves the blood and is di-
rectly toxic to vascular and cardiac muscle.

Back and associates (7) have clearly shown that inhalation of the
halogenated fire extinguishant, bromotrifluoromethane, or Halon 1301, in
addition to having other interesting effects, sensitizes the hearts of
dogs and monkeys to the induction of ventricular arrhythmias by exogen-
ous epinephrine. More recently, Reinhardt and associates (12) have
shown that the aerosol propellants similarly sensitize the hearts of
dogs to the ventricular arrhythmic effects of administered epinephrine.
It must be emphasized, however, that the fluorinated aerosol propellants
are toxic to the cardiovascular system in several other ways as well.

In sunnary, our studies have shown that the fluoroalkane gases,
or Freons, used to propel aerosols sensitize the hearts of mice to the
early appearance of asphyxia-induced sinus bradycardia, atrioventri-
cular block and ventricular I-wave depression (4), quickly enter the
blood of monkeys (6), cats (9, 10) and dogs (11) after inhalation and,
despite adequate oxygenation, have a wide spectrum of cardiovascular
toxic effects, for example, directly depressing contractility in rat,
cat, dog and human myocardium (8 -11), lowering arterial blood pressure
in the monkey, cat and dog (6, 9-11), and rapidly inducing ventricuiar
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arrhythaias in awake or anesthetized monkeys (6). These experimental
bt-tdies, to date, suggest that ventricular tachyarrhytbaias, bradyar-
rhythmias (sinus bradycardia and arrest and atrioventricular block),
acute heart failure, arterial hypotension and asphyxia may contribute,
singly or in combination, to the sudden death of persons who deliber-
ately inhale aerosol propellants.

Our studies of the Freon propellant gases lead to three major
new conclusions. First, contrary to their widespread reputation as
"inert" and harmless (13, 14), the fluoroalkane propellant gases are
rapidly-acting and potent cardiovascnlar toxins. Secondly, they are
directly toxic to the myocardium and blood vessels. Thirdly, they are
toxic to the heart in not one, but in several different ways.

It must be emphasized, however, that our results were obtained
with fluorinated aerosol propellants. A strong enjoiner is made against
assuming that all these same res.ilts also apply, either qualitatively or
quantitatively, to the fluorinated, brominated fire extinguishing agents.
On the other hand, unless and until the halogenated fir,_ extinguishants
are subjected to at least the same kinds of studies that have been de-
scribed herein with the aerosol propellants, the cardiac toxicity of the
extinguishants cannot be adequately assessed.

In preliminary investigations of isolated left ventricular papil-
lary muscles from five rats and one human, studied in a well-oxygenated
muscle bath, Dr. Kilen and Dr. Harris have already found, without ex-
ception, that bromotrifluoromethane, or Halon 0301. clearly and directly
depresses myocardial contractility. Quantitatively, the Halon 1301 ap-
peared to depress the contractile state of the -nyocardium in the muscle
bath less than the aerosol propellant, Freon 1;., did. However, compari-
son of the two halogenated gases is based on highly preliminary data,
and, therefore, this comparison between the two gases (but not the fact
that Halon 1301 depresses myocardial contractility) must be considered
as only tentative at this time. It is obvious that much more work must
be done to test for and define the toxic effects of the halogenated fire
extinguishants. In addition, studies are also needed to test the pos-
sibility that ex.posure to asphyxia or to carbon monoxide cc the presence
of certain diseases, such as coronary artery narrowing, might make some
peoplL particularly susceptible to the toxic effects o' the halogcnated
fire extinguishing agents.
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DISCUSSION

Mr. Bischcff: Freon 12 has been used as a test gas in the acceptance
test of a number of halon 1301 fire extinguishing systems. I would like
to hav, Dr. Harris staLe his opinior as to the relative risk of this'I procedure.
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Dr.arri: You viii have to pardon w.? ia Jnat I am not quite certain
of the question. Perhaps you could erpress it a little differently.

Mr. Wands: What is the test system?

Mr. Bischoff: Halon 1301 is of the order of magnitude of $5 a pound,
and Freon 12 of an order of magnitude of cost of 50 cents a pound. So
in order to minimize the cost of an acceptance test, the fire extinguish-
ing concentrations of the agent were in fact achieved in a total flood-
ing situation. Freon 12 was substituted as the test gas for a system
designed to discharge Halon 1301. It would seem to me from the inform-
ation that I have received as very much of a neophyte in this particular
area, this seems to be a relatively dangerous procedure in that rhe tox-
icity of Freon 12 is substaitially greater than 1301, and perhaps should
not be a recommended proced ire.

Dr. Harris: You mean the Freon 12 is given to humans.

Mr. Bischoff: No, it is used. Let us say you have an area that you are
protecting with a fire extinguishing system, ani it is designed for 1301.
You now want to determine that it is in fact performing as designed, so
you run a discharge test. You actually discharge gas into the area. In-
stead of using the 1301, the expensive agent, you use a less expensive
agent, Freon 12. There is a potential of exposure from gas that is leak-
ing from the. area, the possibility that the discharge would be premature.
There are various conditions that could exist at the time that this test
takes place. in your opinion, is it extremely hazardous to use Freon 12
as a test gas? That is my question.

Dr. Harris: I undcrstand now. Again I said that in our little study
that we did on the Halon 1301, at least a comparison of it with Freon 12
has to be considered tentative, although it does look pretty good so far
as being somewhat less toxic than Freon* 12. But I really think we are
dealing with two different agents which, while they do share toxicities
in common, may have important differences as well, and I personally think,
depending on the concentration, that Freon 12 is quite a dangerous com-
Pouin.. So if that is the meat of your question, that would be my answer.

Mr. Wanoa.: I think the key word there may well be concentration. Alrost
az:v material is dangerous at high enough concentrations.

Mr. Be ndersky: I am confused. Are you saying that the test work for
1301 it not adequate within the standards of 12(a) for use throughout the
country according to safety standards? Are you saying that more tests
are required based on your Freon experiments? Is that what you are
saying?

Dr. Harri3: I tried to be extremely meticulous and not go beyond our
facts. That is what: the terminal comrents I gave were addressed to, that
we have worked rather meticulously with the aerosol propellants, and I
think that somewhat similar work ought to be done with the Halon 1301 and
other Halons in order to determine how toxic they actually are, what de-
termines susceptibility ,o them, and hopefully what the mechanisms are
that are causing this toxicity. I had no implications for legal measures.
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Mr. Bendersky: I will state the question again. We have listened to a
series of lectures which stated that there are toxic efiects with and
without concentrations of air, of nitrogen, or whatever, a series of
tests, mad these defined a series of results, which state essentially
that people get caught in these rooms, they get out, and they live again
essentially vi'rIn types of concentrations or whatever.

Now, are these essentially adequate to at least define in your
mind a level of safety or are tests such as you are talking about nec-
essary before these statements can be judged as true?

Dr. Harris: You will have to forgive me. I am not in the toxicology
area, and certainly not in the public health area. I think the decision
as to whether the halons are adequately safe to be used under certain
situations is certainly noc one for me to comment on. But I think to
base a decision that they are entirely safe for use under conceivable
circumstances would not be a tenable conclusion based upon our findings
here. They certainly do affect the heart, as Dr. Back very nicely showed,
and as we ha ,e concurred. Whether under certain circumstances people
with coronary artery narrowing, as I mentioned, might die from it, that
is certainly a possibility.

As to whether it should be permitted in certain uses and not in
others is certa.iA.y not my decision, fortunately.

Dr. Reinhardt: I would like to ask Dr. Harris what concentrations of
1301 he used in showing that it depresses myocardial contractility.

Dr. Harris: I was so grateful to Hr. Wands for inviting me that I did
convince Dr. Keeling in the last: couple of weeks to do these studies.
The concentration is put into the bath at the same rate as the highest
dose of Freon 12, and the dose which we compared in the same muscles,
which is 43 ml. per minute. As I mentioned, that will give you a con-
centration in the muscle bath of 11.5 milligrams per 100 ml. of Freon 12,
but what the concentration of the Ralon 1301 is in the bath, I do not
know. That concentration of Freon 12 would be the equivalent of a 25
percent inhaled mixture for one to two minutes by a cat or a dog
anesthetized.

Mr. Wands: I think you have seen some extremely preliminary data here
that do raise the question, as Dr. Harris has said, that perhaps we need
some additional studies of a comparattve nature with the halogenated
fire extinguishing agents, and that here is another technique that is a
feasible laboratory technique for comparing these materials.

Mr. Riley: I would like to ask jr. Harris to comment on both his own
work and albo that of Dr. Back. What do you think the effects that you
have described would be when you extrapolate your concentration back
down to the five to seven percent level that is commonly encountered in
hazard analysis in fire protection?

Dr. Harris: It is always safest to stay with one's own data, and not
try to extrapolate, which is really what I am trying to do. I really
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I
would not want to extrapolate back, because one would be dealing with a
different species and different types of cardiac abnormalities, as I
pointed out. I think any extrapolation is what one wishes to say with-
out really having it backed up. To me the problem is much more compli-
cated. It involves the susceptibility o& the population that is exposed
to the Freon in our case, the ''ilon 1301 in the case of Dr. Back and his
workers. The susceptibility of the population I think really has to be
taken into cons'Ederation.

One of the reasons I thought it. important to come here was not to
say that one should not use Halon 1.301. Frankly, if I had my choice, I
w.uld rather not fry, as Mr. Wands sait. But on the other hand, to go
wildly fowai'd, as no one has suggested, but to go wildly forward and
perhaps employ this in old age homes &.'d hospitals where there might be
people in coronary care units or with coronary artery disease unbeknownst
to them, then I really think to do this, one really ought to do studies,
and they -an be done first in experimental animals, ia order to determ-
ine what the actual risks are. As far as I can tell from the nice studies
presented so far, the risks really are not fully known under these cir-
cumstances. At least I have not heard them today.

REMARKS

Mr. Wands: Our next speaker is Dr. Douglas Call who is with the Naval
Ait Development Center, at what used to be known as Johnstown, which has
a new mailing address now, but is still just a suburb of Philadelphia.
We are very grateful to Dr. Call for being down here with us today to
talk to us about the hypobaric effects of these materials.
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HUMAN AND RAT EXPOSURES TO HALON 1301
UNDERA HYPOBARIC CONDITIONS

Douglas W. Call

Naval Air Development Center

INTROIIJCTION

Halan 1301 (bromotrifluoromethane, CBrF 3 ) is a convenient and
highly efficient fire extinguishing agent for use on several type3 of
fires (1, 2, 6). This gas is used in portable extinguishers as well as
in total flooding systems.

Engine nacelles and cargo compartments of many military and cora-
mercial aircraft carry Halon 1301 fire suppressing systems. Similar
systems have been proposed for protecting the occupants and contents of
aircraft cabins and flight decks.

Several studies, conducted at normobaric conditions, indicate
that laboratory animals and humans can be exposed briefly to Halon 1301
concentrations necessary to extinguish fires in enclosed spaces without
developing the central nervous system or cardiac effects that sometimes
attend inhaling low levels of other halogenated hydrocarbons (2, 3, 4,
11). However, little information is available concerning the toxicity
of Halon 1301 at reduced atmospheric pressures, such as would accompany
its use in flight.

To test possible potentiating effects of hypobaric conditions and
the resulting hypoxia on any physiologic alteratione produced by
Halon 1301 inhalation, the following investigation was conducted.

METHODS AND MATERIALS

Rat Studies:

Seventy-two ad-libitum fed, male, Charles River rats weighing
450-550 grams were divided into foui groups. Individual animals in each
group were exposed to one of the following four conditions:

1. simulated altitude with added Halon 130] (27 rats);

2. simulated altitude without Halon 1301 (9 rats);

3. sim;iated alt~itude with added Halon 1301 and injected
Sepinephrine (27 rats); and
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4. simulated altitude without Halon 1301 but with injected
epinephrine (9 rats).

Each rat was lightly anesthetized with amobarbital (50 mg./Kg.,
I.P.), prepared for continuous electrocardiographic recording (lead II),
then placed in a small hypobaric chamber. The chamber door was secured
and the desired barometric pressure -- 760 mm.Hg. (sea level), 632 mm.
Hg. (5,000 ft.), or 380 mm.Hg. (18,000 ft.) -- was obtained.

After the rat had been at these conditions for three minutes, pre-
measured amounts of Halon 1301 to produce concentrations of approximately
8, 16, or 24 percent by volume were added directly into the top of the
chamber. A metal baffle placed over the inlets served to disperse the
incoming gas throughout the enclosure. The final Halon 1301 concentra-
tion was measured by gas chromatography.

In each control exposure (Groups 2 and 4), a pulse of compressed
air which produced similar noise and pressure changes was added in place
of the CBrF3 .

After a five-minute exposure to the experimental gas, the rat was
returned to ambient conditions. Two-thirds of these animals werc then
aacrificed immediately by a blow on the head and sections of their lungs
were excised and fixed in 10 percent N-buffered formalin and prepared
for histologic study. The remaining rats were observed daily for one
month.

The rats in Groups 3 and 4 were treated the same as all others
except that they received an intramuscular I.M. dose of ten ug./Kg.
epinephrine just before they were placed in the hypobaric chamber.

Electrocardiographic records were made at frequent intervals on
all rats during each exposure.

Human Exposures:

Eight active-dufy military personnel (Fges 20-35 years) were ex-
posed Zor three minutes to either four or seven percent Halon 1301 in
air in a hypobaric chamber maintained at 760 mm.Hg., 632 mm.Hg., or 380
mm.Hg. In control exposures, compressed air was admitted to the chamber
environment in place of Halon 1301. The gaseous composition of the
chamber was monitored by gas chromatography.

Before, during, and after exposure to the experimental gas, each
volunteer performed a battery of psychomotor tests which included com-
plex reaction time measures and a finger-maze tiacking task. Each sub-
ject had 20 training sessions on the psychomotor tasks over a two-week
period prior to the experiment.

Electrocardiographs (lead II) were obtained on each subject at
regular irtter\als during all exposures. Physical examinations and pul-
mona2y function measurements were performed on all subjects before and
after etch exposure.
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This was a single blind experiment in that the subject was not

aware of which experimental gas was inhaled.

RESULTS

Rat Studies:

No rats died during any chamber exposure. Three animals developed
cardiac arrhythmias during inhalation of Halon 1301. One rat breathing
24 percent Halon 1301 at a simulated altitude of 5,000 ft., and one ex-
posed to 16 percent CBrF3 at 380 mm.Hg., developed premature atrial con-
tractions about one minute after the Halon 1301 was admitted to the
chamber. Indications of bundle branch blocks appeared as the exposure
continued. In both cases, these changes disappeared when the CBrF3 -ail"
mixture was replaced with room air during the chamber descents.

Premature atrial contractions were also noted in the electrocardio-
gram of one rat breathing 24 percent Halon 1301 at 632 mm.Hg. This an-
imal had received an epinephrine injection before the exposure. Normal
ECG tracings reappeared when the rat was returned to ambient conditions.

No other prolonged cardiac arrhythmias were noted on the electro-
cardiograms from any other rats.

None of the animals saved for the one month post-exposure obser-
vation died during that period.

Histological examination of the lungs from rats sacrificed im-
mediately after exposure showed no pathologic changes which could be di-
rectly related to breathing Halo '301 or exposure to hypobaric conditions.

Human Exposures:

All post-exposure physical examination results and pulmonary
function measurements were similar to pre-exposure values.

Subjects' electrocardiograms obtained during the chamber expo-
sures showed only non-specific changes froin control tracings. No alter-
ations were noted that could be directly attributed to the Halon 1301
exposure or to the simulated altitude attaiived.

Complex reaction time test: An -nalysis of variance showed
statistically significant increases in complex reaction time with
Halon 1301 exposure F (2,28) = 7.39; p<0.01. No other effects were
observed.

'Mare trackin() task: Analyses of variance were performed on the
following measures: (1) total time; (2) number of errors; (3) time in
error; and (4) av rpge time per e.rror. Inhalation of Halon 1301 pro-
duced no significmnt changes in any of these measures. However, the
number of errors cn the mane tracking task was found to be significantly
influenced by eywosure to simulated altitude F (2,28) = 3.72; p<O.05.
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Six of the eight subjects noted subjective symptoms of dizziness,
faintness, or drowsiness during exposure to seven percent CBrF3 . These
symptoms occurred with nearly equal frequencies at each simtlated alti-
tude. Three subjects reported these symptoms during each exposure to
seven percent Halon 1301.

Similar subjective descriptions were given by three subjects
while inhaling four percent CBrF 3 . These symptoms were reported once at
each of the three chamber pressures.

Two subjects experienced the above symptoms during control ex-
posures at 380 mm.fig.

It was not possible to directly correlate the incidence of sub-
Jective symptoms during exposure to the experimental gases to psycho-
motor performance evaluations.

DISCUSSION

Rat Studies:

Halon 1301 is a member of a large family of halogenated hydro-
carbons that are known to induce cardiac arrhythmias when inhaled during
tines of elevated blood epinephrine levels. These changes often origin-
ate in the ventricular nyocardium and can produce sudden death. Several
investigators have studied this effect in both animals and humans (2, 5,
9, 10, 11).

The cardiac arrhythmias noted in the three rats in the present
study were not as serious, nor did they appear as frequently, as those
reported by the Haskell Laboratory (2) for a group of dogs breathing
similar concentrations of CBrF3 at sea level. However, all of these
dogs received an intravenous injection of 8-10 mg./Kg. epinephrine dur-
ing the exposure to Halon 1301. No abnormal heart rhythms were observed
in animals that did not receive exogenous epinephrine. Van Stee and
Back '11) demonstrated that dogs and monkeys exposed to 10-80 percent
CBrF3 developed spontaneous cardiac arrhythmias at different rates and
to different degrees. These two species also exhibited contrasting cen-
tral nervous system responses to the gas. Earlier, Paulet (8) had es-
tablished that rabbits, mice, guinea pigs, and rats vary in their sus-
ceptibilities to the toxic effects of Halon 1301. Therefore, it is not
possible to directly compare the myocardial response of the rats in this
study to those obrerved on other laboratory animals breathing similar
Halon l1Ol air inixtures.

The low incidence of discernable electrocardiogram changes, and
the nature of these arrythmias, indicate that under the conditions
studied Halon 1301 is not a very potent cardiac sensitizing agent in
rats.

The lack of any pathologic pulmonary changes directly attribu-
table to exposing rats in this study to 11alon 1301 at simulated alti-
tude, corroborates the results of another investigation. MacFarland (6>
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expused several laburatory species, including rats, to 10, 15 and 20 per-
cent CBrF3 foi two hours at sea level. Lungs, livers, and kidneys taken
from some animals immediately after, and from others on the 7th and 14th
day post-exposure, revealed no sigaificant changes from control tissues.

Inhaling Halon 1301 at reduced atmospheric pressure does not seem
to be any more harmful to laboratory rats than similar exposures at am-
bient conditions.

Human Exposures:

Two other laboratories have performed human exposures to Halon 1301,
both at sea level conditions (5, 10). Reinhardt and Stopps (10) noted
no disturbances in cardiac rhythm in three subjects exposed for 3.5 min-
utes to 1, 3, 5, 7 or 10 percent Halon 1301. 4t the Hine Laboratory (5),
volunteers breathed five or ten percent Halon 1301 in air for up to 20
minutes with no serious cardiac effects. One subject did, however, de-
velop a spontaneous cardiac arrhythmia after inhaling 14 percent
Halon 1301 for five minutes. This condition resolved within two minutes
after the inhalation was discontinued.

Since no cardiac rhythm changes were noted in the present study
Cat could be directly attributable to Halon 1301 exposure, simulated
altitude, or their Interaction, it appears that human cardiac response
to inhaling this gas at hypobaric conditions is not different from sim-
ilar exposure at sea level.

Central nervous systems depression is another effect of Halon 1301
inhalation that has been extensively investigated in both laboratory an-
imals and humans (2, 5, 10, 11, 12). In the two sea level human studies
(5, 10), volunteers demonstrated a general trend towards loss of muscular
coordination and alertitess as the CBrF3 percentages in their breathing
mixtures were increased. These impairments in mental and physical skills
began to appear at Halon 1301 concentrations of five to seven percent.
No statistical analyses of the performance data were presented in either
report, so it Is not possible to directly compare the magnitude of the
charges to those observed on similar tests in the present investigation.

The significant increases in complex reaction time during
Halon 1301 inhalation noted in this study seem to agree with the usual
effect of the gas. However, the subjects' performances on the maze
tracking task were not significantly affected by exposure to Halon 1301.
Since different neuromuscular 3kil!s are necessary to perform different
psychomotor tasks, it is to be expected that these skills could be af-
fected to different degrees by exposure to the same agent. This type of
response was demonstrated by the subjects in Hine's experiment (5) while
they were inhaling five percent CBrF 3 in air.

The subjective symptoms described by six of the eight subjects in
the present survey were similar to those described by the subjects in
the reports discussed above (5, 10). These effects were independent of
altitude and thus would seem to be related to the Halon 1301 rather 'han
to altitude hypoxia. At no time was any subject affected to such a
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degree by this gas that he was unable to do assigned tasks. These symp-
toms subsided rapidly after oxygen masks wdere used. Romberg and self-
balancing tests administered to the subjects immediately after leaving
the chamber indicated no residual upsets in balance.

The effects of hypoxia on human psychomotor performance are vari-
able and not always directly related to decreasing oxygen partial pres-
sures in the breathing mixtures. Also, some performance tests are'more
sensitive to the effects of hypoxia than others (4). Therefore, it is
not surprising that, during exposure to simulated altitude, subjects in
this study made significantly more errors on the maze tracking task than
they did at ambient conditions, but no altitude-related'performance
chsnges were noted in th• other measures.

CONCLUSIONS

This investigation has extended human exposure to Halon 1301 to
the concentrations and barometric pressures which might attend its use
in a total flooding system in flight. There does not seem to be a sig-
nificant interaction between hypobaric conditions and the resulting hy-
poxia and Halon 1301'inhalation on the cardiac or central nervous sys-
tem effects measured in this study.

Therefore, the presently accepted National Fire Protection
Association standard on Halon 1301 total floodlnb systems for normally
occupied spaces (7) may be applicable for aircraft cockpit and cabin in-
stallations. However, in all such systems the transient concentration
gradient which develops whenever the fire suppressing agent is admitted
to the enclosure must be considered., Even though ýo serious effects
seem to accompany breathing seven percent CBrF 3 for three minutes at a
simulated cabin altitude of 18,000 feet, there is presently no way to
predict if persons seated close to the system outlets could safely tol-
erate the high agent concentrations which would be briefly present until
the gas was thoroughly mixed with cabin air. Perhaps an alarm system is
necessary to allow passengers time to put on oxygen masks before the gas
is released.

At any rate, the convenience and effectiveness of Halon 1301 as a
fire extinguishing agent demand that work continue to find ways to take
full advantage of this agent's potential usefulness.
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DISCUSSION

Mr. 1lanbury: I have two questions. One is it seems to me an earlier
speaker said that actually because of the heart arrhythmia condition,
dogs should be used rather than mice and so forth as test animals.

The other is are you advocating this halor in a closed system, a
closjd environmental system like you have in an aircraft, at a certain
altitude, or have you ways to expel this gas?

Dr. Call: In answer to the first part, I think that was Dr. Clark that
was talking about the laboratory animal to use. As Dr. Back mentioned
earlier, sometimes you use what you have. This is how we started with
the rats.
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In answer to the second question, whenever you have a vehicle
away from the earth, you have somewhat of a closed environment. You
can't always dump out materWal very rapidly. The aircraft this was
specifically designed for, the E-2, is a pressurized aircraft, and also
there is a system within the aircraft, a ventilation system which cycles
the air around and cools the instruments, which generate a lot of heat.
So there is somewhat of a problem there, after this was dumped off, of
remaining around for a while until the pressurization was dumped, and
you got a complete fresh supply of air in there. I think we will hear
papers tomorrow from some people from FAA in relation to actual applica-
tions in civilian cargo and personnel spaces.

I don't know if this really answers your question.

Mr. H,%nbury: That was a personnel space, too, that you were talking
about.

Dr. Call: Yes, sir, it definitely is. This is a five-passenger air-
craft, and the areas where this gas is dumped out are definitely right
next to where these people are sitting.

Mr. Hanbury: And you made reference to the NFPA which cautions people
against using this agent where you cannot evacuate or get the people
out.

Dr. Call: That is the reason for your question. In this case, this air-
craft does have the unique fire hazard, and we are trying to protect
against it. The pressurization system is such that you can get a rather
rapid turnover of the air in there once the fire is out.

Mr. Wands: Perhaps the question relates tn the time of exposure.

Dr. Call: I don't know if I said that. I think maybe I did not. Our
exposures were for three m1 nutes.

Mr. Phillips: I believe you did mention earlier in your talk, and I
would like to make sure it is repeated, that in another exposure condi-
tion you had 100 percent fatalities. That was in a fire?

Dr. Call: No, this was the loss of an aircraft due to a fire.

Mr. Phillips: I expect that we will perhaps have a little bit better
exposure if we use some agent to put that fire out.

Dr. Call: Yes, sir, that is exactly right.

Mr. Phillips: If we do not put the fire out, we may accept that same
type of responsibility we had before, total loss.
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REMARKS

Mr. Wands: I am personally very pleased to see the concerns of this aud-
ience for maintaining human life and avoiding frying. I sympathize with
this 100 percent as a potential victim some day. Certainly this is our
prime concern here. We are struggling to find ways and means whereby
these materials can be made most effective for that ultimate goal.

Our next speaker this afternoon is Dr. Travis Griffin from the
Albany Medical College of Union University. He is going to talk to us
about some of their studies on toxicological responses to a variety of
halogenated hydrocarbons.
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TOXIZ%.OGICAL RESPONSES TO HALOGENATED HYDROCARBONS

Travis B. Griffin, James L. Byard and Frederick Coulston

Albany Medical College of Union University

Halogenated hydrocarbons are widely used in industry with the
fluorinated methanes and ethanes baving found important uses as dielec-
trics, refrigerants, propellants, ovganic solvents and fire extinguishers
and suppressants. These compounds (termed fluorocarbons since the pro-
perties are largely governed by the fluorine moiety) are comnmnding an
increaeing market in consumer products such as food toppings, hair sprays,
deodorants, etc., from their use as prapellants. Although the interest
of this laboratory in fluorocarbons is broadbaaed, attention has largely
been addressed to the study of candiilate fire extinguishers and fire
suppressants. The list of compounds i.ireztiga.ed incorporates 11 differ-
ent halogenated hydrocarbons, including the aneithetic halothane (Table 1),
but most attention has been directed to studies of bromotrifluoromethane

(Halon 1301) and hexafluoroethane (Freon 116). Some detailed attention
has also been given to 1,2-dibromotetrafluoroethane (Halon 2402), di-
chlorodifluoroethane kFreon 12) and octafluorocyclobutane (Freon C-318).

Exposure of animals by the route of inhalation is important since
the compounds are either garses or highly volatile liquids at ambient
temperatures and pressure. Th's route of administration was chosen for
the majority of the studies. The investigations have involved the use of
three different types of inhalation exposure in laboratory animals. In
the first, animals have been exposed for a single short period of time
(a few minutes up to one hour) and the immediate effects of exposure as-
sessed. Exposures of thie type have been widely used in studies of ef-
fects on biochemical systems, pharmacologic effects and studies of me-
tabolism and tissue distribution of the compounds. The results obtained
in the single short-term exposures will be emphasized in this presenta-
tion. Other investigations have employed the use of multiple intermit-
tent exposures and currently studies are being conducted in which animals
are exposed continuously for periods up to 23 hours per day or longer in
environmentally-controlled exposure chambers.

In deciding on the type of exposure to be employed in a given ex-
periment it was considered how humans would be exposed as a result of
the intended use of the halocarbon. Bromine-containing fluorocarbons,
such as Halon 1301, are good fire extinguishers and have been studied
from the standpoint that they will be used in situations resulting in
brief exposures of humans. They have not received extensive study in
continuous exposure situations. However, if such a compound were used
in an enclosed atmosphere such as that of a spacecraft, it could i-main
as part of the atmosphere for an extended period and occupants of the
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TABLE 1

Cocpounis of Interest

A. Substituted Methanes

Halon 1301 Bromotrifluoromethane CBrF3.3alon 1202 Dibromodifluoromeuthane CBr 2 F2

Freon 11 Trichlorofluoromethane CC13 F
Freon 12 Dichlorodifluoromethane CC1 2 F2

B. Substituted Ethanes

Freon 116 Hexafluoroethane CF3 -CF3
Freor 115 Chloropentafluoroethane CCIF 3 -CF 2
Freon 114 1,2-Dichlorotetrafluoro- CClF2 -CCIF 2

ethane
Halon 2402 1,2-Dibromotetrafluoroe CBrF2 -CBrF 2

ethane
Freon 113 1,1,2-Trichloro-1,2,2-tri- CC1 2 F-CClF2fluoroethane

Halothane Bromochlorotrifluoroethane CHBrC1-Cf 3

C. Other

Freon C-318 Octafluorocyclobutane C4 F8

vehicle would be in a continuous exposure situation. On the other hand,
compounds such as Freon 116, which have been proposed for use as fire
suppressants, might deliberately be incorporated into the spacecraft
atmosphere resulting in continuous exposure of human beings.

With regard to immediate toxic effects as judged by behavioral
responses of laboratory animals during exposure, the present studies
have shown that animals appeared to tolerate well single as well as
multiple exposures to Halon 1301, Freon 116 and Freon C-318. Halon 1301
and Freon 116 are both well-tolerated by rats and guinea pigs at atmo-
spheric concentration as high as 20 percent. Higher concentrations of
these compounds have not been studied in intact, unanesthetized animals.
By contrast, laboratory animals are less able to tolerate exposures to
five percent concen-ratfons of Halon 1202, Halon 2402, or Freon 113.
All three of these compcurds caused convulsive movement in rabbits, and
Halon 1202 caused violent convulsions and death in rats. These obser-I vations are in accordance with the generally-accepted principle relat-
ing the chemical constitution with the toxicity of many of the fluoro-
alkanes, namely a lower toxicity is associated with an increasing
number of fluorine atoms in the molecule (Clayton, 1966). The low order
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of toxicity in highly fluorinated alkanes is a reflection of low-chemical
reactivity and low-biological activity. Since one of the goals of this
research is to select at least one compound suitable for controlled, con-
tinuous ex-1osure in human volunteers, the more detailed investigations
have centered largely around less toxic compounds.

One biological action of halocarbons which is well recognized is
the phenomenon of sensitization of the myocardium to epinephrine. Stu-
dies of these effects are extremely important and are covered in greater
detail elsewhere in this symposium. Suffice it to say that studies of
cardiac sensitization are included in our general investigations on
fluorocarbon toxicity and that the results are consistent with the find-
ings of others in this area. Compounds containing chlorine, such as the
Freons 11 and 12, are among the most potent sensitizers investigated
%hile the perfluorinated compounds, for example Freon 116, arc among the
least active cardiac sensitizers.

Because of the non-polar character and subsequent high degree of
lipid solubility of the compounds under investigation, it is conceivable
that they may exert effects on biological ±ivid membrane systems. In an
investigation of this possibility, some of our studies were directed to
the effects on mitochovdrial function in tissuts obtained from animals
exposed to fluorocarbons. Some of the early inves~igations suggested
that exposure of rats to halogenated hydrocarbons may have some effect
on respiration and oxidative phosphorylation in isolated mitochondria.
However, more thorough investigations failed to substantiate any such
effects. The results of studies of effects on oxygen consumption are
shown in Figure 1. In these studies, mitochondrial functions were meas-
ured in animals which were sacrificed immediately following a single ex-
posure to the halocarbon under the conditions shown in the Figure. It
can be seen that, in general, the levels of oxygen consumption in mito-
chondria from the exposed animals were withir. the range of control values
obtained for each of the five tissues studied. A similar pattern of re-
sponse was seen for oxidative phosphorylation shown in Figure 2. There
is, lhowever, a suggestion of enhanced mitochondrial function, e.g., phos-
phorylation in mitochondria from brain of animals exposed to Halon 1301,
Freon 116 or Freon C-318. The effect, if real, more likely means that
the compounds may have protected the mitochondria from uncoupling during
isolation. Further investigation would be required to substantiate this
observation.

Preparation of mitochondria for assay of enzyme activities re-
quires homogenization and centrifugation techniques. These treatments
certainly reduce, if not entirely eliminate, the content of gaseous halo-
carbons in these preparations. In an attempt to overcome these diffi-
culties, an experiment was designed to expose isolated mitochondria in
vitro to the halocarbons. In order to accomplish this, the isolated
mitochondria were placed in the respirometer, but the air in the res-
pirometer was replaced with air containing 20 percent by volume of either
Freon 12 or Halon 1301. Oxygen consumption was then measured with the
instrument as usual, but during the actual exposure to the ha.ocarbons.
Studies carried out with liver and heart mitochondria did not demonstrate
any changes in oxidation or phosphorylation.
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OXYGEN CONSUMPTION IN MITOCHONEPRIA
FROM RATS EXPOSED TO HALOCARBONS
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FIGURE 1. Oxygen cosmpin in mitochondria from rats exposed to halo-
carbons. Hitochondria were isolated from tissues after the
rats were exposed under the indicated conditions. Mitochon-
dria from controls were assayed simultaneously with the ex-
perimental groups and the range of activities includes data
from all five groups of controls. The r'te of oxygen con-
sumytion is expressed as muAO consraed/mg protein /ain X
I0'

Mitochondrial function in animals exposed continuously to fluoro-
carbons has also been examined. An experiment involving exposure of
rats continuously to an average of 5.3 percent Halon 1301 for one month
(vide infra) also failed to demonstrate any decrement in mitochondrial
function in heart, lung, brain, kidney or liver.

Although the efforts to date have not revealed strong interactions
between halocarbons and oxidative enzyme systems of mitocoiondria, work
by others has demonstrated the formation of a cytochrome P-450 substrate
complex with perfluoro-n-hexane (Ullrich and Diehl, 1971). The system
used was a rat liver microsomal preparation. It was shown that perfluoro-
n-hexane in contrast to n-hexane was nct hydroxylated by the microsomal
monooxygenase system but that the fluorocarbon forned an enzyme-
substrate complex and stimulated NADPH oxidation. Hydrogen peroxide
was not formed and it was concluded that the fluorocarbon acted as a
typical dead-end inhibitor of the microsomal monooxygenase system and
led to the uncoupling of electron transport from moncoxygenation.

Any biologicel response to a fluorocarbon, whether it be sensiti-
zation of the myocardium or any other manifestation of effect, requires
transport of the agent to the primary site of action. Assessment of
this can be made through measurement of tissue levels. In the first
such experiments, actempts werec made to measure concentrations of the
halocarbons in the tissues of animals immediately following exposure to
the compounds. The results of such a study in which rats were exposed
to Halon 2402 are shown in Table 2. In this experiment, the rats were
exposed to 3.7 percent vapor concentration of Halon 2402 for 30 minutes.

I•mmediately following the exposure, and at intervals thereafter, nairs
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OXIDATIVE PHOSP.ORYLATION IN MITOCHONDRIA
FROM RATS EXPOSED TO HALOCARONS
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to halocarbon. Mitochondria were isolated from tissu•: -ftcr
the rats were exposed under the indicateo conditions. Mito-
chondria frot n controls were assayed siimiltaneously with the

experimental groups and the range of activities included -at-a
from all five groups of controls. Tte rate of phosphoryla-
tion is expressed as mu Moles Pi esterified/mg protein/mnn
X 10-1.

TABLE 2

Levels of Halon 2402 in Rat Tussue Followiig
Exposure by Inhalation

Post-Inhalation Interval (Hrs)

Tissue 0 1-1/2 24

Liver 258a 5 2 0.28

Lung 44 18 2 0.18

Brain 0.70 2.1 0.78 0.36

Kidney 82 27 23 0.33

Heart 24 2.1 2 1.1

Muscle 73 19 2.8 1.0

Fat 365 469 410 11

Blood 87 7 0.23 0.22

a All values shown are in g Halon 2402/g tiusue.
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of rats were sacrificed and tissue levels of Halou 2402 measured. De-
tectable concentrations of the compound were present in the animal even
24 hours after exposure. The increase of concentration of Halon 2402 in
brain tissue and fat tissue demonstrates that the 30-minute exposure to
the coound was not long enough to establish an equilibrlum in the ani-
mrals. The half-lilf of the compound in blood was less than one hour.

One interesting aspect of this study concerned the relatinnship,
or lack thereof, between levels of Halon 2402 in the brain and the CNS
effects aL evidenced by behavior. Although behavior patterns returned
te normal vithin 15 minutes after cessation of exposure, brain levels
were apparencly higher 1.5 hours after exposure and were significantly
elevated even three hours after exposure.

Since blood is a readily accessible tissuc, and may be obtained
without sacrificing the animal, additional studies were made in blood to
compare the absolute munt of halocarbon following exposure and the
half-life in blood. The results of such a study with Halon 1301 are
shown in Table 3. In this investigation, anesthetized rats were placed
in the chamber and exposed to a vapor concentration of five percent
Halon 1301 for 30 minutes. Levels of Halon 1301 were then dttererined in
blood obtained by heart puncture. These data show that the half-life of
Halon 1301 is much less than the 30 minutes observed for Halon 2402. Ac-
curate arsessment of half-life from these data is not possible since the
0-time was actually a period 0.5 minutes to 1.5 minutes following re-
moval of the animals from exposure since this amount of time was re-
quired to obtain the blood samples.

TABLE 3

Halon 1301 in Rat Blood Following a Single 50-Minute
Exposure to a Vapor Con' Pntration of 57% (V/V)

Post-Inhalation Blood Level

Time (Hrs) "-/A

0 5.6

0.25 0.62

1.0 0.35

2.0 0.05

4.0 0.07

it should be noted at this time that in order to obtain any mean-
ingful results at all with a gaseous halocarbon, it was necessary to
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utilize methods representing a significant departure from usual proce-
dures. Whereas with the liquids, such as Halon 2402, solvent extraction
techniques provided quantitative results, severe losses were observed
when the techniques were applied to the gaseous halocarbons. In order
to obtsin quantitative data with the gaseous compounds, it was necessary
to emplo- techniques involving head-space analysis. In these procedures,
blood was withdrawn from the animals by techniques which did not allow
the blood samples to come in contact with air. The sample was then
transferred quantitatively to a small vial which was sealed with a sep-
tum. After a suitable period to allow equilibrium conditions to be ob-
tained within the vial, the gaseous halocarbon was quantitatively de-
termined in the air space within the vial itself.

Previously animals were withdrawn from exposure chamber, sacri-
ficed, and blood was removed for analysis. In these studies with
Halon 1301, using the improved head-space analysis technique, it soon
became evident that more suitable approaches would be required in making
meaningful estimations of blood levels of low boiling materials during
the exposure of the animals. The data indicated that very rapid de-
creases in blood concentrations occurred during the first few minutes
after cessation of exposure. The time required to obtain the blood
sample after the animal was removed from the chamber was long enough, in
relation to the half-life of the gasses in blood, to preclude accurate
estimation of blood levels during exposure. In order to overcome these
difficulties, a different type of procedure was followed.

For these stidies, Dutch-belted rabbits were chosen as the ex-
periv1ertal animal since they were large enough to allow a sufficient
number of blood samples to be obtained yet small enough for the static

exposi.re chamber employed. The animals were anesthetized by means of
intravenous administration of nembutal and the carotid artery was can-
nulated with polyethylene tubing. A tracheotomy was performed to pre-
vent any possible obstruction of air way. The animal was placed in the
exposure chamber and the chamber sealed with the arterial cannula lead-
ing to the exterior. A blood snmple was then withdrawn to establish the
baseline condition. Halocarbon vapor was then admitted to the chrimber
in the desired concentration and blood samples were collected periodi-
cally during the exposure. Finally, the chamber was opened, effectively
lowering the fluorocarbon concentration to zero, and blood sampler were
taken for several minutes thereafter. Halocarbon concentrations -;ere
then determined in the blood samples by the head-space analysis tech-
nique previously described. The results of two experiments, one with
Halon 1301 and the other with Freon 116, are shown in Figure 3. The
study with Halon 1301 showed that blood levels as high as about 15/lg/g
were encountered during exposure to five percent atmospheric concentra-
tions of the halocarbon. Our previous work had indicated blood levels
of only about five gg/g immediately after exposure. The reason for this
difference is apparent when one considers the rapidity with which blood
levels foilowed changes in exposure conditions. Within 30 seconds of
the time the animals were removed from the chamber, the blood level
dropped from 15 11 g/g to insignificant levels. This demonstrates the imi-
portance of obtaining a blood sample during the actual exposure to the
halocarbon and not a few moments afterwards. Events during the start
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HALOCARBONS IN BLOOD OF RABBITS
DURING 5% ATMOSPHERIC EXPOSURES

15.

FRFON 116c 0

0 10 20 305
TIME, MINUTES #E OFEND OF

EXPOSURE

FIGURE 3. Halocarbons in blood of rabbits during 5% atrnospheric expo-
sures. Blood samples were withdrawn ýrom the animals before,
during and after exposures to either Halon 1301 (open cir-
cles) or Freon 116 (solid circles). Concentrations of the
halocarbons in blood were determined by gas-liquid
chromatography.

of the exposure were not so straightforward. Stabilized blood leve!G
were not reached until about ten minutes after the start of the expo-
sure. While it is conceivable that this period was required te est o-
lsh an equilibrium condition within the animal, a more like!y explana-
tiz'n is that the time was required to establish an equilibrium within
the exjosure chamber, Indeed, analysis of the air within thb. chamber at
various points indicated that stable conditions were not aihieved until
after about 15 minutes. Contrastingly, at the end of the experix~ent,
the animal was removed from the chamber, and admitted instantaneously to
a stable (0 halocarbon concentration) atmosphere.

Data obtained during a similar exposure to Freon 116 at five per-
cent showed less fluctuation during the initial qtages of the exposure
but more importantly demonstrated that the highest levels of this halo-
carbon reached in the blood of the animals during exposure was less than
one ug/,. In fact, during exposure, the concentration ranged from 0.2
LO 0.6 Ug/g. Ao in the case of Halon 1301, biood levels of Freon 116decreascd to unmeasurable levels within one or two minutes after the an-

imals were removed from the exposure chamber. We have also demonstrated
a rapid equilibration and short half-life in rabbit blood with the gas-
eous fluorocarbon Freon 12. The results of a study with this compound
are shown in Figure 4. In this study a circulating fan was incorpor-
ated into the chamber to establish as rapidly as possible a stable ex-
posure rndition. A short half-life in blood also has been demonstrated
for Freon 11 (Patterson, Sudlow and Walker, 1971). A half-life of 0.5
to 1.5 irini-es was measured in humans using pressurized aerosols of
adrenergic bronchodiletor drugs.

This laboratory is now undertaking etudies of continuous expo-
sure of laboratory animals to selected fluorocarbons. A 30-day ex-
posure of rats to five percent Halon 1301 has recently been completed.
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FREON 12 IN BLOOD OF RABBIT
DURIVG 5% ATMOSPHERIC EXPOSURE

0o 0 Ib 2b ý0 5 10,
TIME, MINUTES ENDOOFEXPOSURE

FIGURE 4. Freon 12 in blood of rabbit during 5% atmospheric exposure.
Blood samples were withdrawn from the animals before, during
and after exposure to Freon 12 and the halocarbon concentra-
tions determined by gas-liquid chromatography.

In the study, the animals were exposed continuously for 23 hours each
day in an environmentally-controlled exposure chamber. The remaining
time each day was used for maintenance and animal care within the cham-
ber. Extensive studies failed to reveal effects on serum electrolytes
or hemotologic parameters including erythrocyte fragility in the ex-
posed animals. As indicated previously, mitochondrial function was not
altered.

Studies of blood did not reveal any accumulation of Halon 1301,
as the material was apparently cleared from the continuously-exposed
an~imals as rapidly as it was clearer' from animals exposed only for a
few minutes. There was no elevation in the rate of excretion of fluor-
ide ion in the urine. There was some indication of elevated levels of
liver enzymes although the results were not conclusive. Grossly, there
was no pathology at autopsy and a thorough histological examination is
undei.way. Currently a study is being conducted in which rats are being

expoced in a similar manner to 20 percent Freon 116.

To summarize, a number of conceivable biological effects Gf se-
lected halogenated hydrocarbons have been investigated in laboratory an-
imals exposed briefly to the compounds. Similar studies are underway
in continuously-exposed animals. With the exception of cardiac sensiti-
zation and within the limits of our exposure conditions, only minimal
effects have been observed with the highly fluorinated compounds
(Freon 116 and Halon 1301). :Yhile these observations support the general
concept of biological inactivity of highly fluorinated compounds, one
still hesiLates to apply the term "biologically inert." Studies are
planned employing procedures which, hopefully, will provide more sensi-
tive probes into the biological action of fluorocarbons.
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DISCUSSION

Dr. Einhorn: I was just wondering -- you did not mention this, nor did
any of the other speakers -- can you speculate if you have not run stu-
dies on what effects you might see at elevated temperatures and at ele-
vated CO2 levels, in combination with some of these fluorocarbons?

Dr. Griffin: No, I can't speculate on that.

Mr. Parker: When those values drop off after you remove the animal from
the chamber, am I to take that to mean that the body itself frees itself
in that time from the general concentration, or do I have Freon dissolved
from the blood into the fat, and than gradually stored very stably in the
fat, and I could have a very large concentration of Freon stored in the
body with reprocessing in the direction of dissolving in the fat? That
drop you see in the blood really does not measure the amount of Freon I
have got dissolved in my various ganglia and nerve endings and so forth
in the body.

Dr. Griffin: It does not necessarily mean that. We have done some
studies with tissues other than blood. I am not as confident of the re-
sults yet, but our studies do not indicate any great storage of the gas-
seous fluorocarbons in tissues. By these, I mean specifically Freon 116
and Halon 1301. We did see some storage of 2402, at least for a 24-hour
period.

Mr. Wands: I think in response to your question about body storage,
Dr. Stewart has shown with various of the halogenated hydrocarbons, like
the chlorinated compounds, that this varies tremendously depending upon
the fat solubility of the compound and its vapor pressure. Some of the
compounds, perchlorethylene, I believe, sticks around in the body so
that there are trace levels detectable in the expired air for as long
as 30 drys after exposure.
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Mr. Parker: The point I was making is that you simply cannot conclude
from the data as given, that is, the rapid dropoff of the blood concen-
tration without a prior knowledge of the fat solubility, that the fat
tissues are free.

The reaaon I raised the questiQn is pretr clear to me. I have
tried to wash out of in situ preparations of heart, or vagus muscle
acetycholinesterase enzymes of these various materials, and it takes
one at least a half hour to deliberately wash these out before you re-
store the acetylcholinesterase back to its original activity. So they
are taken up and held by vital centers that are not reflected by the
blood levels. This is generally true for' a wide range of these materials,
1301 and the whole family. So I am simply saying that the blood level
is not necessarily an indication aftez exposure of how much is stored.
That is the only point I was trying to make.

Mr. Wands: YOu are quite right. There is no question about that at all.

Unidentified: On ihe same basis, couldn't you explain the reason why
hexafluoromethane never attained any appreciable blood levels on the
basis that it goes immediately into fat?!

Mr. Parker: I think fat solubility has to be qualified here, too. It
is not just a question of being able to rate them in terms of their or-
ganic fat solubility. It is a question of being able to fit into sites,
but I think it would be interesting to sacrifice the animals as you went
along, and see if you could relocate the concentrationa in the body as
they relate to the blood concentration. You have not done that yet, as
I understand it.

Dr. Harris (NASA Manned Spacecraft Center): I believe part of the work
was directed. toward Lhat in lipid membranes, both as to red cell fra-
gility, and also the mitochondria. We believe' it pointed specifically
towards the absorption of this. I believe in partial response to your
question about absorption into the fat membrane, the work on red cell
fragility and the work on'mitochondrial effects was directed towards
that end. I think you did have incorporation into the lipid membrane.
You would expect to see changes in the biological activity of that
membrane.

Mr. Parker: My comment was directed to the fact that in the case of
exposure in situ, vdgus nerve assemblies, and watching the action of in
situ acetylcholine, and that obviously must involve the phospholipid
membrane, it takes about 45 minutes to actually wash the material out
before it is restored to its normal activity. So I am arguing about it
being bound to the fat bodies associated with the membrane by some com-
plexing process, which I think the action prqbably is.

Dr. Griffin: I might mention that even though there was a rapid decrease
shown, there was a little bit of remaining material there, but barely
above our base line level.

Mr. Parker- Did that continue for some time?
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Dr. Griffin: It continued for about 10 or 15 minutes. But this amount
was so small that we were very hard pressed to measure it.

Dr. Torkelson: I think you will find in your studies that unless you
take these animals out for 24 or 48 hour exposures in which you are
close to equilibrium conditions, you are going to have so much dynamics
going on,shifting from one organ to the other,that data would be virtu-
ally impossible to interpret.

I would also like to caution on fat solubilities. What is fat?

Mr. Parker: That is my point.

Dr. Torkelson: If you extract liver and kidney, you get virtually the
same fet content -- I think it is four percent -- yet there is a dif-
ference of eight-fold on the equilibrium concentration of methyl chloro-
form towards these two organs. So it is not just fat solubility you are
talking about. You are talking about proteins which are organic. You
are talking about a lot of other components that are organic.

I would like to make a comment here to Dr. Harris that just be-

cause he exposed his system to an equal volume of gas flow through, the
data here on the blood concentration indicates that those tissues may
not have been exposed to anything comparable to an equal molecular so-
lution. There may have been a thousand times as much of the 1301 dis-
solved in the solution as there was Halon salts.

Mr. Wands: I think that was clear in Dr. Harris' conmnents.

Unidentified: Do you have any evidence for storage of 116 in any body
tissues.

Dr. Griffin: We have not developed procedures, and I have not seen the
procedures alluded to for tissues other than blood.
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GENERAL DISCUSSION OF SESSION II

Herbert E. Stokinger

National Institute of Occupational Safety and Health

Dr. Stokinger: The time is rather short. As I see my role here, it is
not to summarize, contrAry to the opinion of some here, but to lead the
discussion by pointing to some things that have occurred to me that have
not been discussed.

First, I would like to convey a message that was given to me per-
sonally by one in the audience. What he wanted, I guess, was an over-
view of the toxicologic detail zhat was leading to a little confusion
in his mind, and he would like :o hear a comparison of the toxicologic
effects and toxic hazards of the various fire extinguishing halocarbons
for man in different kinds of fires. This is from the practical stand-
point, for example, of 1301 versus 1211 in England and 2402 in Italy.
le asks which is the more useful foi different kinds of fires. Although
,his may seem an easy question to ask, if you consider that the pyrolysis

problems from different kinds of fires are different, it seems almost
impossible to generalize. But perhaps there are some people expert
enough in this audience -- I see Ken Back smiling as though he can an-
swer this right away, and maybe Dr. Clark can contribute something, and
Dr. Reinhardt and perhaps others. In short, I think he wants to know
where we have been and where are we going for the practical man in the
field. Is anyone timorous enough to address himself to this practical
question of which among the fire-fighting agents we have here would be
the most appropriate for certain kinds of fires? It is a very practical
question.

Unidentified: This is a question for tomorrow.

Dr. Stokinger: All right. Maybe we can consider this a little untimely,
then.

Since time is short, did I hear that Dr. Carhart wanted to start
the general discussion?

Dr. Carhart: There may noL be an answer to this question, either. We
.re concerned about the toxicity of the materials of which the Halons
themselves are composed. I would l~ke to throw a general question out.
Has anybody seen any unsaturated fluorocarbons in any of the pyrolysis
products or heat-treated products of these materials?

Maybe I ought to ask the folloding question, a corollary question.
Has anybody really looked for them? 'he toxicity of these I guess is
pretty high.
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Dr. Stokinger: I may be able to contribute a little bit to that, al-
though I have never handled these halocarbons as such, but more or less
ones in plastic or polymerized form. But it seems that you can make a
dichotomy very clearly, whether these substances pyrclyze in the pres-
ence of oxygen. I am thinking now of teflon, in which case you get car-
bonyl fluoride as one of the major products. However, if you decompose
or pyrolyze the same material without air or oxygen present, you get un-
saturated linkages. So it is as simple as that, I think.

Dr. Carhart: I still pose the question, has anybody ever seen any or
have any people looked for them chemically?

Dr. Stokinger: Well, du Pont has found this for teflon.

Dr. Carhart: I am not so concerned about teflon.

Dr. Stokinger: It is a polyfluoriuated hydrocarbon.

Dr. Carhart: I guess really what I am fishing for is are any of the
toxicological effects of material that has teen pyrolyzed or heat-abused
due to that material in addition to the carbonyl fluoride and HF?

Mr. Ford: We have looked very cursorily for a variety of types of ma-
terials which are formed upon decomposition of 1301 under fire condi-
tions, and we have not found significant quantities of materials other
than hydrogen fluoride and hydrogen bromide. The carbonyl fluorides,
free bromine and many other materials which could be proposed as being
formed have not been found at all. This was doae with a gas chromato-
graph which should have been capable of isolating and possibly identi-
fying materials other than these three. But for 1301, at least, we have
not seen materials beyond the HF and HBr. The level of sensitivity
would have been in the neighborhood of something like a tenth of a part
per million.

Mr. Parker: I guess I can comment on that if you will accept an indi-
rect comment with regard to the agent. We have looked at the oxidation
of teflon, which has a tetrafluoroethylene precursor in the gas phase.
The result I wish to report to my friend at du Pont is the nature and
ratio of the pyrolysis products varies with the oxygen partial pressure.
It seems to turn out that oxygen at low partial pressures, say as in an
air environment from the space point of view, tends to give much larger
concentrations of toxic species than it would at higher oxygen partial
pressures, where one gets, I might add, complete combustion. I don't
think it is a clear answer to Carhart's question, because fundamentally

* you have three Interactions. I can think of maybe 20. But if the Halon
collides with the s.rface, as oui friend from Italy discussed, it is en-
tirely possible that there could be catalytic reactions which could in-
duce isomerizations which would give rise to unsaturated compounds.
There certainly is eviderze for that in the thermal decomposition of
compounded fluorinated plastics that you could change the entire direc-
tion of the pyrolysis process by compounding it, so I think we have seen
unsaturated compoundf, when we have compounded teflon with mica and other
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Kind of fillers, changing the direction of the polymerization; we most
certainly have seen a higher population of Ca?2 and HF in the case of
teflon which has been decomposed at lower oxygen partial pressures in
the case of our experiments in polymers. I can't comment or the poly-
mers themselves.

Dr. Torkelson: If you got the methane, you would have to have a recom-
bination to get an ethane before you could have any unsaturation. It
seems rather unlikely.

Mr. Ford: The chemistry is all against you, John. In working with tef-
lon, you are decomposing the material and getting a batch of unsatur-
ated mono. -!rs. This is the natural course of events. In the case of
the decomposition, if you want to call it that, of the extinguishing
agent, you are attempting to perform a chemical synthesis at the same
time you are performing a chemical decomposition, and it just does not
work out that way. If you will look at some papers that were published
by Atkinson, he talks about the kinetics of the formation of tetra-
fluorethylene, tetrafluorpropylene, and so on, and the numbers are such
that if you just look at the decomposition inumbers of the extinguishing
agent itself, you wind up with --

Mr. Parker: I am not making my point. I have personally decomposed the
polymer of fluorethylene and I get very distinct fluorethane, COF 2 and
DHF from dehydrofluorination, and so forth, in the presence and in con-
tact with surfaces such as magnesium oxide filler. I get mass numbers
in my mass spectrometer of fragments which have molecular wiights of
the order of 200 and 300, every mass number that is populated, and I say
that there is a possibility of synthesis occurring by collision and re-
combirnation of surfaces. That is what I have said. That is what I see
in the spectrometer.

Mr. Ford: \'ou are not seeing the synthesis. You are seeing decomposi-
tion in the spectrometer.

Mr. Parker: I see a redirection of the decomposition as a consequence
of collision with surfaces or the presence of wall effects.

Dr. Stokinger: Let us not get into fisticuffs here. How much longer
do you think we ought to pursue this discussion. We have just barely
begun, and have used half of the time already.

Dr. Einhorn: I would ±ike to suggest that the pyrolysis of the fluoro-
carbon may be entirely different from what you find from a fire. If
you are applying it to a hydrecarbon fire, for example, I can conceive
of getting interactions between the fluorocarbon or its decomposition
products and the products from the fuel that could lead to an unsatur-
ated halogen compound, and some of these we know are highly toxic. This
morning, for examnple, we were shown that acrolene is an important pro-
duct in certain fires, and in the presence of a decomposing halocarbon,
I can conceive of getting halogenated aldehydes which we know are ex-
tremely toxic and irritant compounds.
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Dr. Stokinger: Very good. Ken, did you have something to say?

Dr. Back: I don't want to change the subject too much, but I thought I
would take a stab at part of that first question. That was what is the
relative toxicity of the compounds that we are talking about: 2402,
1211, 1301 and 1011, or CB. I think this brings us back to what I said
before, and that is that we can't talk about straight toxicity any more,
but rather about hazard. There is a great difference between toxicity
and hazard. If I put them on the basis of that which each of them wili
do to arrhythmogenic changes in the heart, then I would have to say that
in the order of toxicity, now, built on pe-centage inhaled, that chloro-
bromomethane would be the most "toxic." It causes an effect somewhere
between 0.5 and 0.6 percent, less than one percent.

Then you would have to say 2402 would be next because it produces
the same effect at around 1.5 percent. Then would come 1211 at around
14 or 15 percent, and then would come 1301, somewhere above 50 percent,
if you will. This is in the same species.

Now, that is on the basis of actually getting that amount into an
animal at a given time, but that is not what the hazard is, because I
don't know of a single fireman that has ever been killed by chlorobir-c-
methane, unless he was run over by a truck carrying it, from cardiac ar-
rhythmias, now, or from any other causes, for that matter. I don't know
of a single instance, and we have certainly fir-men in the Air Force who
have been exposed to it to the point of getting it ingested by having a
hose sprayed right in their faces. One of them was out on Guam, I be-
lieve. He must have swallowed a number of cc's of the compound. This
did not knock him off because of liver damage, either, which you would
expect certainly on oral ingestion of the compound.

The point of the matter is that the effects that we are talking
about here are No. 1, I think you have to worry about arrhythmias, and
No. 2, you have to worry about decreases in blood pressure. No. 3, you
have to worry about central nervous system depression.

In terms of hazard, perhaps 1301 is the most hazardous, because
it is the most volatile. Perhaps CB is the least hazardous, because it
is the least volatile of the compounds you are talking about. When you
spray it on a fire, you are spreading a single stream, or at least a
well-defined stream onto a fire, and the chances of the man being ex-
posed to a half percent by volume in air is rather limited, whereas if
you are taking the size of an A-20 extinguisher with 1301 and spraying
it into a fire, yo•u have a chance of greater volatility, and therefore
a chance of getting above our required five percent for five-minutes
level. You all know that we have got humans exposed here up to ten per-
cent without any great problenms. It is when you get above ten percent
that you have got to worry about the occasional individual who is going
to have an arrhythmia.

So we have to start rethinking about how we are going to classify
these agents, and on what basis you are going to take your classifications.
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Dr. Bauman: I would like to offer something to support Dr. Back's com-
ments. Dr. Clark in his talk showed a slide t'aat had a 5-A Underwriters'
Laboratories rating for 1211 and for carbon dioxide. Missing from that
table is the application of that data Co use. In my talk I showed that
it took eight times as much carton dioxide by volume to control a fire
as it does 1211. The exposure to people is in the end use fire environ-
ment, and carbon dioxide has been with us for many years. It has killed
some people who entered rooms a long time after where the CO2 had stayed
because of no ventilation or improper ventilation. 1..e Coast Guard has
some stories of this nature. But there have been many hundreds and hun-
dreds of thousands of uses of CO2 extinguishers and CO2 fixed systems
that were highl- successful. And CO2 certainly is to some degree seri-
ously toxic.

Now, I would direct to the doctors who spoke this afternoon that
we got no comparison for use as to how your studies relate to the things
that have been happening out in the market place for these many, many
years.

The other one would probably be carbon tetrachloride. I don't
know how many years that was around, but it has put out many, many fires.
It is bad, but how many times were there deaths from carbon tetrachlor-
ide? I think Stan Auck mentioned a few. I don't know how many there
are totally out of the number of usages. But it must be that the proba-
bility of exposure is something like Dr. Back is ,utlining. I think you
have to put these things into some context as to the probability of ex-
posure. You are trading off again a value in extinguishing operations
for a risk or a hazard. There are many other hazards that manufac-
turers or owners of extinguishers might be concerned with, such as cor-
rosion, contamination, and so forth. At the moment we are addressing
ourselves to life safety, and in this respect how many lives are saved
by proper effective and efficient use of, for instance, carbon dioxide
extinguishers?

Now, when you start talking about how 1211 is substantially su-
perior in effectiveness, isn't it logical therefore that there is a net
effective gain in the use of 1211 over C02?

Dr. Stokinger: Is there another question?

Mr. Wilson: Over the last four years we have seen dramatic abilities of
these agents, 2402, 1211 and 1301, to change our ability to control
fires. There are at least a hundred hLiman exposurres to fire extinguish-
ing tests as the fire was lit, during the growth of the fire, and during
the extinguishment at concentrations between three and eight percent that
I personally know of with 1301. I personally have experienced no added
hair growth because of exposure to 1301, and my sexual potency has not
improved greatly because of exposure to 1301. But i have listened with
great interest this afternoon particularly to Drs. Reinhardt, Clark and
Call, with measured experiments on these agents. I would like to ask
the question, is there any one of those three gentlemen who knows of any
residual effect to any part of the body one week after exposure to those
three age.nts?

152



Dr. Clark: Since I was one of the subjects for exposure to 1211 on two
or three occasions, I can testify there is absolutely no effect on any
functious of the body even ten minutes after cessation of exposure.

Dr. Stokinger: Is this because the material does not stay in the body?

Dr. Clark: With the short exposures we are talking about, there is very
little retention.

Dr. Call: The only thing I would say to that is certainly there were
no adverse effects at all. We had one chief petty officer who always
wanted to be exposed on his bowling night. He said he always bowled
better after the treatment.

Dr. Stokinger: 1 think we will have to close the meeting for today. I
want to thank the speakers and the discussants. We will reconvene to-
morrow at 8:30.

i
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III APPLICATION SESSION

Chairman, Carl W. Walter

f Preceding page blank



REMIARKCS

Dr. Walter: I would like to share with you a nugget that came into my
hands last evening. It is dhe paper of Shuzo Yamashika, from the Fire
Defense Agency, the Fire Research Institute, Ministry of Home Affairs,
in Tokyo. I have visited this laboratory annually for the last three
or four years and watched this research develop. The paper is 17 pages,
of which 14 pages are data, one page of definitions, and two pages of
discussion. I can sumarize it best by reading the title: "The
Dependence of Extinction Time and Decomposition of Halogenated
Extinguishing Agents on Its Application Rate." He shows by both wood
crib fires and hexane PAN fires in both open and confined spaces that
the more rapidly the proper concentration of the various halons are ap-
plied, the less in zhe way of degradation products, pyrolysis products,
he could identify.

I thought I would begin todays's deliberations with that brief
summary of his work, because it seemed to fit with the end of the pro-
gram yesterday.

The first paper this morning, "Extinguishment of Surface and Deep
Seated Fires with Halon 1301," will be given by Charles L. Ford of the
du Pont Company.

Preceding page blank
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I

EXTINGUISHMENT OF SURFACE AND DEEP-SEATED FIRES
WITH HALON 1301

Charles L. Ford

E. I. du Pont de Nemours & Company

The effectiveness and effects of applying Halon 1301 to fires is
widely debated. Indeed, the purpose of this symposium is to offer a
forum for debate of the halogenated extinguishing agents. But whereas
debate in the past has been conducted largely without benefit of specific
knowledge, and what specific knowledge was available has often been ap-
plied grossly out of context, this symposium will hopefully accomplish
three broad objectives:

1. Bring to the fore, if only in summary form, current
knowledge on halogenated agents,

2. Produce debate in light of current knowledge, and

3. Most important of all, provide contLxt for future
debate and investigation.

As for my contribution today, I intend to review the Halon 1301
requirements which have been determined for a variety of fuels and the
extent of agent decomposition which may be expected from a variety of
fire extinguishment situations. Since this is not one subject but two
very broad ones, the discussion will necessarily be limited to the one
agent, Halon 1301, to one type of application, namely total flooding,
and to two types of extinguishment situations, i.e., extinguishment of
flames and deep-seated fires. Thus, I will not discuss other halogen-
ated agents, nor local application, nor use of hand portable extin-
guishers, nor the concept of "inerting." But even narrowing the sub-
ject in this way will only permit a superficial treatment.

EXTINGUISHING EFFECTIVENESS

First, we will review the effectiveness of Halon 1301 against two
broad classes of fires: flananable liquids, and flammable solids.

Flammable Liquids

The National Fire Protection Association Standard on Halogenated
Fire Extinguishing Agent Systems -- Halon 1301 No. 12A-1971 (1) lists
Halon 1301 concentrations to extinguish thirteen fuels (ethyl alcohol is
listed also as commercial denatured alcohol), as presented in Table 1.
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TABLE I

Halon 1301 Design Concentrations for Flame Extinguishment

In Air at 1.0 Atm. and 70°F

Minimum Design
Comcentration*

Material % by Volume

Commercial Denatured Alcohol 4.0
n-Butane 2.9
i-Butane 3.3
Carbon Disulfide 12.0
Carbon Monoxide 1.0
Ethane 3.3
Ethyl Alcohol 4.0
Ethylene 7.2
n-Heptane 3.7
Hydrogen 20.0
Methae e 2.0
Propane 3.2
Kerosene 2.8
Petroleum Naphtha 6.6

Includes a safety factor of 10% minimum above ex-
perimental threshold values. For other tempera.
tures or preqsures, specific test data shall be
obtained.

The "flame extinguishment" concentration implies that the given
fuel is burning and that Halon 1301 injected into the air surrounding
the fuel at the stated concentration will extinguish the fire. The
further condition of diffusion flames applies, i.e., that the flames
emanate from pure fuel vapor, with the oxygen supply diffusing into the
flame zone from the outside. Theie data are not applicable to premixed
flames, nor to "explosive" mixtures of fuel vapor in air.

At this point, it might be useful to look at the source of the
data which comprise this table. This is shown in Table 2, taken from a
memorandcur circulated to the NFPA 1IA Committee in 1967 (2). Also shown
is a recent value for marine diesct fuel (3), not yet included in the
12A Standard. There were five contributors to these data, separated
both in time and methods of evaluation. The diffusion flame data were
obtained in laboratory-scale equinment. Pan fire data were obtai~ed on

Sfires of at least one sq, ft. area (in the Factory Mutual 'cests, up to
tcn sq. ft.). In establishing values to be included in the 12A Standard,
the Committee selected the larger-scale pan fire data whete available.
For several fuels, only laboratory diffusion flame data were available,
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which still have nnt been superseded by pan fire data. Little data on
flarmnable liquids or gases have been added to the list during the past
five years. A project is underway to reevaluace these and about twenty
other fuels under consistent large-scale conditions, but no data are
available from the study.

Flammable Sol.ds

Recent investigations have focused on the effectiveness of
Halon 1301 total flooding systems on Class A, or flammable solids, fires.
At the time the 12A Standard was first published in tentative form in
1968, all Class A fires were treated more or less equally, usitig data
wh.ch 'ad been obtained on a charcoal configuration at Factory Mutual
Researc.;h Corporation. This treatment recogniz:ed a relationship between
the Halon 1301 concentration applied to the fire and the time required
for the fire to be completely extinguished. When the agent is first
applied to a charcoal fire, the flames are immediately extinguished; but
,he glow, or deep-seated combustion, continues. If the enclosure then
is vent.lated, the fire will rekindle. But if the agent concentration
is maintained around the fuel bed, the glowing combustion gradually sub-
sides and finally ceases altogether. This additional time is termed
"soaking" ti'.- an'f at least for charcoal, was found to be dependent
upon the applied concenLration. Using higher concentrations permitted
the use of shorter soaking times. This effect is illustrated in
Figure 1.

Comparison of the small amount of other Class A data available
at thai time to tae concentration-so6.ing time curve for charcoal in-
dicated that the charcoal curve was lepresentative of other deep-seated
combustion (4). As more types of flammable solids were studied, however,
it became apparent that the charcoal curve did not always hold. The
testing laboratvries have decided that for most practical applications,
a ten-minute soaking time is the maximum that should be expected.
Shredded paper placed loosely in an open wire basket and ignited at the
bottom center requires about 20 percent Halon 1301 for extinguishment
within this ten-minute limit. Closely spaced parallel panels of low-
density compressed fiberboard and multiple-layer corrugated cardboard
require concentrations approaching 30 percent to obtain complete extin-
guishment. As illustrated in Figure 1, these requirements are well in
excess of those for charcoal. In light of this, the Halon 1301 require-
ments for solid fuels in Standard 12A were rewritten in 1970 and appear
in the 1971 edition. The charcoal curve was removed from the standard
and a general discussion of the factors which tend to produce deep-
seated fires substituted. The definition of a deep-seated fire was in-
cluded, which is as follows:

"...If a five percent concentration of Halon 1301 will
not extinguish (the fire) within ten minutes of applica-
tion, it is considered to be deep-seated." (Paretithesis
added)*

* NFPA Standard No. 12A-1971, Paragraph A-2400,
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FIGURE 1. Soaking Time vs. Halon~ 1301 concentration for deep-seated

fires.

S1This definition has served to guide recent tests on Class A fuels.

Table 3 lists the major flammable solidp that havL been investigated to
dare and classifies the results according to surface or deep-seated ex-
tinguishment characteristics.

It has been observed in these tests that fuel configuration or
arrangement is an important variable affecting the tendiency of a fuel

i to produce deep-seated fires. For example, fires in shredded paper
S~which is piled loosely on the floor or placed in solid-wall waste con-
• tainers are completely extinguished with a five percent concentration
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of Halon 1301 within a ten-minute soaking period. If the shredded paper
is placed in an open wire basket elevated approximately six inches above
the floor and ignited at the bottom center, the fire rapidly becomes
deep-seated, requiring a Halon 1301 concentration of about 17 percent by
volum for complete extinguishment. When ignited at the top or on a
side, the fire is often exting'.ished completely with a five percent con-
centration. Loose polyester-base computer tape in ate open wire basket
similarly produces deep-seated fires; but when wound tightly on reels,
as during typical use and storage, fires exhibit surface-burning char-
acteristics only. Some materials show no tendency toward deep-seated
fires. These primarily are thermoplastics, such as polystyrene, poly-
ethylene, polyvinyl chloride, and polyurethane materials. However, even
where the fire has become deep-seated, application cf a low Halon 1301
concentration has two benefits. Fir3t, all flaming combustion is halted,
preventing rapid spread of the fire to adjacent fuels. Second, the rate
of combustion is drastically reduced. These two characteristics give
effect to the concept of "control" of deep-seated fires.

The present industry approach regarding flammable solids fires is
to determine which fuels aid configurations can realistically be ex-
pected to remain as surface fires and which ones will become deep-seated.
In essence, this is a cataloging effort. This knowledge will permit the
designer of a given system to evaluate the hazard to be protected in
terms of the capabilities of Halon 1301. If the hazard contains only
materials known to exhibit surface burning, then provision of a low con-
centration of Halon 1301 may be expected to extinguish the fire com-
pletely. If a deep-seated potential exists, then the designer must pro-
vide either a much higher concentration of Halon 1301 or a supplemen-
tary means of extinguishing the deep-seated fire. Two considerations
generally lead to the latter choice: (1) Haloi 1301 is a relatively
expensive agent, and use of concentrations as h.agh as 20 to 30 percent
are uneconomical; (2) Since one of the unique prorerties of Halon 1301
is its high degree of safety to personnel in low concentrations, design
concentrations of 20 to 30 percent erase this major advantage. The
means which the designer should use to handle a deep-seated fire will de-
pend upon individual characteristics of the hazard. Notification of a
local fire department or provision of other automatic means, such as
water sprinklers, are possible solutions.

HALON 1301 DECOMPOSITION

A controversial characteristic of Halon 1301 is its potential
thermal decomposition upon application to a fire. At least one theory
of extinguishment requires this decomposition to produce bromide radi-
cals, which then tie up active intermediate combustion products into
less active species. But whether actually required or not, the phen-
omenon does occur and has been observed to some degree in virtually
every fire extinguished by Halon 1301. The by-products are predomin-
ately hydrogen fluoride, HF, and hydrogen bromide, HBr. Lesser quanti-
ties of bromine (Br 2 ) and carbonyl halides (CO1 2 and COBr&, have been
reported; but in light of recent studies (5, 6) their prebence is ques-
tionable. One common characteristic of these materials is thc-r irrita-
ting odor. The nose can easily detect these compounds in concentrations
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of only a few parts per million by volume. Hence, they give the ob-
server an intuitive feeling that a highly toxic hazard exists, when such
is not necessarily the case. On the positive side, they provide an ol-
factory alarm to warn the unintentional intruder that a hazard may exist.
The primary hazard may not be due to Halon 1301 decomposition products.
Oxygen depletion and carbon monoxide, less irritating and equally toxic
hazards present in most fire situations, are certainly more difficult
to detect.

Analysis of atmospheres following extinguishment of fires with
Halon 1301 has been attempted in several instances with flammable liquid,
solid surface, and deep-seated fires. Rather than attempt a cooplete
review of data collected to date, three rather typical situations will
be discussed in which these types of fires have been studied.

Flammable Liquid Fires

Three sizes of flammable liquid fires using n-heptane fuel were
investigated in a series of twenty-five extinguishment tests by du Pont
(7). The purpose of the tests was to study the relative effects of fire
size, fire preburn time, and agent discharge time on the quantities of
decomposition products formed. The data collected from this series of
tests are shown in Table 4. Although the effects of each variable
could not be determined precisely, several general observations are pos-
sible. With small fires, i.e., 0.0• sq. ft. burning fuel surface per
1,000 cu. ft. enclosure volume (ft. /HCF), the quantities of all de-
composition products were minimal -- less than five ppm by volume each
of HF, HBr, and Br 2 . At larger fire sizes, 0.6 ft. 2 /MCF, HF concentra-
tions ranged from less than five ppm to about 250 ppm; HBr concentra-
tions ranged from less than five ppm to just over 50 ppm; Br 2 was not
detected at an analytical sensitivity of 0.3 ppm. There was a general
tendency for longer preburn times and longer agent discharge times to
produce higher HF and HBr concentrations, although HF concentrations at
the 23 second discharge time were somewhat lower than at the 14 second
level. This effect is not readily explained, but it has been observed
in other test series.

In the very large fires, 6 ft. 2 /MCF, the thirty-second preburn
level was eliminated in order to prevent the fire from consuming the
test enclosure. Immediately after ignition, flames occupied a sub-
stantial portion of the enclosure volume. As expected, concentrations
of Halon 1301 decomposition products resulting from extinguishment of
these fIres were about an order of magnitude higher than at the
0.6 ft. /MCF level. Hydrogen fluoride ranged from about 300 to about
2,000 ppm. Hydrogen bromide ranged from about 40 to about 600 ppm.
Again, bromine was not detected. The concentrations of both HF and
HBr were higher at longer discharge times.

From these tests, it appears that Halon 1301 extinguishing sys-
tems installed to protect flammable liquid hazards, in which the fire
can spread rapidly, should be capable of both d-tecting the fire ra-
pidly, and discharging the agent quickly. The NFPA Standard 12A rc-
cuires an agent d4 scharge time of ten seconds or less, in order to
minimize agent decomposition. Lest the high HF and HBi concentrations
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observed with the large fire cause concern, it should be realized that
the area would not be survivable due to the size of the fire alone. It
is doubtful whether humais could survive even the 0.6 ft. 2 /WCF fire
alone.

lammable Solids Surface Fires

Solid surface fires were examined by Fenwa., Inc., in a recent
industry program in which the suitability of Halon 1301 total flooding
systems for computer rooms was examined (8). A fuel array was con-
structed of twenty-four empty polystyrene reels and eight empty poly-
styrene cases, as used to contain magnetic computer tape. Twelve of
the empty reels were fitted with polyethylene sealing bands. These
components were arranged on two shelves of a commercial storage rack
for computer tape. Four fire tests were performed with this fuel array
in a 1,536 cu. ft. enclosure, all employing a three percent (vol.)
Halon 1301 concentration and a ninety-second preburn time. Agent dis-
charge time was the independent variable, ranging from 1.2 seconds to
19 seconds. The results of gas samples for HF and HBr analysis are
shown in Table 5. Hydrogen fluoride ranged from about 12 to 30 ppm.
HBr ranged from about 24 to 50 ppm. There was no distinct tendency
toward higher decomposition levels at longer agent discharge times, as
was observed with flammable liquid fires. The absolute values of both
compounds produced in this test series were quite low, yet the fire was
large enough to produce interior temperatures in excess of 500°F within
five minutes of ignition. Slow-burning flammable solids thus do not
appear to require the same rapid detection and agent discharge capabil-
ities of Halon 1301 systems that are placed on flammable liquid hazards.

Flanmnable Solids Deep-Seated Fires

Deep-seated fires in flammable solids were investigated by Ansul
Company in the previously mentioned industry computer fire test program
(8). The fuel was an assortment of computer printout paper, data tabu-
lating cards, and paper punch tape arranged randomly in an open wire
basket. This arrangement previously had been demonstrated to produce
a deep-seated fire. The fire preburn, defined as the weight of fuel
consumed during the preburn period expressed as a percrnt of the fuel
consumed in prior free burn tests, was varied from 25 percent to 50 per-
cent; and Halon 1301 concentration varied from 5.1 to 21 percent (vol.).
The results of gas analyses for HF and HBr concentrations obtained at
"-arious times during each test are shown in Table 6.

SUMMAAY

Low concentrations -- four to six percent -- of Halon 1301 are
capable of extinguishing a wide variety of flammable liquid and surface-
burning solid fuels and of controlling deep-seated fires in flammable
solids. In extinguishing or controlling fires, decomposition of
Halon 1301 appears to occur, other factors being equal, in proportion
to the size of the fire and thl length of time in which the agent is in
contact with the flames or glowing embers. In properly designed ex-
tinguishing systems, agent decomposition can be minimized to the point
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of where It should be of little concern. Fires large enough to produce
substantial agent decomposition are in themselves a substantial hazard.
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REMARKS

Dr. Walter: The next presentation will be by Julius J. Gassmann of
FAA-NAFEC. He will talk about the "Application of Halon 1301 to
Aircraft Cabin and Cargo Fires." One of the co-authors of this is John
Marcy.
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APPLICATION OF HALON 1301 TO AIRCRAFT CABIN

AND CARGO FIRES

Julius J. Gassmann and Juhn F. Marcy

Federal Aviation Administration

INTRODUCTION

Over the past 20 years che aviation industry has had consider-
able experience in the development and use of halogenated extinguishiug
systems for the protection of aircraft against fires occurring within
the engine nacelle. The reason for this concern over fire safety was
that this type of fire was considered as perhaps the most severe likely
to occur in flight. However, this experience with the extinguishing
systems utiliring Halon 1301 agent (Bromotrifluoromethane - CF3 Br) until
recent years has been mostly confined to the control of fires involving
the ignition and burning of flammable fluids rather than solid combvis-
tible materials as is the case with Class A fires.

Indeed Federal Regulations have required for the past 10 to 15
years or since about the beginning of the jet age in air transport that
Halon 1301 systems be installed in commercial transport to control en-
gine fires. In contrast, the application of Halon 1301 as an extin-
guishing agent for Class A fires in aviation involving fires in cabin
materials and cargo has evolved slowly in spiLte of numerous studies and
tests conducted to appraise the effectiveness and hazards of this chem-
ical as demonstrated by the scope and attendance of this symposium. The
reasons for this lag in the introduction of Halon 1301 in aviation are
numerous and varied. First, the exteut and seriousness of the experi-
ence with Class A fires in aircraft, especially in flight have been so
rare as to contribute only slightly to the overall safety hazards in
aviation. Based on this low estimation of fire risks balanced against
costs of the system and especially the severe penalty of its wcight,
fire extinguishment was considered impractical. Instead, to improve
cabin fire protection much emphasIs during the past five years was
placed on raising the flammability requirements of the cabin materiala
to limit the spread of fire. Regulations since 1947 have restricted
the use of interior materials to those designated as "flame resistant"
showing a slow burn rate of four Inches per minute or less. Since 1967
new standards have been adopted so that at Present nearly all materials
being used in the latest air transport ar4 required to be self-
extinguishing within a six- or eight-inch burn length as determined by
a prescribed test method according to the use of the jarticular material
in the cabin. The risk of rapid and extensive spread of flames, espec-
ially from a small ignition should be greatly diminished with the use of
new materials, capable of meeting the latest requirements of FAA Notice
for Proposed Rule Making - tTRM 69-33
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However, as the size of the latest transport airplanes and the
number of passengers carried aboard continues to increa3e, it becomes
necessary to consider new concepts for reducing still further the pos-
sible fire hazards.

In this respect, aviation has long been considered the leader
and innovator in fire technology and safety. Also, aviation is 5n a
favorable position to benefit from the increasing interest in the fire
problem that he. become a national issue since the enactment and recent
exension of the Flmmable Fabrics Act Amend PL 90-189 of 1967 and Fire
Research and Safety Act, PL 90-259 of 1968. This as well as other ac-
tivities by government agencies and technical groups should greatly ac-
celerate the progress toward greater fire safety in all areas.

The main stumbling block to the use of Halor 1301 to protect hab-
itable areas fromi fire has been the fear of exposing passengers to the
breathing of both the gaseous agent and in particular its very toxic de-
composition gaseous byproducts. Numerous iuvestigations have been con-
ducteŽd to minimize this hazard by determining the conditions for its
safe use in combating fire.

Portable Halon 1301 units designed for the fire protection of
cabins ihile the airplane id uztdergoing maintenance in the hangar have
b~en available for several wears. The Aviatiot. Committee of the National
Fire Protection Association (NFPA) has recently dtafted a document of
recommended practices for the use of such systems which specify minimum
conrentrations of Halon 1301 (three to six percent) to extinguish the
fire, maximum concentr&tions (ten percent) for qafe breat'.ing and maxi-
mum prebirn times (ten seconds) to limit pyrolysis of the agent by fire.

At present, FAA at its test facili.y in Atlantic City is prepar-
ing a completely furnished DC-7 airplane cabin for tests utilizing a
prototype permanei.ly installed Halon 1301 system designed for in-flight
operation. The test program to be completed vver a period of two years
or more will consider optimum design systems to provide uniform distri-
bution of Halon 1301 gas at any point inside the cabin. The effect of
'entilation, exit ar.J door 3penings on distribution and losses of the
agent from the cabin will be measured simultaneously at 12 sampling
points by a special fast response porous-plvg type gas analyzer. Other
effects pertain.ig to the compatibility of a rapid discharge Halon 1301
system with ihe safe~y of passengers will also be studied in finalizing
the design for aircraft.

Work ,nvolving protection against fires in non-inhabited areas,
such ab cargo compartments, dates back to the mid 1940's. This was
car*ted out at the Civil Aeronautics Authority (CAA) test facilities lo-
cated in Indianapolis, Indiana, and concerned itself primarily with de-
tection. Reasons ior this were first, because extinguishing agents
eliminated only the visible flames and had little effect on the smolder-
ing fires and secondly, because the history of fires ii, cargo compart-
ments indicated that incie-nts of fire were very infrequent. Further-
mere, during these early years the compartments were reldtively small
and since fires in such compartments, when ventilation was limited, were
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not considered a serious threat to safety, the added weight of any ex-
tinguishing system was not considered practical.

In recent years after it was realized that Halon 1301 was effec-
tive in combating fires in very low concentracions (i.e., five percent
by volume) and cargo compartment volumes were increased manyfold, it
was considpred worthwhile to resume the '.:jrk on cargo compartment fire
extinguishiment. Hence, the project conducted in the Lockheed C-130
fuselage at the FAA facilities in Atlmatic City, New Jersey, was initiated.

PART I - CABIN MOCKUP FIRES

Test Procedures

Fire extinguishing tests utilizing Halon 1301 we-e conducted on
urethane seat foam and wool drapery ignited inside a closed 640-ft 3 in-
sulated enclosure simulating the airplane cabli mockup. A description
of tests and results of the findings are contained with other fire stu-
dieE in FAA Report No. FAA-RD-70-81, titled, Air Transport Cabin Mockup
Fire Experiments.

A pL•L drawing of the mockup with the locations of the Halon 1301
aspirator discharge nozzle, fire load consisting of two three-foot square
and four-inch thick flexible urethane pads weighing about ten pounds,
thermocouples, smoke and gas sampling points, etc. is presented in
Figure 1.

Temperatures were measured at 24 different points in the air and
on surfaces throughout the interior of the cabin. Smoke density in per-
cent obscuration of a beam of light through an optical path of one foot
was measured at two locations. Concentrations of oxygen, carbon mon-
oxide and carbon dioxide were measured continuously at two locations,
one near the ceiling and the other at a Lower height near the exit Pign.
A total heat flux transducer was used to measure radiant and cnn;ective
heat on the opposite far side of the cabin wall. Colorimetric tubes
placed inside the trailer at mid height above floor and aix inches
from the wall near the exit sign were used to m, sure the concentrations
of 11F, HBr, Br 2 /C1 2 , HCI, HCN and COCI 2.

The foam pads (ten pounds fuel load) were in most cases ignited
from below by a propane-fed Bunsen burner flame of about three inches
in height. In a few tests, an incandescent hot body (i.e. barbecue
calrod) and chemicals consisting of about three ounces of hexamethylen-
amine and potassium chlorate and primed with gun powder were used in an
attempt to ignite the roam.

Sunvia-y of Test Results

The effectiveness of Halon 1301 as a safe means for securing tire
control within an enclosure is shown by the test results presented in
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FIGURE 1. Cabin mockup schematic and instrumentation.

Tab'le 1. In these tests the extinguishing agent was employed in differ-
ent ways and amounts; namely, (1) low and high concentrations of about
3.5 to 7.0 percent by volume i-, air; (2) low- and high-rate discharges,
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and (3) discharge before, during and after the fire to check for possi-
ble reignition of fire. The usefulness of the agent was alsc. evaluated
for different types of ignition sources; namely, (1) propane/air mix-
ture; (2) incandescent heat; and (3) chemicals containing their own oxy-
gen supply. Also, extinguishing tests were conducted on both smolder-
ing and open flaming urethane fires.

For Tests Nos. 5 through 8, Halou .301 agent was discharged by
opening the valve of a standard compress i cylinder. The discharge was
relatively slow and occurred at a diminiL ing rate requiring about two
minutes to be completed.

In Test No. 5, Halon 1301 at a concentration in air calculated
at 4.1 percent by volume was dischargee one minute aftý.' ignitioi. of
the foam pad when flaming became self-: staining. Flaming of the foam
was extinguished within 1.5 minuces at.er the discharf.• of the agent.
Although the propane/air mixture uE.Jd by the buIL;.ii was still flanmnable
(although erratic when ignited by z•l--ctrical sparking), the foam could
not be made to burn with an open flame. Foam coa .ned in this test was
less than one pound.

In Test No. 6, Halon 1301 at 3.6 percent concentration was again
discharged from a standard cylinder but at a later time when the ceiling
temperature had approached 150OF and a flash fire appeared imminent from
past experience as shown by the steep rise in the temperature curve and
sharp drop in the oxygen content of the air as plotted in Figure 2.
Although the ceiling temperature increased to 300OF following the slow
discharge of the agent, a flaslh fire did not develop. The effective-
ness of Halon 1301 is shown by a comparison of the curves presented in
Figures 2 and 3. The same fire conditions were present in both Tests
Nos. 4 and 6 except that no agent was used in Test No. 4. In the latter
test, burning of the foam continued until a flash fire occurred. The
fire parameters for Test No. 6, related to time and to each otner, are
presented in Figure 3 for comparison with Test No. 4. The same condi-
tions were present in both tests except for the use of Halon 1301 to
extinguish the fire.

In Tcst No. 7 Palon 1301 was discharged from two cylinders --
one during the fire as in the previous test and the other after the
fire was extinguished. Total Halon 1,01 discharged into the cabin was
calculated at 7.1 pe-cent concentration. At this higher concentration
the propane/air mixture of the burner could not be ignited by elecrrical
sparking as before. However, the chemicals ,ai.e readily ignited and
burst into flames which reached almost to the ceiling. AlLhough of only
short duration, a high heat source developed from the burning chemicals
on top of pads, which failed to ignite the foam to a flame. An electri-
cally-heated element (i.e., barbecue grill) with an oucput of 500 watts
heat placed in direct contact with the foam also failed to cause flam-
ing combustion. Considerable smoke was generated by the smoldering
combustion.

In Test No. 8 a folded wool curtain 2-1/2 feet wide and 5 feet
in height was suspended from the ceiling near the center of the mockup.
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FIGUdRE 2. Regular urethane foam fire parameters in closed cabin.

The curtain ýrom below was subjected to a propane/air flame, chemical
fire as in the previous test and contact with the 500 watt incandescent

element. A 3.9 percent Hialon 1301 agent concentration was discharged
into the mockup before attempts were made to ignite the fabric. No
flaming combustion could be obtained with the three types of hear sources
although considerable charring of the fabric resulted,

In Test No. 9 an aircraft type extinguishing system for engine
fires was used for the rapid discharge of 14.1 pounds of Halon 1301
equivalent to a 5.8 percent concentration of the agent inside the mockup.

Rapid discharge was effected by pressurizing the bottle with nitrogen
to 600 psi and releasing the contents of the bottle by an explosive rup-

ture of a disk to provide a large outlet. The fire parameters for thtis
test related to time and each other are presented in Figure 4.
Falon 1301 was discharged when the ceiling temperature approached 150OF
and at a time when a flash fire was a threat. From visual observations
-nd the curves, it was shown that the flames were extinguished withio. a

i few seconds. Neither the chemic I fire as in the previous test or the
i incandescent element with a heat output of 2,000 watts could reignite

the foam to a flaming combustion. Considerable smoke emission was pro-
_ viced by smoldering combustion as shown in Figure 4.
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FIGURE 3. Urethane foam fire extinguishment parameters (slow rate agent

discharge).

Data on toxic gases, other than carbon monoxide resulting from
the pyrolysis of Halon 1301 subjected to fire is meager and inconclusive.

only a few general observations on the toxic hazards are possible from
the available test data herein. This subject has been investigated much

more thoroughly by the Bureau of Mines for the Air Force. In the tests,
concentrations of HBr and HF, highly toxic gases resulting from the dis-
sociation of Halon 1301 were measured as a function uf preburn time of a
cotton sheeting fuel load. Results of these tests are contained in Air
Force Technical Report AFAPL-TR-70-39, titled, "Fire Suppression for
Aerospace Vehicles," dated July, 1970.

Concentrations of toxic gases in parts per million (ppm) in air
obtained with colorimetric tubes are given in Table 1. HF and Br2 con-
centrations exceeding 15 and 50 ppm are, respectively, reported. Also,

very obnoxious fumes with a bromide odor were experienced when the mock-
up door was opened after extinguishment of the foam fire. This was es-
pecia:lly noticeable for tests during which considerable pyrolysis of"Halon 1301 was evident from the prolonged exposure of this agent to a

large fire (i.e., Ion& preburn time).
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CONCLUSIONS

Based on an analysis of the results of a limited number of tests,
it was determined that:

1. A high-rate discharge system utilizing Halon 1301 at a con-
centiation of 5.8 percent in air is effective in rapidly extinguishing
a Class A fire in urethane seat padding.

2. Prolonged exposure in a cabin fire to flames and heat from in-
candescent hot bodies can cause pyrolysis of Halon 1301 into extremely
toxic gases in concentrations that may be harmful.

3. Although Halon 1301 concentrations as low as thrie to four
percent in air were sufficient to extinguish Class A fires, the propane-
gas burner could still be ignited to flame by electrical sparking. How-
ever, when the concentration was doubled the propane/air mixture at the
burner was no longer flammable.

4. Halon 1301 may not be effctive in the recommended range of
five to ten percent concentrations when used on chemicals containing
their own supplies of oxygen such as tie chlorates.

LEGEND TEST CONDITIONS
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FIGURE 4. Urethane foam fire extinguishment parameters (high rate agent
! discharge).
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PART II - CARGO COMPARTMENT FIRES

Test Procedure

The effectiveness of combating Class A fires using Halon 1301 as
an extinguishing agent was demonstrated by conductinz full-scale fire
tests in a Lockheed C-130 fuselage section, that which lies between
station 245 and 737. Aluminum bulkheads were fabricated and attached to
the ends of the fuselage section. This provided a compartment with a
volume of 5,000 cubic feet.

Two observation windows, each one foot square, were provided in
each of the bulkheads. These were located just above the floor line.
An air inlet, 14 inches in diameter, was located in the forward bulkhead
five feet above the floor and a baffle w'as provided to reduce inlet air
velocities and localized effects such as deed air spaces within the com-
partment. The 14-inch-diameter duct attached to the inlet contained an
axial flow fan which was rapable of moving air at the desired 2,000 cubic
feet per minute, a set of straightener vanes, and a calibrated orifice
for measuring the airflow. An air outlet was provided in the aft bulk-
head. This outlet was 14 inches in diameter, fitted with a check damper
for controlling airflow and located 1-1/2 feet from the top of the bulk-
head. An aluminum flap was fabricated, to be interchangeable with the
observation windows, to provide an outlet near the floor.

Throughout this program standard pieces of cargo were used both
for the fire load and for the cargo load. This standard parcel consisted
of a corrugated cardboard carton measuring 28 x 24 x 20 inches, weighing
four pounds and filled with 16 pounds of excelsior. Thus each parced
weighed a total of 20 pounds. Figure 5 shows a stack of 144 cargo-
parcels and one open parcel on the scale showing its contents. This
stack represents about one-half of the load used in the C-130 fuselage
compartment when the 50-percent-load test was conducted.

Tests were conducted in the 5,000-cubic-foot C-130 fuselage com-
partment using a loading of ten percent by volume and a loading of 50
percent (for all practical purposes, nearly full). Two metbods of ex-
t--nguishment or fire control were used: (i) airflow shutoff; and (2)
irflow shutoff plus bromotrifluoromethane (Halon 1301).

Four tests were run using airflow shutoff as a means of fire con-
trol. In these tests, as in all tests in this program, ignition was
achieved by placing an electric barbecue lighter in the bottom center
stavdard parcel of the Uire load. Ignition (visible flames external to
the cardboard container) usually occurred about three minutes after vol-
tage was applied to the lighter,, wenty seconds after ignition, appli-
cation of the voltage to the igniter was discontinued. During the igni-
tion pe:ýod and until detection occurred airflow through the compart-
ment wap maintained at 2,000 cubic-feet-pei-minute or about one air
cbange every 2.5 minutes. At the time of cdetection (when 300°F was re-
corde-d by any one of the thenrmu-ouples), the airflow was reduced to 75
cubic fect per hotir.
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FIGURE 5. Corrugated cardboard cartons containing excelsior.

Although temperatures at nine different locations were recorded,
only the highest temperature trace was used in evaluating the data, be-
cause the lower temperatures were of less significance. The convection
currents due to the heat generated by the fires had more effect on tem-
perature distribution than the airflow through the compartment so the
highest temperature, even before detection and airflow shutoff, invari-
ably occurred at the thermocouples located above the fire location rath-
er than downstream or at the air outlet. Therefore, only the highest
temperature recorded was used to determine detection, fire severity, and
for plotting the time-temperature curves.

In every cargo-fire extinguishing test conducted in this program,
data were taken for two hours after the start of the tests. This per-
mitted a determination to be made of the effectiveness of the control or
extinguishing method employed in e'ch particular test. At the end of
this two-hour test period, since visual flames were extinguished but
smoldering continued in every case, the fire was extinguished completely
by introducing approximately 1,200 pounds of CO2 from a Cardox system.
The compartment was kept closed with zero airflow until the next day.
With the posjible exception of two occasions, the fire was out by then
and after airing out the compartment for an additional day it could be
emptied and cleaned in preparation for loading for the next test.

SUM4ARY OF TEST RESULTS

in general the results of the tests conducted indicate that the
relocating of the compaitment outlet from the top to the bottom location
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had no noticeable effect on Llie control afforded by either the airflow
shutoff or the Freon 1301 .xinguishant method for combating the com-
partment fire.

The results of a typical cargo-compartment fire test, ten-percent-
load configuration, in which airflow shutoff was used to effect control
are shown in Figure 6. In this test detection was assumed when a tem-
perature of 300'F was indicated at which time the airflow was shut off.
Shortly thereafter a flash fire occurred as evidenced by the rapid rise
in pressure and temperature followed by a reduction in the percent oxy-
gen reading which usually dropped to near zero percent and remained
there for several minutes. During the flash fire a maximum temperature
of 1,800°F and a pressure of 0.10 pound per square inch were recorded.
In other similar tests temperatures of over 2,000°F and pressures up to
0.175 pound per square inch were recorded.

Results of the tests conducted using bromotrifluoromethane in ad-
dition to airflow shutoff (with simulated leakage) are shown in Figure 7.
These results show that in all cases where an extinguishant is used in
addition to airflow shutoff the flash fire was eliminated. They also
indicated that both 100 pounds of agent (five percent by volume) and 60
pounds of agent (three percent by volume) were effective in extinguish-
ing the flames and controlling the continuing smoldering condition for
a two-hour period. The only noticeable difference between the three-
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FIGURE 6, Temperature. pressure, and oxygea recordings of an airflow-
shutoff fire-extinguishing rest in the ten-peicent-load
configuration.
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fluoromethane fire-extinguishing tests in the ten-percent-I load configuration.

and-five-percent agent tests was that the compartment temtperature, due
to the~ smoldering cargo, rema'ined between 50° and 100°F higher through-
out the two-hour period when the lower agent concentration was used. I_

CONCLUSIONS

Based on the results of the tests conducted, it is concluded that
in compartments with a volume of up to 10,000 cubic feet:

I. The use of bromotrifluoromethane extinguishing agent released

at the time of detection of a cargo fire can prevent the occurrence of
flash fire, gr'eatly reduz-e the maximum temperatures, and provide effec-
tive fire control for periods of a.t least two hours.

2. The use of as little as three percent by volum~e of bromotri- •
S~fluoromethane can cffectively control cargo fires in a compartment with

• a ten-percent and a 50-percent load configuration.

REMARKSSR

Dr. Walter: Our next speake-' is it. Gol. Marshall Steinberg, U.S. Army
Environmental Htygie~ne Age~icy, and he is going to describ& the use of

halogenated agenLs 4n a .~ilitary vehicle.
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TOXIC HAZARDS FROM EXTINGUISHING GASOLINE
FIRES USING HALON 1301 EXTINGUISHERS IN

ARMORED PERSONNEL CARRIERS

Marshall Steinb',rg

U.S. Army Environmental Hygiene Agency

ABSTRACT

The purpose of this study wasto obtain information regarding the
hazard to vehicle occupants associated with the use of an automatic fire
suppression system using Halon 1301 in a gasoline fueled M113 Armored
Personnel Carrier (APC). It is estimated that high concentrations of
Halon 1301, gasoline, aid HF present in the vehicle after fire suppres-
sion may cause signs of intoxication from inhalation of these compounds.
It is the opinion of the author that the benefits of the Halon 1301 fire
suppression system far exceed the risks.

The purpose of the study I would like to report on was to obtain
information regarding the health hazards to vehicle occupanLs associated
with the use of an Automatic Halon Fire Suppression System in gasoline
fueled M13 Armored Personnel Carriers (APC). Data were collected in
conjunction with cooperative tests conducted with the U.S. Army Test
and Evaluation Command. The nature and degree of the toxic hazards were
determined by evaluation of animal exposure data and by measurement of
atmospheric contaminants created as a result of extinguishing gasoline
fueled fires using Halon 1301 (bromotrifluoromethane).

The fires were initiated 'by firing a 3.5 inch high explosive anti-
tank (HEAT) projectile through a vehicle's fuel tank. As a consequence
of the perforation of the tank, a wire grid was ruptured. Rupture of
the wire grid activated the Fire Suppression System and served as a basis
for establishing time zero (to) in regard to the collection of data.

The fire was on the averqge suppressed by T+1 6 8 milliseconds
(100-212 ms range). Atmospheric samples were collected from (Figure 1)
insida the vehicle using 500 cc stainless steel cylinders evacuated to
50 microns of mercury. The essential components of the atmospheric col-
lection system were placed in racks which were positioned in the vehicle
as shown in Figure 2. With the exception of the first test when only one
rack was used, these positions were applicable to all tests. Specific
details regarding specimen collection are outlined in Figure 3.

Atmospheric samples were obtained from tests 1, 3, 4, 6 and 9.
The electrical timing equipment for various reasons malfunctioned in
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FIGURE 1.

2, 5, 7 and 8 preventing complete collection of sequentially programmed
samples. In those tests wherein the fire was automatically suppressed,
gas volumes were not corrected for temperature and pressure changes
though recorded at the time of sample collection, because it was con-
sidered that the transient nature of these changes precluded their having
a significant effect upon gas volumes.

In tests numbered 3, 4, 5 and 8, pigs were placed inside the M113
vehicle by the Biophysics Division, Biomedical Laboratory, Edgewood
Arsenal, Maryland, in order to help estimate the potential hazard to ve-
hicle occupants.

Atmospheric samples were analyzed for Halon 1301, gasoline, car-
bon monoxide and oxygen using a gas chromatograph. Fluoride ion (F-)
concentration was measured using a specific fluoride ion electrode. The
concentration of fluoride ion in this report is expressed as parts per
million of hydrogen fluoride.

The mean co!,centratlon of oxygen amc carton monoxide in preigni-
tion samples collected 60 seconds prior to the penetration of the HEAT
round, was 20.6 and 0.0 percent by volume respectively. If one measures
to only one place after the decimal point, the concentrations of oxygen
and carbon monoxide following the activation of the fit'? suppression sys-
tem were not significantly different fiom background .evels.

189



SKETCH OF M113 ARMORED PERSONNEL

CARRIER

z7-1
MOTOR

/ '

ýSPONSON

I I

NAtLO 9OTTL9

SAMPLI 8OTTLE

FIGURE 2. Sketch of M113 Armored Personnel Carrier.

The mean background fluoride ion concentration was 27 ppm by vol-
ume expressed as hydrogen fluoride (HF). This level was largely owing
to test methodology and was not indicative of the atmosphere. This
background was subtracted from all post ignition fluoride measurements
(Figure 4).

The rapid decrease in the high concentrations of fluoride ion
found in samples collected one second post ignition is evident. Al-
though the mean concentration of fluoride ion is slightly higher at 120

seconds than at 45 second&, the standard deviation at this time is quite
large and a definite downward trend in fluoride ion concentration is
suggested. The highest concentration of HF reported by Machle to be
tolerated for one minute by man is 120 ppm. This concentration causes
definite smarting of the skin, a sour taste, and irritation of the eyes
and respiratory tract. Emergency Exposure Limits (though not specifi-
cally relevant to this situation) of hydrogen fluoride are 20 ppm for
ten minutes.

It has been reported by Drinker that 10 to 12 breaths of gasoline
vapor at concentrations of 2.2 percent by volume cause dizziness in hu-
mans. Furthermore, the lower limit of f!ammability of gasoline mixed
with air is reported by Jacobs to be 1.4 percent by volume. Gasoline
concentrations of 2.2 percent by volume were reached or exceeded in
three of five tests in which samples were successfully collected. Mean
concentrations of gasoline are shown graphically in Figure 5.
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In several instances the detonation of the HEAT round caused rup-
ture of the fuel tank, spilling large quantities of gasoline into the
crew compartment. It should be noted that mean concentrations of gaso-
line remained approximately the same except when a reflash fire in test
No. 6 apparently caused increased v.,porization of the fuel.

the National Research Council has recommended that "personnel car,
be exposed without significant hazard for a maximum of five minutes to
normal air at one atmosphere admixed with up to six percent mean con-
centration by volume of bromotrifluoromethane Ls a fire extinguishing
agent." Concentrations exceeded six percent by volume in nine of the 27
samples. However, five of these nine samples were abtained from test
No. 6 in which additional Halon 1301 was used to suppress a reflash
fire. Mean concentrations of Halon 1301 are shown graphically in
Figure 6. As with fluoride and gasoline, the Halon 1301 concentration
reached its highest one second after activation of the system and de-
creased rapidly.

It has been reported by the du Pont Company that four-minute ex-
posures of three subjects to concentrations of seven to ten percent by
volume of Halon 1301 and later studies up to 15 percent by volume caused
transient lightheadedness and difficulty in mental concentracion with a
suggestion of a slight disturbance in equilibrium and reaction time.
Electrocardiograms recorded throughout the exposure did not reveal any
disturbance in cardiac rhythm.

Evaluation of the data supplied by the Biophysics Division,
Biomedical Laboratory, Edgewood Arsenal indicates that of the 20 pigs

Test
No -60 +1 +15 +45 475 +120 +180 +240 3"00

I X X X X X X X X X

2 X X M M M M

3 X X X X X X X

4 X X X X X X

5 X F F F F F

6 X X X X X X

7 F F F F F F

8 M M M M M

9 X X X XX X

4 - COLLECTION SYSTEM MALFUNCTION
F - FIRE NOT EXTINGUISHED

FIGURE 3. Sample collection times. Time post ignitioz, !n seconds.
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FIGURE 4. Adjusted mean concentration of fluoride ion expressed as hy-
drogen fluoride (± one standard deviation).

utilized in tests in which the fires were successfully suppressed, three
died within fifteen minutes of the detonation of the HEAT round. Ne-
cropsy examination of these animals revealed severe bronchial constric-
tion as the probable cause of death. The lungs of the dead pigs re-
mained inflated after the thorax was opened and were not readily de-
flated e.'en upon manipulation and incision.

Animals which were exposed in vehicles in which• the hatches were
either left open or blown. open by the detonation generally exhibited
less pronounced signs of respiratory distress. The animals that were
removed from the vehicle beginning at t + 2-1/2 minutes, had less severe
"respiratory lesions. Animals from the open hetch tests, necropsied ten
days following exposure, had either no induced lesions in the respira-
tory tract or the lesions were mild and in the process of resolving.
Some pigs did exhibit mild transient cutaneous erythema which may have
been due to either heat or chemical irritation. However, no pigs used
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in tests in which the fire was successfully suppressed evidenced dis-
tinct cutaneous bums.

Significantly different concentrations of fluoride ion, gasoline
and Halon 1301 were detected at different locations within the crew com-
partment in each of the tests indicating a lack of uniformity in the dis-
persion of these constituents. Reflash fires occurred, which were man-
ually suppressed. There are a variety of reasons, from hatches left or
blown open, to the atmospheric conditions during the test, which may ac-
count for these variations,

SUMARY

Concentrations of fluoride expressed as hydrogen fluoride, in-
side the crew compartment, usually exceed that considered tolerable by
man. Personnel •'riefly (less than two minutes) exposed to these con-
centrations will probably experience transient irritation of the eyes,
skin and respiratory tract, which may result in coughing and sneezing.
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FIGURE 5. Mean concentration of gasoline after ignition and successful

suppression of the fire. (+ one standard deviation)
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FIGURE 6. Mlean concentration of Halon. 1301 after ignition and success-

ful suppression of the fire. (+ one standard deviation)

The presence of gasoline vapor may cause transient dizziness to
personnel in the vehicle. Gasoline concentrations may exceed the lower
limit of flaimmability thereby increasing the possibility of reflash

I

fires.

Concentrations of Halon 1301 found within the M113 crew compart-

ment in these tests were not hazardous to the life of normal healthy
people. However, personnel exposed to these concentrations may experi-
ence transient dizziness and disorientation. Personnel should be ableto evacuate the vehicle in at most two minutes.

It is my opinion that when one weighs the risk of total destruc-
tion of the vehicle by fire and subsequent death of the crew members,
against the benefits of suppression of the fire, the bef~efits exceed
the risks generated by exposure for less than two minutes to by-products
of the fire an-I/or fire suppression system. Some of the risks generated
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by the use of the system can be ameliorated by proper training of the
personnel who will utilize the vehicle.
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REMARKS

Dr. Walter: Dalu E. McDaniel of the United States Coast Guard is our
next speaker, and he is going to relate his studies on the "Evaluation
of Halon 1301 for Shipboard Use."
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EVALUATION OFHALON 1301 FOR SHIPBOARD USE

Dale E. McDaniel

U.S. Coast Guard

DISCLAIMER

The opinions or assertions contained herein are the private ones
of the writer and are not to be construed as official or reflecting
views of the Commandant or Coast Guard at large.

ABSTRACT

A series of seven full-scale Halon 1301 tests, one agent distri-
bution test and six fire tests, was conducted in the machinery space of the
M/V RHODE ISLAND at the Coast Guard's Fire and Safety Testing Facility,
Mobile, Alabama. These tests were designed to evaluate the effective-
ness of Halon 1301 in extinguishing major machinery space fires and mea-
sure the production of toxic gases hydrogen fluoride and hydrogen bro-
mide. The "st:dord" system was designed to develop a Halon 1301 con-
centration of 5.c5 percent in 7.5 seconds in the machinei-y space, having
a gross volume of approximately 100,000 cubic feet. Fire preburns ranged
from one minute to twenty minutes. Temperatures in the compartment
ranged from as low as 100 0 C in some tests to 1140 0 C in others. Design
concentrations were varted between 3.39 and 5.65 percent and discharge
times from seven to 28 seconds. Some tests involved sprayed fuels.

All fires were effectively extinguished. There were no reflashes.
This indicates that a design concentration of 5.65 percent is adequate
to extinguish major machinery space fires. Decomposition products were
low in all tests, save the one requiring 28 seconds to discharge. In
the 28-second discharge test, some potentially dangerous readings were
recorded, suggesting that more rapid discharge times are desirable. It
appears that properly desigted Halon 1301 systems provide machinery space
protection at least equivalet to presently used syv tems.

INTRODUCTION

Students of the impact of technology on society have observed
that events are so interrelated that it is impossible to do just a sin-
6 le thing. Every new technology has not only the intended prime effect
but inevitable and sometimes unexpected side effects (1). Such was the
-ase with the advent of mechan •al means of ship propulsion. Mechan-
ical propulsion caused a revo-,ition in marine transport, among the most
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ancient means of travel known to man. One of the unexpected side ef-
fects of this revolution was a marked increase in the frequency and dis-
astrous consequences of shipboard fires. By the mid to late 1800's,

public outrage at frequent river steamboat fires and explosions, result-
icg primarily from propulsion boiler incidents, reached such proportions
that the U.S. Congress enacted preventive measures(2). These measures
included establishment of tho Coast Guard's maritime safety legacy --
the ' "eau of Steamboat Inspecion -- the first federal government or-
gani~dtion concerned with transportation safety. The effect of these
steps was to drastically reduce the incidence of boiler explosions and
fires. While the number of fires involving propulsion machinery has
been reduced, they are still among the most frequent and potentially
most disastrous of shipboard casualties. The problem remains of suf-
ficient magnitude that continued research into the prevention and ex-
tinguishment of machinery space fires is a significant Coast Guard
activity.

The same mixed blessings which accompanied development of mechan-
ical propulsion might be said to have resulted from application of the
halon family of fire extinguishing compounds. It has been known for
some time that halon compounds are potentially very effective fire ex-
tinguishing agents(3). Unlike fire suppressants, such as carbon diox-
ide, which depend primarily upon reduction of oxygen to a level incap-
able of supporting combustion, the halon compounds inhibit fire develop-
ment by chemical reaLtion. It i possible with these agents to extin-
guish a fire in an atmosphere containing sufficient oxygen to support
combustion. One of the undesirable side effects, however, is the po-
tentially toxic nature of gases produced. Some h.lon compounds, such
as carbon tetrachloride are toxic even in their natural state. Other
compounds such as bromotrifluoromethane (Halon 1301), while relatively
safe in their natural state, may pyrolyze when exposed to flames or
high temperature creating toxi4 products. Thus, consiacrable concern
has been expressed regarding large-scale use of the halon agents due to
possible adverse affects on personnel in the vicinity.

One of the most weight-effective of the halon agents is Halon 1301;
it is also one of the least toxic in the natural state. A great deal of
basic and nractical research has been conducted on its effectiveness as
a fire-fighting agent. It has been employed for a number of applica-
tions having unique requirements, such as weight-critical marine ve-
hicles, primarily hydrofoils and hovercraft. Usage aboard commercial
marire vehicles in the United States was restricted, however, to small
unmanned compartments aboard specific types of vessels. The reasons
for such restrictions were twofold:

I. the concern over potentially dangerous concentration of
toxic gases, and

2. the lack of demonstrated effectiveness of Halon 1301 in
large-scale, severe fire situatiovs.

In view of the foregoing circumstances, it was believed appro-
priate to conduct an evaluation of Halon 1301 systems on large-scale
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machinery space fires. Three organizations -- The Ansul Company, E. I.
du Pont de Nemoirs & Company and the Cardox Division of Chemtron
Corporation -- proposed that such tests be undertaken at the Coast
Guard's Shipboard Fire and Safety Testing Facility at Mobile, Alabama.
This proposal was endorsed by the Coast Guard and its ad hoc test ad-
visory group which offers guidance on test planning.

TEST FACILITY

A complete description of the test facility and its operati.n has
been provided elsewhere (4). However, for those not familiar with the
facility, a brief description will assist in visualizing the testing
program. The Coast Guard Sponsored Shipboard Fire and Safety Testing
Facility was established in 1969, culnInating the efforts of an indus-
try triad begun many years previous. It consists of an old T-1 tanker
diked into a slip dredged in Little Sand Island, loL:-ed in Mobile Bay,
across the ship channel from the city of Mobile itself. Original equip-
ment aboard the vessel is inoperative; all support services such as elec-
trical power and fire-fighting are provided externally. Access to the
island is by water.

The test ship itself, the M/V RHODE ISLAND, is an 8500-gross-ton
tanker constructed in 1937. She was an oddity among U.S. flag ships in
that propulsion was by a diesel. Three auxiliary boilers are fitted,primarily for operation of steam-power machinery. The main propulsion

diesel is situated in an aft machinery space having a gross volume of
approximately 100,000 cubic feet. Contiguous with this space, and separ-
abie f-im it, is a much smaller space housing the auxiliay boilers. A
schematic profile of the space is shown in Figure 1. For the Halon 1301
tests, the boiler space was closed off from the machinery space. The
tank top of the machinejy space has a total area of roughly 2200 square
feet and a net area (excluding the main engine foundation) of about 1600square feet. The total height of the space is approximately 50 feet.

Prior to the Halon 1301 tests, the machinery space had been em-
ployed for two series of tests intendad to evaluate the effectiveness
of various types of fire detection devices (5). These tests employed
small pan fires. Additionally, the space had been employed for full-
scale tests of a low-prcssure carbon cioxide extinguishing system, which
was also employed as the primary backup for most of the Halon 1301 tests.
Prior tests provided essential experience in conduct of large-scale tests
aboard the vessel aAd, additionally, pruvided a comparative base against
which to measure performance of the Halon 1301 systems.

EVOLUTION OF MACHINERY SPACE FIRE EXTINGUISHING SYSTEMS

The fire hazard present in machinery spaces was mentioned in the
introduction. Fire extinguishing technology probably first began to
really gain on this mactLtery space hazard with introduction of carbon
dioxide extinguisting systems. Initially, protection of boiler rooms
was by means of bilge-fiooding type carbon dioxide system designed
using a volume factor of 36 fP. 3 /Ib. Tests conducted at Ft. McHenry
aboard the GASPAR DE PORTOLA in 1944 showed that these systems were
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FIGURE 1. ,N/V •;h DE ISLAND profile of machinery/ space.

effective, providing they wer- released within the first few minutes of
a fire (8). Once a machinery space fire became fully established al-
though the bilge flooding systems provided temporary suppression, re-
flash occurred. This prompted work in two directions, one by Lloyd
Layman who became intrigued with the concept of controlling the flow of
air to a machinery space fire and suppressing it with very small amcoimts
of water spray. This technique was emplo3yed successfully several times
in 1944 nn the GASPAR DE PORTOLA. The tecL~nique does, however, require
a thoroughly heated space and careful application of water. Some u•-
ten~pts aboard the GASPAR DE PORTOLA nret with failure as did one recent
attempt aboard the RHODE ISLAND. It is probably an impractical tech-
nique because it requires skills beyond those of most shipboard crews.

The second direction of work was aimed at improvement of installed
carbon dioxide systems. This re~sulted in new design requirements being

* promulgated in 1952 calling for a flooding factor of 22 cubic feet per
pound, a significant improvement over previous requirements. Theoreti-
cally, such a system is capable of a 33.5 perci~n• concentration of car-
bon dioxide and is sufficient to reduce the oxygen content of the at-

S~mosphere to 13.9 percent u~ider non-fire conditions. The u~ew arrange-
, ment had noJ been tesi-ed full scale until the fires preceding the

Halo~i 1301 test.s in 1970. The new requirements proved successful. From

S~these latest CC2 tests, using a low-pressure system, it appears that
! there is an adequate margin of safety in present CO2 design require-
•i ments, providing the main air intakes are closed prior to release of the

agent. Tests with main air intakes open using the present CO2 require-
ii ! ments have not yet been conducted.

Carbon dioxide systems, usually of the high-pressure type, have
Sk a generally satisfactory record of effectiveness in actual shipboard
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fires. While complete statistics are not available, the author is aware
of only a very limited number of incidents where, due to various unique
circumstances, the installed system was not effective. It is obvious,
of course, that when a total flooding carbon dioxide system is released,
the space becomes incapable of supporting human life. The virtue of e•-
tinguishment carries a possible adverse side effect *4 asphyxiation.
This has reportedly made some ship captains reluctant to release the in-
stalled carbon dioxide system until the last possible moment. Should
Halon 1301 prove effective, its low toxicity at ambient temperature
would be an apparent asset. Nonetheless, the favorable records of total
flooding carbon dioxide systems, coupled with the recent full-scale
tests aboard the RHODE ISLAND, provide a valuable reference point.

The present trend in fire extinguishing systems seems to be to-
ward a totally engineered system. That is, systems are designed to
automatically detect and extinguish a fire. Such systems are advanta-
geous from several standpoints. For example, ideally they provide con-
tinuous protection, minimize damage and reduce the likelihood of pyrol3-
sis of extinguishing agent when this danger exists. This technique has
not been introduced in any significant way aboard merchant ships for
several reasons:

1. automatic fire detection in machinery spaces ha3 nct yet
reached a stage of development that systems can be cca-
sidered fully effective and reliable;

2. automatic release of the system, in event of a false alarm,
deprives the vessel of its primary fire extinguishing ca-
ability; and

3. release of the system requires shut down of ventilation
and other services which may be untimely and jeopardize,
say, in the case of delicate maneuvering, critical navi-
gational capability.

Event',:lly, these limitations may be eliminated and automatic systems
installed. For the present, hcwever, the C. ist Guard and the ad hoc
advisory committee believed that manual actuation of the system should
be presumed as the basis of full-scale testing. This dictates that sys-
tems must be capable of extinguishing fires of maximum expected inten-
sity. Should such a system be coupled with automatic detection and re-
lease, even failure of the automatic control would not render the sys-
tem ineffective if it is proven effective in very severe tests.

HALON 1301 TEST PLANNING

It was believed by many that Halon 1301 could be designed to have
an eftectiveness for machinery space fires at least equivalent to a
total flc ding carbon dioxide system. In addition to the lower risk to
life at ambient temperatures, Halon 1301 reportedly has other advantages
such as requiring considerably less agent and consequently less storage
space, r well as being capable of storage at considerable lower pres-
sures at ambient temperature.
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A large-scale program, consisting of five separate tests, was
devised by E. I. du Pont de Nemours & Company and the Ansul Company and
designed to measure:

1. the ability of Halon 1301 to extinguish large-scale ma-
chinery space fires;

2. the margin of safety inherent in Halon 1301 designs, as
compared to carbon dioxide, and

3. the toxic products of pyrolysis both within the space and
in contiguous compartments.

The Halon 1301 system to be used was the "standard" 'type using nitrogen,
to superpressurize the container to approximately 600 psig. The
"standard" system believed suitable for protection of the machinery
space hazard was one developing a concentration of 5.65 percent Halon 1301
in 7.5 seconds. This was generally the base from which test parameters
were varied.

At the same time du Pont and t*e Cardo4 Division of Chemtron
Corporation proposed two additional tests which would supplement the
previous objectives and also provide information on:

1. the practicality of heating Halon 1301 to obtain discharge
pressure and

2. suitability of using installed carbon dioxide equipment,
including piping, for delivering Halon 1301.

The entire testing program was to be coordinated y &he U.S.

Coast Guard. A summary of the testing program is shown in Table 1.

TEST ARRANGEMENT

The nitrogen superpressurized system was designed to deliver the
gas through a total of five nozzles located at three different levels
on the forward boundary of the compartment and directed horizontally
into the space. Selection of the number and disposition of nozzles was
based upon previous Halon 1301 distribution tests. In general, the sys-
tem was designed in accordance with the staai-ards set forth in NFPA
No. 12A -- Halogenated Extinguishing Agent Systems, Halon 1301. A
schematic of the arrangement is shown in Figure 2.

For the hea-ed system, Halon 130 was deliveted through the in-
stalled CO2 piping. Carbon dioxide discharge nozzles were replaced by
more suitable ones and were located primarily at a single level 'and di-
rected downward. A schematic of this arrangement is shown in Figure 3.

Fuel consisted of marine diesel (flash point 130 0 -150 0 F) which
was floated on water in such a manner as to cover the entire surface of
the bilge. Due to the slight list and trim of the vessel, the fuel sur-
face was approximately one-half above and one-half below the fioor
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TABLE 1

Test Plan

Calculated Design
Test System Preburn Halon 13J1 Lbs of Discharge
No. l.pe Time Concentrotiona Agent Time

0 Nitrogen 0 min. 5.65% 2340 7.5 sec.
Superpressurized

1 I 10 min. 5.65% 2346 7.5 sec.
2 10 min. 4.40% 1800 4.7 sec.
3 1 min. 4.40% 1800 4.7 sec.
4 20 min. 5.65% 2340 7.5 sec.
5 Heated I min. 3.39% 1301 18. sec.
6 " 10 min. 4.64% 1903 28. sec.

a) Concentration based on the gross volume of the space, without reduc-
tion for volume occupied by main engine, etc., at 70 0 F.

plates. Floor plates are steel and form a semi-tight enclosure approxi-
mately four feet above the tank top level. Some floor plates were re-
moved in areas where fuel did not extend above the floor plate surface
to open that area directly to the atmosphere of the machinery space.
During two of the tests, pressurized spray fuel was injected into the
space.

The diesel fuel was primed with five to ten gallons naptha and/or
meLhyl ethyl ketone in way of four flare ignitors arranged to ensure
rapid involvement of the entire compartment. The ignitors were acti-
vated remotply by shorting out high resistance coiled electrical wire.

Ventilation during the fire was provided by six rectangular ven-
tilation ducts, each of roughly nine square feet cross sectional area.
The ducts P., *irranged in symmetrical pairs, one port and one starboard,
one pair located forward, one midlength of the space and the other aft.
The fore and after pairs of ducts extended from outside of the space to
within about 12 feet of the floorplates, the midship's pair tcrminated
at the upper deck level, about 25 feet above the floor plates. Power
supply ventilation fans, each capable of delivering 37,500 cfm were lo-
cated at the upper end of the forward starboard and port aft ducts.
These fans were operated during the entire preburn periods.

MEASUREMENTS

Arrangements were made to continuously monitor tempeitures by
means of twenty-four thermocouples spaced throughout the compartment.
Continuous readings were also made of oxygen and carbon monoxide.
Single samples were drawn for later analysis of the concentration of
Ha~on 1301, hydrogen fluoride and hydrogen bromide. Sampling points
are shown in Figures 4 and 5.
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FIGURE 2. Superpressurized piping.

Discharge times for the nitrogen pressurized tests were measured
in two ways. During the non-fire distribution test a photographic record
of tank pressure was made and compared to audio indications of dis-
charge. Discharge times during later tests were by audio monitoring and
stop watch. The quantity of agent used was determined by weighing the
tank and contents before and atter test. Discharge times during the
superheated tests were contr'Jied by means of a manually operated stop
valve and confirmed by recorded times to develop final Halon 1301
concentrations.

Temperature, carbon monoxide and oxygen readings were cransmitted
to the nearby National Bureau of Standards instrumentation van where
they were entered in a continuous recording data-logger. Analysis of
gas samples was made by du Pont-. Analysis for hydrogen fluoride and
hydrogen bromide was made using specific ion electrodes. For Halon 1301
samples, analysis was made by gas chromotography. Greater details of the
analyticel procedure are contained in references 6 and 7.
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FIGURE 3. Heated system piping. NOT To MALE*

CONDUCT OF THE TESTS

A complete description of the conduct of individual tests is
given in the official Coast Guard report, expected to be published by
the time thJi paper is presented and need not be repeated bere (9). In
general, the procedure was the same for each individual test with the
only variable being the preburn time. An exception was Test 0 which was
intended only to measure egent distribution and did not involve a fire.
Flare ignitors were put in place and primer added to the fuel in way of
each ignitor. All personnel were then evacuated from the space and
flares activated electrically. Activation of the flare ignftors started
an electrical clocK located in the test van. Stop watches were also
started at the same time. Once it became apparent that the diesel fuel
was involved in the fire, the power blowers were activated. This started
the prebum period. one minute prior to discharge of the agent at the
end of the preburn period, the fans were shaL down and ventilators cov-
ered with the exception of test No. 4 when one ventilator remained un-
"covered for some period after agent discharge. If fuel was to be
sprayed into the space during the test, fuel sprayers were started at
the same time. The Halon 1301 system was released at the end of the
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specified preburn time. Samples were taken for analysis of Halon 1301/
air/CO2 forty seconds after release of the systems. Samples for analy-
sis of hydrogen fluoride and hydrogen bromide samples were taken fifty
seconds after agent discharge. Fuel spray, if used, was stopped one
minute after discharge when it was determined that the primary risk of
reflash had passed.

ITSTS RESULTS

Distribution Test

The first test, Test 0, was concerned only with agent distribu-
tion; there was no fire. During discharge of the agent the bottom half
of a dutch door (2' x 3') in the upper portion of the machinery casing
was blown open. All other permanent openings to the space were closed
reasonably tight.

Following discharge the space was entered and readings of
Halon 1301 distribution made using two Gow-Mac meters. Readings were
made beginning at the lowest deck level and ending at the highest.
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FIGURES 4, 5. Gas sample points.
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Ad'itionally, evacuated bottle samples wcre taken at che same fixed lo-
cations and using the same samplin, techniques as during late- tests --
these at twenty-five seconds following discharge. No adverse effects
were suffered by personnel entering the space, except for the usual

lowered pitch of the voice (viewed by some as a favorable and not an
adverse circumstance). Halon 1301 distribution is shown in Table (a).
The intended 7.5 aecond discharge was not achieved; discharge required
10.9 seconds. As a result, nozzles were replaced with other nozzl:s
having larger orifines.

Fire Tests

The remaining tests were •onducted to evaluate system effective-
ness on fires of varying intensiLy. Extinguishing concentrations were
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TABLE (.,

Distribution of Halon 1301

Test 0 -- No Fire -- Design Concentration 5.6 .%

Concentrat ion (Volume Percent)

Deck Levela Gow-Mac-i Gow-Mac-2 Evacuated Bottle

I 1 0 . 9 b (0 ft)
2 6.4 (i0 ft) 6.3---

3 4.8 (U fL) 6'0 0- 4 c (20 ft)d
4 4.0 (25 ft) 3., 6.1 (20 ft)
r 2.0 (35 ft) --- 3.5 (35 ft)

a) See Figure 1.
b) Concentration is 3uspiciously high. Perhaps due to premature in-

strument reading, before equilibrium distribution reached.
c) Very low reaeing probably attributable to leaky solenoid valve.
d) Height above floor plates.

also varied to evaluate the margin of effectiveness inherent in required
design requirements. Finally, the discharge time was varied to deter-
mine the effect of this parameter on extinguishing effectiveness and
toxic prcduct development. As previously mentioned, the "standard" sys-
tem was to develop a 5.65 percent concentration in 7.5 seconds.

All fires were effectively extinguished immediately. Extinguish-
ment was generally accompanied by a sharp reduction in temperatures re-
corded within the compartment. Following extinguishment and collection
of the gas samples, the space was allowed to "soak." In no case did re-
flash occur. Once the space had cooled to a point that there was no
further danger of reflash, the space was ventilated and entered to in-
spect for damage and prepare for the next test.

Results of the tests are summarized by Tables 2 and 3.

Table 2 demonstrates that for the particular arrangements tested,
gross volume concentrations as low as 4.4 percent are capable of extin-
guishing a major machinery space bilge fire involving diesel oil fuel.
Design concentrations of 3.39 percent are adequate to extinguish incipi-
ent bilge fires.

The fires tended to be self-limiting in terms of burning rates
due to the stvere limitations on available oxygen. This is seen par-
ticularly fron the graph shown in Figure 7. Unfortunately, due to a
malfunction of recording equipment, it was not possible to record oxygenreadings during tests Nos. 3 to 6. However, readings derived during
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TABLE 2

Design Actual Preburn Spray
Tept No. esn Cont. Discharge Time Dischsrge Time Time Fuel

1 5.65% 7.5 sec. 10 sec. 10 =in. yes
2 4.40 4.7 7 10 yes
3 4.40 4.7 7 1 no
4 5.65 7.5 10 20 no
5 3.39 a 18 1 no
6 4.64 a 28 10 no

a) not calculated prior t-, discharge.

tests Nos. 1 and 2 are sufficiently consistent that there is no reason
to believe subsev, ent tests were not similar. For comparison purposes,
oxygen levels recorded during the carbon dioxide tests are shown. It
will be noticed that the levels during CO2 and Halon 1301 tests are net
strikingly different. Several observations should be mvade in this
regard:

1. as mentioned previously, even though the fires were oxygen-
"Inmited and readings would indicate inadequate oxygen to
sa.stain a fire, the burning was intense. It was not pos-
sible to extinguish the fires by "sealing" the space and/or
applying water spray;

2. intensity of the fires, as measured by temperatures within
the compartment were considerably more severe than machin-
ery space fires conducted aboard the CASPAR DE PORTOLA in
1945;

3. successful extinguishment during each of the tests is in
some ways disturbing. When all the fires go out, we really
don't know what is being done correctly, or how much mar-
gin of error exists in which parameters. It is expected
that some of these questions will be gradually answered
as additional testing experience is gained.

Unfortunately, as will be noted from Table 3, test fire No. 4
was so intense thaz the equipment for analyzing hydrogen fluuride and
hydrogen bromide was destroyed. This necesi itated improvising single-
point sampling mechanisms for the later tests. From the reports of
those present during test No. 4, however, the odor of smoke emanating
from the space during the extinguishing process did not differ notice-
ably from that of previous tests.

I.t has been reported by Dr. Irving N. Sax that the approximate
lethal concentrations for 15-minute exposure and the dangerous concen-
trations for short exposures are as follows (10):
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ALC (15 min.) Dangerous Concentration
Compound (ppm by Volume in Air) (ppm by vol.)

Hydrogen Fluoride 250W. 50-250

Hydrogen Bromide 4750 ----

Readings were not made of concentrations of other potentially dangerous
decompositioa products such as bromide, carbonyl fluoride and carbonyl
bromide.

It will be noted that, assuming the olfactory analysis during
test No. 4 indicates the absence of dangerous concentrations of decom-
position products, that only during test No. 6 did potentially hazar-
dour concentrations of pyrolysis products develop. This is believed to
be attributable primarily to the longer discharge time (28 seconds) re-
quired for release of Halon 1301. Fires of similar intensity (Nos. 1
and 2) in which the agent was discharged more quickly (ten and seven
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FIGURE 7. Oxygen level -- C02 and Halon 1301 extinguishing tests.
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seconds, respectively) resulted in very low concentrations of hydrogen
fluoride and hydrogen bromid2.

In general, the concentrations of hydrogen fluoride and hydrogen
bromide record, e were much lower than those expected prior to the start
of testing. This might be attributable to one of saveral factors: in-
tensity of fire in the space, obscuration of flame, or agent discharge
time. While low concentrations during fires Nos. 3 and 5 might be V.c-
counted for by low-fire intensities, this cannot explain fires Nos. 1
and 2, which reached air temperatures of 530 0 C and 700 0 C and metal tem-
peratures of 4000 C and 3000 C respectively. Test No. 6 was more intense
in localized areas than tests Nos. 1 and 2 but, being one of degree,
this seems unlikely to be a primary reason for higher concentrations dur-
ing test No. 6. Similarly, flame obscuration was nearly identical in

all tests and should not account for any major difference in toxic con-
centrations. This leaves only time of discharge as a primary cause.
During intense fires, the entire piping system becomes heated (recall
there is considerably more mass in the piping system for tesLs Nos. 5
and 6 than for other tests--Figures 2 and 3) prolonging the pe'iod of
vapor discharge. This prolonged discharge of vapor coupled with longer
times to develop extinguishing concentrations would result in greater
pyrolysis. T1,e longer discharge seems a plausible primary rause of in-
rreased toxic product concentration.

As a practical matter, the production of toxic products did not
seem to be a problem during any of the tests. At the time samples were
taken within the space, even the high readings during test No. 6, the
atmosphere was totally unsuited for human occupation without 'ipecial
protective equipment -- disregarding the pyrolysis produ. it. Oxygen
was depleted, temperatures excessive, smoke unbearable and CO concentra-
tion very high. For example, carbon monoxide readings during the first
three tests showed:

Test No. CO off scale at:(a)

1 6-1/2 minutes
2 4
3 (reads 0.08% @ 4 minutes)

(a) full scale is 0.2% CO

Equipment failed during test No. 4 precluding subsequent CO readings.
Additionally, !t no time did personnel outside of the space on the open
deck notice conditions more objectionable than with smoke from a fire
alone. This observation must modify somewhat the unsubstantiated be-
lief that no dangerous concentrations were present in the space during
test No. 4.

In the companicnway adjacent to the space, it will be observed
that, with the exception of CO2 readings and one Halon 1301 reading,
concentrations were always below those within the space itself. Thus,
even though fire gases obviously entered the companionway, as evidenced
by CO2 and Halon 1301 readings, from the standpoint of toxic products,
this area wa• relatively protected.
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As a result, for all of the systems tested, it would seem that
the major risk to personnel from pyrolysis products might result from
premature entry into the space following successful extinguishment and/
or some equipment malfunction which might result in only partial system
discharge and partial extinguishment.

Even though the findings do not fully substantiate absence of
dangerous concentrations during the 20-minute preburn, and even though
there were no ill effects during the 28-second discharge, prudence dic-
tates that Halon 130. systems should be designed with a discharge time
no greater than ten seconds. This preved a safe discharge time for all
tests for which quantifiable results are available. Similarly, the 28-
second discharge did produce gas concentrations which under other cir-
cumstances might be dangerous. Finally, a ten-second discharge require-
ment should not piove burdensome for new systems.

Referring again to Table 3, it will be observed that, with the
exception of test No. 3, recorded concentrations of Halon 1301 were
greater than the design concentrations. The apparent anomaly of test
No. 3 can peztaps be accounted for by the lower fire intensity which re-
sulted in less complete mixing of the atmosphere. Unde: this theory,
at the lower levels the design concentration of 4.4 percent would be
markedly exceeded.

Tests 0 (no-fire), 1 and 4, all with design concentrations of
5.65 percent, show remarkably similar concentrations (Tablet O. and 3).
The comparability of results would indicate that with reasonably tight
spaces, not a great deal of agent is lost due to fire convectioul. Re-
sults also show some difference in Halon 1301 concentrations at the 20-
foot and 35-foot levels, although this difference is accentuated under
conditions of no fire (Table a), apparently due to less turbulence in
the space. The system used during test No. 6 discharged the agent down-
ward which resulted in a greater gradation of concentration between the
two elevations.

In respect of the Hischarge I.imes of the superpressurized system
(tests Nos. 1 to 4), it will be observed from Table 2 that the actual
discharge times exceeded tle design discharge times by 25-50 percent,
greater for the shorter design times. This occurred even after re-
placement of the nozzle orifices following Lest No. 0 Thich was intended
to reduce the required time of discharge. This is perhaps explained
partially by the heated piping system. Nonetheless, future system de-
sign: should take account of these factors so that intended discharge
times can be achieved by actual systems.

SUMMARY

This series of full-scale tests demonstrates that short-discharge
(28 seconds or less) Halon 1301 extinguishing systems, with a gross vol-
ume design corcentration of 5.65 percent, will effectively extinguish
incipient and fully developed fires involving diesel oil fuel in the
bilges of machinery spaces. Such systems are also capable of extin-
guishing fires involving sprayed fuel. These systems are at least
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e4uivalent in fire extinguishing efiectiveness to presently installed
fixed carbon dioxide extinguishing systems.

The tests also indicate that when the discharge time of the sys-
tem is ten seconds or less, concentrations of toxic gases do not in-
crease the risk of personnel injury. No dangerous concentrations of
hydrogen fluoride or hydrogen bromide develop either inside or outside
of the space (The space itself is, of course, untenable due to numer-
ous other conditions associated with the fire.) When the discharge time
was increased to 28 seconds, some potentially dangerous concentrations
!.ere recorded within the space less than one minute following discharge.
Under .onditions which differ from the test situation, such concentra-

tions might be unacceptable suggesting, for the present at least, that
the system should discharge in ten seconds or less. The superpressur-
ized system (tests 0 to 4) was designed to discharge a full charge of
agent in 7.5 seconds but actual discharge times were never less than
ten seconds.

There are indications that a superheated system can be devigned
successfully, rroviding discharge times are reduced to approximate those
of superpressurized systems.

A properly designed Halon 1301 system, therefore, appears to af-
ford adequate, safe protection against machinery space fires.

FOOTNOTES AND REFERENCES:

1. As an example, see D. A. Schon, Technology and Change.

2. A complete description of development of river steamboat tramsporta-
tion, including its hazardous nature, is contained in -nuis C.
Hunter, Steamboats on the Western Rivers, Harvard University Press,
Cambridge, 1949.

3. A classic study in this field was conducted in 1950. See Final
Report on Fire Extinguishing Agents (AD 654 322), Purdue Research
Foundation and Department of Chemi.stry, Purdue University, under
contract to U.S. Army Engineers Research and Development
Laboratories, Ft. Belvoir, Va., Jvne 30, 1950.

4. D. E. McDaniel, 'Marine Environmental Fire and Safety Test Facility,"
Proceedings (CG-129), 27:183-187, October 1970, published by U.S.
Coast Guard. Alao published in Proceedings of Twelfth Annual
Marine Chemists' Association Seminar, July 7-10, 1970.

5. Reports of these tests are available from the Coast Guard. Refer
to Report )f Machinery Space Fire Detecting Tests, Pbas- I (Kerlin
and McDaIL~el) and Ph,4se II (Kerlin).

213



6. J. A. Floria, "U.S. Coast Guard Shipboard Fire Extinguishing Tests
in Conjunction with The Ansul Company," Technical Report No. KSS-
7105, Freon Products Laboratory, E. I. du Pont de Nemours & Company,
January 20, 1971.

7. J. A. Floria, "U.S. Coast Guard Shipboard Fire Extinguishing Tests
by Cardcx Using Freon 1301 in Carbon Dioxide Equipment," Technical
Report No. KSS-7105A, Freon Products Laboratory, r. I. du Pont de
Nemours & Company, January 20, 1971.

8. L. Layman, R. C. Stange and C. M. Jones, "Report on a Study of the
Control and Extinguishment of Fuel Oil Fires in the Machinery Spaces
of Vessels," U.S. Coast Guard, June 1, 1945.

9. D. F. Sheehan, "An Investigation into the Effectiveness of Halon 1301
(Bromotrifluoromethane CBrF 3 ) as an Extinguishing Agent for Shipboard
Machinery Space Fires," to be available through the Coast Guard or
the clearinghouse for Federal Technical and Scientific Information,
Springfield, Va.

10. I. N. Sax, Dangerous Properties of industrial Materials, Second Edition,
Section 12, Reinhold Publishing Corporation, New York, N.Y., 1963.

REMARKS

Dr. Walter: B. P. Botteri, of the Aero Propulsion Laboratory, United
States Air Force, is going to present a paper on "Aircraft Applications
of HAogenated Hydrocarbon Fire Extinguishing Agents."
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AIRCRAFT APPLICATIONS OF HALOGENATED

HYDROCARBON FIRE EXTINGUISHInG AGENTS

B. P. Botteri, R.-E. Cretchc: and W. R. Kane

Wright-Patterson Air Force Base

INTRODUCTION

Aircraft inherently possess a diversity of potential fire and ex-
plosion hazards. Although the principal threat is associated with the
hydrocarbon fuel, attention must also be givtei to other sources of fire
such as hydraulic fluids, lubricating oils, interior cabin materials,
electrical equipment, and various cargo. In addition to the varlety of
potential combustibles a number of fire initiation sources are also pos-
sible such as hot surfaces, friction sparks, electrical arcs and sphrks,
hot gases and, particularly for military aircraft, gunfire. Thl achieve-
ment of an effective fire protection capability for aircraft entails the
critical assessment of the probability of a combustible and an ignicion
source coming together; the application of preventative measures in the
design of the aircraft to =!nimize such an occurrence; and incorpora-
tion of appropriate Jii•i surveillance and suppression techniques to
counteract the remaining "high risk" fire problems. This technical dis-
cussion will focus on the fire and explosion suppression problem, the
last line of defense against the destructive propagation of fire. ýA
number of suppression methods are available and for an aircraft, depend-
ing on the level of fire protection required, several suppression meth-
ods may be employed., In accordance with the purpose of this conference,
we will principally address the use of halogenated hydrocarbon fire ex-
tinguishants for the U.S. Air Force aircraft fire protection problem.

Although it is apparent that a variety of fire and explosion pos-
sibilities exist on-board an aircraft, for the purposes of this discus-
sion it is necessary to narrow the fire problem possibilities to those
of principal concern. These are: engine and auxiliar-, power installa-
tions, fuel tanks, and habitable and cargo compartments. In analyzing
che applications of halogenated hydrocarbon fire extifiguishants to these
aircraft fire problem areas, our approach' will be to qualitatively de-
scribe the nature of the fire problem in each area, review the state-of-
the-art fire suppression techniques which could be applicable, identify
the preferred technique and the basis ýor its selection, and, in those
cases where use of halogenated hydrocarbon extinguishants is preferred,
to review their overall practical performance record.

PROPERTIES OF HALOGENATED HYDROCARBON FIRE EXTINGUISHANTS

A large number of halogenated hydrocarbon compounds possessing
fire extinguishing properties have been formulated. Specific compounds
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which have received or are current., rf-e eing predomiuant considera-
tion for aircraft fire protect.on applications are listed in Table I
along with their pertinent physical and chemical properties. The rela-
tive fire extinguishing effectiveness of these agents is not included in
Table 1 since effectivity of an agent will be dependent from a practical
standpoint upon the type(s) of fire situations it is expected to cope
with. Accordingly, the relative effectiveness of the Halon* compounds
of current interest will be analyzed separately for each of the major
fire problem areas previously identified.

Table 2 provides comparative threshold limit values (TLV) and em-
ergency exposure limits (EEL) for these Halon fire extinguishants. Vie
data was obtained from Dr. K. C. Back (1). It should be noted that for
several of the Halons the TLV and EEL values are estimates which are used
by the Air Force as temporary guidelines only until such time as docu-
mented values become available.

Table 3 lists the fire properties of selected Halon extinguish-
ants. It should be recognized that certain Halon compounds can pose a
fire and explosion hazard in themselves depending on the specific en-
vironmental conditions under which they are used. The hazard is of par-
ticular concern when certain agents such as Halon 1011 are utilized
under high temperature or in oxygen atmosphere en-ironments.

USE OF HALONS FOR AIRCRAFT ENGINE FIRE EXTINGUISHING SYSTEMS

I A modern turbine engine installation is a maze of flammable fluid-
carrying plumbing lines, and a fitting leak or rupture of these lines is
almost certain to cause the flammable fluid contained therein to come in
contact with likely sources of ignitlon such as hot bleed air lines or
hot engine surfaces, More serious conditions occur from the propagation
of fires resulting from malfunctioning or major failures of engines or
accessories. Once started, the spread of fire is extremely rapid. Fire
tests conducted by the Federal Aviation Authority (FAA) and operational
experience (3) have indicated that a fire in a modern power plant can be
destructive to that aircraft in a period of approximately 20 seconds.
This points out the need for a fire extinguishing system in all aircraft.
From a practical consideration, however, fire extinguishing systems are
installed only on certain type aircraft. In military aircraft, generally
speaking, single engine aircraft are not fitted with fire extinguishing
systems. The philosophy being that usually an in-flight fire in the

* HALON NONENCLATURE SYSTEM -- The Halon system for naming halogenated
hydrocarbons was devised by the U.S. Army Corps of Engineers to provide
a convenient and quick meaus of reference to candidate fire extinguish-
ing hgents. The first digit in the number represents the number of car-
bon atoms in the compond mole.--'e; the second digit, the number of fluor-
ine atoms; the third digit, the number of chlorine atoms; the fourth dig-
it, the number of bromine atoms and the fifth digit, the number of io-
dine atoms. Terminal zeros are dropped. Valence requirements not ac-
counted for are assumed to be hydrogen atoms.

216



I ao
010

I41 n -k 0 0 ( o LI] C4 '-4 04 r4 -4 P4 r
60

.94

9: r -4 4 I'- 0 4 0 0'.
'v

4  V94 -4 Go %D Ch n -.4 o
41 41 en CV) Ucn -4 M '

1 44
E1-4

Vz ~ 4 I 4ý4r

0o -I4 0"4' '~ N N U

0 00
0

0c

r 0 4)1.

0 9

44 r4 > - .4 I'
04 :3 .- - 4 4

4.) 4-A 0 <n 0 i4

41 %.o -4 4
14 04 * 4 "- 4 N1 9-4 N1 1-I 10 ~
14 '- 0 0 0 vI 41.4 1 4w ~ 014 0 f 4 N ,40 00

01 01 4

*00

0 0 El 4 0 to
0 :3 10 0~ 4 1 4 fi 14 0 ý4 $

$1 W 0 41 0 1 44 04 -
0 l 0 .-4 ca zO 0~0

ý4. 0) 140 - 14 0 -4 J -.
41$-i# 09 4 4 .0 4 .4

9-40 p- w0 4- '0 9 4.~
U d 44 0- 0 4-i 41 lu '0

zl 41 14 4 -4 a0. c C 41-

,94 C. > 0 0 0 ~ 0 44-J 0o C1 04~E



-- 44

-.1

e 0 r0

-A 44 4.

4) 4J

92 a Fl-0 54 14 0
2) O,-

to 0 G

ra CU4)

C14 ti.i 004 VC:i "44) 0 V

4j A. -rd -

-ICo 0

CU0 0 1 4

0. CO

..4 .n 4(N. $44 H co

0)~ 0 0 0-1 4 0 r' 4 0-'-4 .0 4) ca~C1 c4 ii

o1 00
r-4 rU

0 0d 0~ 0 .0
0J - r-4 0-

r4 Ný 1-o 0. 4)4 c('4 CU 934 X.) V4>
0 0 -4 14~ 0 C

00c 1-4 C4 w C140.-
cc -ýs-4(. ~ . 0 co $4 En0o 0- 44 cc' CU 0 UCU4 -44 0 . J0 0 0 0 4) X- r.-'4i $ 4)

0) 4J 0 0. m4 0) w 0~* U
0 ~ ~ 1 W4 CU u- U 4 -CU 0 0 'a. 0 COOCU ~.- -4 C -. 4) 0 2 4)

CU 44o~ - 0 ca)0w ca V 44 14co4C) 44
X) 0) 4.) $4 0 01 44 CU .u 0
u V- .0 CU Qj "0 0 ) ~ ~ " 4
..4 CU4 4 0 -4 1aJ. 0.- 1$4 0 ) i- 4 0 o o CU r4)

0. 44 0 4 2. 14 .ico* U.
.0 4 $ 4 0 .,4 ca '. 0V 0 ca 04 S. CU040 ~

CU 0d a u 0D 0! p0 4J
0 4 2 0 -0 0 0 m 0 CUz

0 ) 14 0 *d pJ' 00 U.i lC

218



4.5 ~an . a

-. OD in

a~n INeo C 0 '"a. (
CD % .10 ON-4 0-1 a0o 3 4 0 N 2-i C4 4-

0

F14 0.

'. o r4 V-

I". w-4 ( 4j tn t"J 0% t4J 1Z4 0
'-4 : 001.

*4 0~ 14 0 1 0 C> 0 0 0-4

C14 to.0-4

00 41 .

0 so, .
'.4 $4 r

0 a
N0 0 Co.a :

0 0 c
ON4. -4 to
%D OD 00 w w

06 01
u' .00 0 S 34
0.1. "41 C14 o

00 O 0 4
N4 0 0 in

4.3 02 1

0 0
0 ~.".i-. ~ ,4 ~ 41

0 1.1140C. -
w 0 iI s U E- *

w' - 0 .-4 "-C 0.4 0040 (aC .-C .-4
V N 0 04

'.44
4. -, 0

0~~ 1. .4
0 0

0 14 0 00
1. 04 C1 4.0.. 04 04 C'.4 04rj- l

04 C 0 0 - 0 co 00 p N
14 ý 4 44 4 1r4 0 4Jg 4-

0u- 91. C:- 0

0~ 0. 00
14~1 -4 4-JO

0~. 06 m. 0d 04 N

219. 4 ~ N N -



engine compartent of a single engine aircraft is associated Wirth an engine

malfunction of some type, and since the engine and i.ts source of fuel must

be shut off to obtain effective fire extinguishment, the engine should not
be restarted because of the malfunction. The crew must either perform a
deadstick landing or bail out. on some of our aircraft such as the B-52,
KC-135, and B-47, the engines are located in ,)ods below the wing and sepa-
rated from the rest of the aircraft by a p7lon. The engine compartment is
isolated from the pylon with a horizontal fire-wall. These aircraft have
.-o fire extinguishing system installed on the basis that it is improbable
that a nacelle fire would be totally destructive to the aircraft. There
are also zaher military combat aircraft ,6ich do not incorporate fire ex-
tingu.shing systems on a "calculated risk' basis, but almost without excep-
tion, fire extinguishing is Irovided in all military transport end cargo
type aircraft engine nacelles.

The requirement for an effective nacelle fire extinguishing system
is based on the folloving considirations:

1. The selection of an effective extinguishing agent.

2. Determination of an ad~quate quantity of this agent.

3. Suitable equipment to store the agent until it is required.

4. M¶eans to control the flow of the agent to the affected compart-

ment, and distcibution of the .gjent w.thin the affected compartment.

5. Adequate duration of agent couceatration within the compartment.

In the selection of an cffective agent Table 4 illustrates the agents
that have been used over the past few decades with a comparison of fac-
tors considered in choice of an agent. In regard to the effectiveness
of the agents, there have been numerous laborator,- tests and full scale
fire tests conducted by both civil and governmental agencies that have
contributed Lo the information available on these agents. Early testing
showed that the halogenated agents were clearly superior to carbon di-
oxide. The reported differences in effectiveness of the various halo-
genated fire extinguishing agents are rather small and one must look to
other properties of the agent to determine which is best for the job.

As to installed system weight, the high vapor pressure of CO2 re-
quires the use of high pressure containers, valves and plumbing lines,
while the halogenated agents, having lower vapor pressures can be stored
in liRhter weight containers and they do not require high pressure tub-
ing and valves. The relatively high densities of Halons 1011 and 1202
are advanttgeous from the standpoint of container charging, provýding
the best ica-io for pounds of agent per pound of agent container Weight.

Table 4 reflects the cost of the various agents in the early 1950's
when the Air Force made the decision to change from CO2 and Methyl
Bromide to Halon 1011 (CS). However, cost was only a minor factor in
the choice of Halorn 1011. The Germans had used Halon 1011 during World
War I, and the agent was readily available. Effort was expended on di-
bromod'fluoromethane (Halon 1202) in tests by the Civil Aeronautics
Administration (CAA) and Aerojet-General Corporation (4). These tests
proved conclusively that Halon 1202 was more effective than CB, and as
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a result Halon 1212 was selected as the standard agent for fixed sys-
tem. Halon 1202 continues to be used on USAF aircraft; the C-5A being
the latest aircraft exorbitant and as a result, use of falon 1301. is
plamed for advanced weapon systems.

Another factor considered in the evaluation of an agent is its
toxicity. The toxic properties of these agents are inportant; however,
there is no interchange of fumes between the engine compartneut and in-
habited compartments of the aircraft. Exposure of maintenance personnel
to the extinguishant in the case of inadvertent discharge of the system
must be considered. In addition, consideration must also be given to
the maintenance personnel responsible for the filling of the agent con-
tainers, since they may periodically be exposed to small conceatration
of agent vapors over a long period of time. The toxicity of Ralo- 1001
is such that other agents listed in Table 4 have not presented a toxic-
ity problem during maintenance or charging operations.

Table 5 illustrates the two types of aircraft engine fire extin-
guishing systems La use and their characteristecs. The conventional and
HRD systems are similar in that the agent container, discharge bonnet,
direction and check valves are the same on both systems. The main dif-
ference between the two systems is their distribution system. The con-
ventional system uses a perforated tubing arrangement for discharging
the agent in the nacelle. Although the perforated tubing arrangement
provides for good agent distribution, flow is restricted through the
orifices and the .4ystem is heavier than *"-' HRD system.

In contrast, the distribution in most high rate oischarge sys-
tems consists of a lighter and simpler artngement, using open-end noz-
zles and relying on the high velocity of tLe agent discharge to dis-
perse the agent within the nacelle. High v;Apor pressure agents, such
as Halon 1301 are more desirable for use in the HRD systems. Low vapor
pressure agents like CB (Halon 1011) cre best suited for use in a con-
ventional system. Dibromodifluoromethcae (Halon 1202) has been used
successfully in both types of systems.

The agent quantity formulas have been derived by full scale fire
tests on aircraft engine nacelles. The formulas for the high rate sys-
tem are intended as r design guide with confirmation of agent concen-
tration by the Statham Analyzer. The formula for the conventional ss-
tem has a built-in margin of safety for agent quantity and this coupled
with the additional lines and perforated rings makes for n. 4eighty sys-
tem. This is evident from Table 6 which ccmpares the weight of these
two types of systems on several aircraft.

Use of the Statham gas analyzer coupled with the HRD system per-
mitted realization of a highly effective extinguishing system. The an-
alyzer provides a means for evaluating the performance of an aircraft
extinguishing system b• corducting a flight test wherein the system is
discharged and a continuous sampling of agent concentration can be taken
and recorded on the instrument from as maizy atv twelve different loca-
tions in the engine compartment.
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The most recent application of Halon agents concerns the use ci
dibromotetrafluoroethane in a pyrotechnic extinguisher wherein pyro-
technic pressurization replaces nitrogen as an energy source. Advanced
aircraft operating in supersonic and hypersonic flight regimes impose
many environmental problems on aircraft subsystems. Fire extinguishing
equipment is no exception and standard nitrogen pressurized units could
not meet the requirements over the temperature rarge of -65°F to 500 0 F.
To meet this requirement, the Air Force Aero Propulsion Laboratory spon-
sored the development of a full-scale Pyrotechnic Gas Discharge Fire
Extinguishing System with the Walter Kidde & Company (5). This pyrotech-
nic extinguishing system functions effectively over the -65OF to 450OF
temperature range and its performance on a weight effectiveness basis is
superior to that of the standard units. The USAF has had excellent ex-
perience with the various halogenated agents. A review of accidents and
incidents over a six-year period (1964-1970) shows that the Halon fire
extinguishing systems have been more than 90 percent effective. There
are cases where we have failed to extingu.ish an engine fire in flight.
These failures may have been due to a variety of reasons, including poor
fire emergency procedures or late fire deteztion, with resultant severe
fires incapable of being extinguished with the limited amount of agent
available. This doesn't mean that aircraft have been lost because of an
uncontrolled engine fire since compartmentation, isolation and combus-
tible fluid shutoff provide additional protection.

in addition to Halons, the Air Force has considered other agents
for fixed installations, namely, dry powder and liquid nitrogen. The
CM evaluated sodium bicarbonate and potassium carbonate in a series of
reciprocating engine installation fire tests (3). Metbvl brcmide, car-
bon dioxide, carbon tetrach'or'de and mxtxues were also eva'uated. As

a result of these tests, CAA recommended that only methyl bromide and
carbon dioxide were considere6 satisfactory for general use in the type
of engine installation tested. Advanced types of dry powder may be used
for high temperature applications (<50 0 °F). However, their advantages
must be clearly identified to compensate for the additional cleanup prob-
lem. The FAA is evaluating the effectiveness of liquid nitrogen (LN 2 )
as a fire extinguishing agent for the protection of aircraft power plant
installations. Preliminary test results (6) indicate the (1) LN2 is ef-
fective in extinguishing fires in aircraft power plant compartments; (2)
the quantity of LN2 expected to be available from a LN2 fuel tank inert-
tng system would be sufficient to extinguish the fires; and (3) on air-
craft where a large quantity of LN2 is available, an LN2 fire extin-
guisher system could provide greater in-flight power plant fire protec-
tion than the limited quantity of agent available in a conventional or
high rate discharge system. Two comparative tests were conducted with
Halon 1301. Although the minimum quantity of agent required for extin-
guishment was not determined, it is estimated that LN2 requires approxi-
mately three to four times more agent for extinguishment as compared to
Halon 1301.

The Air Force has taken the pos{tion that on aircraft equipped
with LN2 for fuel tank inerting, use of LN2 in the engine compartment
and other fire zones should be cznsidered. However, deletion of Halon
extinguishing systems will only be permitted if complete assurance exists
that an adequate supply of LN2 will be available at all times.
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APPLICATION OF HALONS FOR EXPLOSION PROTECTION OF AIRCRAFT FUEL TANKS

A. Fuel Tank Inerting-Comarison of Halon 1301 and Nitrogen

Fuel tank inertie:g is accomy)lished by maintaining an adequate
concentration of an inertant in the ullage throughout the entireair-
craft flight profile in order to preclude the existence of flammable
fuel vapor-air mixtures. This requires a continuous flow of inertant
throughout the flight. The Air Force utilizes JP-4, a low flash-point
fuel, for flight operations. In the case of Halon 1301, for JP-4, a
concentration of 6.6 percent by volume must be present at all times to
render the ullage inert. For nitrogen a sufficient quantity must be
provided to limit the overall oxygen concentration below ten percent by
volume. The ten volume percent oxygen limit is that required to protect
against explosions initiated by high energy ignition sources such as in-
cendiary projectiles under normal temperature and pressure environmental
conditions. For point ignition sources, such as electrical sparks dilu-
tion, of the oxygen content to 12 volume percent would be adequate. For
the incendiary threat the concentration requirements for Halon 1301 ver-
sus nitrogen would indicate that Halon 1301 is the preferred inertant.
The selection of the preferred inertant for airzratt, however, must be
based on an evaluation of a number of other relevant factors including
weight penalty, fuel and fuel system comp&tibility, logistics, and oper-
ating costs.

Table 7 provides a comparison of Halon 1301 and nitrogen agent
weights and cost penalties for a hypothetical mission profile. The in-
ertants are compared under two methods of introduction: (1) direct or
100 percent feed of inertant into the tank throughout the mission pro-
file and (2) premixing of the inertant with air to yield a 6.6 volume
percent Halcn 1301 and 52 volume percent nitrogen in air concentrations,
respectively, and feeding the mixture into the fuel throughout the flight
profile. For purposes of simplification the solubility of the inertants
in JP-4 as well as the need for sparging dissolved oxygen from the fuel
have not been considered.

Even from this simplified comparison it is immediately obvious
that Halon 1301, as well as other halogenated hydrocarbons, cannot be
serious contenders to nitrogen for aircraft fuel tank inerting applica-
tions. For the direct introduction method, Halon .301 is far inferior
from both weight and cost staodpoints. In the case of the premixed-
with-aft introduction approach, Halon 1301 is attraccive from a weight
consideration, but is still far inferior to nitrogen from a cost
standpoint.

B. Halons for Fuel Tank Explosion Suppression

In any closed vessel containing a flammable hydrocarbon fuel-air

mixture there is a finite time period between ignition and attainment
of destructive combustion overpressures. The specific time period is
affected by the pressure and temperature of the mixture, the specific
fuel/air ratio, volume of the vessel, configuration of the vessel,
whether the mixture is quiescent or already turbulent when the ignition
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source is applied, and the type and intensity of the ignition source.
Individual fuel tanks in aircraft can vary in volume from 50 to several
thousand gallons, and have a wide range of configurations. Generally,
aircraft fuel tanks are designed to withstand static overpressures of
three to five psi. Accordingly, if a halogenated hydrocarbon extinguish-
ant can be discharged rapidly enough and in sufricient quantity to quench
the vapor phase combustion reaction before the associated overpressure
exceeds three to five psi then an effective fire and explosion protec-
tion capability would exist. As most of you are aware, this technique
for suppressing jet fuel-air explosions has been in existence since the
mid-1950's. For point-type ignition sources in a small-Volume tank
(100 gal.) approximately 20-30 msec are available for detection of the
ignition event, activation of the suppressor, and distribution of the
suppressant. Systems are currently available which perform well within
this time limit. In the case of incendiary projectiles, much more rapid
flame propagation rates are experienced because of the multi-point na-
ture of this type of ignition source and the turbulence induced by the
projectile. As a result, detection and suppression of the reaction
must take place within five to ten msec. Unfortunately, the rapidity
of action required for the combat environment is not reliably offerred
by currently available chemical extinguishant explosion suppression sys-
tems. Accordingly, this method of protection is considered inferior to
nitrogen inerting and use of polyurethane flame arrestor foam for mili-
tary aircraft applications. The chemical suppressant approach is at-
tractive where the more common type ignition sources are present and
for example is currently employed on some 707 jet aircraft to protect
surge tanks and on the Concorde to prevent flange propagation fr. a fuel
vent duct.

r-or this application, high builing point and high density Halons
aiv p:zferred to minimize canister weight and facilitate rapid explo-
sive discharge of the suppressant. Halon 2402 possesses these desired
properties and is generally proposed for explosion suppression cn board
aircraft. Halon 2402 also possesses good high temperature environmental
stability enabling extension of its use to higher performance aircraft
of Mach 2.2 and above.

The effectiveness of this type of Chemical Explosion Suppression
System requires the mating of a rapid flame surveillance system with a
rapidly acting suppressa:'t dispensing capability. A system of this
type results in a weight penalty of approximately 0.3 pounds per cubic
foot of volume protected. Installation difficulties may be encountered
for certain aircraft fuel tank applications becaus.e of internal arrange-
ment of equipment, spars, webs and partitions. Because this system is
utilized in areas on board aircraft which are remote trorn personnel,
toxicity of the Halon suppressant is not of major concern.

FIRE EXTINGUISHING AGENTS FOR A/C HABITABLE COMPARTMENTS

Ideally for habitable compartment applications one would desire
z. fire extinguishing agent that is highly effective and totally non-
toxic in both the neat and pyrolyzed forms. Unfortunately, the reali-
zatfon of this ideal situation will probably never be attainable. From
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a practical standpoint, therefore, if a potentially serious fire threat
exists which jeopardizes life and property, then one must select the
best fire extinguishing agent and a suitable application technique from
available state-of-the-art technology which can effectively counteract
the thrsat. The selection of the "best" usually involves a number of
factors other than agent fire extinguishing effectivity and toxicity,
such as cost, weight, availability and dispensability. Depending on the
nature of the fire threat, the type of agent, the quantity required, and
the method of application will vary. For a low order fire threat, pro
tection is provided by first aid portable fire extinguishers which are
manually operated. As the magnitude of the fire threat increases a to-
tal flooding fire extinguishing system may be required. The "best"
agent for these two modeq of application is not necessarily the same.

A. Halon Agents for First-Aid Fire Extinguisher Applications

The habitable compartments of an Air Force aircraft are consi-
dered to be those areas which are accessible to personnel during flight.
Generally, these include the cargo/passenger compartments as well as
the flight deck but exclude under-the-floor cargo and accessory compart-
ments. These latter areas may be accessible to the crew in flight but
are not entered during the course of normal operations. The potential

f-r all classes of fire is present, particularly in the case of the
large cargo aircraft where a mixed cargo of personnel, fueled vehicles,
baggage and freight may be encountered within one aircraft.

Effective fi~st-aid fire extinguishment therefore requires that
agents possess multi-class fire-fighting capabilities under the environ-
mental conditions existing aboard operational aircraft. A rather high
degree of effectiveness is required in order that any fire can be rap-
idly controlled so as to preclude the development of a catastrophic situ-
ation with respect to structural damage, levels of toxic combustion pro-
ducts, temperature and involvement of additional combustibles. The neat
agent materials should be relatively low in toxicity, in terms of short
duration exposure, and produce a minimum of vision-obscuring vapor or
aerosol on discharge; The discharged agent should provide rapid knock-
down and extinguishment of a fire, prevent reflash at the fire site for
t've minutes or more, result in a minimum of smoke and fumes consistent
with the amount of agent required for extinguishment and, ideally, pre-
vent spread of the fire to adjacent combustibles. The toxicity hazard
of fire extinguishants considered for use in enclosed areas such as
cabin and cargo compartmentp, and their degradation products must be
balanced against the toxic combustion products resulting from the fire
itself, most of which are of an insidious nature. In the case of many
synthetic materials used or carried aboard aircraft, other toxic vapors
and fumes such as hydrogen chloride, and cyanogen can result from their
combustion or thermal, degradation, in addition Lo the commonly produced
carbon monoxide, carbon dioxide and water vapor. Fire retardant com-
pounds can also contribute to the toxic species resulting from on-board
fires. Successful fire control and extinguishment in any enclosed en-
vironment are dependent on early discovery, correct application of an
adequate quantity of an effective extinguishant in the least amount of
time required to extinguish the blaze and prevent re-ignition. Only in
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this manner cam the problems related to an on-board fire be reduced to
the levels consistent with survival of both the aircraft and the person-
nel aboard.

The agent materials most commonly used by the Air Force against
aircraft ground fires are not suitable for on-board fire-fighting pur-
poses for a number of reasons. Water, although excellent against Class
"A" fires, cannot be used against Class IB" or "C" fires in aircraft.
Its high freezing point also negates Its use in view of the Air Force's
low temperature requirement of -650F. Fire-fighting foams, both mechan-
ical and chemicals combat Class "A" and "B" fires satisfactorily but
have slow knock-down twmes and higher than required freeze points since
all, tvntil recently, are water-diluted. These foams are also readily
blocked from reaching remote areas with restricted access. Generally
none but the chemical foams are dispensed from first-aid type extin-
guisher equipment and the chemically-generated foams are too corrosive
to the aircraft structure. The dry chemical extinguishants are quite
efficient against Class "B" and "C" fires and reasonably so against
Class "A" fires. However, these agents produce a rather dense cloud on
release which remains suspended and therefore is vision-obscuring for
an undesirably long period. The powders are also deleterious to mechan-
ical and electronic equipment upon which they may deposit. Carbon di-
oxide is satisfactory as an agent against Class "B" and "C" fires but is
not particularly effective for Class "A" combustibles. Reignition of a
fire can occur fairly easily after extinguishment with CO2 . In confined
inhabited areas, such as an aircraft cabin or cargo compartment, care
must be exercised in release of an odorless agent such as CO2 since con-
centrations above ten percent in air can result in unconsciousness of
exposed personnel. It should be noted here that commercial passenger
aircraft carry both CO2 and water extinguishers as the fire protective
*devices for cabin use. The use of water is limited to Class "A" com-
bustibles while the CO2 units are intended for use in the galley area
against both Class "B" and "C" fires or in other cabin locations with
similar fire potentials., The vaporizable fire extinguishants, a family
of halogenated hydrocarbons refer~ed to as "Halons," range in character
from a normally gaseous compound (Halon 1301) to materials boiling 150OF
(Halon 1011), as shown earlier in Tzible I, Theae Halons have been found
to have widely varying effectiveness againait all classes of fires, either
in the hand portable extinguishers or in fixed system applications. All
act on the fire in a chemical mode, e.g., chain-breaking and free radical
reactions, as well as cooling and blank-ting. '11 ar,- at lcast three
times more effective than carbon dioxide un a pou,,n -for-pound basis
against Class "B" fires. The higher boiling memberý ripproach the -apa-
bility of water against Class "A" fires and all art! quiLci efficienL for
Class "C" involvement. As an example, National Burez,, of Sý-)ndards
evaluations (7) of portable extinguishers found that: "Extingt.` "ers
of the type of the one quart chlorobromomethane, ten pound rarLon •. .-
ide, and four pound dry chemical devices described herein rankeo 'ery
closely with each other as useful for attack on test fires and were •-
perior to other types of extinguishers used in this program on flammab•,
liquid fires of limited extent." Within the Halon family there are dif-
ferences in effectiveness depending on the size, type of combustible
and configuration of the fire incident or test, as peinted out by
Engibous and Torkelson (8) in their work for the Air Force.
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The question, "%&y not use the best possible agent for each fire
class rather than a single agent that is not the optimum for all?" na-
turally arises. The Air Force faces a different situation than the air-
lines, who, as noted earlier, carry both CO2 and water extinguishers in
the cabin area. Air Force aircraft perform a wide variety of mission
functions including troop and cargo transport. First-aid (portable)
fire extinguishers must therefore be capable of performing under a var-
iety of induced and natural environmental conditions imposed by these
varied mission requirements. The required fire protection must be
achieved with as little weight and volume penalty to the system as pos-
sible. While all classes of fire can occur on board military aircraft,
compared to commercial aircraft there is a greater likelihood of Class
"B" fires occurring in the fuselage area of military aircraft. The
potentiality of fire resulting from hostile action must also be taken
into account. These factors all led the then Air Corps to adopt the
multi-purpose, single agent approach in 1949 with the introduction of
the one quart (A-20) bromochloromethane (CB or Halon 1011) extinguisher,
replacing the one-quart (A-2) carbon tetrachloride and the 4BT carbon
dioxide extinguishers, for on-board fire protection. This change pro-
vided an increase in the degree of fire protection available with a re-
duction in weight and volume penalty, reduced toxicological hazard and
reduced logistic problems. Lastly, it eliminated the necessity for
crew personnel to make a choice or decision as to the correct extin-
guisher to use in case of an on-board fire emergency.

Several hundred thousand of the A-20 CB (Halon 1011) portable
fire extinguishers have been put in service since its adoption as an
AF standard item of equipment Fn December 1949. over the past 22 years
of world-wide use by the Air Force, some problems have been reported as
would be expected. Most of these problems have centered around the
toxicity of the agent Halon 1011. Isolated instances have been reported
where the irritative effects of this agent have contributed directly to
an aircraft accident. However: to date no deaths or serious injuries
can be traced to the toxicity from the CB-filled A-20 fire extinguisher
used in combatting an in-flight fire. Generally the problems recorded
have been the result of mis-use of, misapplication of, or unfamiliarity
with, the equipment and its contents. Detailed statistical data is not
available with respect to successful useage of this equipment. A samp-
ling of available, but incomplete, information (Tables 8 and 9) does
give some indication of the frequency with which this equipment has been
needed or successfully utilized.

As can be seen from these sets of data, comparatively few cabin/cock-
pit fires occurred in relation to the overall Air Force aircraft fire history
for the period between 1964 and 1967. As shown in both Tables 8 and 9, the
preponderance of cabin/cockpit fire incidents have been Class "C" (electrical)

M in nature. Table 9 shows the successful usage of the A-20 (Halon 1011) port-
able fire extinguisher in combating of A/C fires, not only in the cabin/cock-
pit areas on board aircraft, but also on fires external to the fuselage or
cabin areas. In several cases effective use of the A-20 extinguisher by the
crew was instrumental in preventing loss of the aircraft and life due to an
on-board fire. No information is available as to the instances when the~ •portable extinguishers have not been successful when properly utilized.
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TABLE 8 (Ref. 9)

USAF In-Flight Fires (1965-1967)

In-flight Fires Cabin/Cockpit Fires
Major accidents - 99 Class "A" I
Minor accidents - 15 Class "C" 14 (2 major)
Incidents - 225 Total 15

Total 339

TABLE 9 (Ref. 10)

Recorded A-20 Extinguisher Uses (Jan. 1964 - Jun. 1965)

Cabin/CocKpit Area (Ground and Inflight) External to Fuselage
Cargo 2 A/C Engine (Fuel) 8
Electrical 5 A/C Brakes 1
Heater Units 1 Electrical 1
A.P.U. 1 Total 10

Total 9

Although the overall performance record of the A-20 extinguisher
with Halon 1011 has been good, there has been a continual fear in using
the agent because of the toxicity hazard. As a result, in June, 1970,
a program was initiated by the Air Force to providc a fire extinguish-
ing agent which is more effective and less toxic than Halon 1011 for
use in aircraft habitable compartments. The target agent was to be use-
able over the -65 0 F to +160°F temperature range, be effective against
all classes of fires, be capable of preventing reignition for at least
six minutes and be able to isolate adjacent combustibles from a fire
area. The program was successfully carried out by Arthur D. Little,
Inc. under AF Aero Propulsion Laboratory contract and resulted in the
development of a foaming type of agent, based on Halon 1211, halon 1301,
and a nonionic alkanolamlee surface active agent. Using the Air Force
A-20 one quart extinguisher, modified to allow reasonable delivery rates
of the Pew agent, both Class "A" and Class "B" fires were defeated over
twice as effectively as with Halon 1011 from the standard A-20. Class
"C" fires are difficult to standardize upon but on an electrical re-
sistivity-conductivity basis the new agent was more than adequate. Since
a minimutm of agent was required to extinguish the enclosed test fires,
a minimum of smoke and fumes was generated and the concentrations of
toxic degradation products appeared to be within emergency exposure lim-
its. Details of the work are contained in AFAPL TR-71-21. "Development
of Halogenated Hydrocarbon Foam (Halofoam) Extinguishants," dated April
1971, and has been reported on at tl, dnnual meeting of the National
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Fire Protection Association held in San Francisco in May 1971. A pro-
gram is currently in progress, also by Arthur D. Little, Inc., to de-
sign and optimize fire extinguisher units, in the one quart and two gal-
lon size, to diapense the fom-type agent in the best possible manner
for on-board use in aiiccraft habitable compartments. A post-contract
evaluation of the new agent/extinguisher unit combination will be con-
ducted by the Air Force to verify perforwmnce and design requirements
preparatory to introduction -f the extinguishers and agent into the AF
inventory.

B. Halon Agent Total Flooding Fire Extinguishing System for A/C
Habitable and Cargo Compartments

With the introduction ol larg., transport aircraft such as the
Air Force C5A a more sophisticated fire protection capability is re-
quired to defend agaiast the high mission impact, loss of life and mone-
tary loss that could result from imwanted fires. Previous reliance on
small portable first-aid fire extinguishers for combatting fires in habi-
table A/C compartments is becoming impractical because of their limited
capacity and the dependence of their effectivity on rapid human response.
In view of the fact that the large military transport/cargo aircraft
will frequently be carrying fueled ground vehicles and a variety of
other highly flammable cargo and may be exposed to a hostile (gunfire)
environment, rapid fire initiation and gross fire involvement are pos-
sible. The only confident means for coping with such a gross fire prob-
lem is to provide for total flooding of the compartment with suitable
fire extinguishant. The desired properties for the agent include:

(1) That it be effective at a lor volume and weight percent con-
centrations in air for Class A, B and C fire threats. The low volume
percent requirement is necessary to preclude internal overpres'surization
and consequent structural damage to the aircraft. Minimal agent weight
concentration is desired to limit the weight penalty of the fire sup-
pression system on overall aircraft performance (range and/or cargo and
passenger carrying capacity).

(2) That it be easily and rapidly dispersable in air throughout
the compartment, i.e., be a vaporizable liquid possessing a low boiling
temperature (below -65 0 F).

(3) When uniformly dispersed in air at the effective inerting
concentration, that the resulting "neat" agent vapor-air mixture be
breathable for a short exposure period (several minutes) without seri-
ously affecting personnel actions.

(4) That the toxicity hazard due to pyrolysis of the agent be
the lowest possible for the class of agent being considered.

Of the Halon agents listed in Tableb 1, 2 and 3 the best candi-
date for fulfilling the above requirements is Halon 1301. A comparison
of Halon 1301 versis Halon 2402, Halon 1211 and nitrogen for the tot-l
flooding application mode in A/C habitable and cargo compartment 13
provided in Table 10. Nitrogen has been included because of the emphasis
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being placed on its tse for inerting of aircraft fuel tanks resulting
in its consideration Zor other fire protection applications ca the air-
craft. The data in Table 10 is based on the respective agent concen-
tration requirements in air to suppress and piLovide inerting for vola-
tile jet fuel fires. For this purpose agent peak concentration values
for n-heptane ruel were used.

Iuspsction of the agents included in Tables 1, 2 and 3 indicates
that Halon 1301 best fulfills the overall performance requirements.
Under the concentration requirements for effective total flooding fire
suppression capability all candidate agents pose a hazard to personnel
to some degree. In the case of the Halon agents the hazard to person-
nel is aggravated by their susceptibility to pyrolysis when in contact
with flame or hot surfaces. The assessment of the additional hazard
posed by the limited pyrolysis of the agent during the flame extinction

process compared to the toxicity of the by-products generated by the un-
wanted fire itself is very difficult to specify other than in a quali-
tative manner. Recently, the Bureau of Mines in a program conducted for
the Air Force Aero Propulsion Laboratory has evaluated the concentra-
tion of carbon monoxide (CO), hydrogen bromide (HBr) and hydrogen fluor-
ide (HF) products formed during total flooding fire suppression with
Halon 1301. Tests were conducted in a 216 cubic feet chamber utilizing

cotton sheeting, paper sheeting and nylon-paper sheeting as fuels. Fuel
loadings were varied from 0.018 to 0.07 oz/ft 3 and fuel geometry was de-
signed to provide for a rapid flame spread rate. In addition to vary-
ing the preburn time, the influence of final agent concentration and ap-
plication rate and technique was also evaluated. As would be expected,
varying the above test parameters influenced the concentration of hazard-
ous by-products f=rned. Typical by-product concentrations for various
combustibles and preburn times obtained in these Halon 1301 total flood-
ing fire extinguishment teets are shown in Table 11.

These tests were primarily performed to evaluate the Halon 1301
pyrolysis threat when used in a total flooding mode in relatively small
volume, 200 to 500 cubic feet, jet aircraft escape capsules. The magni-
tude of the pyrolysis product hazard is dependent on the type of combus-
tible involved, the rapidity of flame spread, the duration of the fire
prior to discharging the Halon 1301, and the rate and manner in which
the agent is dispensed. As the volume of the compartment is increased
while the initial fire involvement is kept constant, the severity of
the pyrolysis product hazard decreases. Accordingly, with a sufficiently
rapid response Halon 1301 total flooding fire suppression system, the
agent pyrolysis and combustion products hazards for large volume com-
partments do not appear to pose a serious threat. Regardless of the
agent utilized, whenever a fire occurs in habitable quarters on an air-
craft, precautionary measures euch as use of emergency breathing oxygen
should be immediately taken until egress of the aircraft can be
accomplished.

CONCLUSIONS

A. In evaluating the overall aircraft fire 'rotection require-
ments, the extent of the measures taken are dictated by a critical as-
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sesment of the probability of a particular fire and explosion threat
occurring and its effects on mission performance and loss of personnel
and propercy.

B. . nmber of potectial approaches for counteractiag the fire
and explosion threat are usually available. Selection of the best ap-
proach(es) involves an engineering evaluation of a number of factors
such as aircraft operational penalties, personnel safety, compatibility
with aircraft and flight environents, cost, reliability and mainte-
nance requirements.

C. Halon fire extinguishing agents presently offer the greatest
advantage for the following aircraft fire protection applications:

1. Extinguishment of engine installation fires.
2. Suppression of fuel tank explosions induced by point type

ignition sources. Complexity of internal fuel tank con-
figuration may pose an installation problem.

3. Fire suppression in large cargo and habitable compart-
ments by means of total flooding.

4. First-aid fire extinguishers for Class A, B and C fire
procectioa capability.

The specific halon fire extinguishing agent best suited for each
of the above applications will vary.,

D. Current halon fire extinguishing agents are not competitive
with other available fire and explosion suppression techniques for:

1. Fuel tank inerzing.
2. Suppression of explosions induced Oy multipoint ignition

sources, such as incendiary gunfire.

E. The application of any fire extinguishing agent on-board an
aircraft will require certain precautionary measures especially in hab-
itable compartments. In general, Air Force experience with halou extin-
guishing agents for aircraft fire protection has been very good.

REFERENCES:

1. Private Communication - K. C. Back, 6570th Aerospace Medical Re-
search Laboratory, Wright-Patterson AFB, January 12, 1972.

2. H. E. Perlee et al.. "Flammability Characteristics of Selected Halo-
genated Hydrocarbons," Bureau of Mines R. I. 6748, 1966.

3. A. W. Dallas and H. I. Hansberry, "Determination of Means to Safe-
guard Aircraft from Powerplant Fires irn Flight," CAA Technical De-
velopment Report No. 33, September, 1943.

4. "The Halogenated Extinguishing Agents," NFPA Q 48-8, October, 1954.

237



I

5. L. ". Hebenstriet et al., "Development of Full Scale Pyrotechnic
Generated Gas Discharge Fire Eutin~uishing System," AFAPL TR 69-66,
may, '969.

6. J. E. Demaree, '"xtinguishing Aircraft Powerplant Fires with Liquid
Nitrog&n," Data Report No. 54, FAA (NAFEC), April, 1969.

"7 "Methods of Testing Small Fire Extinguishers," National Bureau of
Standards Building Materials ard Structures Report No. 150, June 14,
1957.

8. D. L. Engibous ar, T. R. Torkelson, "A Study of Vaporizable Extin-
guishants," WADC TR 59-463, January, 1960.

9. "Flammability in Cockpit/Cabin Environments," USAF Deputy Inspector
General - Aerospace Safety Study 25-68, June, 1968.

10. NFFA-Aviation Bulletin No. 362, Appendix A, "USAF Record Use of A-
20 (CB) Extinguishers," Feb-.ary, 1969.

11. J. M. Kuchta et al., "Ignition and Fire Suppression in Aerospace Ve-
hicles," Air Force Aero Propulsion Laboratory Technical Report 71-
93, January, 1972.

12. "Halogenated Fire Extinguishing Agent Systems (Halon 1301)," NFPA
No. 12A-T Tentative, May, 1968.

Dr. Walter: Homer Carhart of the Naval Research Laboratory is going to
tell us about -_xperiences with halogenated agents in closed naval envi-
rodnents.
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APPLICATIONS OF GASEOUS FIRE EXTINGUISHANTS IN SUBMARINES

Homer W. Carhart and Ceorge H. Fielding

Naval Research Laboratory

INTRODUCTION

In some of man's endeavors, he seems to be determined to encap-
sulate himself and then place the capsule in an exceedingly hostile en-
vironment, such as outer space or the depth of the sea. Being thus en-
capsulated, he now must control his atmosphere in order to make the cap-
sule habitable for a significant period of time. Physiologically it is
highly desirable (indeed, almost necessary) to keep the oxygen partial
pressure at about 0.2-0.3 atm., as shown in Table 1, but the total pres-
sure must now be adjusted to suit the mission of the capsule. Of neces-
ity, then, the conceaitration of oxygen will vary widely, as can also be
seen in Table 1, and from the standpoint of fire hazard, this becomes
the critical factor. We all recall the disastrous fire in the Apollo
capsule five years ago in which the atmosphere was 100 percent oxygen
at 16 psi. By the same token, in SeaLab II, with an oxygen concentra-
tion of only four percent (the rest being predominantly He), fires could
not occur. Indeed, the Aquanauts tried to smoke but could not evea get
a match to ignite. Submarines are de3igned to operate at near one at-
mosphere pressure, but this fluctuates, as does the oxygen concentration,
depending on operating conditions.

Lest the reader think that manned capsules such as those given
in Table I are vehicles for only the select few, let him consider the
jet airplane, with its cargo of several hundred, which is also a cap-
sule in an exceedingly hostile environment where the pressure is below
that needed to sustain life, the temperature low enough to freeze him
and the atmosphere going past him at 600 mph. Let him also recall that
there is a mighty thin skin between him and this hostile environment,
and that fires do occur in aircraft and that occasionally oxygen is
used.

PHYSIOLOGICAL HAZARDS OF FIRES

It is a striking fact that, in many losses of life in fires, the
actual cause of death is very difficult te identify, and usually re-
mains unknown. This situation may be largely academic in situations
where an entire structure burns, arid where there are obviously several
lethal effects superimposed on persons who cannot escape from the burn-
ing structure. On Naval ships at least, and especially in submarines,

the situation is not academic. The basic structure cannot burn, but
there is a great variety of combustion products, the identities and
quantities of which depend on the comlcustibles available and the way

2'9



$4

0S.

0

-P4 0

0 .1 "4 @

P4 ) w 0 00

C'- 0 2
4)~ 0 C;C;r

0w . 0 o 4i

0.'

r4@

00

0 
0 I

$4 -4 44.1 , N :> 0.1.4
0(0 

0 0 
4

E-4@W

p44

0 0
0 to N2 w

E- 0 co~J1

0 00 0

~~~~ H r 51 @ 4 c.d
14 ".' 0. 4. 40w-4~p 0412 - 4.10(42~ ~ C- 0d00 0

0 .D CU N 4. wr CV 54
14 41 0d 0 ,

0240



they burn. If the principal lethal effects could be ide.-tified, steps
to remove or ameliorate them could be attempted.

The effects of carbon monoxide, carbon dioxide, oxygen defi-
ciency, hydrogen chloride, hydrogen cyanide, and nitrogen oxides are
reasonably well known, and the modification of these effects by the
presence of aerosols of carbon, tars and oils is beginning to be appre-
ciated. On the other hand, the effects of heat (apart from gross burns)
on the respiratory tract and body exterior are not generally realized.
The same can be said of the ease with which lethal ambient temperatures
can be produced, even from relatively small fires. Johnson and Ramskill
have shown that the burning of two pounds of cellulose or one pint of
hydrocarbon will produce an adiabatic temperature rise of about 800 C in
a 6500 cu. ft. compartment (1). Normally the resultant temperature
would be about the boiling point of water, and, even if the exposure
were short, irreversible damage to the respiratory tract could be ex-
pected.

In reporting extensive World War II studies on the physiological
effects of gasoline fires, Moritz states, "...animals as large as dogs
and pigs when exposed to this kind of a conflagration for more than 30
seconds may receive injuries that are almost immediately fatal....It
appeared that the rapid death may result from systemic disturbances
caused by the impact of heat energy on the surface of the body." (2)

Information of this type emphasizes the importance of not merely
extinguishing fires in closed manned systems such as submarines, but of
extinguishing them very rapidly. Or perhaps, better yet, providing an
atmosphere in which fires cannot start.

THE ATMOSPHERE IN SUBMARINES

Because of the very long submergence times of submarines, the
large numbers of people aboard and the complexity of machinery and
functions, it is necessary to keep regenerating the atmosphere in these
vessels in order to keep them habitable. Pertinent habitability devices
are shown in Table 2. These operate continuously.

Oxygen is produced at 2500-3000 psi by electrolysis of water.
Of necessity this produces twice as much hydrogen at the same pressure.
This high pressure allows transfer of the oxygen directly into the oxy-
gen banks without the use of noisy compressors, and permits direct dis-
posal of the hydrogen overboard against the s'_a pressure. It is easilyI recognized that from a fire and explosion standpoint, this can be a
dangerous piece of equipment and accidents have happened. Leakage
olone must be constantly guarded against - of hydrogen because it is so
high'ly flanmnable, of oxygen because it enhances fires so much.

The CO2 Scrubber is based on extraction of CO2 from the atmos-
phere by a solution of monoetlhaxiolamine (MEA) from which the CO2 is
then removed by heat and pumped overboard. The regenerated MEA is

2then reused.
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The Catalytic Burner is operated at about 600°F and is designed
to burn H2 (mostly from charging of the batteries), CO (mostly from to-
bacco smoking) and organics (from many sources) to C02 and H20. The
catalyst is Hopcalite (mixed manganese and copper oxides) which is very
effective for H2 and CO, and, at high temperature, for most organics,
but some organics, especially halogenated ones, are not completely de-
stroyed and can generate halogen acids and other undesirable products
(3, 4, 5).

The main charcoal bed is effective for removal of higher boiling

organics, particularly odors, but it needs to be replenished on a peri-
odic basis to avoid overloading the charcoal. Replenishment charcoal
is carried on patrols.

There are a number of electrostatic precipitators on a submarine
to remove aerosols, primarily tobacco and galley smokes. ThLy have to
be cleaned periodically.

Since the composition and pressure of the atmosphere in subma-
rines can be varied, submariners are cautioned not to exceed 21 percent
oxygen, regardless of total pressure, in order to avoid increase in fire
hazards. The CO2 content in operating nuclear submarines is normally
high, averaging from 0.8-1.2 percent. From a practical standpoint this
would have little significance in terms of fire. Hundreds of organic
and inorganic gases and vapors have been shown to be present, many of
which have been identified. These include CO, H2 and a great variety
of hydrocarbons, but, again, from a practical fire standpoint, they
would have little significance because of their relatively low concen-
trations. However, if hydrocarbon vapors are allowed to concentrate on
the carbon bed excessively, as has happened in the past, it hau been
shown in the laboratory that they would be a real fire and toxicity
hazard should the carbon bed be ignited (6).

FIRE FIGHTING AGENTS

Several fire extinguishants are carried aboard or have been pro-
posed. These include Halon 1310, C02 , KHCO 3 , Aqueous Film Forming Foan
(AFFF), water and, we now also suggest N2 . Seawater mains and hoses
are available, but with all the electric and electrically-powered equip-
ment on board this is not a desirable agent. However, the use of deion-
ized water, or a water spray (7), for local application does offer con-
siderable appeal. AFFF (Light Water) is an excellent agent for hydro-
carbon fires on a flaL surface but is not much better than water for
Class A or three-dimensional fires. KHCO 3 (P-K-P) is excellent for
knocking down fires and is carried on some ships. Its main disadvan-
tages are deposition in critical and hard-to-reach areas and obscuration.
(Visibility in submarines is exceedingly important, especially while
"fighting" the ship.)

Table 3 shows expected interactions of KHCO 3 and the gaseous
agents, Halon 1301, CO2 and N2 with habitability equipment. As shown,
Halon 1301 reacts with the carbon bed and the catalytic burner (8).
Obviously CO2 reacts with the scrubber. KHCO 3 would probably deposit
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somewhat in the charcoal bed, with little effect, and in the catalyst
bed where it would decompose to the carbonate. Since ten percent
Li 2 CO is added to the catalyst to neutralize traces of acid formed,
the added K2C0 3 would have little deleterious effect in small quantities,
In the CO2 scrubber, small amounts of KHCO 3 would probably dissolve in
the MEA solution; if too much is scrubbed out, the NEA solution wouldhave to be changed. Replenishment MEA is carried aboard. Release of
KHCO3 in the ship to fight a fire might easily overload the precipita-
tors causing them to arc, a highly undesirable situation, since, among
other things, this generates ozone.

QUANTITIES OF GASEOUS EXTINGUISHANTS

In a closed manned system, such as a submarine, one must be con-
cerned not only with control of any fire but with potential effects of
any extinguishants on the men and ship. Therefore, consideration must
be given to the amounts and concentrations of extinguishants released.

The first consideration is the concentration of agent needed toprevent a fire. Table 4 gives such data which show that the order of
effectiveness is: Halon 1301 > C02 > N2. It is recognized that the
values in Table 4 are for hydrocarbon vapors only and do not apply to
all fire situations, but they will be used as being reasonable "ball-
park" figures for further discussion. Using these numbers, and the
concept of total flooding, one can then calculate how much agent would
be needed for a given space. The "floodable" volume of a representative
nuclear submarine is about 125,000 ft 3 . This is divided into compart-
ments, the smaller of the main ones being about 10,000 ft 3 . Using this
as a representative volume, the data in Table 5 show the weights of
agent needed LO protect this space from fire. The numbers are surpris-
ingly close, but are also quite high.

The amounts in Table 5 would protect against a fire, but, if
used, what about the habitability of the atmospheres they would create,
i.e., what about the men? Obviously, one cannot release sufficient C09
to give a 29 percent concentration and expect men to live in such a
space. Therefore, unless there is a very fast way to remove the agent,
one must worry about the total effect in the submarine. If one can
raise the concentration of agent locally enough to control a fire, how
much can be tolerated once this is dispersed throughout the ship and
how large a s ace will this amount protect? Let us assume that men can
use air masks for short term protection, at least until the agent is
completely dispersed. The movement and mixing of air in a submarine is
quite rapid so unless compartments are isolated, everyone in the subma-
rine will soon be exposed.

Again it is necessary to make approximations and we will assume
that the "tolerable" (certainly not healthy) concentrations of agents

*Air-line masks, supplied from the compr-ssed tir banks, are available
on nuclear submarines.
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are tho'e listed in Table 6. These assumptions are not totally arbi-
trary; they do have some physiological basis. It must also be recog-
nized that we are considering reasonably long exposures.

From Table 6 we can see the calculated weight of agent required
to produce the "tolerable" concentration in a 125,000 ft 3 submarine. By
using the inerting concentrations from Table 4, the potential inerted
volume can be calculated. On this basis, one can arrive at a maximum
potential volume of the ship that can be inerted and still stay within
overall tolerable concentrations.

The data in Table 6 are given for a total pressure of one atmos-
phere, but release of the agents in the quantities given would also
affect the total pressure. This would be particularly true for N2
because of the way it might be employed.

NITROGEN

In Tables 4 aný 6 it is seen that 42 percent added N2 is needed
for inerting. At one atmosphere total pressure this generates an at-
mosphere containing 12 percent 02 (the other 88 percent being essential-
ly N2 as shown in Table 6) which means an oxygen partial pressure of
0.12 atm. This would be unpleasant and maybe sickening at first, but
that it could be tolerated for long periods can be seen by the fact that
it is about the same as the partial pressure of oxygen on Pike's Peak
(14,000 ft.) and only slightly lower than that at LaPaz, Bolivia (12,000
ft.) a city of over half a million population. However, this assumes
that we stay at one atmosphere pressure, but as we have implied earlier,
this is not necessary in a submarine. The pressure can be increased,
especially at depth. It must also be recognized that the release of any
inert gas into the submarine, even in large quantities, will not affect
the partial pressure of oxygen. Since the physiological requirements
for oxygen depend on its partial pressure and not on the total pressure
of the atmosphere, addition of even considerable quantities of nitrogen
would not decrease the acceptability of the atmosphere in this regard.

Cook, et al., (9) have shown that if ordinary Jir is superpres-
surized with an additional 2.5 atm. of N2, no combustion of paper will
occur. If the superpressurizing ic with only an additional 0.6 atm. of
N2 , ignited paper is self-extinguishing. As seen in Table 7, this latter
figure gives an atmosphere in ,hich the concentration of oxygen is 13.1
percent which is why the fire fails to propagate, but the partial pres-
sure of 02 in both instances is still 0.21 atm. and, hence, acceptable
physiologically. At the higher total pressure of 3.5 atw., however, the
problem of decompression of the men after the event would become a
factor.

It must be rcognized Lhat the figures given in Table 7 apply
only to cellulosic materials, tested in a specific way, and on the
authors' definitions of "no combustion" and "incomplete combustion".
But, again using the "ball-park" concept, these figures do indicate
that the concept of using only N2 to superpressurize the ship should be
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seriously considered as a fire fighting technique. This is particularly
true since, as shown in Table 3, N2 has no interaction with habitability
equipment.

To assist in visualizing the use of the superpressurized nitrogen
for inertine only, the pressurization phase could be accomplished either
by: (a) simply releasing pure nitrogen gas over a period of, say 30
minutes until the total pressure reaches the desired value, scy 1.6 at-
mospheres; (b) releasing compressed air only as fast as the crew con-
sumes oxygen, thus building up the pressure very slowly. For extin-
guishment of a fire starting at 1 atm. pressure, pure ný.trogen gas could
be released rapidly at the site of a fire in the amount necessary to in-
ert the local atmosphere, later allowing the added nitrogen to be mixed
with the rest of the atmosphere throughout the submarine.

The concept of pressurizing a submarine is not new. In th.e early
days of the nuclear submarines when electrolytic generators had not yet
been installed, oxygen had to be carried under pressure and in the form
of chemicals (chlorate candles). Towards the end of a long "dive", when
the oxygen was being used up, in a few instances the submarine was occa-
sionally pressurized somewhat with air from the high pressure banks to
supply additional oxygen in order to prolong the dive. Under these con-
ditions, the concentration of oxygen would gradually drop but a physio-
logically satisfactory partial pressure of oxygen could be maintained.
Pressurizing a submarine also confers - small additional bonus in that
this automatically permits a corresponditg increase in maximum operating

depth.

CARBON DIOXIDE

Tabie 6 shows how much total CO2 could be "tolerated" in a
125,000 ft submarine. On a weight basis, this comes to 560 lbs.

Table 8 shows the rate of removal of CO2 for a single scrubber. It is
seen that at 4.0 percent C02 , the estimated rate of removal would be 65
lbs./hr. assuming 50 percent efficiency. Nuclear submarines carry t-wo
scrubbers, so this value can be doubled. The low assumed efficiency is
based not only on the efficiency of the scrubber but on the fact that
the present removal system (stripper and compressor) might become too
overloaded to be highly efficient. However, even at a higher efficiency
the rate of removal would still be slow. At four percent CO2 the men
would undoubtedly be hyperventilating, but even under normal conditions
they would still p.oduce an additional 10-12 lbs. of C02 /hr., which
would also have to be removed.

As shown in Table 3, CO2 does not interact with other habitabil-
ity equipment, so that in limited amounts it -ould be quite acceptable
for use in submarines.

HALON 1301

Table 6 shows that a total of 1900 lbs. of Halon 1301 could be
"1"tolerated' in a 125,000 ft 3 submarine. Normally, it would be used in
much smaller quantities, but the problem of disposal would still be very
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real. As shown in Table 2, a submarine carries 500 .bs. of activated
charcoal which at saturation has been found to hold cver 25 percent of
its weight or organic vapors. The question was raised regarding the po-
tential of using thi:. charcoal for adsorbing and removing any released
Halon 1301. The first experiment (10) was to determine the maxim-m ca-
pacity for adsorption under equilibrium conditions using the pure gas
only (i.e., obtain the B.E.T. isotherm). This is plotted in Figure 1
for pressures from near zero to 1 atm. (Curve B is the fitst part of
Curve A, up to 50 mm. pressure.) It can be seei that the total amovat
of adsorption is low - even at 1 atm. pressure 3f pure Halon 1301 the
charcoal adsorbs enly 65 cc of halon/gren. Another interesting but not
unexpected effect can also be seen in Figure 1. It is noted that the
points for adsorption and desorption fall on the same curve, i.e., there
is no hysteresis, showing no measurable irreversible reaction of the
halon with the carbon (by this technique).

From a more practical standpoint, it is necessary to know the ad-
sorption chavacteristics in a dynamic system, such as in a submarine.
Figure 2 shows the results of Dassing air containing one percent Halon
1301 through a 10 cm. charcoal bed at 100 cm./min. (10). Curve B shows
that witb continuous input the charcoal bed "breaks" at about 30 min.,
and at about 80 min. the exit concentration is about 50 percent of the
inlet concentration. It was also of interest to determine whether under
flow conditions, the charcoal was behaving primarily as a pure physical
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adsorbent (in which case it would perform like a chromatographic col-
umn), so, after 20 min. flow of one percent halon, only air was passed
through the bed. As seen by Curve A, the "break" occurred right on
schedule (30 min.) and a chromatographic type elution peak resulted.
This shows that the retention is essentially puce physical adsorption.

From results such as those presented in Figures 1 and 2, one can
determine the amounts of Halon 1301 removed from an air stream (i.e.,
retained on the charcoal) for different flow rates, concentrations,and
"break-times". Table 9 shows examples of such data for two flow rates,
three concentrations and two definitions of "break-time," 10 ppm and
10 percent of input found in the effluent. Extrapolation of the data
in Table 9 yields the numbers presented in Table 10. The airflow rate
of 2860 cm./min. (94 fpm) is representative of that in a submarine.

Under these conditions the pitifully small amount of only about 10 lbs.
of Halon 1301 would be removed by a 500 lb. bed of charcoal, up to 10
percent "breaK-point." If the charcoal were not removed, even this
would eventually be eluted back into the ship to an equilibrium concen-

tration.

Since the charcoal bed would not be an effective removal device,

halon released into the submarine would remain for a long time unless
it interacted with other systems. As shown in Table 3, it does react
with the catalytic burner. Compounds containing C, H and 0 only are
burned "clean" (i.e., to CO2 and H20) in the burner, but compounds con-
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taining halogens may or may not generate halogen acids, depending on how
stable they are. Table 11 gives data on the stability of several of
these, including Halon 1301 (4,8). (R-11, 12 and 114 are used extensive-
ly as refrigerants on board, but, because of the instability of R.-11, it

is being supplanted by R-114.) As Table 11 shows, Halon 1301 decomposes
only about 0.2 percent per pass at the nominal operating temperature of
the burner of 315 0 C. But temperature cycling and uneven heating found
in operating burners lead to "hot spots" at temperatures even in excess

of 360'C where the decomposition is about three percent per pass. At
the quantities of halon needed to fight a fire, this represents the gen-
eration of a considerable mnount of halogen acids, a situation that would
soon become intolerable, and the burner would have to be shut off.

CONCLUSIONS

From the above, it would appear that Halor. 1301 could be quite
effective, but if it is used, it would evettually be necessary to sur-
face and ventilate the ship. In certain cases this might be considered
as aborting the required secrecy of some patrols. In wartime, surfacing,
even to snorkel depth, could be disastros. It is recognized that a
major fire constitutes an emergency, however, and the chance may have to
be taken. If practiced, the half-life for removal of a contaminant by
snorkeling is about one half hour.I CO2 could be used for small fires, (i.e., the more common ones)
but not for "flooding" the ship unless the men donned their air masks
and the ship ventilated. At low total usage, the CO2 could probably be
handled without ventilating.

Nitrogen, though a relatively poor fire fighting agent, offers

some vnry interesting possibilities by just allowing it to pressurize
the submarine as it is relpased. Return r-o a "normal" atmosphere after

a fire would be relatively easy. Oxygen from the banks (or generator)
could be added at such a rate that approximately 0.21 atmosphere partial
pressure ef oxygen could be maintained while the overpressure is being
reduced by pumping the "vitiated" air back into selected banks for dis-
posal later. Thus, return to "normal" could be accomplished without
the need for ventilating.
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REMARKS

Dr. Walter: Our next paper will be by J. M. Kuchta, who is replacing
David Burgess, of the Bureau of Mines, on the "Effectiveness of Halo-
genated Agents Against Gaseous Explosions and Propellant Fires."
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EFFECTIVENESS OF HALOGENATED AGENTTS AGAINST GASEOUS

EXPLOSIONS AND PROPELLANT 'FIRES

Joseph M. Kuchta and David Burgess

Bureau of Mines

ABSTRACT

Results were sunmarized from Bureau of Mines studies on the
effectiveness of halogenated agents as fire and explosion suppressants
and on the limitations of a commercial Halon 1301 extinguisher for use
as an ignition-quenching device. Halons containing bromine tend to be
more effective than those without brqmine in inerting hydrocarbon-air
mixtures; the Halon 1301 requirement for inerting methane-air mixtures
was greater than that reported in NFPA literature. Methane-air: igni-
tions in the Bureau's Experimental Mine were quenched by a commercial
Halon 1301 extinguisher (four ft. away) only when the agent'was applied
before the fireball diameter exceeded some c.itical value ( -18 inches).
Dispersion experiments revealed that extiguishment-failures in the mine
tests were attributable to nonuniform agent distribution which resulted
in the formation of voids with very low agent concentrations. A prac-
ticable concentration of Halon 1301 (e.g. 10 percent) can inert a' small
spill of a propellant such as Aerozine-50 at room temperature against
ordinary ignition sources. However, impracticably high halon concentra-
tions would be required to extinguish an established Aerozine-50 pool
fire or to inert the maximum vapor concentrations of this propellant
possible in a closed chamber.

INTRODUCTION

Halogenated hydrocarbons such as Halon 1301 (CF3 Br) are known to
be highly effective in quenching the flames of hydrocarbon fuels in air.
They are therefore used in fire or explosion suppression systems, aln
though it is necessary to initially determine the design requirements for
the intended application. This paper compares the inerting effectiveress
of Halnns 1202, 1211 and 1301 with methane-air mixtures and the results
of large-scale experiments that were performed in the Bureau's'Experi-
mental Mine to evaluate a commercial Halon 1301 eýtinguisher. Results
of dispersion experiments are also presented to explain the limitations
of the extinguisher as a quenching device. In addition, data are given
on the Halon 1301 requirements for inerting the vapors of hydrazine-type
propellants and for extinguishing fires involving such propellants.
Some attention is given to extinguishment of secondary fires and to the

products of combustion of a hydrazine fuel blend (Aerozine 50) in a
halon-containing atmosphere.
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INERTING OF FUA1ABLE A71OSPHERES

The efficacy of any extinguishant as an inerting agent or explo-
sion suppressant is normally defined by the minimum concentration re-
quired to prevent flame propagation through the flammable mixtures that
can be formed with a particular fuel and oxidant. This critical concen-
tration tends to be higher for the premixed flames than for diffusion
flames and, therefore, the premixed flame data should be relied upon for
inerting a f!ammable atmosphere. Data for diffusion-type flames are ap-
plicable primarily to the extinguishment of liquid fuel fires, which will
be discussed in another section of this paper.

Vaporizable halogenated hydrocarbons represent one class of extin-
guishants that are superior to the inert gases in suppressing gaseous ex-
plosions. Halon 1301 (CF Br) is perhaps the most widely used halogenated
extinguishant because of Its high vapor pressure, low toxi-ity (undecom-
posed), and great effectiveness as a flame inhibitor. However, exposure
co the decomposition products of any halon must be avoided because of the
toxicity hazard. Figure 1 shows the complete range of flamable compo-
sitions that may exist at 75OF for methane-air mixtures inhibited with

20 I

18 %troo100%-% methane-VHolon

16

14

C.ti 12 -

Z lo mo lz ~mixtibres
W 8-

6

4

2

I I I .&
0 I 2 3 4 5 6

HALON, vol pct

FIGURE 1. Limits of flammability of methane-air mixtures inhibited

with Halons 1202, 1211 and 1301 at 75'F and atmospheric
pressure (4 inch diameter tube).
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this halon and with Halons 1202 (CF2Br2) and 1211 (CF2 BrCl). These data
were obtained in the Bureau of Mines F-11 apparatus (1) (four-inch diam-
eter by 40 inches long) under near-stagnant flow conditions; the mix-
tures were ignited with a spark energy source near the bottom of the
tube length. At these conditions, the minimum extinguishant concentra-
tions (volume-percent) above which flame propagations were not possible
were as follows: 3.8 percent Halon 1202, 4.7 percent Halon 1301, and
5.8 percent Halon 1211. The observed value for Ralon 1301 is more con-
servative than the 2.0 percent concentration that is specified by the
NFPA (2) as adequate for inerting these mixtures; differences in appara-
tus dimensions could account for the data variations. It is not sur-
prising that the halon (1202) containing the most bromine atoms was the
most effective inhibitor since burning velocities are depressed more by

bromide additives than by chlorides or fluorides. In comparison, an
inert gas such as nitrogen has a rather small effect on flame properties;
thus, at least 38 percent added nitrogen is necessary for inerting meth-
ane-air mixtures.

Generally, the flammable vapor-air mixtures of saturated hydro-
carbons require less than 10 volume-percent Halon 1301 for inerting at
70°F and atmospheric pressure. (2,3) However, at least 20 percent ap-
pears to be needed for a fuel like hydrogen. Other halogenated agents
which contain only fluorine and chlorine are usually much less effect-
ive than those with bromine. Figure 2 (4) shows that the inerting con-
centrations for gasoline vapor-air mixtures were above 10 percent with
such agents as Halon 112 (CHCI 2 F), 113 (CCI3F) and 122 (CC1 2 F 2 ). Note
also that inerting effectiveness increases with the number of halogen
atoms in these materials. Nevertheless, each of these halons was more
effective than nitrogen, carbon dioxide, and the exhaust gas (gasoline
engine) used in the flammability experiments. The ability of the inert
gases to quench flames is largely dependent upon their capacity to ab-
sorb heat; the results for the inert gases in Figure 2 are consistent
in this respect.

The inerting requirements can increase with increasing tempera-
ture since the halons are combustibles and may autoignite if sufficient-
ly heated. Table 1 lists the minimum autoignition temperatures found
for five halons in air using a 250-cc heated flask. (5) Limit-of-
flammability data are also included in this table to show that three of
the halons were capable of propagating flame in oxygen but not in air
at the given mixture temperatures. Halon 1011, which was the only non-
fluorinated agent, was the easiest to autoignite and had the widest
flammability limits in oxygen.

EXPLOSION SUPPRESSION BY TOTAL FLOODING MODE

In the practical case of explosion suppression, the suppression
device must detect and quench a developing flame before it propagates
beyond the p-tected area or before the pressures become excessive.
Normally, the extinguishant is discharged by the total flooding mode to
provide rapid distribution of the -cgent. However, in a large confined
space containing a flammable atmosphere, quenching of an cxpanding flame
can be difficult to achieve if the flame has grown to some sizable fire-

259



8 I I I I I I I I I I

U

I _ J . _ L _ L , I 1 . I I . I
0 8 ;2 16 20 24 28 32 36 40 44

INERT GAS IN ATMOSPHERE, pCt

FIGURE 2. Limir- of flammability of gasoline vapor in air with
variou.- inert gases and halogenated hydrocarbons at

80°F mnl atmospheric pressure.

ball before dispe: ion of the agent. This was experienced in a series
of extingttishing t. ;ts (6) that were conducted in the Bureau's Experi-
mental Mine using , commercial Halon 1301 extinguisher (Fenwal bottle).*
The extinguisher w-= equipped with an explosively actuated diaphragm
for releasing the i4on through a three-inch-diameter outlet fitted
with a 1200 dispersion nozzle. The tests were made in a six-ft.-high
by nine-ft.-wide by 2V-ft.-long section of the mine entry that was

filled with a stoichikmetric methane-air mixture and with the extin-
guisher 38 inches from the point of ignition; ignition was effected by
an electrical spark sotrce which was located 10 inches from the coal
face at the end of tht entry.

The results frov, the mine tests (Table 2) showed that with about
26 lbs. of Halon 1301, pffective quenching could be obtained when the
halon discharge was delaed as long as 88 millisecords but not when the
delay was 97 or 123 milli-econds. Motion picture records indicated
that the growth of the firrcball diameter was at a rate of about 200
inches/second and that tne largest diameter of flame that was extin-
guished was not over 18 in'iies. With eight-lb. Halon 1301, flame
quenching was not obtained *iien the extinguisher (.,lay was increased
from 51 to 80 milliseconds. These records also revealed that the high
turbulence produced by the dhcharge of extinguishant tends to make ex-
tinguishment more difficult 6tnce parts of the fireball are distended
and blown away from the axis v'i discharge. Aside from using multiple

*Reference to specific trade nains is made to facilitate understaniding
and does not imply endorsement t, the Bureau of Mines.
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suppression units, it was apparent that changes in the design of the ex-
tinguisher nozzle were required to provide more uniform and effective
dispersion of the agent.

The dispersion pattern produced by an extinguishing system is
important in determining its 4lmitations in protecting a given area.
Such information (6) was obtained for the commercial Halon 1301 extin-
guisher in a simulated mine entry in which the spatial and temporal dis-
tributions of the halor were determined under loading conditions similar
to those used in the mine tests. The dispersion pattern that can be ex-
pected with this extinguisher is illustrated in Figure 3 in which se-
lected frames from motion picture records show the side and rear views
of the halon cloud formed after discharge. The most interesting aspect
of these records is that the lateral dispersion (see rear view) is not
uniform and is characterized by the existence of six or more lobes of
opaque h'ite cloud which advance laterally at a rate of about 125 ft./
sec.; the frontal lobe, which is seen in the side view, advanced at a
rate of 200 to 300 ft./sec. Although the lobes eventually rerge, voids
apparently exist in the halon cloud during the critical period (initial
100 ms.), when an explosion suppression device would be required to
quench an ignition., Figures 4 and 5 show the position of the leading
edge of the opaque cloud as a function of time. It is noteworthy that
regardless of the loading, the extinguishant reached a point 38 inches
from the nozzle within 13 milliseconds; this point corresponded to thelocation of the spark ignition source in the mine experiments.

Concentrations were measured in the above experiments with probes
that were located in the vertical plane, 38 inches from the dispersion
nozzle. Table 3 summarizes the peak Halon 1301 concentrations obtained
at various probe positions. Highest concentrations were found near the
axis of flow where they reached near maximum values ( >20 percent) with-
in about 50 milliseconds. At other probe positions, the halon concen-
tration rose at slower rates and did not peak until about 100 milli-
seconds or more. Of particular interest are tests 2 and 3, in which the
peak concentrations at probe positions 6, 7 or 8 were as low as two
percent (test 2) or seven percent (test 3); furthermore, halon was not
detected or was present only in small concentrations at these positions
during the initial 100-millisecond period. Thus, the presence of such
a "hole" in the dispersion pattern would allow a flame to continue to
burn until extinguishant was brought to this position by convection.
Such dispersion patterns can account for the extinguishlent failures
that were experienced in the mine experiments.

Presently the Bureau is investigating other nozzle dispersion
designs that would improve the effectiveness of explosion suppression
devices, particularly for use in quenching mine gas ignit ins. For
this application, it appears desirable to reduce the ayial velocity of
dispersion and to increase the agent concentration at the periphery of
the eischarge. Solid cone and hollow cone dispersion nozzles have been
designed with this in mind but have not been evaluated in extinguishing
tests The use of a hot propellant gas for vaporizing and dispersing
the agent is also under consileration. This type of dispersal system
is reported to reduce the agent concentration requirements and could be
used with gaseous and liquid extinguishants.
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FIGURE 3. Selected frames from motion picture sequence showing
(A) side view and (B) real, view of Halon 1301 stream.
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FIGURE 4. Location of leading edge of extinguishant cloud (frontal
lobe as seen in side view).

APPLICATION OF HALON 1301 TO THE FLAMMABILITY HAZARDS OF AEROZINE-50

The propellant Aerozine-50 (A-50) contains by specification (7)
approximately 51 wt % of hydrazine (N2H4 ) and at least 47 wt % unsym-
metrical dimethylhydrazine (UDMH). Being a blend of volatile fuel
(UDMH) with an endothermic one, A-50 combines the handling hazards of
low flash point and wide flammable range.

In most circumstances the preferred countermeasure to a spill of
A-50 is the application of copious amounts of water, because water's
mutual solubility with A-50 results in a strong suppression of the fuel's
vapor pressure. However, A-50 is used under some circumstances wherein
a water deluge could be more damaging than the small fire that it was
meant to avert. Therefore, the use of Halon 1301 as a first-stage in-
erting or extinguishing agent (to be followed only if necessary by water
deluge) has been studied. (8) Halon "inerts" an A-50 vapor/air mixture
by raising the lower flammability limit of the fuel vapor, and it inerts
a pool of spilled A-50 by raising its fire point; its action in the ex-
tinguishment of a burning A-50 pool is more complicated, as will be dis-
cussed below.

The effects of Halon 1301 on the flammabilities of three repre-
sentative fuel vapors in air were investigated: UDMH in concentrations
from 0 to 20 percent; 80 UDMH-20 N2H4 from 0 to 27 percent; and 50 UDMH-
50 N2114 from 0 to 13 percent. These were metered as liquids through
motor-driven syringes and were completely vaporized at slightly eleva-
ted temperature, typically 1000F, into a metered gas stream of air and
Halon. Limits-of-flammability of the mixtures were determined in the
Bureau of Mines F-11 flow apparatus.

Figure 6 shows the limit curves as determined by some 70 trials,
the experimental points are omitted for clarity. A curve for 80 UDMH-
20 N2 U4 /air/N2 is included for comparison. The sulic' portions of lhe
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curves =re terminated where the fuel vapor concentration reaches its
equilibrium value at 77 0 F. Arrows indicate the concentrations for
stoichiometric combustion to C0 2 , H2 0 and N2 ,

The greater effectiveness of Halon 1301 as compared to N2 appears
more significant if one considers that the most probable mixtures at any
distance from a spill will be lean mixtures. Nearly 60 percent of N2 is
required to inert even a very lean (80 UDMH-20 N2 H4)/air mix.ure; almost
the same figure has also been found for UDMH/air. (9) On the other hand,
the required concentration of added halon rises much less steeply to
about 20 percent at the respective concentrations for stoichiometric
burning. A disappointing feature of inhibition by halon is the contin-
ued rise in requirement as the mixtures become progressively richer than
stoichiometric.

The vapors from an A-50 spill become easier to inert with halon
as the liquid evaporates; this follows both from the curves of Figure 6
and from the decreasing vapor pressure as UDMH is depleted in the liquid.

The inerting of A-50 pools by Halon 1301 was tested in the two-

ft.-diameter by four-ft.-high chamber of Figure 7. The desired ambient

atmosphere was obtained by a constant throughput of -6.2 ft. /min. of
air plus extinguishant, which entered the chamber through the diffuser
coil and pebble bed at the bottom. Windows (for photographic coverage),
thermocouples (for flame sensing), and a ring probe (for gas sampling)
were provided. The liquid sample, initially 50 ml of A-50, was con-
tained in a four-in.-diameter by 3/8-in.-deep crystallizing dish seated
on a load cell for recording of weight loss. Ignition was effected by
a spark 0.25 in. above the liquid surface. With no halon in the atmos-
phere at room temperature,ignition was effected reliably with each
spark. Upon addition of halon, the -)rs above the liquid continued
to flash with each spark but pool ig .ion became erratic; at 6-7 per-
cent of halon, the pool failed to ignite even with repeated sparks.

267



Figure 6 showed that seven percent of Halon 1301 raises the lower

flammability limit of UbMH only from 2.0 to 2.7 percent. In view of

this small change of flammability, the inerting by six to seven percent

of halon was at first taken to be an artifact of the pool and igniter
geometry. Accordingly, the work was expanded as shown in Table 4 to in-

vestigate the effects of several system parameters. Series 1 and 2 of

Table 4 show that the depth of dish is relatively unimportant, whereas

series 3 and 4 show the very minor effect of dish diameter. All data

shovi that the reqzired concentration of halon is roughly proportional to

the vapor pressure of A -')%

The burning of a pool of liquid A-50 is typical of liquid pool

fires except for the endothermic nature of the propellants. Figure 8

shows the radiation level (assuming spherical symmetry) and the weight

loss vs. time of 90 lb. of A-50 burning in a 48-in.-diamerer aluminum

tray. There are clearly two stages: in the first stage, comprising
about half the total weight of fuel, the burning rate is comparable to

that of pure UDMH in the same diameter of pool; in the second stage,

burning is faster and is accompanied by vigorous agitation of the liquid.

S70

(UDMH-N 2 H4)/air/odditiveI, - (80-20)/oir/Nitrogen

50/ 
(100-0)/oir/Hoion I0

40- (8C-20)/air/Halon 1301

30-
.J 30
0

20 -
(50-50)/oir/Holonl3Ol

10 KEY

10 --- Mixture exists above 77*F

-- Stoichiometric mixture

0 5 10 15 20 25
FUEL VAPOR, vol pct

FIGURE 6. Effect of diluents on flammable limits of A-50 vapors
in air at 100 0 F, I Atm.

268



.0- an C;

0 ro-0 0 C4 8- a

.54

1-4

Pf 
'o

'.9 41

vs. OE4- ~ I Cd US

00 0.

0 4m 3 4 60

oo44 'a

V4 43 C

415
1. 4 0 i

V% A%. '4 a0 in'0 =o~1 "@0 VS U' 0 0%

0d a
4 gji 0' 0 13 I:

to 0 c - 0
.94.

oo Ai 's w

64 .4 S

C14 en4

e-4 v- .~269



-T2 Dif fuser coil

Sum' /andk pebbe be

Lood Coel

T- Thermocouple

FIGUR 7. Two-foot-diameter by four-foot-long chamb~er used for
extinguishing and igniting trials.

No effective countermeasure was found for the second stage of
burning except for diluition with water. However, the fire can be ex-

* tinguished during the first stage by large concentrations of C02 or
halon.

The addition of C02 to the ambient air has almost no effect on

the burning rate until, at 35 percent of C02 , a UbfIM or (first stage)I
A-5O flame abruptly blows of f. The effect of adding Halon 1301 is
more complicated. At some concentration in the range of 5-15 percent
of Halon 1301, the iwninocs diffusion flam~e disappears and the halon
teaoa reacts directly with the hot vapors above the liquid surface,
generating a dense white smoke. In the meantime, the weight loss rate
is unaffected as shown in Figure 9, and burning proceeds into the usual
second stage. The esncentration of halon required to extinguish comn-
pletely an A-5O fire is a strong function of tray diameter; thus 36
percent (if Halon 1301 suffices for a four-in, tray, but 48 percent was
1reuire' by a six-in.-diameter pool. Since even 36 percent is an im-
practiczbie quantity of extinguishant, the work was not pursued with
larger: Dooll diameters or depthsl

In exfperiments similar to !-lose on the oxtinguisement of A-50,
f:*-vi4-tional liquid fuels were ignized in six-in.-diameter trays, al-

a minuete of burniag, and then extinguished with falon 1301. The
nequirsd concentrations of Halon 1301 were five percent to extinguish

T-sziig hexane and nine percent to extinguish methanol. aote similarity
ef irese nimbers to the 6.3 percent required to inert an A-50 pool and

279



j

to the 5-1 percent required, to extinguish the visible flame of A-50
leads us to L"e following speculation: in both early and later stages"
of A-50 burning -sere is a decomposition flame close to the liquid sur-
face with CH4 , H2 , .-zd Mi3 as major prodticts, followed by an air-support-
ed diffusion flawe tha. burns these products to C02 , H20, and N2; and
the decomposition flame (aý ltast in the early stages) is only initiated
by the diffusion flame. Ther•tore, the inerting of an A-5O pool is com-
parable to the inerting of other !'quid fuels; but once ignited, the A-
50 fire is nearly independent of its zibient atmosphere and becomes more
self-sufficient as the fuel becomes richer in N2H4 .

Several small (three-cm.-diam.) dishfuls, of A-50 were allowed to
burn " ,ithin a glass chamber to permit total collection of products. The
smokes generated in Halon 1301 air atmospheres were caught on glass
cloth filters and submitted to analysis for C, H, N, F,ý and Br (Table 5).

The numbers have been normalized to 14.01 for nitrogen to show at a
glance the degree to which the smoke is represented by its major constit-,
uent, NH4 Br. The first four columns of data refer to the early stages
of A-50 burning in which the major fuel constituent was UIMH. The
average empirical formula of product is NH3.98BrO.9OCO.O1FO.0 2 . X-ray
diffraction showed the samples to be impure ammonium bromide which be-
came quite pure NH.4Br on a single recrystallization from ethyl alcohol.
The final column represents a. late stage burning in which the fuel would
have been primarily N2 H4 . A substantial amount of fluoride appears in
the smoke analysis.

The table also includes the production rates of smoke in severai
experinwnts. Smoke outputs were roughly proportional to Halon 1301 con-
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FIGURE 8. Burning of 90 pounds of A-50 from a 4-foot-diameter
f altminum tray in air.
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FIGURE 9. Burning of A-50 from a 6-inch-diameter glass tray, with andwithout Halon 1301 extinguishant.

centration. About three to six percent of the nitrogen from the burned
fuel and about the same proportion of bromine from the halon appear in
the NH4 Br. No appreciable smoke was found in premixed vapor/air/halon
flames or in pool burnings wherein the luminous reaction zone had not
been eliminated. High densities of smoke appeared during attempted
spark ignitions of A-50 pools inerted by halon.

The gaseous products of the small pool fires were submitted to
gas chromatography in which, unfortunately, no peak representing a
fluorine compound could be identified. Table 6 shows identifiable gas-
eous products. In the absence of Halon 1301 (col. 2) the only gases
are air, H20, C02, and excess N2 . In the halon experiments, H2 and hy-
drocarbons appear it the UDMH stage of burning (col. 3), whereas NH3
and additional H, appear in the N2H4 burning stage (col. 6). Note par-
ticularly that the same produits appear at 0.6 cm.(cols. 4 and 5) from
the liquid surface as 15 cm.dawnstream. Now consider that the burning
rate from Figure 9 is completely independent of the presence of 19 per-
cent of halon. Thus, it appears that the burning rate in each stage of
burning is independent of the diffusional flame that converts intermedi-
ate products to C02 and H20. In the N2H4 stage (cols. 5 and 6), such
intermediate products as NH3 and H2 are sufficiently exothermic relative
to N2H4 to maintain a decomposition flame, but in thp UDMH stage (cols.
3 and 4), much of the exothermicity depends on a small amount of H20
that is formed near the liquid surface. Presumabl- this is the burning
that can be inhibited by ai large concentration of Halon 1301.
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TABLE 6

Gaseous Products Above 3-cm-diam A-50 Pool

Burning Stage 1 1 1 2 2

Halon 1301, percent 0 25 25 25 15

Height above liquid, cm 15 15 J.6 0.6 15

Gaseous products, percent

H2  0.1 3.5 8.8 18.8 12.4

02 17.5 16.7 13.4 3.7 8.5

N2 80.1 66.2 61.1 41.9 48.3

CK4  -- 4.1 5.2 8.5 0.2

CO -- 0.2 0.4 0.3 --

CO2 1.8 0.1 0.1 0.0 --

C2H4  -- 0.2 0.3 0.3 --

C2H6  -- 0.3 0.3 0.4 --

F20 0.5 1.2 1.4 0.4 0.3

NH3  .. .-- 0.3 17.6 27.0

LEalon 1301 -- 6.9 7.7 6.1 2.3

Unidentified -- 0.6 0.5 2.0 1.0

2
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A sumary of Halon 1301 requirements is given in Table 7.
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REMARKS

Dr. Christian: I have been asked a number of times since jesterday
about the availability of the papers from this symposium, so I thought
I ought to repeat that the Acadenry will assemble all of the papers itito
a publication, and distribute them to all of the people who have been
registered at this meeting.
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I am guilty of an omission. I should have mentioned earlier the
fact that the fire equipment manufacturers, through their trade associa-
tion, the Fire Equipment Manufacturers Association, have generously con-
tributed financial support for the publication of these papers from the
symposium. We are very grateful to them for doing that.

We have had a little slippage of the program. Some of the things
ran overtime this morning, and we have banished Chairman Walter from the
podium for letting that happen. This afternoon we are going to pick up
what was left over from this morning's session on Applications, but we
will have a new chairman, who is well qualified to handle this, because
he is a retired Army man.

I am not going to-try to tell you what the new program schedule
is going to be like. I am not sure myself. But as we go along, the new
chairman will keep you posted.

I would like to introduce to you at this time the chairman of
this afternoon's session, Mr. James W. Kerr, who is among other things
in charge of the fire research activities for the Office of Civil De-
fense. He is also a member of the Committee on Fire Research.

Mr. Kerr: Thank you, Bill. Welcome to what is left of Session III. We
will talk about Session IV shortly.

The first afternoon paper today will be on Halon 1211 by Albert
Edmonds, Imperial Chemical Industries, Ltd.
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USE OF HALON 1211 IN HAND EXTINGUISHERS AND LOCAL APPLICATION SYSTEMS

Albert Edmonds

Imperial Chemical InCiustries, Ltd., England

Amongst many other activities, Mond Division of Imperial Chemical
Industries is engaged in the manufacture of fire-fighting chemicals.
For many years we have supplied sodium bicarbonate as the main ingredi-
ent for dry chemical formulations. In the early 1960's Halon 1211,
which is widely known in the UK and other countries as BCF, was intro-
duced. This is a liquefied gas extinguishing agent of particular value
in situations where cleanliness and freedom from residues are important.
The main usage of BCF is in portable extinguishers, and models of vari-
ous sizes are offered by manufacturers in Britain and several other
countries throughout the world, but presently excluding the USA. There
now exists, however, a tentative NFPA Standard and the Underwriters'
Laboratories have agreed to rate and list 1211 hand portables.

This paper is concerned with fire applications where 1211 can be
used with safety and where its properties make it the preferred agent.

Mond Division developed 1211 in the belief that it would be a
safer and more effective agent than carbon tetrachloride which was then
in common use, but which has since been banned foy fire fighting in the
USA, Eurone and several other countries.

In the Wright report, published in 1960, it states that "the use
of any fire extinguishing agent is a compromise between the hazards of
the fire, smoke, fumes and a possible increase in hazard due to the tox-
icity of the extinguishing agent used. The problem resolves itself in
selecting the agent which reduces the total hazard most." How does 1211
meet these requirements?

1211 is particularly suitable for Class B and C fires and com-
bines the special merits of high efficiency with relatively low toxicity
and absence of corrosive effects. Its boiling point, -4 0C (25 0 F), con-
fers additional advantages in that it is low enough to give rapid vola-
talization and quick action on a fire, but high enough to give only a
moderate vapor pressure at normal temperatures.

1211 is selected for thcse situations where the mess from powder
or foam is unacceptable or where the fire is obscured. In the UK major
outlets for 1211 extinguishers are (1) public service vehicles, (2) mili-

tary vehicles, (3) laboratories, (4) telephone exchanges, (5) electric
and diesel locomotives.
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ancsWe have carried out a series of experiments to measure the con-
•entration of 1211 1likely to result from the discharge of hand appli-
andes i confined spaces. It was clearly impracticable to cover every
possible application by specific experiments and the following confined
volumes were selected as being representative of a wide range of prac-
tical fire applications:

1. A partly ventilated room of 2,500 cu. ft. volume.

2. A well sealed room of 945 cu. ft.

3. A cab of an Austin diesel truck of estimated volume 97 cu.
ft.

In several of the experiments a nominal three pound extinguisher was
used, which, in most instances, would represent in practical terms an
excessive use of 1211 in the smaller volumes.

The results showed that the highest concentration of 1211 always
occurs at floor level and the lowest concentration at ceiling height.
A "layering" effect was obtained in the well sealed room (945 cu. ft.).
This condition is not observed in "total flooding" or local application
systems where the energy at discharge is considerably greater and the
consequent atmospheric turbulence more pronounced than that created by
the discharge of a hand extinguisher.

No high local concentrations of 1211 were recorded and, as would
be expected, a small degree of ventilation caused a rapid decrease in
concentration at all points.

In the case of the truck, a three pound 1211 extinguisher was
totally discharged into the cab through a slightly open passenger's
door which was shut after discharge. The concentration of 1211 at nose
height at the end of discharge was 2 percent falling to 1.3 percent
after one minute.

The results obtained in the well sealed room of 945 cu. ft. ca-
pacity showed that the concentration of 1211 at nose height at the end
of discharge of a three pound extinguisher was only 0.4 percent.

The overall conclusion from this work is that even in confined
spaces the concentration of 1211 produced by the deliberate or acci-
dental discharge of a hand extinguisher of a size usually provided is
not hazardous.

We have now had over ten years experience in the use of 1211 hand
extinguishers and this has confirmed the effectiveness, high chemical
stability, and low risk of the agent.

1211 aerosol type extinguishers have fulfilled a need for a cheap,

but effective appliance that would appeal to the private car owner. Be-
cause 1211 is chemically stable and has a low vapour pressure it can be
stored in an aerosol for a number of years without deterioration.
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Tinplate .or aluminium monobloc cans are used, but the valve must have a
discharge rate of 30 to 40 grams a second. The aerosol type extinguisher
is .a, useful supplement to the standard type extinguisher in offices, la-
boratories and on pleasure craft. The "self evident" method of opera-
tion is a real benefit when the appliance is used, as it nearly always

is, by inexperienced people.

In a well designed hand extinguisher the 1211 will be discharged
as a broken liquid stream with a "throw" of between six and ten feet.
The total discharge time will be in the range 10 to 18 seconds. 1211 ex-
tinguishes a fire by chemically interfering with the chain reactions
taking place in the flames and to do this some decomposition occurs, the
extent of which depends on the size of the fire and the time taken to
extinguish it. The decomposition products consist essentially of the
halogen acids which are extremely irritating to the eyes, nose and
throat, even at concentrations as low as 20 ppm. The fire fighter is
compelled to leave the area because of discomfort and so doing removes
himself from the less obvious hazards such as carbon monoxide, hot air,
and the Jecomposition products arising from the flammable material it-
self. Whatever agent is used on a fire it is good practice to ventil-
ate the area after extinguishment. in our research laboratories at

Runcorn we have a number of small fires each month and over 80 percent
of these are extinguished with 1211. The laboratories are also eqaipped
with water and dry chemical extinguishers.

Local Application Systems are covered by the T( 'tativ 'IFPA
Standard 12B and are defined as fire situations where the hazard is not
enclosed or where the enclosure does not conform to the requirements of
total flooding. Examples of hazards that have been successfully pro-
tected by local application systems in the UK are: engine compartment
of military vehl.cles, aircraft engines, paint spray booths, floating
roof oil storage tanks, and the engine compartment of power boats.

During the past three years our research team has been engaged in
establishing the design data for total flood situations which, in part,
has been linked with the preparation of the Standard 12B. The local ap-
plications section of the Standard is not so well documented as that on
total flooding and we intend to carry out experimental work this year
that will expand our knowledge on this subject and enable us to give
greater guidance to fire equipment manufacturers. The impartant factors
in the design of local application systems are:

1. Rate of flow

2. Limitation of nozzles

3. Quantity of 1211 required

4. Distribution system.

There will be an increasing demand for systems of chis type with-
in industry because computerized plants vill not have people available
to use hand extinguishers and it will be necessary to protect vulner-
able parts of the plant by automatic means.
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The Standard 12B permits the use of 1211 for "total flooding" ap-
plications in places which are not normally occupied, e.g., transformer
bays, switch houses, pumping rooms, cable trays and tunnels. There are
many such installations in Europe.

It is necessary to balance the hazards, which several of the pre-
vious speakers have spoken about, against the effectiveness of the halo-
genated hydrocarbons in extinguishing fires. Dr. Clark has told you
about the detailed study we have made on the toxicology of 1211 and those
of us who are engaged in marketing or development activities at Mond
have had regular discussions with his department so that we know the
problems and can give guidance to our customers on the safe usage of the
product. All the Flre Equipment Manufacturers in the UK who take 1211
and National and Governmental Authorities such as The Factory Inspectorate
and the Department of the Environment have been given the results of our
toxicological work.

Perhaps the most important contribution we can make is the ten-
year record of the safe usage of 1211 in a wide variety of industries.
There are now well over a million three-pound 1211 extinguishers in-
stalled in the UK. The film which you will now see illustrates some of
the applications for which 1211 has been chosen as the most appropriate
agent. (Mr. Edmonds presented a film.)

REMARKS

Mr. Kerr: You may have thought that was the last paper from this morn-
ing, and in a sense it was, but actually Richard Roberts is here to re-
port on or actually present a translation of a paper by M. Languille,
of Rhone-Progil in France, on the "Applications of Halon 1211 in Fixed
Systems in Normally Occupied Area."
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APPLICATIONS OF HALON 1211 FIXED SYSTEMS
IN NORMALLY OCCUPIED AREA

E. Languille

Presented by Richard B. Roberts, Rhodia, Inc.

Mr. Languille was planning to be here for the presentation of
this paper. He has asked me to thank Dr. Walter and the Committee for
the opportunity to transmit this information tc you.

I was to read his paper, but only because his English would be
more difficuli: to understand. Now as I look forward to the question
period, you cen be sure that I regret his absence even more than he
does.

Halon 1211 is a fire extinguishing agent whose physical form is
that of a liquefied gas with low vapor pressure. At atmospheric pres-
sure it is a liquid up to 25 0 F. Its liquid density is 1.83 (kg/liter).
These two characteristics (low vape- "ressure and high density) combined
with its effectiveness mean that H ill does not require heavy walled
construction either for portable UL . dor storage in fixed systems.
The resultant savings in both weight expense of the storage and de-
livery system, compared to Halon 1301 for example, are substantial.
These property differences also allow better direction or "carry" of the
stream for local extinction.

Rhoue-Progil is one of the important manufacturers of Halon 1211
for fire extinguishing. The name of this company probably means little
to most here, so a sentence or two of description is appropriate. Some
of you may be more familiar with the name Pechiney connected with
Halon 1211, however after various consolidations the new name is Rhone-
Progil. Rhone-Progil is a part of Rhone Poulenc, one of the world's
very large chemical companies with sales over two billion dollars.

Another important division of Rhone Poulenc has been a leader,

over the years, In the development and manufacture of prescription
pharmaceuticals. So the effect of chemicals on humans is not a new con-
cern for us.

In the twelve years since carbon tetrachloride was banned as a
fire extinguishing material in France, Rhone-Progil has developed the
use of Halon 1211 including its use in fixed systena in normally occu-
pied areas; and it has been accepted for such use bj the Public Health
authorities there. The professional standards of these authorities are
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high. For those who have not been involved in international science,
I will cite one example: a drug which proved to have serious side ef-
feces for the human embryo reached the market in the United States and
in Germany; it was quickly withdrawn. But it had never been given ap-
proval in France. -

Approval of Halon 1211 was given subsequent tc the examination
of all the toxicological studies of the product including the work of'
Engibous and Torkelson dnd che study by Professor Truhaud of the Faculty
of Pharmacology in Paris. I won't dwell on this point as Dr. Back
(Aeromedical Research Laboratories, USAF) mentioned yesterday, toxicity
is not really an issue here. Halon:1211 has relatively low toxicity.
The issue is at what level of concentration does hazard begin. I'd like
to return briefly to this point in a few minutes.

First let's consider the subject of concentration level required
to extinguish -- with Halon 1211. Work on this subject in France has
resulted in considerably lower values than those reported in the NFPA
12B standard. These tests done by Rhone-Progil, the Fire Laboratory,
and several extinguisher manufacturerq all conclude that concentration
levels one to two percent points lower will extinguish the same flam-
mable liquids, vapors and gases. For most of these products to allow
a margin of safety, Rhone-Progil recommends a concentration level in
the protected area of three to four volume percent.

The other key parameters in Halon 1211 systems are the time to I
extinguish, and the rate of release. The optimal ranges for all these
parameters have been. found to be: a concentration level-of three to
four percent, a time to extinguish of two to four seconds and corres-
pondingly a Halon 1211 release rate of one to two kilograms per minute
per cubic meter. To extinguish quickly with minimup conceptration, the
system must be designed to deliver this kind of substantial release
rate.

Designs for use in normally occupied areas should also include
alarm systems to signal release. The alarm should be automatic! with
manual back-up. Audible alarmsshould be complemented with visual signs
at entry ways. Exits shotld be clear for prompt evacuation of personnel.
(In some installations this may involve a release delay of several sec-
onds, certainly not to bxceed thirty seconds.) Systems should provide
for rapid ventilation of the room after the fire has been extinguished.
Until this ventilation has occurred, personnel should be trainedito
enter only with self-contained breathing apparatus.

Now let me list-some of the systems installed in France in
normally occupied areas:

These include bank vaults (including safe deposit areas), elec-
trostatic paint booths, cellulose acetate warehouses, turbine rooms,
paint spraying rooms, solvent filling rooms, electric generator rooms,
and electric transformer rooms. To date there have been no accidents
from these installations, even- though a number have already been in
operation.
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Understandably tLen, Rhone-Progil find that the NFPA limitation
to normally unoccupied areas is not justified and should be lifted.

Raving both lower material and hardware costs, Halon 1211 offers
lower system costs and thus the possibi.!ty of more widespread use to
protect people and property.

There ends the formal part of these remarks.

It is all very well to say that this NFPA limit should be lifted,
but it was placed there in the first place for a reason. Their com-
mittee is composed of responsible men who acted on the available evidence.

Well, it turns out that one of the most important pieces of evi-
dence that made them place this limitation was the toxicological work
on humans which Dr. Clark from ICI reported to you yesterday.

I would be remiss and a poor representative for Rhone-Progil if
I did not here take issue with some important aspects of that ICI work.

In particular we believe that the test lacked the calibration
necessary to be a definitive test. As you heard in the question from
the floor yesterday: no determination was made of the "no effect" con-
centration level for the three human subjects tested. In addition, con-
sider the fact which you heard in Dr. Reinhardt's (du Pont) paper, that
in a test chamber it took a concentration of seven percent of Halon 1301
to produce the first slight effects in humans while th, mask technique
of Dr. Clark produced these effects at a level of six percent. The
clear implication here is that the mask is psychologically impressive
to the human subject and can obscure the determination of the effect of
epinephrine and thus the level at which cardiac sensitization becomes a

hazard.

I also heard Dr. Reinhardt say yesterday that both 1301 and 1211
are pretty much in the same boat from a hazard standpoint and that, I
believe, is a fair summary of the situation.

DISCUSSION

Mr. Wands: I wonder if either of these corporations have a plan for ob-
taining the necessary human exposure data to evaluate the NFPA stanuards,
or to relax the standards? We can hardly put these out on the basis
that there have been no incidents so far, because for one thing we do
not have measures of the exposures that these people have encountered
in their accidental exposures. I think we have to have a very care-
fully controlled set of studies, I wonder if either corporation does
bave solid plans under foot now for experimental toxicology programs?
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Mr. Roberts: These tests are very expensive, as you all know. The way
to approach this, I believe, is to be first of all sure that the experi-
mental system is one which meets the criteria of the people who are fi-
nally going to judge the validity of the results, and that should be done
first before we all go- through the same kind of difference of opinion
which I just alluded to. Then I think there is no reason that this could
not be a cooperative effort on the part of all interested parties.

Does that answer your question? Let us put it this way. Cer-
tainly we will be among these. Doing it all by ourselves alone, we
might think about it, but I don't know the purpose wViich should be
achieved from this. It would be still better, and would be achieved
more rationally by a collaborative effort.

Mr. Clark: I should comment just briefly on this that if somebody comes
along with more human data, which shows the results were rather severe,
we would like to accept that dEta and we could then modify it. But on
the basis of animal experimentation, I would not like to see the appli-
cation of it reported.

Mr. Kerr: I understand thea that the answer to Mr. Wands' question was
"no." He asked if there was a specific test plan in the mill, and I
didn't hear about it. But certainly the implication is valid that we
would not want to go modifying standards without suitable testing.

Just at lunch time I was looking over the German data on halons.
I note a set of curves in there which I have not had a chance to look
into in any depth which establishes lethal thresholds, and indicates
that one should stay below that as distinguished from taking the other
approach. That is an interesting bit of comparison that I am not pre-
pared to expand on, because that is all of the reading I have done so
far.

Mr. Bischoff: Is there a standard in England for the application of
BCF systems?

Mr. Edmonds: In Britain we don't have any standards for systems because
we don't have money to set up an organization like the NFPA. What we
are doing, and the reason we are here, is that we use NFPA atandards in
Britain. We might modify them. For example, we don't necessarily have
to follow them slavishly. So the answer is no, we have no body like
NFPA in Britain, and we work to NFPA standards.

Unidentified: Since this topic of toxicity came up again, I talked
with Dr. Rainaldi a little bit yesterday about it. Some of us have
read translations from the Italian newspapers about the death of an ex-
perimenter and others have heard rumors about this. I wonder if
Dr. Rainaldi could take this opportunity to comment on it.

Dr. Rainaldi: I don't know whether I could explain very well in English
what I would mean. This gives me an opportunity to clear up some mis-
understanding or misapprehr.nsLon about the facts of that report that
came out a couple of years ago.
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The first thing is this. According to the information that was
received, the magistrate has released a statement and report at the
November of that year stating that the Halon 2402 cannot be held re-
sponsible for the death of Professor Caranni. However, it can te, but
has not been demonstrated, that Halon 2402 could have added some effect
to the excitement that Professor Caranni had during the experiment,
causing his collapse but not his death. The case is now closed, ind
this is the official version of what we know about his death, and we
don't know any more because we don't have the document in our isnds.
Maybe the document could be requested from the Milano magistrati.

At the same time, it is very important to recall the ftcz,3 sur-
rounding this. Professor Caranni was not the man under expep'i:%nt. He
was running the experiment, and was not subject to exposure to Halon 2402.
As a matter of fact, just to describe a little bit of what hý.ppened,
there were two rooms, separated by a wall. In one room ther was a man
who was a physician who was under experiment. In the other :oom was
Professor Caranni. The man under experiment was submitted to a concen-
tration of 3.5 percent by volume. This was checked by analytical meth-
ods and that was quite the right level. After one minute and forty
seconds of exposure, the man under experiment went into a heavy anes-
thesia state. Professor Caranni at that time may have thought that
something wrong was occurring to the man under experiment. So, he left
his room, went into the other room, and opened the window. Then he came
out of the room, and asked for his two assistants who pulled the man
out from the room.

When they had gotten the man to the door, Professor Caranni real-
ized the man was still connected to the apparatus by the electroles, so
he went back into the room to unplug the wires and the electrodes. The
man was pulled out, but when Professor Caranni came out from the room,
he collapsed. The man under experiment recovered very quickly, in a
matter of a minute or so, and he himself helped Professor Caranni. My
assistant in the lab who did the heavy job of pulling out the man under
experiment did not suffer any effects at all. Professor Caranni was
still alive when he was brought to the aid room. What happened after
that morning, we don't know. What we do know we have stated to the le-
gal authorities.

Mr. Kerr: I hope if you do receive any technical data from the deeper
investigation you will share it with us in due time.

Dr. Rainaldi: As I said yesterday, we are conducting an experiment, and
we hope in May or June to have the data we expect to have.
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Mr. Kerr: I would like to move on now into Session .V with a brief in-
troduction. It was my ir.Lention when I put this session together, and
as Bill Christian and I talked about what the object of the game should
be, to present some answers to a number of practical questions and pre-
sent them from several points of view, hoping that by the end of the
afternoon we would have a better feeling for whether or not we had an-
swered the questions, or merely raised them. There are dozens and doz-
ens of questions that one could go through, and if I were making this
introduction at 1:00 o'clock in the afternoon instead of 1:45, 1 would
raise a few of them right now. But they have to do with questions of
who should consider installing a system, where there is advice available,
discussions of codes pro and con, ideas from availability of material,
and actuation mechanisms, hoping that controversial points would be ad-
dressed, and a bit of the practicalities from the standpoint of a card-
carrying fire chief. Some of this might tell chemists or biomedical
specialists more about the end product than they wanted to know, but I
believe the concern with the final resting place of the product is an
essential element of planning, so we would not apologize for getting in-
to depth on that.

Now, because of airplane schedules and whatnot, we will shuffle
the order of the speakers just a bit, but not much. So, the papers
will be run through in the order in which you have them in the program.
I have a question that is troubling me personally, though. I recently
had a letter from a friend in a South American country who asked if I
could find him a half a pound of sodium naphthaline acetate. I can't I
even find that in the book. It is alleged to be an agricultural chem-
ical. So I figured if I told him I asked a meeting at the National
Academy for help in finding a half pound of sodium naphthaline acetate
and I still could not find it, he would forgive me. If anybody knows
where to find it, let me know, will you?

The first paper in Session IV is by Robert Wickham on

"Engineering and Economic Aspects of Halon Extinguishing Equipment."

Preceding page blank
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ENIGINEERING AND ECONOMIC ASPECTS
OF

HALON EXTINGUISHING EQUIPMEDYT

Robert T. Wi",ham

Wickham Associates

For the most part, the topics discussed to this point in the pro-
gram have been oriented to the scientific knowledge that has been
amassed concerning the properties and behavior of the halogenated fire
extinguishing agents. Since the engineering profession is dedicated to
the practical application of scientific knowledge, it is appropriate at
this time to relate the capabilities of halogenated ertinguishing agent
systems to the "real world" situation.

Although there has been significant development activity rela-
tive to both Halons 1211 and 1301 in fire extinguishL,< systems, Halon
1301 has achieved predominance in the United States imarily due to
greater efforts by its proponents. The strengths &i' weaknesses of the
two agents are identical with differences only in degree, and within
the next few years we can expect Halon 1211 to be developed to a high
level of acceptance in the United States. However, for the purposes of
this paper, only Halon 1301 total flooding sys'ems are considered since
this is the only type of system presently commercially available in the
United States.

If one is faced with making decisions about the use of Halon
1301 total flooding systems,, hp will be much more comfortable if he has
some answers to rhree rather fundamental questions:

1. In what types of applications are Halon 1301 total flooding
systems appropriate?

2. What is the cost of a Halon 1301 total flooding system?

3. What are the major engineering considerations in the employ-
ment of a Halon 1301 total flooding system?

In order to assess the appropriatenecs of these systems, we
might review some of the characteristics of the agent that were dis-
cussed earlier on the program.

1. Halon 1301, stored as a liquified compressed gas and de-
livered to the hazard in the form of a superheated vapor, has a high
extinguishing effectiveness per unit weight, is readily distributed
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throughout volumes congested with obstructions, and leaves no agent
residue.

2. Although Halon 1301 has toxic properties, it will not present
a hazard to life if employed within the guidelines of NFPA Standard 12A*.

3. Halon 1301's extinguishing effectiveness is predictable and
reproducible in the 3 to 6% concentration range for wst flaunable li-
quids and gases.

4. Halon 1301, in design concentrations of 4 to 6%, is capable
of producing complete extinguishment in deep-seated Class A fires; how-
ever, it does achieve flame extinguishment and the prevention of flame
propagation in these situations.

5. To insure complete extinguishment of deep-seated Class A
fires, a Halon 1301 design concentration of 18 to 20% is necessary.

On thf basis of these agent characteristics, we can make two
rather immediate conclusions. First, a properly designed Halon 1301 to-
tal flooding system will produce complete extinguishment in an ordinary
Class B hazard, and will provide a life supporting atmosphere and no
agent residue after discharge. In applications of this type, Halon 1301
total flooding systems are not only appropriate, but are the only ex-
tinguishing systems presently available that have both the life support-
ing and no agent residue characteristics.

The second immediate conclusion, which is not quite as positive,
is that there is a degree of uncertainty about the ability of a Halon
1301 tctal flooding system, utilizing concentrations in the 4 to 6%
range, to completely extinguish fires in Class A materials. This un-
certainty is a direct result of our inability to predict, in a practi-
cal manner, whether or not a fire in a given Class A material will be
surface or deep-seated in nature.

Since the first conclusion is rather clear, simple and widely
accepted, we might concentrate on the implications of the "uncertain"
conclusion concerning Class A materials.

Life would be simpler if we were able to say that a Halon 1301total flooding system is capable of extinguishing any type of fire with
a five percent concentration. We would then have a nearly perfect gen-

eral purpose agent, we could write clearly defined rules for its use,
and the application engineering associated with the systems could then

become "cookbook."

Instead, we are faced with an agent that is "almost" ideal, with
its major limitation being the uncertainty of its performance in low,

"* "Halogenated Extinguishing Agent Systems - Halon 1301," NFFA
Standard 12A - 1971, National Fire Protection Association, Boston,
Massachusetts.
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4 to 6%, concentrations on Class A materials. Recognizing this, the po-
tential owner of a Halon 1301 system for a hazard containing Class A
materials has a number of alternatives:

1. He can elect not to use Halon 1301 and either go unprotected
or use another agent and forfeit Halon 1301's combined no-agent residue
and life safety features.

2. He can use Halca 1301 in the 18 to 20% concentration range
and forfeit its life safety feature.

3. He can use Halon 1301 in the 4 to 6% concentration range and
make some additional provisions to ascertain that his fire protection
objectives of business continuity, life safety, and minimization of
property loss are achieved.

Up until about a year ago, the first alternative was the one most
often selected -- that is, to not use Halon 1301 syetems on hazards con-
taining Class A materials. However, p.•ople are now recognizing that the
advantages of Halon 1301 far exceed its Class A disadvantage; and thcy
are looking for ways to maximize the agent's atrengths and minimizc its
weakness. This trend is becoming very obvious in the protection of com-
puter rooms and record storage areas where the concern over water dam-
age from automatic sprinklers, right or wrong, is quite real. As a
result of this attitude, it is becoming commonplace to employ Halon 1301
systems in high value areas containing Class A materials. This is in-
variably accomplished by employing the system along the lines of the
third alternative; that is, using the Halon 1301 in the 4 to 6% concen-
tration range and making additional provisions to cope with deep-seated
fires, should they occur.

This method is also being recommended by a large preferred risk
insurance group when they are satisfied that the "additional provi-
sions" made to accomplish complete extingui-hment of deep-seated Class
A fires are both appropriate and likely to occur. Although the "addi-
tional provisions" will vary from hazard to hazard, some have been
found to be common.

1. Utilizing early detection devices to reduce the possibility
that a Class A fire will become deep-seated.

2. Connect the detection system with a permanently manned cen-
tral station that will provide sore fire service response.

3. Incorporate accessory equipment such as dampers and door
closers into the system to insure that the Halon 1301 concentration is
maintained until the fire service is able to reach the scene.

4. Provide traiaing for the personnel responding to an alarm on
actions to be taken at the scene including the extinguishment of any
smoldering materials before venting the Halon 1301.

In applications of this nature, Halon 1301 will riadily extin-
guish all flaming combustion and will prevent it from recurring as long
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as the 4 to 6% concentration of agent is maintained in Lie volume. If
it is a deep-seated fire, smoldering may continue, but there is little
likelihood of the fire propagating befnre tfit fire service responds.
With this approach, we have capitalized the strengths of the agent and
covered its weakness by angther means.

The ultimate determination on whether or not a Halon 1301 total
flooding system, or any other extinguishirg system, is appropriate for
a given hazard must be based on the potential owner's assessment of how
well it can be incorporated into his overall fire protection plan -- noton what it can do regardless of what else is happening in the world.

Once we have determined that the Halon 1301 system has passed the
appropriateness test, the next step is to examine the cost of a system.

Basically, there are three individual elements in the total cost
of a Halon 1301 system:

1. The extinguishing hardware portion which consists of the
agent, the agent storage container, actuating devices and controls,
nuzzles and installation drawings.

2. The dei-ction hardware portion which includes the detector
heads and appropriate controls.

3. The installation portion which includes labor and materials
such as pipe, pipe fittings, pipe hangers, conduit, wire, and other
items that are usually locally procured.

Figure 1 depicts ýbe cost per cubic foot of volume for the ex-
tinguishing hardware neceesary to produce a 6% Halon 1301 concentration
at 700 F over a range of volumes.

The second cost element of the system is the detection hardware
which is shown as cost per square foot of floor area in Figure 2. This

relationship is based on one zone of ionization type detection with
each head covering 250 square feet.

Installation material and labor costs are much more difficult to
quantify due to regional variations in labor rates and other factors
not easily identified. However, an analysis of experience indicates
that the installation cost of the extinguishing hardware is approxi-
mately 33% of the cost of that hardware; and the installation cost of
the detection equir'ment is 45% of t!e cost of that equipment.

To try this Lost presentation, consider a room with a volume of
20,000 cubic feet anc a ceiling height of ten feet, producing a floor
area of 2,000 square feet. Referring to Figure 1, the extinguishing
equipment at this volume should have a cost of $0.29 per cubic foot or
$5,800. Figure 2 indicates that the detection equipment at 2,000 square
feet should cost $0.66 per square foot, or $1,320. Installation for
the extinguishing equipment is 33% of $5,800, or $1,'33; and installa-
tion of the detection equipment is 45% of $1,320, or $594. Adding
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FIGURE 1. Halon 1301 extinguishing system equipment costs (static air,
6% z.ocentration @d 700 F).

these elements produces an installed user rost of $9,647 which is ap-

proximately $0.48 per cubic foot or $4.82 per square foot.

As the systems become more exotic than the one described, so also
will the costs.

If we have determined that the Halon 1301 system is both appro-
priate and within our cost limitations, the rest of the task is down-
hill, since the engineering considerations in a system application are
very well defined in engineuring manuals published by the equipment
manufacturers.

Figure 3 is a flow chart depicting the steps an engineer would
most likely follow in order to select the proper equipment and calcu-
late the performance of a Halorn 1301 total flooding system. Basically,
the design process consists of three distinct phases, the first of
which is oriented to the determination of agent requirements. The sec-
ond phase encompasses equipment selection and location, and the final
phase consists of flow calculations to ascertain the discharge perform-

ance of the system.

In the application of a Halon 1301 total flooding system, the
engineer's initial task is to define the hazard to a point where he has
generated the input data for the system design. This hazard definition
will include a description of the:
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Hazard dimensions and configuration,
Maximum and minimum net volumes,
Fuel involved,
Temperature range in the hazard area,
Ventilation and unclosable openings....
.... and the Occupancy status.

After identification of the fuel involved, a minimum design con-
centration is selected based upon the information in NFPA 12A, actual
laboratory experimentation, or manufac..urer's recommendations. This
concentration, together with the information on the minimum hazard tem-
perature, the maximum net volume, and agent losses due to ventilation
or unclosable openings serve as the basis for calculating the minimum
agent quantity.

In determining the agent quantity, it is important to remember
that it is the volumetric percentage of the Halon 1301 vapor in air
that determines whether or not a fire will be extinguished, a-d it is
not just a matter of so many pounds of Halon 1301 per cubic foot of
hazard volume. This means that if a certain fuel contained in a room
with a volume of 1,000 cubic feet requires a 5% concentration of Halon
1301 to produce extinguishment at 00 F, 23.9 pounds of agent are re-
quired, whereas at 1000 F only 19.4 pounds are required to produce the
5% concentration.

Once the minimum quantity of agent is selected, a calculation
must be performed to determine the maximum possible concentration that
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FIGUY• 2. Halon 1301 system detection equipment costs.
(Ionization heads, one zone, 250 ft 2 /head)
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would be developed should the system discharge when the hazard is under
maximum temperature and minimum net volume conditions. The minimum net
volume is that condition when the greatest amount of transient objects
are stored in the volume, and is usually applicable only to hazards
where the volume fluctuation exceeds 10% of the total volume. If a
hazard was protected with a Halon 1301 system designed to produce a 5%
concentration at 00 F, and if the system discharged when the ambient
temperature was 1000 F with 20% of the volume occupied by stored mater-
ial, the c^ncentration developed would be 7.5%. If there is a possibil-
ity of a ',Ci, .ncrease in the concentration, we should at least be ariare
of it.

Once we have finalized the agent quantity we can proceed with
equipment selection and location. The agent tank selection is based
upon the minimum agent quantity, and a standard tank is usually se-
lected from the line of one of the equipment manufacturers. These agent
tanks, which are specially designed for Halon 1301, are usually DOT
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FIGURE 3. Halon 1301 •.otal flooding system design process.
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41A-500 cylinders containing the agent and superpressurized with nitro-
gen to a total pressure of 360 psig. Next, the agent tank location is
determined by selecting a site where the piping to the discharge noz-
zles will be minimized and at the same time the tan'-, mAll not be ex-
posed to fire or explosion hazards.

According to NFPA 12A, the system must completely discharge its
contents in 10 seconds or less, which essentially establishes the mini-
mum flow rate. This 10 second requirement is intended to minimize the
time that less than the complete extinguishing concentration is exposed
to the fire, thereby minimizing the amount of halogen acids generated.
It is interesting to note that this requirement was based on testing
with Class B fuels in which fires develop rather quickly, and that there
will be a proposal to the NFPA 12A Committee to reconsider this require-
ment for Class A fires where the possibility of rapid and complete in-
volvement of the fuel is rather remote.

There are, two considerations that must be treated simultaneously
in the nozzle selection process. The first is the maximum floor area
that the nozzle is capable of covering which essentially dictates the
nozzle location or spacing. The second consideration is that the noz-
zle must be able to deliver its portion of the system's minimum flow
rate at a nozzle pressure greater than 199 psig. This minimum nozzle
pressure, which is the vapor pressure of Halon 1301 at 700 F, is in-
tended to insure that the agent will remain liquified until it leaves
the nozzle.

After the agent tank and nozzle locations are selected, the pip-

ing system ia then designed to connect the nozzles to the agent tank.i The piping selection is based on the agent flow rate and the associated
friction loss per foot of pipe. Pipe sizes should be selected to keep
this value in the 0.1 to 0.5 psi per tzot range. With the equipment
now tentatively selected and located, the next phase consists of calcu-
lating the agent flow to insure that the minimum rate is achieved. The
first step is -, express the piping network in terms of equivalent
length. At the same time, the internal volume of the entire piping net-
work is determined.

Unlike the flow calculations for carbon dioxide systems where an
"average" cylinder pressure is assumed, a somewhat more scientific ap-
proach is taken with Halon 1301 systems. A zalculation is performed to
determine the tank pressure at that instant when liquid Halon 1301 has
completely filled the piping network but has not yet left the nozzles.
This computed tank pressure is then used in the flow calculations.

An at'empt can now be made to "balance" the system by determin-
ing the flow rate chat will produce a nozzle pressure and a pipe fric-
tion Loss whose sum is equal to the tank pressure. This is accomplished
by using an asst ied flow rate, which on the first trial balance should
be the tniLnimum flow rate, The nozzle pressure and the pressure drop in
the pipe at the assumed rate can be determined from manufacturers' per-
formance information which is outlinaI in their design manuals.
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If in the trial balance we find that the tank pressure is greater
than the sum of the nozzle pressure aid friction loss, the system will
produce a flow rate higher than that assumed and the design is accept-
able. If the tank pressure is less than the sum of the other pressures,
the system will not prodi~ce the required minimum flow rate and dhanges
must be made to Ohe piping, nozzles, or agent tank location to increase
the Halon 1301 flow rate. This balancing exercise could become tedious
if performed manually' and as a result, most manutactv_.rs of halon ex-
tinguishing systems have developed computer programs to handle this
trial and error solution., ,

Since there is a significant differende in the halon system hard-
ware that the various fire equipment manufacturers are marketing, the
manufacturer's design manual is really 'the only document that is ipecif-
ic enough to be used in the design or evaluation of the equipment. For
the comfort of those who suspect equipment manufactureis of unobjective
behavior, the desigm manuals have been thoroughly scrutinized by,
Underwriters' Laboratories and Factor4 Mutual if the laboratories have
listed or approved the equfpment.

The appropriateness, cost ,end engineering considerations of Halon
1301 systems can probably be ,swmmarized with these three points:

1. A Halon 1301 extinguishing lsystem is hppropriate for a given
hazard if the owner, is able to intelligently fiý it into his overall
fire protection plan. I

2. Halon,1301 systems are expensive, but so are the things that
they protect. Only the owner can assess the cost/benefit ratio for his
particular application. '

3. Most of the engineering informaton on llalon 1301 syltems
has been developed through the efforts and at the expense of the fire
equipment and agent maoufacturers, and it is to *hese people the poten-
tial owner should turn for factual and complete advice oni Halon 1301
systems.

REMARKS

Mr. Kerr: Thank you very much. In the remaining twenty ,and a couple
of minutes before coffee break, by, a miraculous act of shoe-hornipg a
longer paper. in, George Grabowski will talk about "Fire Detection and
Actuation Devices for Halon Extinguishing Systems."
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FIRE DETECTION AND ACTUATION DEVICES FOR
HALON EXTINGUISHING SYSTEMS

George J. Grabowski

Fenwal, Inc.

In the past, extinguishing systems have depended to a great ex-
tent upon the manual release of the agent on the fire. A fire dete-
tor or human response would signal the presence of the fire and the
extinguishing agent was then manually employed. This has been an ade-
quate approach for protection of the hazards that were being encoun-
tered but a change has occurred. Our advanced technology has devel-
oped new materials, automated processes, complex computing machines,
etc., all of which need rapid extinguishing action due to factors such
as increased flame propagation rates or high value density loading.
)iuman response is either too slow for this modern hazard or not avail-
able in unmanned areas. All of this is generating a tremendous in-
crease in the number of installations where the system employs one or
more detectors to automatically release the extinguishing agent. This
has, in turn, prompted the need for a better understanding of the re-
quirements of fire detection and actuation devices for extinguishing
systems.

.BACKGROUND

Before the sixties, there was little use of automatic systems
except for an occasional carbon dioxide or dry chemical system where
the hazard dictated this type of system. It was not until the early
sixties that there appeared a protection system that had to be auto-
m~tic under all conditions. This was the explosion suppression system

,which could not depend upon human response due to the extreme rapid
action that was necessary to stop an explosion after it started. The
iyistallationa rLat hiave been made of this system, have proved of im-
measurable value since they provided an insight to the requirements of
the release portion of an automatic system. Needless to say, some of
this experience pointed up the need for a new approach to release de-

,vices where consideration is given to such factors as reliability,
maintainability, etc., which were hitherto unknown in the fire protec-
tion industry. Further, it pointed up thoý need for a systems approach
where all items in the system are thoroughly engineered and understood
in accordance with the total requirements. The manufacturers and in-
stallers that are now engaged in automatic systems are learning many
of these lessons the hard way since they were totally unprepared for
taking a systems approach.

In addition to the protection needs dictating an increase in
automatic systems, the introduction of halons as acceptable extinguish-
ing agents has also required the installation of automatic systems.
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These agents are unique in fire protection in that their extinguishing
action is most effective when applied rapidly on the fire in its earli-
est stages. Failure to handle this material in this manner can result
in excessive decomposition. This was recognized by the NFPA Standard
12A Committee who incorporated the following in the Standard:

Para. 1410 - Automatic detection and
operation should be used.

DETECTION vs RELEASE

In order to satisfy the need for automatic systems, the industry
has turned to the use of available fire detectors, many of which have
proven to be totally inadequate for the role of a releasing device. It
was found that they had not been designed to meet the more rigid require-
ments dictated by the function to be performed. A comparison of the
primary functions of a fire detector and a releasing device is shown
below:

FIRE DETECTOR - To sense the presence of a fire
and provide an alarm signal for
evacuation of occupants and re-
mote fire call.

RELEASING DEVICE - To sense the presence of a fire
and actuate the primary extin- ¶
guishing system along with pro-
viding an alarm signal for evac-
uation of occupants and remote
fire call.

The difference is obvious since the actuating device is provid-
ing the intelligence for releasing the extinguishing agent onto the
fire. An inadequate device in the single train of protection can ren-
der the protection totally ineffective by either failing to sense a
fire in sufficient poriod of time or by inadvertently actuating the sys-
tem and eliminating the availability of protection until the system is
reconditioned. While a false alarm or failure to sense a fire are un-
desirable in a fire detection system, the consequences of these are
more severe for releasing devices from a potential property loss or
hazard to life standpoint. A releasing device requires greater perfor-
mance than a fire detector from a number of standpoints in order to per-
form the functions for vlich it is intended.

In order to better illustrate this point, an arbitrary value was
assigned to the factors that must be considered in the selection of a
suitable system. These were based upon experience that has been en-
countered to date with both types of unit. These are presented in
Table 1 with a rating of 5 being the highest and 1 the lowest.

As can be seen, the ratings for the release of a system are
higher than for fire detection alone. These would, of course, vary for
a specific application but on an overall basis, the above would hold
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true. The conclusion from this is that a fire detector is not necessar-
ily a satisfactory release device while, in turn, a release device will
always be a good fire detector.

TABLE 1

Rating of Requirements for Detection and Releasing Systems

Detection Release

Sensitivity 4 4

Reliability 3 5

Maintainability 2 4

Stability 4 5

DETECTION OF FIRES

While there are many ways to detect a fire, and much has been
written on the subject, proper selection of the technique to be used is
still done in a manner that leaves much to be desired. The fire pro-
tection industry has always been plagued with the fact that selection
is primarily based upon economics and not performance. This basis of
selection for automatic systems can be disastrous and the proper ap-
proach should be based upon the full understanding of the detector op-
eration and the system performance requirements. This is vital since
the design of detection devices fnr system actuation should be based
upon the realization that a fire detector is a sensing instrument and
must be applied as such. There is no true fire detector available on
the market, that is a detector that will sense only a fire and will not
alarm under any other condition. The detectors being used are truly
instruments that sense a condition produced by a fPre, but may also
sense outputs from other sources. One must, therefore, apply the de-
tector with full knowledge of its sensing characteristics and the other
conditions present in the environment to which it will respond.

The following is a review of the presently used techniques and
the conditions in the installation that could create problems:

FIXED TEMPERATURE - Sensing the temperature in a room and re-
leasing agent at a fixed temperature is one of the most coimmon
methods used to date. A temperature rise of this type may, how-
ever, be very slow particularly in air conditioned buildings and
extensive damage can occur before detection and extinction of
the fire.
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RATE OF TEMPERATURE RISE - This is one of the most widely used
techniques for fire detection since it results in a rapid sensing
of the fire condition. Application of this technique must be
thoroughly analyzed, since false alarms can occur due to heating
systems, machines, etc., and dilution of air from ventilating
systems can delay sensing of a fire.

RATE CO4PENSATION - This combines the principles of fixed temper-
ature and rate of rise to provide a more reliable unit. Care
must still be taken in analyzing the air currents under normal
operating conditions to minimize false alarms and insure proper
detection of the fire.

PARTICULATE MATTER - A technique of sensing the particulate matter
given off by a fire by means of an ionized path. While this type
will provide early warning of many types of fires, it is also
sensitive to other combustion sources and to pollutants in the

air. It is also affected by air currents which divert the partic-
ulate matter away from the detector.

VISIBLE SMOKE - A technique of sensing visible smoke given off by
the fire by interruption or scatter of light. Care must be taken
to insure that foreign matter in the room or device will not cause
false alarm. Also affected by air currents that might divert the
smoke and delay detection.

FLAME-ULTRAVIOLET - A relatively new technique of sensing the
radiation given off by a flame in the 1900 X to 2500 A range.
It will detect a fire faster than any other technique but will
also respond to UV from electric arcs and lightning.

FLAME-INFRARED - This technique has been under investigation for
many years due to the high energy level given off by a flame in
the IR range. Many other sources also radiate this type of en-
ergy and discriminating techniques must be employed.

In addition to consideration of the conditions existing in the
installation of a detector system, care must be taken in selecting the
proper detector for the type of combustible. The degree of sensitivity
to che three classes for fires is summarized in Table 2.

This illustrates the fact that there is no universal fire detec-
tion technique which can provide satisfactory detection of all fire.• This can also be seen in the test results in Table 3 which summarizes

the number of responses of a detector grouping for a series of tests us-
ing various combustibles including, heptane, alcohol, and polyvinyl
chloride. No single technique recorded a 100% response.

While we have presented the major factors for the selection of
the proper detection technique, it is importn~t in the final selection
to give careful consideration to all of the requirements of the system.
A systems approach to this selection is vital to the successful engi-
neering of the final installation.
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TABLE 2

Sinsitivity of Various Fire Detection Techniques

Technique Class A Class B Class C

Fixed Temperature Low High Low

Rate of Rise Medium High Low

Rate Compensation Medium High Low

Particulate Matter High High Medium

Visible Smoke High Low Medium

Ultraviolet Low High High

Infrared Low High Low

EQUIPMENT PERFORMANCE

After selection of the proper detection technique that meets the
system requirements, it is necessary to select the equipment with con-
sideration of sensitivity, reliability, maintainability, and stability.
The following is a discussion of each of these for the available devices
that are on the market.

SENSI'TIVITY - The sensitivity of the detection device is gener-
ally established by the physical design, except in the case of
products of combustion units that can be adjusted. All of the
thermal devices have fixed spacing ratings based upon the ap-
proval testing and the easiest way to increase sensitivity is by
reducing the spacing. This greatly reduces the response time to
a fire and asiuris lie application of the agent before extensive
damage is done, R'duction in spacing is also recommended for the
products of combustion units since reliance on the sensitivity
adjustment alone can result ii. a false alarm problem. Sensitiv-
ity of the flame detectors ii inherently high so this is not a
major factor in equipment sel, - "on.

RELIABILITY - This factor is not normally considered for fire
protection equipment and a requirement cannot be found in any
standard, code, specification or approval requirement. It is,
however, important that it be considered in automatic systems
and worthwhile for discussion in this presentation.

Reliability relates to the ability of the system and each in-
dividual component to be in proper working condition at all times
ready to perform its intended function. It has generally been
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TABLE 3

Staary of Detector Response

Detector Ho. of Tests No. of Responses % Responses

Fixed Temperature 105 83 79.0

Rate of Rise 52 49 94.2

Rate Compensated 26 24 92.3

Ionization 165 157 95.1

Visible Smoke 122 60 49.2

Ultraviolet 54 52 96.3

Infrared 54 36 66.7

misunderstood when occasionally referred to in fire detection as
relating to the ability to repeatedly sense a fire. This actu-
ally is the stability of the unit rather than reliability. The
aerospace industry has developed reliability to a point where it
is incorporated in their system equipment specifications and
their methods of analysis should be employed in the selection of
the detection units. This generally has not been accomplished
and it is only possible to present a general comment of the reli-
ability of available detection units.

The units with the highest reliability are the fixed tem-
perature eutectic units and rate compensated units. The simplic-
ity of the eutectic device gives it high reliability while the
sealed construction of the other provides protection that allows
the detector to withstand long service life under extensive con-
ditions. The rate of rise units have a slightly lower reliabil-
ity due to the more delicate nature of the sensing surface and
possible failure of the rate function. All of the products of
combustion &and flame detectors employ electronic components which
have a higher failure rate than mechanical devices and result in
a much lower reliability.

MAINTAINABILITY - The maintainability of detection units varies
directly as tLe complexity of the design. The thermal units
have no periodic maintenance requirements and the degree of main-
tainability w.•,t. these units is extremely high. The products of
combustion and flame detectors require periodic inspection and
servicing to assure that the sensing element is in proper working
order. This is not, however, an extensive effort and, therefore,
does not detract from these devices.
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STABMTLIZ - The stability of a detector relates to its ability to
sense fires over extended periods of time with no change of sensi-
tivity. This follows the general pattern of the ether factors
where the mechanical devices are better than the more complex
electronic ones. In almost all the thermal units, the:e are no
materials that have degradation of physical properties with age
or usage while this is a known fact with electronic components.
Periodic checking of all units with electronic components is nec-
ess.ry In view of this reduced stability.

7he awe analysis of existing detection devices is very general
and the actual performance will vary depending upon the design, manu-
factire and quatity control employed by the manufacturer. In all auto-
matic syslews, it is important that only those devices meeting the sys-
ten requirements be used. A sammary Of the detector performance is pre-
sented in Table 4.

IABLE 4

Detection Equipment Performance Summary

Detector Sensitivity Reliability Maintainability Stability

Fixed Temperature Low High High High

Rate of Rise Medium Medium High High

Rate Compensated Medium High High High

POC- Ionization High Medium Medium Med'ium

POC-Visible Smoke Medium Medium Medium Medium

Flame - UV High Medium Medium Medium

Flame - IR Medium Medium Medium Low

SYSTEM PERFORMANCE

While automatic systems will always require maximum performance,
the use of halon as the agent places an even greate. emphasis on the im-
portant factors in the system design. The properties of halon extin-
guishing agents that make them excellent combustion inhibiting material
necessitates a system design that is different than systelis using agents
such as carbon dioxide and dry chemical. All of the halons go through
some degree of decomposition in order to accomplish their inhibiting
action and while the quantity required to extinguish is generally quite
small, the cost of the agent is such that it represents a large portion
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of the total system cost. Major characteristics of a halon system in
the order of importance are as follows:

1. Rapid discharge to minimize the development of decomposition
products.

2. Reliable actuation and distribution of the agent to assure
positive extinguishment.

3. Early detection and agent release to minimize fire loss.

With these characteristics established as necessary for optimum
system design, it is possible to analyze each of the individual compon-
ents to determine the performance necessary to assure the satisfactory
operation. The following is a discussion on each of the components of a
halon system emphasizing the factors to be taken into consideration to
assure proper selection:

DETECTORS - Since early detection of the fire is not as impor-
tant as positive actuation, the detection units for a halon sys-
tem should be considered based upon the reliability character-
istics first, and secondly the sensitivity characteristics.
Tests have shown that while early detection of the fire is desir-
able from a loss prevention standpoint, the efficiency of the
agent does not require its being discharged on a fire during the
incipient stages. The effectivo.ness has proven to be mor'_ closely
related to rate of discharge, and many firea bdve been effectively
extinguished after long preburn periods. Therefore, one can sac-
rifice sensitivity for reliability in order to assure that the
system operates when the fire exists rather than at a tite when a
significant loss has occurred, or not at all.

For this reason, a highly reliable detector should be se-
lected which means, based upon previous analysis of detectiop
units, that a fixed temperature or rate compensated thermal ,ait
should be used for releasing the agent. These units also serve

'• to reduce the possible occurrence of false actuation since they

have a high degree of stability. IL order to make up for the
loss of sensitivity, many systems are being installed with pro-
ducts of combustion detectors for pre-alarm with rate compensated
units releasing the agent.

There are variations to this approach where product of
combustion detectors and flame detectors are used for system re-
lease but both of these should be used under carefully controlled
conditions in view of the decrease in cert.ain performance char-
acteristics. There are, however, many cases where the detection
sensitivity requirement far outweighs the loss in other periorm-
ance factors and this should be judged by the system designerafter reviewing all of the installation conditions.

WIRING - Since tUhe majority of the units being used for detection
provide an electrical signal or contact operation upon sensing a
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fire, the selection of the wiring installation becomes very im-
portant. Unless the installation is accomplished in the proper
manner, the reliability of the detection part of the system can
be reduced to an intolerable level regardless of the type of de-
tector being used. The system designer must give serious con-
sideration to this part of the system which has shown to be ex-
tremely important in all automatic systems eeploying electrical
signals for release purposes. Realization of this has prompted
many designers to specify mineral insulated cable %hich does pro-
vide a high degree of reliability in view of its high resistance
to environmental cond2.tions.

Regardless of the type of wiring used in the system, it is
important that supervision of all circuits be used in order to
provide a trouble signal when a failure occurs. This practice
has proven to be of inmeasurable value in explosion suppression
systems and all halon systems with wiring should follow the same
approach.

Redundant circuita are also another technique for Lmprov-
ing wiring reliability. This, however, has not been found nei-
essary with halon systems and the above practice of supervision
has proven adequate. Only in extreme circumstanzes would re-
dundancy be necessary in a fire suppression system.

POWER SUPPLY - The power supply, or control unit, in an automatic
system not only furnishes the operating power for the detec tors
but also provides the firing current for the actuati.on systeam.
The reliability of these devices should also be very high and
care should be taken in the use of existing fire alarm panels.
Many of these have not been designed Lo the degree of reliabil-
ity necessary for automatic systems for the same reason as the
fire detector units.

Emergency standby power should also be available for any

halon extinguishing system. This can be provided either through
aa existing emergency circuit or be incorporated in the power
supply by means of batteries. The availability of this type of
power supply will assure performance regardless of the conditions
that have been created by the fire since the system operation is
totally indepen4,ent of the standard available power in the build-
ing. Failure to provide this would greatly reduce the reliabil-
ity of the system and the cost of the protection would be a poor
investment.

RELIABILITY ANALYSIS - After selection of the various components
in the system, it is possible to calculate the reliability to

assure that the required figure hap been achieved. For example,
if a simple halon extinguishing system was designed using a fixed

temperature detector releasing a solenoid valve in a series cir-~cuit, the calculation for the mean time between failure (MTBF)
would be as follows:
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Item Failure Rate per 106 Hours

Thermal Detector 3.0

Wiring 0.6

Solenoid 5.0

Power Supply 1.4

Total 10.0

With a failure rate of 10.0 for 1 million hours, the MTBF,

which is the reciprocal, would be 100,000 hours. If a standard
distribution is expected, this would mean that 36% of the systems
designed in this manner would survive after 100,000 hours, while
all others would fail below.

With this MTBF established, the designer can then determ-
ine whether the system will perform satisfactorily for its in-
tended function. If the MTBF is too low, it may be necessary to
investigate other types of components that would provide a lower
failure rate, or derate the usage of the existing units to in-
crease their performance. If it is not possible to change the
MTBF in either of these manners, it may be necessary to incorpor-
ate a preventive maintenance program, including the replacement
of critical items that would reduce the overall system failure
rate. All of this involves a thorough understeading of system
reliability and the components that are being i.ncorporated into
the system.

SUMMARY

The usage of halons in extinguishing systems necessitates the
system designer going far beyond the design requirements for systems
with other agents. These materials have demonstrated a tremendous capa-
bility to improve fire protection for our modern world but the success
in achieving this improved protection is dependent upon the fire pro-

tection industry taking a true systems approach in the design. Factors
not previously considered in this industry must now be understood and
accepted as firm requirements to assure performance in accordance with
the intended function. The system designer must be responsible for the
total system performance and must have complete knowledge of the detec-
tion and release requirements in addition to the extinguishing agent
capability. The users of these systems must, in turn, be ready to ac-
cept the additional complexity in the interest of better protection and
not revert to the old practice of protection from purely an economic or
insurance standpoint. Halon extinguishing systems hold a great promise
in filling a significant gap in fire protection but only a rigid disci-
pline in the industry to assure proper system design will permit this
potential to be realized.
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REMARKS

Mr. Kerr: In connection with the papers remaining after the coffee break,
it is a matter of policy of the Committee on Fire Research that we don't
have a symposium without some sort of a white paper, or a document to be
issued, either part of or over and above the proceedings volume, a paper
which answers the question, "So what? What was the object of the game
and where do we think we have gotten, other than talking to each other?
What is the state of the art in the particular area that has been ad-
dressed?" It is our belief that Rolf Jensen's pape,:, which will go on
at exactly three o'clock whether caffein addicts aro. in the room or not,
because he is going to go on an airplane a few minut~es after that, will
go a long way toward sunning things up along those lines, and will per-

haps put a few things into perspective.

F IIf you like, we can entertain a few questions now.

DISCUSSION

Mr. Transue: I would just like to address myself to one item
Mr. Grabowski mentioned, that is, the use of the cross-zoning technique
with products of combustion detection systems to prevent their prema-
ture alarm or false alarm. Cross-zoning with products of combustion de-
tectors is very frequently used to prevent the premature or unwanted re
lease of the extinguishing agent. I don't know of any system where
cross-zoning is used to prevent an alarm.

In support of that, for those of you who may not know what crosR-
zoning is, I would like to define it. Cross-zoning is a system of fire
detection where two circuits of detectors, rather than one, are used in
the protected space. In that way the agent is not released until both
circuits of detectors have detected the fire. This confirms that the
fire is first of all a true fire, second that it is a growing fire and
should be extinguished.

Unidentified: We had a question on fire protection under the floor of a
computer room. We are kind of fighting ourselves on both sides, because
now we are opening up the floor because we need more ventilation for the
machines. Would it be probable or likely that if we had a high rate of
discharge under the floor to get the Class A materials like the cables
and things like this, with that high rate we could get the Class A fire,
and by all the openings eventually accomplish a volumetric extinguish-
ment, and not hazard any people who might be in the room. We could ac-
complish something we have said now we can't do.
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Mr. Wickham: Maybe I could restate your question. I am not certain I
BI derat~md it. Tell me if I am wrong. Your question is if in a sub-

floor area in a computer facility you apply the agent at a high mass
rate, would that particular rate be of such an intensity that it would
overcome the Class A shortcomings that we have identified with Halon.

The answer Is, or my answer is, I am not certain it would or it
would not, but if you get into situations like this, you are on the
hairy edge of going from a total flooding system to local application
system where per cent concentrations really don't mean as much as they
do in total flooding, and the direct application of the agent onto the
hazardous surface will certainly make a difference. In this particular
industry, the way we resolve these things is usually by testing them.

Dr Call: About an hour ago we got a question Erom Mr. Wands which in-
ti.gued me, and I was not at all satisfied with the answer. It had to
do with human exposure to the Halons. Yesterday we heard the descrip-
tion of a facility at the University of Wisconsin that is available for
this kind of work. We heard a statement that work has to be coopera-
tive. It does not seem to me that it is too expensive to do more human
exposure to these kinds of problems, and also if more human exposure
was done, it seems that the same amount of money spent for that would
do far more about making the compounds salable to the public than nor-
mal public relations work.

Mr. Roberts: I think your question is vezy fair. However, I think the
emphasis on the answer as to colaboration which Mr. Wands' question -- I
have not had too many meetings to check this out -- covered, this was
not focusing so much on cost as on the fact that in order to be valid
and useful, I think these tests should involve various people who have
an interest and a role. Does that answer your question?

Mr. Kerr: In other words, multidisciplinary aspects do get expensive,
and I know that is true for sure.

REMARKS

Mr. Kerr: There are two papers remaining this afternoon, the summing-
up paper, which will be on in a very few minutes, and this "practical-
ities" paper. As we were pt.1-ing this session together in consulta-
tion with Chief Vickery of Seattle, we got to thinking about what the
practical considerations were from the standpoint of the man in your
com•munity who has to live with fire on a day-to-day basis, the protec-
tion, prevention, and all of the other aspects. So Gordon Vickery,
who is also a member of the Conmittee on Fire Research, by the way, and
I collaborated on a bit of presentation here. I believe his creden-
tials are impeccable as the Chief of Seattle. I guess the only blemish
on hiF record is that he is no., here tcday to defend himself. As to

myself, I am a volunteer firefighter in Faiefax County. Even more than
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that I suffered from halogenated hydrocarbons back in the twenties when
I was growing up in the Far East, and along with all of the nntive kids,
we foreign kids got worms every year, and every spring we had to be
wormed, as people do for their dogs nowadays around here. But back
then the state of medicine was such that the standard treatment every
spring for all of us under the age of, I believe 14 or 15, was a table-
spoon full of carbon tetrachloride -- really two tablespoons. You
drank it out of a glass, two doses 12 hours apart, four doses of epsom
salts, and nothing but jello to eat for 36 hours. If you think I don't
hate halogenated hydrocarbons, you are wrong.
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PRACTICALITIES OF HALONS FROM THE FIREFIGQTER'S VIEWPOINT

J4mes W. Kerr, Office of Civil Defensq.

and

Gordon F. Vickery, Seattle Fire Department

Halogenated hydrocarbon compounds have affected fire department
plans and operations for many years ,-- ever since thc mixed blessing of
carbon tetrachloride came on the scene. We can remember veterans'
housing after World War:II where each apartment received one or mure
1-1/2 quart Army surplus chemical decontaminkting squirters, all filled
with carbon tet and accompanied by conflicting instructions. The sys-
tems have come a -long way since then, but arguments contiuue, as you
have heard in these last two days, and fire departments are under in-
creasing.pressure to coexist with various chemical and hardware arrays.

Certainly, halons are permitted where suitable, are even encour-
aged in some c~ases. Their manufacture, transport, distribution, instal-
lation, and use add a training burden on fire departments, but existing
codes and regulations are generally adequate.

APPLICATIONS'

The simple matter of cost makes halons' useable in only hi h-
value or special hazard (sometimes temporary) facilities. For etample,
it has a close-to-perfept record in protecting Boeing airplanes under
construction. Use in computers or computer rooms, vaults (fur or banok),
and various electronic installations has proven its merit. But the cost
of 50 cents per cubic foot protected, when compared to 10 to 15 cents
for C02 , or 5 dents for sprinklers, restricts its applications. Thus,
firefighters have to look for halons in areas where low weight-to-
volume ratio, cleannzss, and relativelybreathable atmosphere can over-
come the cost penalty.

The qualities that make halon a good agent for equipment and

limited area protection do not, however, automatically make it a suit-
able universal substitute for sprinkler protection. That is, one
should insist on high-temperature head sprinkler protection for the
structure of a room housing computers, even though the coiputer itself
had halon protection. There is a possibility that halon systems could
be designed to receive a back-up charge (refilX) of additional halon,
or even C02 , delivered by 0`e fire department when the original system
was triggered by a fire. Details of this and the manner of funding fire
department supply and equipment remain to be worked out, but the con-
cept is valid.
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FIEFIGHTIIG IMPLICATICtUS

Halon systems Lapose severa!. i..tuirc-ents on fire departmenta,
right from the ouAset:

Installation requires prior enginzering approval by the fire
department.

All command personnel who might respond to a halon-equipped fa-
cility will have to have knowledge of the system, its limita-
tions, and how to activate or inert it.

Pre-fire plans will have to include the halon system. Central
planning, such as might involve civil defense, could be useful.

There is a significant potential toxic hazard from a halon system
that has discharged but has not controlled the fire. Self-
contained breathing units will have to be used, if there is any
doubt, as a minimum.

We are concerned with explosive rupture of halon containers ex-
posed to a fire. Dual approved relief devices tested by certi-
fied contractors or boiler inspectors are needed.

TRANSPOR.TATION

Existing regulations on the transportation of compressed gases in
ASME or DOT approved containers apply to halon and when properly imple-
mented are sufficient to control halon cargoes. Separate transportation
of explosive actuating devices is necessary for safety. General pre-
planning for potentially hazardous cargoes should suffice for most muni-
cipal departments. Identification of cargoes during a fire can be a
"problem at any time and any place. The International Association of
Fire Chiefs is now engaged in making representation to the National
Commission for Fire Prevention and Control on this very subject.

INSTALLATION

The installation of a system must conform to N.F.P.A. Standard
12A, and is subject to fire department review. in addition to the
safety and relief devices noted above, we would be '-oncctned with any
installation that would expose untrained personnel and/or the public to
a halon discharge. (Boeing has had some experience with accidental dis-
charge of portable halon units which indicates that shock effects are
not severe, but the gas itself can pose a serious hazard.)

The detection and alarm portions of any halon system should be
-interconnected with the building fire alarm system. Central fire sta-
tion connection is to be encorraged. All systems should have a readily
distinguishable indicator, showing whether they are full or discharged.

Fire department actuation of a large halon system costing several
thousand dollars to reload poses a new problem. It is axiomatic that a
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fire department can and will use proprietary fire protection equipment
when necessary. However, in view of the cost of recharging large sys-
tems, it might be proper to have a prior written agreement, preferably
executed at the time of installation.

Obviously, each halon system will have to be engineered for the
Job. Already fire departments have had to discourage individuals from
installing groups of small cylinders with individual actuation in large
areas. The obvious problem here is incremental discharge of gas, in
insufficient quantity to control the fire, with the resultant genera-
tion• of toxic products. Such generation does not usually occur in dan-
gerous quantities if the halon controls the fire.

THE FUTURE

It is interesting to speculate on the future applications of
halon. An increasing use in hospitals and institutions is foreseen,
and it could be the answer for protection of high-rise buildings. The
cost (and unfortunately the architectural appearance) of sprinkler sys-
tems has prevented their universal installation. A one-floor charge of
halon could be stored in a high-rise building for automatic discharge.
A fire department truck could supply a second shot for the fire floor,
plus inerting of the floor above. Such a system is conceivable, and
could be less expensive than sprinklers in existing buildings, though
a water standpipe back-up would still be necessary.

Codes must be kept up-to-date, and their enforcement improved.
Use of halons under proper controls is to be encouraged, but both
planning and operational factors must be reflected in fire department
training.

REMARKS

Mr. Kerr: Just in case there are any doubts about the credentials of
our sumnarizing speaker, Rolf Jensen, he is not only head of fire pre-
vention at IIT, but also head of you-know-what NFPA committee.
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SYMPOSIUM ON AN APPRAISAL OF
HALOGENATED FIRE EXTINGUISHING AGENTS

Rolf Jensen

Illinois Institute of Technology

Of necessity this summary must be divided into two distinct parts.
The first deals with the toxicological studies, papers, problems, and
results associated with the halons and with combustion products ,;ener-
ally. The second is concerned with the value of the halons as txin-
guishing agents. Since the data contained in these summary statements
is drawn exclusively from the formal papers which have been presented in
this symposium and from the associated comments made from the floor and
from the podium during ope.n discussion sessions, no attempt is made to
provide references or a bibliography.

TOXICOLOGY

Verified field history on toxic exposures to the halons is scarce
-- especially in regard to precise pathological examination and exposure
history of apparent halon related fire exposures. There are few docu-
mented exposure cases with or without injury.

The toxicological effects of the base agents seem to be well de-
fined and supported by research. The physiological consequences of ex-
posure at different concentration levels based on animal and human test-.
ing are established. They do not seem to be cumulative. There is a
recognized cardiac problem potential; a cardiac problem may also develop
on exposure to some hydrocarbons, a less recognized fact. For the most
part the levels of toxicity occur above the level where flame exting-
guishment is achieved.

There is minimal information on synergistic effects in regard
to both halon-hydrocarbon and halon-combustion products combinations.

The incremental affect of Co and other combustion products on
post-fire survival is only beginning to be studied, but indications are
that CO and acrolein are of major concern.

There is some question whether or not the incremental contribu-
tion of the halons to the basic exposure inherent in a !eal fire situa-
tion is sufficient to be of concern. The lack of toxicity studies in
real fire exposures make it difficult to place other toxicity data in
clear perspective in regard to this incremental effect.
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Risk-benefit analysis often predicts the agent usage conditions.Faced with a choice of certain death by fire versus a hope to live, the

user may have to take a greater exposure risk as, for example, in a sub-
marine c- hyperbaric chaer.

Ava-klable test data shows that !aster extinguishing and discharge
times produce lower amounts of toxic and corrosive halon decomposition
products and lower CO.

There is much duplication of research effort and some lack of re-
lationship to real conditions. This indicates a need for stronger cross
cies between medical-pathological research efforts, and for feedback in-
formation mnd cross-ties with the FPE practitioner. In t•_is seminar, it
vae evident that few medical people attended the second day to hear the
practical side of the problem. It also indicates a need for a PtFPA or
other committees to study the broad questions of extinguishing agent
toxicology and post fire effects (inc~uding both toxicology and other
medical effects). Such a study could yield a broad benefit in reducing
fire-caused death and injury by developing improved first-aid measures
and by providing confirmed base information which may be useful to
groups writing performance standardb.

Available data supports the recommendations of NFPA Standards 12A
and 12B in regard t3 tolerable human exposure concentrations with an ad-
e•quate safety factor.

EX-MiNGUISHMENT

While it is clear that the halons are effective fire extinguish-

ing agents, the degree of effectiveness depends greatly on the goals to
be attained. The effectiveness measure may be totally different depend-
ing on whether you are trying to protect a computer or an airplane. Ef-
fectiveness may be defined in terms of control, extinguishment, rate,
quantity, time or cost with varying results depending on whether the
agent or the system is tested.

There is available data to support existing recommendations of
NFPA 12A and 12B for extinguishment of surface fires by total flooding.
Much data is needed to enable development of local application approaches
-- and to enable system cost to be reduced as a long range goal.

Data on deep-seated and other Class A fires is less prevalent and
it is apparent that more information is needed. Hazard associated with
configuration is an apparent factor which has not been quantified, not
only in relation to halons but in relation to extinguishing Class A
fires in general.

When fires are extinguished rapidly and completely, the level of
halon decomposition products produced is so low as to be of no concern
in regards to both toxicity and corrosivity. Agent contact time with
flame and hot surfaces appears to be the critical factor.

To maximize the benefits and minimize the failings of halons, it
its ghly desirable to detect, actuate and discharge in the shortest
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possible time. ihis demaids a new level of sophistication in fire pro-
tection technology and a system approach. It requires that the total
system be evaluated and that detectors and actuators be selected based
on hazard and the environment. Automatic detection and actuation is
usually a necessity. Speed of detection shou'ld be in balance with needed
response, the type of hazard, and cost or nuisance of false trips.

Fire department and fire brigade personnel must be trained in the
use of halons and system and understand that a fire, missed by a halon,
m=st be fought while using self-contained breathing equipment. Where
flame extinguishment and fire control is the basis of design, they mu3t
be promptly notified and trained in the proper "%op-up" action .-o take.

The halons appear to have good application in many specializei
situations -- particularly where value density is high and where riLL.-
benefit analysis supports its use. Examples are aircraft, mines, space-
craft, tanks and computers.

Considering the relation between recognized toxicity levels which
produce measurable unwanted effects on humans and concentrations needed
to obtain extinguishment, the halons have many useful and valuable aafe

applications. The halons positively overcome the disadvantages of ex-
tinguishing concentrations which do not support life -- previously the
only solution where clean agent flooding extinguishment was indicated.
They are especially useful where rapid fire control is mandatory.

If the total capabilities of the halons are to be exploited for
the benefit of the public, better toxicity data must be developed, eb-
pecially in regard to Halons 1211 and 2402, and in regard to incremental
toxicity effects introduced by halons over and above the toxicity of
usual combuation products. Also, better data is needed on fire extin-
guishment by halons through local application and in Class A fire situa-
tions. The responsibility for this research belongs to the proponents
of its use.

REMARKS

Mr. Kerr: We thank you for that summation. Unless there is anythirg
else anyone wishes to bring before the assembly, please accept the thanks
of both committees to all of the authors and/or speakers in case they
are not the same, and especially our thanks to the audience for their
patient sitting.
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TOXICOLOGY OF HALOCENATED AGETS (KALOM 2402)

Ralph C. Wands

National Research Council

This paper will review very briefly the literature on the inhala-
tion toxicology of Halon 2402, 1, 2-dibromotetrafluoroethane, and of its

pyrolysis products. It is of interest for fire extinguishing purposes
because it is a liquid having a boiling point of about 470 C and a den-
sity of about 2.16 grams per milliliter. These properties permit the
compound to be delivered to the fire as a stream where it ran then evap-
orate rapidly. Its vapors interfere with the chemical reactions of
combustion.

An early screening evaluation of the acute inhalation toxicity of
halogenated agents was conducted by C. C. Comstock and his co-workers at
the U.S. Army Chemical Center in 1950 (1). They exposed rats, one at a
time, to a series of increasing concentrations for 15 minutes each. The
loweest concentration ceusing death was reported as the Approximate
Lethal Concentration (ALC). For Halon 2402 the ALC was 1336 mg/L, which
is equivalent to 12.5Z by volume. The comparable values for Halon 1301
and Halon 1211 were 5075 mg/L or 83Z and 2203 mg/L or 32. respectively.

Comstock also exposed rats similarly to the pyrolysis products of
the agents as produced by passing the vapors through an iron pipe heated
to 8000 C. The ALC for Halon 2402 decomposition products was 0.16% or
17 mg of starting compound per liter. For 1301 it was 86 mg/L or 1.47.
and for 1211 it was 52 mg/L or 7.67.

MacNamee has reported the pathology studies on these animals (1).
The rats exposed to Halon 2402 showed pulmonary irritation with a heavy
infiltration of polymorphonuclear leucocytes throughout the lungs and
serosanguinous material in many of the alveoli. The decomposition pro-
ducts of Halon 2402 caused pulmonary edema which occluded the lumen of
the trachea and most of the alveoli. Similar effects were observed for
Halon 1211 or its pyrolysis products.

In 1960 Engibous end "o'jrkelson at Dow Chemical Company, under a
contract with the U.S. Ait Force Aeromedical Research Laboratories,
Wright-Patterson Air Force Base, investigated many of these compounds
more thoroughly (2). They found that the effects of short exposures at
high concentrations of Halon 2402 primarily involved the central ner-
vous system and death resulted from anesthesia. Fifteen minutes at 26-
28% or 2800 to 3000 mg/L did not kill any of the 8 rats; however, a 30-
minute exposure was fatal to 2 out of 4 rats. Six minutes exposure at
1280 mg/L, approximately 12% by volume, killed all 8 rats and 1 out of
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8 guinea pip. Half of this concentration, i.e., 640 mu/L or about 6%,

killed none of the 6 rats and 8 guinea pigs exposed for one hour. A
7-hour exposure at 1,-1? wmIL (1%) likewise killed none of the animals.
Survivors were sacriilc ed and auto~sied at 18 to 21 days after exposure.
Slight injury was found to their livers and kidneys.

They pyrolized the halons at 6100 C and found that the toxicity
of the pyrolysis produ..t increawed in the following order: 1301, 1211,
2402.

Rainaldi in 1968 ,uonarized preliminary data from an Italian

laboratory as indicatinl -bat Halon 2402 was "a relatively harmlessSsubstance" whose pyrolys s products caused "no mortality in laboratory
animals during 4 hours of exposure or the subsequent 14 days." Upon
autopsy there were "no pa•.0ological elements or phenomena" (3). The
data behind these stateme-ts have not yet appeared in the literature so
it is not possible at thiw uime to compare the procedures and results
with those reported above. The pyrolysis products evolved from fire
extinguishment in a metal box.

Rainaldi also reporteid, "The amount of Halon 2402 used to extin-
guish fire is 100 times loweT than the Approximate Lethal Concentration
(ALC). The quantities of hydrogen bromide and hydrogen fluoride pre-
sent in the smoke are, respectively, 56 parts per million and 5 parts
per million -- considerably lower than their ALC."

The 1965 report in the Russian literature by B. C. Karpov has been
translated by the Joint Publications and Research Service of the U.S.
Department of Commerce (4). He found that for mice two hours at 430 mg/L
or 4% was the "Absolute Fatal" exposure. The "Average Fatal" exposure
was 2 hours at 300 mg/L, 2.8%, and the "Minimum Fatal" was 190 mg/L, 1.87..
The "IMaximum Tolerated" exposure was 150 mg/L, 1.47%, for 2 hours. He also
reported that 14 mg/L, equivalent to 0.13%, was the average concentration
which interfered with an unconditioned reflex response in rabb'ts. Using
these data, Karpov has recommended that the Maximum Permissible Concentra-
tion of Halon 2402 in the air of production buildings should be 2.0 mg/L.
That is less than 0.02%, presumably for an 8 hour exposure daily.

In the last two or three years a group at the Albany Medical
College of Union University have been studying the effects of halogen-
ated hydrocarbons on the mitochondria of animals exposed by inhalation.
Their work has been done under a contract with the National Aeronautics
and Space Administration (5). The preliminary data show that the mito-
chondria of lungs and brains of rats and mice are more affected than
those of hearts, kidneys, and liver following exposure to Halon 2402.
Significant changes in enzymic activities of these mitochondria result Ifrom exposures of the animals for 10 minutes at 460 mg/L, that's 4.3%.

Changes also result from repeated exposures daily for one hour for up
to 6 weeks at 310 mg/L, 2.9%, for rats and 138 mg/L, 1.37%, for mice.

None of the Halon 2402 toxicology studies reviewed above have
reported upon what appears to be one of the most critical toxic effects
of the halogenated hydrocarbons, namely, cardiac sensitization to
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epinephrine. A private communication received recently at the Advisory
Center on Toxicology (6) indicates that concentrations of about 27 mg/L
of Halon 2402 produces marked cardiac arrhythmias in all exposed dogs
with several deaths from ventricular fibrillation, that is only 1/4 of
1% by volume in the air. The details of exposure conditions such as
time or epinephrine concentrations are not available. This report cer-
tainly needs to be investigated more thoroughly.
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DEPENDENCE OF EXTINCTION TINE AND DECOMPOSITION OF
RALOGENATED EXTINGUISHING AGENT ON ITS APPLICATION RATE

Shuzo Yamashika

Fire Research Institute, Japan

lISUMMdAY

Since the extinction time and the decomposition of a fire extin-
guishing agent are both dependent on its application rate, the latter
is considered as quite an important factor in fire extinguishment. In
this report, the results of a series of fire extinguishing tests with
halogenated agents were analyzed by the aid of a formula expressing the
relationship between the application rate and the extinction time. on

the basis of this formula, the critical application rate for halogen-
ated agent is discussed. Further, the experimental values of critical
concentrations for this class of agents with enclosed fires and those
of critical quantities of agents per unit volume of fuel evaporated
with tray fires in the open are compared with the calculated values
based on the data given in various literature sources.

NOMENCLATURE

c(ML'3): Concentration of agent.

cr(ML'3): Critical concentration of agent.

Q(L3T'): Rate of ventilation with the enclosed fire or rate of
flow of combustible gas-mixture into flame with the
open fire.

q(MT'I): Application rate.

qc(M- 1 ): Critical applIcation rate.

r Fraction of fuel in the mixture of fuel and air at cr.

t(T): Time.

te(T): Extinction time.

tc(T): Time required for the concentration of agent to reach
Cr3
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ta(T): Additional time (usually about 0-5 seconds) defined as
ta = te - tc-

U A(L 3 V1-): Air Eupply rate.

UF(L 3T-1): Fuel supply rate.

V(L3): Volume of the space for enclosed fire or flame itself
for open burning.

INTRODUCTION

It is well known that, with any fire extinguishing agent, the ex-
tinction time will be increased as the application rate is decreased,
and vice versa. When the application rate is decreased below a certain
critical value, the fire cannot be extinguished. Of various formulae
heretofore presented to express the relationship between the application
rate and the extinction time with enclosed fires, the author favors a
formula of exponential type. It is also suggested that the same equa-
tion can well be applied to the extinction of tray fires in trie upen in-
stead of a formula of hyperbolic form. Further, the decomposition of
halogenated extinguishing agents was examined to show that it is directly
proportional to the extinction time. This is explained by presuming
that the decomposition takes place exclusively within the flame. Thus,
the toxic gaseous products decrease as the application rate is increased
and the extinction time is decreased, within a range that may be econom-
ically feasible.

EXPERIMENTAL PROCEDURES

The extinguishing tests were made with enclosed fires and with
fires in the open, as well.

3The spae volumes for enclosed fires were threefold, i.e.,
0.64 m , 2.1 m and 29 m3 , and the tests were made with a variety of
fuels such as hexane, wood crib, charcoal, paper, rubber, and some plas-
tics. In each test, an adequate preburn time was provided before the
application of agent.

The open fire tests were made with burning trays, either circular
or square, having areas of 0.08 m2 , 0.16 m2 , 0.32 m 2 , 0.64 m2 , 1.28 m2
an4 2.56 m2 . Hexane was exclusively used as fuel; it was floated on

uater in the trays. The preburn time was taken to be 30 seconds.

Th#e halogenated agents employed were Halon 1011, 2402, 1301 and
1211. 1thy were discharged through fixed spray nozzles. The applica-
tion rate was measured from the variation in weight of the container.
With the tests using liquid fuel, hexane, the extinction time was meas-
ured by visual observation of the flame and by means of a stop watch,
while with the tests using solid combustibles, thermocouple: were used
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to measure the inside temperatares in order to confirm real extinction,
since the sample had to be soaked for a while to cool.

.,',-The analysis of gaseous decomposition products was made by theaid of gas-chromatography for halons and carbon oxides, and the titra-

tion method for hydrogen halides.

The numerical data for plotting the accompanied graphical repre-
sentation of the results are the average values of five runs for each
class of test, except for Figures 3 and 4.

Figure 1 shows the relationship between the extinction time and
the application rate of agent for hexane fires in the enclosure having
a volume of 29 m3 and with a fixed rate of ventilation.

Figure 2 shows the results of similar tests made by varying the

ventilating condition and using only Halon 1011 as the extinguishing
agent.

Figure 3 shows the change in temperature with time at the central
portion of a wood crib for the various concentration of Halon 1301.

Figure 4 shows the change in surface temperature of burning char-
coal together with the change in concentration of Halon 1301 in the
enclosure.

30 j
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application rate q (kg/s)

FIGURE 1. The relationship between the application rate and the extinc-
tion time for hexane fire iii a 29 m3 enclosure. The ventila-
tion was 18 times per hour, i.e., Q = 29 x 18 m3/hr.
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FIGURE 2. The relationship between the application rate of Halon 1011
and the extinction time for hexane fire in a 29 m3 enclosure
under different ventilation conditions.'

iI

Figure 5 shows the relationship 1w'ctiw rce extinctioi time with
hexane fires in the open using various sizes of trays and the ratio of
the application rate of HlnLon 1011 to the fuel evaporation rate.'
Figure 6 shows a similar relationship with hexane open fires in a cir-
cular tray of 64 cm in diameter and with various agents.

Figure 7 shows how the extinction time of enclosed hexane fires
and the concentration ofthydrogen halides rhange with the application

rate of the agent. .

As for the output of carbon mohoxide during the extinction period,
it was hardly dependent on the application rate of the agent, but was
presumably affected by the smoldering decomposition of wooden material.

DISCUSSION

When an extinguishing agent is appliedat a definite rate of ap-
plication to extinguish a fire th an enclosure;, which undergoes a cer-
tain constant ventilation, the manner of change in the concentration of
agent between t ana t+dt may be written as

Vdc = qdt - cQdt (1)

with the assumption that instant mixing and, therefore, uniform concen-
tration are always achieved.

By integrating Eq. (1) with the initial condition c = 0 at t 0,
we get
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t =-(V/Q) ln(l-cQ/q) (2)

and further

tc f =-(V/Q) ln(I-crQ/q) (3)

According co this equation, we know that tc approaches infinity
when q approaches crQ. Hence,

qc = crQ (4)

As for the extinction time te in practice, it is generally longer
than tc, i.e., I

te = tc + ta (5)

With the case Cf ectinguishing a tray fire in the open, the de-
pendence of the extinction time on the application rate of agent may
also be expressed by the same equations as presented above, provided
that suitable substituLC definitions be allocated to some of the vari-
ables in the equations. That is, V should be defined as the flame vol-
uw which may be approx..-kLed by the product of the flame height and the
surface area of burning liquid, and Q as the flow rate of combustible
gas-mixture, which supports the flame and consists of evaporated fuel
and air. This latter qulantity Q is, however, generally hard to measure

directly, and may rather be calculated from the air supply rate UA or
the fuel supply rate Up' by the following expressions, respectively:

1000 1 1 1 1 1 1 1 1 1 1

30%
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FIGURE 3. The behavior of temperatures at the center of wood crib for

different conctntrations of Halon 1301.
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FIGURE 4. The surface temperatu5e of charcoal and the concentration of
Halon 1301 in a 2.1 m enclosure expressed in terms of time.

Q = UA/(l-r) (6)

or

Q = UF/r (7)

Of these two ways for evaluating Q, the latter expression (7) is pre-
ferred, since UF is easier to determine than UA, i.e., UF can be found
from the burning velocity of liquid fuel. So far as the author's ex-
periments are concerned, the ratio A/V was about 0.1 per second.

Further, the quantity q, the application rate of agent, in the

case of extinguishing the open fire should be understooo to represent
an effective rate, i.e., the one that may directly work upon the flame,
and not the one at the discharge nozzle.

The values of critical concentrations for Halons 1011, 2402, 1301,
and 1211, obtained though the experiments with enclosed hexane fires,

are given in the second column of Table 1, while the critical quantities
for these agents with open tray fires, relative to unit volume of evap-
orated fuel, are given in Table 2. In both tables are given the cor-
responding values calculated from the data given in references cited,
which were based on the explosion method or Creitz's method. It can be
seen that the ,.-esent experimental values are smaller than the calcu-
lated ones. Beause the flames in the author's experiments are diffu-
sion flames, it may be said that the extinguishing mechanism will differ
from the vase that in an explosion burette, and also that the author's
experimental values are near to the values by Creitz's method.
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I
The critical concentrations of agents with solid fuel fires, ex-

cept for the case of rubber, were approximately equal to those with hex-
cne fireis, but some soaking time was needed for the combustible to cool
down for complete extinction.

75 " , ,--
a 160 cm square tray
* 126 circular.

83 60 ,square-
o 64 circular.
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0 0 0 0 a
00 0 0
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application rate/fuel evaporation rate q/U,(g/l)

FIGURE 5. The relationship between the ratio of application rate to
fuel evaporation rate and the extinction time for extinguish-
ment of hexane fires in the open using Halon 1011.
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FIGURE 6. The relationship between the ratio of application rate to
fuel evaporation rate and the extinction time for hexane
fires in the open using various halons. The burning tray is
circular with a diameter of 64 cm.
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FIGURE 7. The comparison of the concentration of hydrogen halides with
the extinction time in terms of the application rate.
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TABLE 2

The Critical Quantity of Agent for the Extingui: tment
Per Unit Volume of Fuel Evaporated

Critical QuantiLy of Agent Per Unit
Volume of Fuel Evaporated (gl)

Extinguishing Agent
Experimental Value with j Calculated Value Base

Tray Fire in the Open on References

Halon 1011 9.8 15.9(2)

Halon 21502 4.9 10.9(3)

Halon 1301 7.6 11.2(3)

halon 1211 5.1 -

Carbon Dioxide !'+. 3 24.7

REFERENCES:

1. E. C. Creitz, J. Res. NBS 65A, 389-96, 1961.

2. E. H. Coleman, Fuel, 30, 114-115, 1951.

3. Ibid, 31:445-447, 1952.

4. N. Rainaldi, Fire Technology, 6, 59-67, 1970.
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